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A. POWER SUPPLY SECURITY

Format-A1

Load Restriction due to non availability of Generation

Year Quarter Month Total Hrs.
* Duration of restriction             

(in HRs.)

Percentage of time 

load restricted

1 2 3 4 5 6

2019-20 1st APRIL 720 0.00 0.00

MAY 744 0.00 0.00

JUNE 720 0.00 0.00

Total 2184 0.00 0.00

             *         SLDC is preparing the drawal schedule for discom considering the availability of power from all sources. 

                       Load restriction is being done by the discom as and when required on rotation basis to curtail the demand.

(Jan-March) Page-1 2019



Format-A2

Particulars of Generating Station which failed to meet forcasted requirement at the time of load restriction

Year Quarter Month Hour Name of Generating Station Quantum/ Percentage 

of Load Restriction 

Imposed

1 2 3 4 5 6 7 8
APRIL 720

- - - - - -

MAY 744
- - - - - -

JUNE 720
- - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand.

(In relation to Format: A-1)

2019-20 1st

*Duration of failure to meet forecasted requirement (HRs.)

Date                   From                     To             Total      
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Format-A3

Particulars of demand curtailed and areas affected due to failure of Generating Station to meet forcasted requirement at the time of load restriction

Name of Gen. Station Year Quarter Month Hour
L.R. Imposed in 

MW

Area / Consumer 

categories affected

1 2 3 4 5 6 7 8 9 10 11

APRIL 720 - - - - -

MAY 744 - - - - -

JUNE 720 - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand.

-

2019-20 1st Load restriction imposed in 

the state on rotation basis 

to curtail the demand.

(In relation to Format: A-1)

Duration of failure to meet forecasted requirement 

(HRs.)        

Date               From                   To                Total      
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B. TRANSMISSION SECURITY

Format-B1

Load Restriction due to non availability of Transmission Capacity, (Percentage of time)

(even though Generation was available)

Year Quarter Month
Total Hrs.               

of the month

Duration of restriction                

(in Hrs.)

Percentage of time 

load restricted 

[=(5/4) *100]

1 2 3 4 5 6

2019-20 1st APRIL 720 0.00 0.00

MAY 744 0.00 0.00

JUNE 720 0.00 0.00

Total 2184 0.00 0.00

*          Parital Load Restriction
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B. TRANSMISSION SECURITY

Format-B2

Rescheduling of Generation due to non availability of Transmission Capacity, (Percentage of time)

(even though load restriction was not required)

Year Quarter Month Total Hrs.                        
Duration of Generation rescheduled 

(HRs.)

Percentage of time 

Gen.rescheduled 

[=(5/4) *100]

1 2 3 4 5 6

2019-20 1st APRIL 720 - -

MAY 744 - -

JUNE 720 - -

Total 2184 NIL NIL
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Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4

Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

1 Bhanjanagar 01.04.19 14:06 14:16 00:10 132KV Bhanjanagar-Phulbani 

Fdr

Y PH TO E/F/TRIPPED
- - - - - - -

2 Polasponga 01.04.19 20:53 22:55 00:02 132KV Joda-Polasponga Fdr O/C (R PH),  Ia= 421.5A, Ib= 

364.0A, Ic= 388.0A, In= 0.05A, 

Ig= 5.56A

Polasponga, 

ESSAR, RTSS-

KJR.

00:02

- -

0.0014934 Polasponga

-

3 Nuapada 01.04.19 21:57 22:00 00:03  132KV Saintala-Khariar Line At Saintala- Circuit overloading , 

Tripped on O/C B-Phase

Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:03

- -

0.002082 Khariar, 

Nuapada & 

Kantabanji -

4 Baripada 02.04.19 00:07 00:48 00:41 132 KV Baripada - 

Baripada(PGCIL) Line

132 KV Baripada - PGCIL Line 

I/C Tripped at PGCIL end .

O/C B – Phase ,Fault Current – 
7.825 KA, Fault Distance – 4.09 
Km

Baripada 00:31

- -

0.0164038 Baripada

-

5 Polasponga 02.04.19 03:02 03:05 00:03 132KV Joda-Polasponga Fdr O/C (B PH),  Ia= 435.38A, Ib= 

355.4A, Ic=333.3A, In= 0.0A, Ig= 

3.94A

Polasponga, 

ESSAR, RTSS-

KJR.

00:03

- -

0.0022401 Polasponga

-

6 Polasponga 02.04.19 06:36 06:39 00:03 132KV Joda-Polasponga Fdr O/C (R PH),  Ia=414.1A, Ib= 

341.7A, Ic=285.9A, In= 0.09A, 

Ig= 5.73A

Polasponga, 

ESSAR, RTSS-

KJR.

00:03

- -

0.0022401 Polasponga

-

7 Tarkera 03.04.19 13.22 15.56 02:34  220 kV Tarkera-B.Padar Ckt II DP Relay ( Zone I , Loop-L3_N , 

Distance - 6.457 kM , %age- 

63.3% , Il3-10.35 kA, In-10.92 

kA)

- - - - - - -

8 Nuapada 03.04.19 20:38 20:43 00:05  132KV Saintala-Khariar Line At Saintala- Circuit overloading , 

Tripped on O/C B-Phase

Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:05

- -

0.003470 Khariar, 

Nuapada & 

Kantabanji
-

07:10 07:50 00:40

08:15 09:13 00:58

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

- -
132 kV Khordha- Samuka fdrShamuka Grid9 04.04.19 FFS

- - - - -
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

10 Lapanga 04.04.19 11:31 05.04.19

19:39

###### 132 KV Lapanga -BURLA CKT. - 

I

D/P:- DIST. TRIP, R PH, Y PH, 

ZONE 1, L12 FAULT, P.U. TIME 

- 78 ms, TRIP TIME - 0 ms, Dist. - 

30.4 KM, d(%)= 69.2 %, IL1= 

2.59 KA, IL2= 5.17 KA, IL3= 

0.33 KA, B/U:- O/C, R PH, Y PH, 

PU = 100 ms

(Y PH CONDUCTOR SNAPPED 

AT LOCATION NO. 22)

- - - - - - -

11 Bhawanipatna 04.04.19 13:13 13:22 00:09 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:09
- -

0.0050435 Bhawanipatna, 

Junagarh
-

12 Shamuka Grid 05.04.19 06:30 07:56 01:26 134 kV Khordha- Samuka fdr Tripped - - - - - - -

13 Ganjam 05.04.19 11:47 19:48 08:01  132KV Chhatrapur-Ganjam Fdr The Conductor at B-ph had 

detached from the longrod 

insulator at loc.No.24 of 132 KV 

Chatrapur Ganjam SC Line.The 

longrod insulator itself had got 

damaged.

Ganjam 08:01

- -

0.2150544 Ganjam

-

14 Bargarh 05.04.19 16:18 16:31 00:13  132 KV Katapali- Bargarh Fdr Tripped Bargarh 00:13 - - 0.0164211 Bargarh -

15 Nuapada 05.04.19 22:17 22:22 00:05  132KV Saintala-Khariar Line At Saintala- Circuit overloading , 

Tripped on O/C B-Phase

Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:05

- -

0.0034701 Khariar, 

Nuapada & 

Kantabanji
-

16 Bhawanipatna 06.04.19 07:02 10:25 03:23 132kV Kesinga - Bhawanipatna 

fdr

Tripped Bhawanipatna, 

Junagarh

03:23
- -

0.1137589 Bhawanipatna, 

Junagarh
-

17 Therubali 06.04.19 11:53 12:00 00:07 220KV  Therubali-Laxmipur ckt-

2

Zone-1,CG-T, 37.70Km
- - - - - - -

18  Boudh 06.04.19 15:48 16:42 00:54 132 kV sonepur- Boudh line Trip relay faulty Boudh 00:54 - - 0.0059338 Boudh -

19 Bhograi 07.04.19 01:33 02:09 00:36 132KV Kuchei-Bhograi LINE DP OPTD.,R-PH TO 

GROUND,ZN-1(82KM),IR-

459.1A,IY-47.0A,IB-26.5A
- - - - - - -
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

20 Joda 07.04.19 08:55 09:20 00:25 220 KV Joda-TTPS ckt-1 Fdr tripped at both ends :-

At Joda end-D.P. Relay, Fault 

loop=L3-N, Distance=122.91Km, 

Zone-1, IL1=159.41A, 

IL2=105.94A, IL3=1251.70A, 

IN=1229.38A.

At TTPS-1 end=D.P relay,C-ph 

tripped, Zone-1

- - - - - - -

21  Boudh 07.04.19 11:50 13:36 01:46 132 kV Sonepur- Boudh line Trip relay faulty Boudh 01:46 - - 0.0116479 Boudh -

22 Baripada 07.04.19 14:17 17:15 ###### 132 KV Baripada(PGCIL) – 
Bangriposi Line.

Z1-405m. Ib-8.59KA,O/C in  B- 

phase

Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikot

01:12

- -

0.0434505 Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikot

-

23 Polasponga 07.04.19 16:01 16:03 00:02 132KV Joda-Polasponga Fdr O/C (R PH),  Ia=396.4A, Ib= 

376.04A, Ic=388.84A Ig=51.8A

Polasponga, 

ESSAR, RTSS-

KJR.

00:02

- -

0.0014934 Polasponga

-

24  Bolangir 07.04.19 18:48 18:51 00:03 132 KV Bolangir New- Bolangir 

Old ckt -I

Tripped on directional o/c.
- - - - - - -

25 Nuapada 07.04.19 21:51 21:54 00:03  132KV Saintala-Khariar Line At Saintala- Overloading Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:03

- -

0.0020821 Khariar, 

Nuapada & 

Kantabanji
-

26 Jaleswar 08.04.19 05:51 07:44 01:53 132KV Jaleswar Bhogarai At Jaleswar- DP relay indication :- 

Distance-12.4 KM , Y-phase to 

ground , fault current- 1434.2 A , 

Zone -1. 

At Bhogarai end DP relay 

indication :- Distance -12.5KM , 

Yphase to ground , Fault current - 

1.028 KA 

At Bhograi- DP OPTD.,Y-PH TO  

GROUND,ZN-1(12.5KM),IR-

63.2A,IB-61.3A,IY-1028.5A

- - - - - - -
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

27 Nuapada 08.04.19 06:52 06:54 00:02  132KV Saintala-Khariar Line At Saintala- Overloading Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:02

- -

0.0013881 Khariar, 

Nuapada & 

Kantabanji
-

28 Bhanjanagar 08.04.19 15:42 16:08 00:26 220kv Bhanjanagar-Mendhashal 

ckt.

CGT,Z-1.D=17.05KM/TRIPPED
- - - - - - -

29 Tarkera 08.04.19 16.44 09.04.19

20.07

27.25 220 kV Tarkera Rengali Ckt II At Tarkera-DP Relay( Zone 1 & 2 

, Loop- L3_N, Distance-120.94 

kM , %age-82.27% , Il3-1.37 kA, 

In-1.29 kA)

At Rengali-DP RELAY 

OPERATED,Z3 START,FAULT 

ABS DIST=99.650 KM ,FAULT 

REAL DIST=74.37%,LOOP=L3-

N

- - - - - - -

17:00 17:07 ###### 132KV Rajgangpur-Kuchinda Fdr TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- BGT, LOC-21.26, 

ZONE-=1, FAULT CURRENT Ib-

2848 A, In-2650 A, Ig-2651 A

17:00 18:57 ###### 132KV Rajgangpur-Budhipadar 

Fdr

TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- BGT, LOC-21.66, 

ZONE-=1, FAULT CURRENT Ib-

2384 A, Ig-2399 A

31  Bolangir 07.04.19 18:57 18:59 00:02 132 KV Bolangir New- Bolangir 

Old ckt -I

Tripped on directional o/c.
- - - - - - -

32 Banki 08.04.19 20:28 09.04.19

18:33

22:05 132kv Nuapatna - Banki fdr 86A Relay operated
- - - - - - -

30 Rajgangpur 08.04.19

- - - - - - -
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

33 Joda 08.04.19 20:04 20:47 00:43 132 KV Joda-Kenduposi Fdr tripped only at Joda end.                  

At Joda end- B/U Relay, Fault =R 

ph -O/C,Y ph -O/C ,B ph -O/C, 

IL1=0.60 KA, 

IL2=0.74KA,IL3=0.74KA.                                  

- - - - - - -

34 Nuapada 08.04.19 22:44 22:46 00:02  132KV Saintala-Khariar Line At Saintala- Overloading Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:02

- -

0.0013881 Khariar, 

Nuapada & 

Kantabanji
-

04:43 05:00 00:17 132KV Rajgangpur-Budhipadar 

Fdr

TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- AGT, LOC-46.39, 

ZONE-=1, FAULT CURRENT Ia-

1051 A, Ig-1145 A

04:43 04:52 00:09 132KV Rajgangpur-Tarkera Fdr-1 E/F

36 Nuapada 09.04.19 05:00 05:07 00:07  132KV Saintala-Khariar Line At Saintala- Overloading Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:07

- -

0.0048582 Khariar, 

Nuapada & 

Kantabanji
-

37 Nuapada 09.04.19 05:45 05:48 00:03  132KV Saintala-Khariar Line At Saintala- Overloading Khariar, 

Nuapada, 

Kantabanji

Kantabanji Tr.

00:03

- -

0.0020821 Khariar, 

Nuapada & 

Kantabanji
-

38 Bhanjanagar 11.04.19 12:56 16:38 03:42 220 KV Bhanjanagar-

Meramundali Ckt-1

ABT,Z-1,D=32.3KM/TRIPPED
- - - - - - -

39 Tarkera 11.04.19 13.17 13.31 00:14 132 kV Tarkera-Rajgangpur Ckt 

II

At Tarkera-DP Relay ( Distnace-

25.68 , Loop- Y_E,  Il2-2.92 kA , 

In-2.90 kA)

At Rajgangpur-TRIPPED ON 

DISTANCE PROTECTION, 

FAULT INDICATION- BGT, 

LOC-3.51, ZONE-=1, FAULT 

CURRENT Ib-3210 A, Ig-3676 A

- - - - - - -

35 Rajgangpur 09.04.19

- - - - - - -
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

40 Bhanjanagar 11.04.19 13:54 14:08 00:14 220KV Bhanjanagar-Therubali 

ckt-2

CGT,Z-1.D=102.04KM/ 

TRIPPED
- - - - - - -

41 Bhanjanagar 11.04.19 15:22 16:44 01:22 132KV Bhanjanagar-Aska Ckt-2 L1N D=.68KM/.TRIPPED - - - - - - -

19:09 19:14 00:05 132 KV Nimapara-Samangara Fdr At Samangara-

DIST.PROTECTION 

OPTD.,DIST.2/3 MULTIPHASE 

FAULT,86A OPTD.

19:09 19:18 00:09 132 KV Nimapara-Chandaka Fdr Tripped

43 Joda 12.04.19 03:43 03:49 00:06 132 KV Joda-Banspani RTSS Fdr tripped only at Joda end:-

At Joda end- B/U Relay, O/C Trip, 

Tripped phase-A, IA=200.4A, 

IB=199.2A                                               

Banspani RTSS 00:06

- -

0.0005479

- -

44 Therubali 12.04.19 12:32 16:00 03:28 220KV  Therubali-Laxmipur ckt-

2

Zone-1,CG-T, 36.47Km
- - - - - - -

45 Bolangir New 12.04.19 12:37 12:44 00:07 220 KV Bolangir New- Bargarh Tripped on distance protection.
- - - - - - -

46  Bolangir 12.04.19 14:15 14:29 00:14 132 KV Bolangir New- Bolangir 

Old ckt -II

Tripped on directional o/c and e/f.  Bolangir, 

Sonepur, Boudh

00:14

- -

0.021111  Bolangir, 

Sonepur, 

Boudh
-

47 Polasponga 12.04.19 16:38 16:40 00:02 132KV Joda-Polasponga Fdr E/F WITH DP Z,  Ia=80.81A, 

Ib=1.019KA, Ic=55.05, 

In=1.052KA, Ig= 1.05KA

Polasponga, 

ESSAR, RTSS-

KJR.

00:02

- -

0.0027409 Polasponga

-

48  Bolangir 12.04.19 21:37 21:50 00:13 132 KV Bolangir New- Bolangir 

Old ckt -I

Tripped Bolangir, 

Saintala, Khariar, 

Nuapara, Tusura, 

ACME, 

Kantabanji, 

Kantabanji Tr.

00:13

- -

0.019603 Bolangir, 

Saintala, 

Khariar, 

Nuapara, 

Tusura, 

Kantabanji

-

49 Polasponga 13.04.19 05:25 05:34 00:09 132KV Joda-Polasponga Fdr O/C (B PH),  Ia=1532A, Ib= 

1037A, Ic=366.2, In= 0.00A, Ig= 

4.9A

Polasponga, 

ESSAR, RTSS-

KJR.

00:09

- -

0.0067203 Polasponga

-

13:30 14.04.19

11:45

22:15 132KV Angul-TTPS FDR At Angul-Tripped on E/F with DP 

relay (Fault Abs Dist 10.197 KM , 

Fault Loop L3-N)

0.0883643Chainpal 13.04.19 Angul, MCL 01:53

- -

42 Nimapara 11.04.19 Nimapara

Konark

00:05

- -

0.0036406

50

Nimapara

Konark

Angul

-

-
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

13:30 14:18 At Chainpal-O/C -R ph , Y ph, 

E/F.

14:19 15:24 O/C -R ph ,  E/F.

51 Bhanjanagar 13.04.19 13:53 16:42 02:49 220 KV Bhanjanagar-

Meramundali Ckt-1

AGT,Z-2,D=127.2KM/TRIPPED
- - - - - - -

52 Chainpal 13.04.19 19:29 19:46 00:17 132 KV Chainpal-Angul FDR  O/C -R ph ,Y ph, B ph ,  E/F. Angul, MCL 00:17 - - 0.0132937 Angul -

53 Polasponga 14.04.19 00:09 00:11 00:02 132KV Polasponga-ESSAR Fdr O/C (R,Y PH),  Ia=416, 

Ib=338.5KA, 

Ic=347.5KA,IN=0.05,IG=5.95

ESSAR 00:02

- -

0.0003785

- -

54 Polasponga 14.04.19 04:03 04:06 00:03 132KV Polasponga-ESSAR Fdr O/C (R,Y PH),  Ia=411.1KA, 

Ib=350.82KA, Ic=331.3KA , 

IN=0.0A, IG=1.1 

ESSAR 00:03

- -

0.0005677

- -

55 Lapanga 14.04.19 05:12 18:09 12:57 132 KV Lapanga-BURLA CKT. - 

I

D/P:- DIST. TRIP, Y PH, B PH, 

ZONE 2, Dist. - 36.5 KM, d(%)= 

83.0 %, IL1= 0.01 KA, IL2= 3.76 

KA, IL3= 3.48 KA

B/U:- O/C, R PH, Y PH, B PH, 

E/F TRIP, LBB INT,PU =471 ms

(Y PH CONDUCTOR SNAPPED 

AT LOC. NO. 05)

- - - - - - -

09:53 12:37 02:44 132 KV Lapanga- Rengali RTSS R PH CONDUCTOR OF 132 KV 

ARYAN ISPAT SNAPPED AND 

FELL ON B PH CONDUCTOR 

OF 132 KV RTSS Rengali

09:53 15.04.19

20:49

22:56 132 KV Lapanga-ARYAN 

ISPAT

Tripped.(R PH CT BURST AT 

ARYAN ISPAT SWITCH YARD 

OF SHYAM DRI and R PH 

CONDUCTOR SNAPPED AT 

GANTRY POINT OF SWITCH 

YARD)

57 Chainpal 14.04.19 11:09 11:18 00:09 132 KV Chainpal-Angul FDR  O/C -Y ph, B ph ,  E/F. Angul, MCL 00:09 - - 0.00703787 Angul -

58 Jaleswar 14.04.19 19:07 15.04.19

20:27

25:20 132KV Basta-Jaleswar Fdr Tripped ( OPGW cable snapped 

between Loc No. 115 & 116) 
- - - - - - -

56 Lapanga 14.04.19 RTSS Rengali 02:44

- -

01:53 132 KV Chainpal-Angul FDR  
- -

0.0097973

-

-

-
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59 Polasponga 15.04.19 01:18 01:20 00:02 132KV Polasponga-ESSAR Fdr O/C (R,Y PH),  Ia= 396.4A, 

Ib=376.6KA, Ic=388.0KA 

IN=0.05

ESSAR 00:02

- -

0.0003785

- -

60 Puri 15.04.19 05:02 10:22 05:20 132 KV Puri- Nimapara Distance protection - - - - - - -

61 Chainpal 15.04.19 23:26 23:58 00:32 132 KV Chainpal-Angul FDR  O/C - B ph ,  E/F. - - - - - - -

62  Bolangir 16.04.19 01:03 01:49 00:46 132 KV Bolangir New- Bolangir 

Old ckt -II

Tripped on directional o/c and e/f.

(LA Brust on 132KV Sadeipali-

Bolangir O/G Fdr)

Bolangir, 

Saintala, Khariar, 

Nuapara, Tusura, 

ACME, 

Kantabanji, 

Kantabanji 

Tr.,Sonepur,Bou

dh

00:46

- -

0.1030408 Bolangir,  

Saintala, 

Khariar, 

Nuapara, 

Tusura, 

Kantabanji, , 

Sonepur,Boud

h

-

63 Polasponga 16.04.19 01:17 01:21 00:04 132KV Polasponga-ESSAR Fdr O/C(R,PH),IA=415.3,IB=381.2,IC

=353 IN=0.05,IG2.56

ESSAR 00:04
- -

0.000757
- -

01:18 01:23 00:05 132KV BOLANGIR-Barpali 

CKT

01:18 01:23 00:05 132KV Barpali -Bargarh CKT

65 Bhanjanagar 16.04.19 15:13 15:22 00:09 132KV Bhanjanagar-Phulbani 

Fdr

E/F,86/TRIPPED Phulbani 00:09
- -

0.0027368 Phulbani
-

66  Bolangir 16.04.19 16:34 16:40 00:06 132 KV Bolangir New- Bolangir 

Old ckt -I & II

Tripped on directional o/c and e/f. Bolangir, 

Saintala, Khariar, 

Nuapara, Tusura, 

ACME, 

Kantabanji, 

Kantabanji Tr.

00:06

- -

0.01344010 Bolangir, 

Saintala, 

Khariar, 

Nuapara, 

Tusura,  

Kantabanji, 

-

67 Bhawanipatna 17.04.19 01:01 01:08 00:07 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:07
- -

0.0039227 Bhawanipatna, 

Junagarh
-

68 Nuapada 17.04.19 05:27 05:40 00:13  132KV Saintala-Khariar Line  Tripped from Saintala-Due to ckt 

overloading 

Khariar, 

Nuapada 

Kantabanji, 

Kantabanji Tr.

00:13

- -

0.0090223 Khariar, 

Nuapada 

Kantabanji
-

64 Barpali 16.04.20 Tripped Barpali, Bargarh 00:05

- -

0.0091332 Barpali, 

Bargarh -
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69 Bhanjanagar 17.04.19 11:07 16:54 05:47 220KV Bhanjanagar-Therubali 

Ckt-2.

At Bhanjanagar-CGT,Z-

2,D=68.95KM/TRIPPED

At Therubali-Zone-2,C-N, 

91.44Km

- - - - - - -

70 Khajuriakata 17.04.19 13:02 13:14 00:12 132 KV Khajuriakata- Nuapatana 

Line

R-Y O/C Fault (Zone-1), 41.1 

Kms

Khajuriakata 00:12
- -

0.0010531 Khajuriakata
-

71 Joda 19.04.19 01:25 01:43 00:18 132 KV Joda-PPG Fdr tripped only at Joda end.

At Joda end- DP Relay, zone-

1,fault loop=L2_N,fault 

distance=2.0437 km, 

IL1=247.75A, IL2=6817.47A, 

IL3=238.20A, IN=6895.73A                                                         

Polasponga 00:18

- -

0.0134406 Polasponga

-

72 Polasponga 19.04.19 01:36 01:55 00:19 132KV Polasponga- RTSS-KJR 

LINE

O/C (R PH),  Ia=384.A, 

Ib=1453A, Ic=1123A, IN=0.0, IG 

=11.0

RTSS KJR 00:19

- -

0.0018665

- -

05:54 09:05 03:11 132 KV Lapanga-Budhipadar D/P:- ZONE 1, R PH, L1E, PU 

TIME= 65 ms, TRIP TIME= 2 

ms, DIS.- 3.2 KM, IL1= 10.6 KA, 

IL2= 0.37 KA, IL3= 0.38 KA

B/U:- O/C PU, R PH

05:54 06:05 00:11 160 MVA AUTO TFR I O/C, E/F, R PH, PU TIME= 144 

ms, TRIP TIME= 61 ms, IL1= 

2.29 KA, IL2= 0.56 KA, IL3= 

0.24 KA

74 Therubali 19.04.19 10:20 20.04.19

15:32

29:12 132KV Therubali-RAYAGADA 

Fdr

Tripped due to R-Phase Conductor 

snapped 
- - - - - - -

75 Polasponga 19.04.19 14:28 14:30 0.02 132KV Polasponga- RTSS-KJR 

LINE

O/C (R PH),  Ia=219.1A, 

Ib=1870.0A, Ic39.074A, In=6.68A

RTSS KJR 00:28

- -

0.0001965

- -

76 Rengali 19.04.19 15:17 15:54 00:37 220KV Rengali S/Y-BARKOTE 

FDR-I

ZONE OPERATED-A,PHASE-A, 

VA=0.93VN,VB=1.01VN, 

VC=1.02VN,IA=3.29IN,IB=0.08I

N, IC=0.17IN

- - - - - - -

-

73 Lapanga 19.04.19

- - - - - -
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77 Rajgangpur 19.04.19 17:27 17:43 0:16:00 132KV Rajgangpur-Budhipadar 

Fdr

TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- BGT,LOC-21.69, 

ZONE-=1, FAULT CURRENT Ib-

2528  A, Ig-2764 A

- - - - - - -

78 Tarkera 19.04.19 18.22 20.04.19

11:51

17:29 220 kV Tarkera - Bonai Fdr DP Relay ( Zone I , Distance - 

5.02 kms , %age- 11.20% , Loop - 

L1_N , Il1-11.67 kA , In-12.08 

kA)

 

- - - -

 

-

79 Nuapada 19.04.19 20:08 20:16 00:08  132KV Saintala-Khariar Line 132KV Saintala I/C pullout Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:08 Tripped 

from 

Saintala

Tripped 

from 

Saintala

0.00555221 Khariar, 

Nuapada  

Kantabanji 
-

22:18 23:22 01:04 132 KV Lapanga-Budhipadar D/P:- DIS. TRIP, ZONE 1, R PH, 

DIS.- 3.2 KM, d(%)= 19.8%, IL1= 

8.08 KA, IL2= 0.26 KA, IL3= 

0.29 KA

B/U:- O/C, R PH, LBB, PU 

TIME= 89 ms

22:18 22:29 00:11 220/132 KV 160 MVA AUTO 

TFR I

O/C, E/F, R PH, LBB, PU TIME= 

146 ms, TRIP TIME= 63 ms, 

IL1= 0.96 KA, IL2= 0.40 KA, 

IL3= 0.12 KA

81 Nuapada 20.04.19 10:15 15:23 05:08  132 kV Khariar-Nuapada Line At Khariar-Y-B Phase 

Overcurrent, DP operated

Nuapada 05:08
- -

0.0516818 Nuapada
-

82 Umarkote 20.04.19 18:26 00:00 05:34 132 kV Tentulikhunti-Dabugaon-

Umarkote

Line fault at TTK-DBGAON Dabugaon, 

Umerkote

05:34
- -

0.1078131 Dabugaon, 

Umerkote
-

83 Nuapada 20.04.19 20:12 20:16 00:04  132KV Saintala-Khariar Line At Tusura-Tripped on E/F, Tushra 

132KV I/C Pullout

Saintala, Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:04

- -

0.00288423 Saintala, 

Khariar, 

Nuapada 

Kantabanji

-

84 Umarkote 21.04.19 01:00 11:26 10:26 133 kV Tentulikhunti-Dabugaon-

Umarkote

Line fault at TTK-DBGAON Dabugaon, 

Umerkote

10:26
- -

0.2020688 Dabugaon, 

Umerkote
-

80

-

Lapanga 19.04.19

- - - - - -
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85 Nuapada 21.04.19 08:24 08:40 00:16  132KV Saintala-Khariar Line At Tusura-132KV Saintala O/G 

Fdr Tripped on E/F

Saintala, Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:16

- -

0.0115369 Saintala, 

Khariar, 

Nuapada 

Kantabanji

-

86 Brajrajnagar 21.04.19 12:22 12.31 00:09 132 KV Budhipadar -

Brajarajnagar fdr

Tripped due to 33KV Aryan 

feeder fault

Brajrajnagar 00:09
- -

0.0046004 Brajrajnagar
-

87 Angul  21.04.19 13:10 13:27 00:16 132KV Angul-TTPS FDR Tripped with DP relay (Fault Abs 

Dist 3.125 KM , Fault Loop L2-N)

Angul, MCL 00:16

- -

0.0125118 Angul

-

88 Nuapada 21.04.19 13:38 13:50 00:12  132 kV Khariar-Nuapada Line At Khariar- B Phase Overcurrent 

,DP operated

Nuapada 00:12
- -

0.0020136 Nuapada
-

13:51 14:37 0:46:00 132KV Rajgangpur-Budhipadar 

Fdr

TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- BGT, LOC-22 

KM, ZONE-=1, FAULT 

CURRENT Ib-2267A, Ig-2431A

13:51 13:58 0:07:00 132KV Rajgangpur-Kuchinda Fdr TRIPPED ON DISTANCE 

PROTECTION

90 Rajgangpur 21.04.19 14:49 15:13 0:24:00 132KV Rajgangpur-Budhipadar 

Fdr

TRIPPED ON DISTANCE 

PROTECTION, FAULT 

INDICATION- AGT, LOC-

35.53KM, ZONE-=1, FAULT 

CURRENT Ia-1969 A, Ig-2144 A

- - - - - - -

91 Joda 21.04.19 15:18 15:28 00:10 132 KV Joda-Polasponga At Joda end- DP Relay, zone-

1,fault loop=L2_N,fault 

distance=2.27 km, IL1=161.90A, 

IL2=6868.97A, IL3=109.93A, 

IN=6763.22A.

At PPG end- DP Relay, zone-

1,fault loop=L2_N,fault 

distance=32.2 km, IL1=176A, 

IL2=293A, IL3=127A, IN=407A                                                       

Polasponga 00:10

- -

0.007467 Polasponga

-

- - - -

89 Rajgangpur 21.04.19

- - -
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92 Tarkera 21.04.19 15.17 16.19 01:02 220 kV Tarkera-Rengali Ckt II Numerical Backup Relay (Ia-364.9 

A , Ib-286.8 A , Ic-225.9 A , In-

861.5A )
- - - - - - -

93 Polasponga 21.04.19 15.35 16:15 00:40 132KV Joda-Polasponga Fdr Tripped Polasponga, 

ESSAR, RTSS-

KJR.

00:40

- -

0.029868 Polasponga

-

94 Tarkera 21.04.19 15.53 16.54 01:01  220 kV Tarkera-B.Padar Ckt I DP Relay ( Loop- L1_E , Distance-

69.5 kM , %age-68.2% ) - - - - - - -

18:46 19:21 00:35 132 KV Lapanga-Budhipadar D/P:- DIS. TRIP, ZONE 1, L1E, 

DIS.- 3.1 KM, d(%)= 19.6%, IL1= 

9.32 KA, IL2= 0.26 KA, IL3= 

0.38 KA

B/U:- O/C, R PH, PU TIME= 99 

ms

18:46 19:13 00:27 220/132 KV 160 MVA AUTO 

TFR I

HV:- R PH PU, PU TIME= 129 

ms, DIR. PU= 89 ms

LV:- O/C, E/F, R PH, IL1=1.03 

KA, IL2= 0.5 KA, IL3= 0.02 KA, 

PU TIME= 144 ms, TRIP TIME= 

62 ms

96 Bhanjanagar 21.04.19 17:57 18:10 00:13 220 KV Bhanjanagar- 

Meramundali Ckt-1

CGT,Z-1.D=56.12KM/TRIPPED
- - - - - - -

97 Khajuriakata 21.04.19 18:02 18:51 00:49 132 KV Khajuriakata- Nuapatana 

Line

R-G Fault (Zone-1), 47.6 Kms
- - - - - - -

98 Angul  22.04.19 14:50 23:27 08:37 132KV Angul-TTPS FDR Tripped on DP Relay. Fault Abs 

dist= 5KM at TTPS end.
- - - - - - -

99 Chainpal 22.04.19 16:16 16:34 00:18 132 KV Chainpal-Angul FDR  O/C - B ph ,  E/F. Angul, MCL 00:18 - - 0.0140757 Angul -

100 Jaleswar 22.04.19 20:04 23.04.19

11:52

15:48 132KV Kuchei- Jaleswar fdr At Jaleswar end DP relay 

indication :- Distance-24.3 KM , 

Y-phase to ground , fault current- 

1054.7 A , Zone -1    (Jumper 

Snapped at Loc. No.- 178 of 

132Kv Kuchei Jaleswar line)                                

- - - - - - -

Lapanga 21.04.19

- - - - -

95

- -
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101 Tarkera 23.04.19 00:04 01:28 00:48 220 kV Tarkera-RSP Ckt II Numeracal Backu Relay (Ia-9.71 

kA , Ib-1.46 kA , Ic-970.9 A , In-

7.32 kA )
- - - - - - -

102 Therubali 23.04.19 13:22 15:57 02:35 220KV Therubali- Indravati ckt -

II

Zone-1,L3-N, 23.9Km
- - - - - - -

23.04.19 15:32 18:33 03:01 132KV Angul-TTPS FDR At Angul -\Tripped with DP relay 

(Fault Abs Dist 12.506KM , Fault 

Loop L2-N)

23.04.19 15:35 15:49 00:14 132 KV Chainpal-Angul FDR  At Chainpal-O/C -Y ph ,  E/F.

104 Nuapada 23.04.19 22:20 22:27 00:07  132KV Saintala-Khariar Line At Saintala-132KV Saintala I/C 

pullout

Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:07

- -

0.0048582 Khariar, 

Nuapada 

Kantabanji
-

105 Jaleswar 24.04.19 08:29 17:05 08:36 132 KV Basta-Jaleswar Tripped - - - - - - -

106 Tarkera 24.04.19 15.03 16.1 01:07 220 kV Tarkera-Bonai Ckt DP Relay( Distance - 38.955 kM , 

Zone II , Loop-L2_N , Il2-3.6 kA , 

%age- 87.34%)
- - - - - - -

107 Bhawanipatna 24.04.19 16:00 16:14 00:14 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:14
- -

0.0078454 Bhawanipatna, 

Junagarh
-

108 Nuapada 24.04.19 21:22 21:26 00:04  132KV Saintala-Khariar Line At Saintala-132KV Saintala I/C 

pullout

Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:04

- -

0.0013881 Khariar, 

Nuapada 

Kantabanji
-

109 Bhawanipatna 24.04.19 21:39 21:45 00:06 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:06
- -

0.0033623 Bhawanipatna, 

Junagarh
-

110 Joda 25.04.19 02:15 02:24 00:09 132 KV Joda-Banspani RTSS Fdr tripped only at Joda end.

At Joda end- B/U (O/C)  , 

IA=204.7A, IB=203.4A, IC=0                                                        

Banspani RTSS 00:09

- -

0.0008219

- -

111 Bhawanipatna 25.04.19 06:50 06:55 00:05 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:05
- -

0.0028019 Bhawanipatna, 

Junagarh
-

112 Polasponga 25.04.19 07:58 08:06 00:08 132KV Joda-Polasponga Fdr O/C,E/F (Y PH),  Ia= 221.5A, Ib= 

654.1A, Ic=161.2A, In= 0.1A, Ig= 

686.26A

Polasponga, 

ESSAR, RTSS-

KJR.

00:08

- -

0.0059736 Polasponga

-

113 Jaleswar 25.04.19 09:09 17:40 8:31:00 132 KV Basta-Jaleswar Tripped - - - - - - -

103 Angul  Angul, MCL 00:18

- -

0.0140757 Angul

-
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114 Bhanjanagar 25.04.19 12:54 19:08 06:14 220kv Bhanjanagar-Mendhashal 

ckt.

AGT,Z=1,D=30.56Km./TRIPPED
- - - - - - -

115 Therubali 25.04.19 12.37 12:59 0:22 220KV Therubali- Indravati ckt -

2

Zone-1,L3-N, 11.06Km
- - - - - - -

12:55 13:10 00:15 132KV Rajgangpur-Tarkera Fdr-1 TRIPPED ON OVER CUIRRENT 

R-PHASE (51 R)

12:55 13:01 00:06 132KV Rajgangpur-Budhipadar 

Fdr

DP OPERATED, FAULT- L1 TO 

L2, FAULT CURRENT- L1-

1.529kA, L2-1.396kA, LOC- 

99.176, ZONE-2 

12:55 13:04 00:09 132KV Rajgangpur-Tarkera Fdr-

II

DP OPERATED, FAULT- L1 TO 

L2, FAULT CURRENT- L1-

3.70kA, L2-3.68kA,L3-0.03kA,  

LOC- 28.704KM, ZONE-2 

12.55 13.04 00:09 132 kV Tarkera-Rajgangpur II DP Relay ( Distance-28.7 km , 

Loop-L1_L2 , Il1-2.79kA , Il2-

2.77kA ) , Numeracal Backup 

Relay

117 Polasponga 25.04.19 23:41 23:46 00:05 132KV Joda-Polasponga Fdr O/C (R PH),  Ia= 421A, Ib= 361A, 

Ic=277.7A, In= 0.03A, Ig= 3.12A

Polasponga, 

ESSAR, RTSS-

KJR.

00:05

- -

0.003734 Polasponga

-

118 Ganjam 26.04.19 12:23   12:44 00:21  132KV Chhatrapur-Ganjam Fdr 132KV Incoming supply failed 

from Chatrapur end.

Ganjam 00:21
- -

0.0093891 Ganjam
-

119 Bhanjanagar 26.04.19 12:23 28.04.19

14:45

26:22 132KV Bhanjanagar-Aska Ckt-1 CGT,Z=1,D=19.76Km./TRIPPED
- - - - - - -

11:11 11:21 0:10 220KV  Therubali-Laxmipur ckt-I Zone-1,A-N, 33.43Km

11:11 11:23 0:12 220KV  Therubali-Laxmipur ckt-

2

Zone-1,CG-T, 39.69Km

121 Tarkera 27.04.19 13.24 18.48 5.24 220 kV Tarkera-Bonai Ckt DP Relay( Zone I , Distance-81.15 

,Loop-L2_L3 , %age-181.97% , 

Il2-2.61 kA , Il3-2.84 kA , In-

1.37kA

- - - - - - -

122 Khajuriakata 27.04.19 17:27 18:21 00:54 132 KV Khajuriakata- 

Meramunduli Line

Y-G Fault (Zone-1), -1.4 Kms Khajuriakata 00:13
- -

0.0011409 Khajuriakata
-

-

120 Therubali 27.04.19

- - - -

116 Rajgangpur 25.04.19 Rajgangpur, 

OCL, OISL, 

Railway, 

Kuchinda

00:06

- -

0.0064413 Rajgangpur, 

Kuchinda

-

-

-
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17:31 28.04.19

23:55

06:24 132KV Angul-TTPS FDR At angul-Tripped with DP relay 

(Fault Abs Dist 12.859 KM , Fault 

Loop L2-N)

17:31 22:34 05:03 132 KV Chainpal-Angul FDR  At Chainpal- O/C -R ph ,Y ph, B 

ph ,  E/F,M/T

124  Bolangir 27.04.19 20:01 20:06 00:05 132 KV Bolangir New- Bolangir 

Old ckt -I & II

Tripped on directional o/c.  Bolangir, 

Sonepur, Boudh

00:05

- -

0.0068522  Bolangir, 

Sonepur, 

Boudh
-

125 Nuapada 27.04.19 22:27 22:42 00:15  132KV Saintala-Khariar Line At Saintala-132KV Saintala I/C 

pullout

Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:15

- -

0.0104104 Khariar, 

Nuapada 

Kantabanji
-

12.09 19.35 07:26 220 kV Tarkera-Rengali Ckt II DP Relay ( Il1-1.02 kA ) - - - - - - -

12:09 19:36 07:27 220KV Rengali S/Y-Tarkera FDR-

II

NUMERICAL B/U RELAY 

OPERATED: 

IA=2451.29A,IB=72.93A,IC=44.6

7A,IN=2050.27A

- - - - - - -

127 Baripada 28.04.19 12:09 17:03 ###### 132 KV Baripada(PGCIL) – 
Bangriposi Line.

Z1-8.79Km.Y-B phase fault. Ib-

3.85 KA.IR-306.9A.IY-4.105KA

ICT was tripped at PGCIL end.

- - - - - - -

128 Joda 28.04.19 12:38 13:53 01:15 220 KV Joda-TTPS ckt-1 Fdr tripped at both ends.                  

At Joda end-D.P. Relay, Fault 

loop=L3-N, Distance=97.246Km, 

Zone-1, IL1=156.43A, 

IL2=128.31A ,IL3=1330.52A, 

IN=1372.06A.                  

At TTPS-1 end=D.P relay,C-ph 

tripped,  Distance-41.70km      

- - - - - - -

129 Polasponga 28.04.19 15:06 15:09 00:03 132KV Joda-Polasponga Fdr O/C (R PH),  Ia= 423.4A, Ib= 

355.9A, Ic= 309.8A, In= 0.09A, 

Ig= 2.4A

Polasponga, 

ESSAR, RTSS-

KJR.

00:03

- -

0.0022401 Polasponga

-

130 Nuapada 28.04.19 16:27 17:48 01:21  132KV Saintala-Khariar Line B-Phase Jumper snapped at Gantry 

point of 132 Saintala O/G Fdr

(Tripped from Tushra)

Saintala, Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

01:21

- -

0.0584057 Saintala, 

Khariar, 

Nuapada  

Kantabanji, 

-

-

01:10

- -

0.054739 Angul123 Angul  27.04.19 Angul, MCL

Tarkera 28.04.19126
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131 Nuapada 29.04.19 02:34 02:39 00:05  132KV Kesinga-Khariar Line Due to ckt overloading 

(Tripped from Theruvali)

Kesinga, 

Junagarh, 

Bhawanipatana, 

Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:05

- -

0.0087067 Kesinga, 

Junagarh, 

Bhawanipatan

a, Khariar, 

Nuapada & 

Kantabanji

-

132 Joda 29.04.19 09:30 09:35 00:05 132 KV Joda-Banspani RTSS Fdr tripped at Joda ends.

At Joda end-B/U Relay,O/C 

tripped,Phase=A, Zone-1, 

IL1=201.1A, IL2=199.9A,IL3=0   

.                  

Banspani RTSS 00:05

- -

0.0004566

- -

133 Bhawanipatna 29.04.19 11:10 11:20 00:10 132kV Kesinga - Bhawanipatna 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh

00:10
- -

0.0056039 Bhawanipatna, 

Junagarh
-

12:28 12:32 00:04 132KV BOLANGIR-Barpali 

CKT

12:28 12:32 00:04 132KV Barpali -Bargarh CKT

12:28 12:32 00:03 132 KV Bolangir New- Bolangir 

Old ckt -I & II

12:51 13:05 00:14 220KV Bhanjanagar- Therubali 

Ckt-1.

At Bhanjanagar-

AGT,Z=1,D=59.25Km.
- - - - - - -

12:51 13:05 0:14 220KV  Therubali-Bhanjanagar 

ckt-1

At Therubali-Zone-2,A-N, 

114.7Km
- - - - - - -

136 Chainpal 29.04.19 13:08 13:19 00:11 132 KV Chainpal-Angul FDR  E/F - - - - - - -

137  Bolangir 29.04.19 16:45 16:48 00:03 132 KV Bolangir New- Bolangir 

Old ckt -I & II

Tripped on directional o/c and e/f. Bolangir, 

Saintala, Khariar, 

Nuapara, Tusura, 

ACME, 

Kantabanji, 

Kantabanji Tr.

00:03

- -

0.0067201 Bolangir, 

Saintala, 

Khariar, 

Nuapara, 

Tusura, 

Kantabanji, 

-

-

0.0054818

135 Bhanjanagar 29.04.19

134  Bolangir 29.04.19 Tripped  Bolangir, 

Sonepur, Boudh

00:04

-

 Bolangir, 

Sonepur, 

Boudh -
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138  Bolangir 29.04.19 17:28 17:31 00:03 132 KV Bolangir New- Bolangir 

Old ckt -I & II

Tripped on directional o/c and e/f. Bolangir, 

Saintala, Khariar, 

Nuapara, Tusura, 

ACME, 

Kantabanji, 

Kantabanji Tr.

00:03

- -

0.0067201 Bolangir, 

Saintala, 

Khariar, 

Nuapara, 

Tusura, 

Kantabanji, 

-

139 Polasponga 29.04.19 21:33 21:38 00:05 132KV Joda-Polasponga Fdr O/C (R PH),  Ia= 405A, Ib= 340A, 

Ic= 242.8A, In= 0.1A, Ig= 4.66A

Polasponga, 

ESSAR, RTSS-

KJR.

00:05

- -

0.0037335 Polasponga

-

140 Nuapada 30.04.19 03:43 07:00 03:17  132KV Saintala-Khariar Line  Tripped from Saintala(Y-Phase 

Jumper snapped on 132Kesinga-

Khariar O/G Fdr at GSS Kesinga)

Saintala, Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

03:17

- -

0.1367233 Saintala, 

Khariar, 

Nuapada  

Kantabanji, 

-

141 Bhawanipatna 30.04.19 05:14 05:24 00:10 132kV Kesinga - Bhawanipatna 

fdr

Tripped Bhawanipatna, 

Junagarh

00:10
- -

0.0056039 Bhawanipatna, 

Junagarh
-

142 Bhawanipatna 30.04.19 15:42 15:48 00:06 132kV Kesinga - Bhawanipatna 

fdr

Tripped Bhawanipatna, 

Junagarh

00:06
- -

0.0033623 Bhawanipatna, 

Junagarh
-

143 Bhanjanagar 30.04.19 18:08 18:18 00:10 132KV Bhanjanagar- Aska Ckt-1 AGT,Z=1,D=18.61Km./TRIPPED
- - - - - - -

144 Nuapada 30.04.19 22:32 22:38 00:06  132KV Saintala-Khariar Line  Tripped from Saintala-(Due to ckt 

overloading )

Khariar, 

Nuapada & 

Kantabanji,Kanta

banji Tr.

00:06

- -

0.0041642 Khariar, 

Nuapada & 

Kantabanji
-

145 Nuapada 01.05.19 16:28 16:30 00:02  132KV Saintala-Khariar Line Tripped from Sadeipali on 

overloading 

Bolangir, Tushra, 

Saintala, Khariar, 

Nuapara, 

Kantabanji,

Kantabanji,,

Acme

00:02

- -

0.003089 Bolangir, 

Tushra, 

Saintala, 

Khariar, 

Nuapara, 

Kantabanji

-

146 Nuapada 01.05.19 22:43 22:48 00:05  132KV Saintala-Khariar Line  Tripped from Saintala 

overloading 

At Kesinga-Tripped on O/C

Khariar, 

Nuapada , 

Kantabanji, 

Kantabanji Tr.

00:05

- -

0.003618 Khariar, 

Nuapada , 

Kantabanji, 
-

132 KV Joda-Barbil08:21 08:33 00:12 Fdr tripped only at JODA end.  At 

JODA end- DP Relay, Zone-1, 
- -

0.005932147 Joda 02.05.19 Barbil, Bolani, 

Arya, Nalda

00:12 Barbil, , , 
-
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133 KV Barbil-Bolani

 132KV Nuapatna-Khajuriakata 

Fdr 

 132kv Nuapatna-Arati Feeder 

149 Baripada 02.05.19 15:38 19:20 ######  132KV Bangriposi- 

Baripada(PG) Line.

At Baripada(PG)-Tripped

( L/A burst at PGCIL end)

Bangriposi 

,Rairangpur 

00:37

- -

0.014597 Bangriposi 

,Rairangpur -

150 Joda 02.05.19 16.02 17.54 1.52 132 KV Joda-Barbil Fdr tripped only at JODA end.           

At JODA end- DP Relay, Zone-1, 

Dist= -3.43Km, Fault loop= BG T, 

IA=269A, IB=7427A,IC=120A, 

IG=7125A                                  

Barbil, Bolani, 

Arya, Nalda

01:52

- -

0.0553653 Barbil, , , 

-

07:05 07:39 00:34 Auto-I,II,III at Balasore

07:05 07:58 00:53 132Kv Traction Fdr

07:05 07:41 00:36 132Kv Birla Tyres Fdr

07:05 07:39 00:34 132Kv Balasore Alloys Fdr

07:05 07:39 00:34 132/33kV Power Transformer-

I,II,III

00:39 30.05.19

15:27

662:41 220KV Narendrapur-Atri Ckt-I 

00:39 30.05.19

15:29

662:43 220KV Narendrapur-Atri Ckt-II

06:24 04.05.19

22:38

40:14 132KV Nuapatna-Khajuriakata 

fdr

Tripped (Due to Cyclone Fani,B 

phase to ground fault.)

07:18 15:29 07:29 220KV Narendrapur-Atri Ckt- II Tripped (Due to Cyclone Fani)

07:56 21:21 13:25 220KV Atri-Infocity Line

07:56 08:25 00:29 220Kv Atri-Pandiabil Ckt-I 

07:56 04.05.19

01:50

17:54 220Kv Atri-Pandiabil Ckt- II.

08:00 22:31 14:31 315 MVA ICT -I at Mendhasal 

08:00 22:05 14:05 316 MVA ICT -II at Mendhasal 

08:20 15.05.19

13:41

365:21 220KV Mendhasal-Chandaka  ckt-

I

JODA end- DP Relay, Zone-1, 
- -

Arya, Nalda

00:34

- -

0.076789

148 Nuaptana 02.05.19 13:24 13:44 00:20 E/F and R phase O/C. Nuaptana 00:20

- -

0.0084533

151 Balasore 03.05.19 Due To Fault In 132Kv Udala Fdr 

And Its Bkr Did Not Trip, All The 

Three Auto Transformer Tripped 

At That Time. Which Caused The 

Interruption In All The Feeders

Balasore

Balasore Tr.

Ispat Alloy

Birla Tyre

152 Narendrapur 03.05.19 Tripped (Due to Cyclone Fani)

Tripped (Due to Cyclone Fani)

Hand Tripped

Tripped due to extreme severe 

cyclone 'FANI'

Nuapatna

Arati

Chandaka, 

Mancheswar, 

Ransinghpur, 

Kesura

Nimapara

Puri

Konark

Shamuka

Khurda,Kaipadar 

Tr.

Samangara

Argul

Banki

Khurda

Chandpur

Kesura

40:14

32:02

53:30

54:30

120:00

179:00

278:25

278:26

279:04

395:53

38:14

278:26

39:11

36:57

39:23

67:15

252:58

54.37258

Nuaptana

Balasore

Nuapatna

Chandaka, 

Mancheswar, 

Ransinghpur, 

Kesura

Nimapara

Puri

Konark

Shamuka

Khurda,

Samangara

Argul

Banki

Khurda

Chandpur

Kesura

Cuttack

-

-

-
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11:05 07.05.19

21:50

106:45 220KV Mendhasal-Chandaka  ckt-

II

08:20 15.05.19

13:41

365:41 220KV Mendhasal-Chandaka Ckt- 

III

10:23 08.05.19

14:46

126:23 220KV Mendhasal-Chandaka  

Ckt-  IV

08:36 05.05.19

07:40

47:04 220Kv Mendhasal-Atri Line Tripped (Due to Cyclone Fani)

08:00 14.05.19

23:13

279:13 132KV Nimapara-Puri Feeder

07:29 19.05.19

20:00

396:31 132Kv Khurda-Samuka Line

08:03 19.05.19

19:56

395:53 132 kV Puri - Samuka Line

08:42 14.05.19

23:08

278:26 132 KV Samangara-Nimapara

08:50 14.05.19

23:24

279:04 132 KV Nimapara - Konark Fdr

08:55 15:35 07:35 132Kv Khurda-Chandpur Line

08:59 220KV Samangara-Pandiabil Ckt-

I 

08:59 220KV Samangara-Pandiabil Ckt- 

II 

09:04 05.05.19

00:15

39:11 132Kv Atri-Argul Ckt-I

09:48 05.05.19

00:14

38:26 132Kv Atri-Banki Line

10:01 22:40 13:40 400KV Mendhasal-Pandiabil ckt -

I 

10:29 21:48 13:48 400KV Mendhasal-Meramundali 

Line

10:37 23:42 14:42 400KV Mendhasal-Pandiabil ckt - 

II

Tripped (Due to Cyclone Fani)

UNDER 

BREAK 

DOWN 

Tripped (Due to Cyclone Fani)-

Tower Collapse ( still under Break 

down)

Tripped (Due to Cyclone Fani)

Tripped (Due to Cyclone Fani)

Kesura

Cuttack

Bidanasi

Phulnakhara

Choudwar

Choudwar T.

BPPL

Jagatsinghpur

Jagatsinghpur Tr.

Tirtol

Kendrapara

Pattamundai

Olaver

Paradeep

PPL, PPT

Marshaghai

252:58

47:14

47:14

198:17

633:40

11:00

633:14

179:00

76:00

09:15

06:22

05:30

07:13

- -

Cuttack

Bidanasi

Phulnakhara

Choudwar

Jagatsinghpur

Tirtol

Kendrapara

Pattamundai

Olaver

Paradeep

Marshaghai

-
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10:25 12:51 02:26 132 kV Tarkera Rajgangpur Ckt I DP Relay ( Loop - Y_G , Distance-

8.84 kM, Iy-6.631 kA , Ig-6.55 

kA)

10:52 18:52 08:00 400KV New Duburi-Pandiabil 

Line

Tripped (Due to Cyclone 

Fani)(Tower Collapse)

10:30 05.05.19

23:23

58:53 132Kv Mendhasal-Khurda Line Tripped during extreme severe 

cyclone 'FANI

11:00 13.05.19

20:58

252:58 132 KV Ransinghpur-Kesura ckt

11:00 05.05.19

22:02

59:02 132Kv Chandaka-Ranasinghpur 

Line

11:00 14.05.19

22:53

264:53 132Kv Chandaka-Nimapara Line

11:00 16.05.19

19:23

312:23 132 kV Kesura - Nimapara ckt

11:12 11:33 00:21 220kv Bhanjanagar -Nayagarh 

ckt.

BCT,Z=2,D=62.53KM

05.05.19

20:08

56:45 Auto-I at Cuttack

11:35 0:12 Auto-II at Cuttack

05.05.19

11:22

47:25 220 KV Bidanasi - Cuttack Ckt.-I

05.05.19

15:30

51:13 220 KV Bidanasi - Cuttack Ckt.-

II

12:29 05.05.19

07:40

43:11 220Kv Meramundali-Bidanasi 

Line

Tripped during extreme severe 

cyclone 'FANI

(Collapsed)

12:30 11.05.19

18:47

198:17 132 KV  Phulnakhara LILO Lines 

12:30 29.05.19

22:10

633:40 132 KV Bidanasi - BPPL ckt H/T

12:35 29.05.19

22:49

634:14 132 KV Bidanasi - Choudwar ckt Zone-1,Y-ph to Ground, Iy-3.97KA 

, Fault Location 7.69 Km.Tower 

was collapsed inside kathajodi 

river at location no-16

11:23 During severe cyclone,the said 

feeder tripped on O/C OPTD,VT 

Fuse fail, V/F warn,V/F trip ,86 A 

& 86B11:57 H/T

Tripped (Due to Cyclone Fani)

(Tower Collapsed)
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12:40 19:04 06:24 132Kv Paradeep-Kendrapara Ckt-

I

12:40 19:02 06:22 132Kv Paradeep-Kendrapara Ckt-

II

12:40 18:13 05:33 132Kv Paradeep-IFFCO Ckt-II

08:40 11:07 02:27

13:50 19:16 05:26

12:40 18:15 05:35 132Kv Choudwar-TSAL-Aarti 

Steel Line

153 Balasore 03.05.19 14:02 21:39 07:37 220KV Balasore- New Duburi 

Feeder

At New Duburi :R-Ph, Zone-I

Fault Magnitude: 6.141Ka

Fault Distance:21.04Km

(Y-Ph Suspension Insulator At 

Location No. 409, B-Ph 

Suspension Insulator At Location 

No.131 Damaged)

- - - - - - -

154 Therubali 03.05.19 18:04 18:13 00:09 220KV Therubali-Narendrapur-

ckt-1

Z-4, ABCT, 379KM
- - - - - - -

155 Bhawanipatna 03.05.19 20:49 21:00 00:11 132 kV Bhawanipatna- Kesinga 

fdr

At Kesinga-Tripped Kesinga

Bhawanipatna

Junagarh

00:11

- -

0.010836 Kesinga

Bhawanipatna

Junagarh
-

156 Joda 04.05.19 15:38 17:33 01:55 220 KV Joda-TSIL S/D availed at TSIL end for 

maintenance work
- - - - - - -

157 Nuapada 04.05.19 16:25 16:33 00:08  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada , 

Kantabanji, 

Kantabanji Tr.,

00:08

- -

0.005679 Khariar, 

Nuapada , 

Kantabanji, ,
-

158 Nuapatna 04.05.19 23:07 05.05.19

13:34

14:27 132KV Nuapatna-Banki fdr R phase O/C,E/F,LBB

(DP relay operated,surge arrester 

of R-phase bursted subsequently 

damaged.)

Banki 01:07

- - -

Banki

-

Tripped at Paradeep end during 

extreme severe cyclone 'FANI

132Kv Kendrapara-Marshaghai 

Ckt-I
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159 Nuapada 04.05.19 23:45 23:48 00:03  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada , 

Kantabanji, 

Kantabanji Tr.,

00:03

- -

0.002130 Khariar, 

Nuapada , 

Kantabanji, ,
-

160 Nuapada 05.05.19 05:52 05:59 00:07  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada , 

Kantabanji, 

Kantabanji Tr.,

Tusura, ACME

00:07

- -

0.006106 Khariar, 

Nuapada , 

Kantabanji, ,

Tusura, 
-

161 Joda 05.05.19 06:45 12:59 06:14 132 KV Joda-Kenduposi Fdr tripped only at JODA end.           

At JODA end- DP Relay, Zone-1, 

Dist= 18Km, Fault loop= L2-N, 

IL1=157.03A, 

IL2=2723.90A,IL3=260.53A, 

IN=2451.80A                                  

- - - - - - -

162 Nuapatna 05.05.19 07:21 07:33 00:12  132KV Nuapatna-Khajuriakata TRIPPED FROM 

MERMUNDULI

Nuapatna

Arati

00:12
- -

0.005092 Nuapatna
-

163 Bhanjanagar 05.05.19 12:24 19:39 07:15 220KV Mendhashal Ckt. BGT,Z-1,D=105.34KM - - - - - - -

164 Nuapatna 06.05.19 18:31 18:35 00:04  132KV Nuapatna-Khajuriakata E/F

(Due to Banki feeder test 

charging.)
- - - - - - -

165 Joda 07.05.19 17:19 23:56 06:37 132 KV Joda-Kenduposi Fdr tripped only at JODA end.           

At JODA end- DP Relay, Dist= - 

1.00Km, Fault loop= L3-N, 

IL1=115.57A, 

IL2=117.46A,IL3=1334.54A, 

IN=1207.90A ,                 B/U 

relay-(E/F)   (1)Dir. O/C tripped, 

(2)IL1=0.12 KA, IL2=0.13 KA, 

IL3=1.60 KA           

- - - - - - -

17:36 18.57 01:21 220KV Joda - TTPS Ckt-1

17:36 19.32 01:56 220KV Joda - TTPS Ckt-2

17:36 18.41 01:05 220KV Joda - Ramchandrapur

17:37 19.08 01:31 220 KV Joda-TSIL

17:37 19:00 01:23 220 KV Joda-TSIL

166 Joda 07.05.19 At TTPS-Tripped

(220 KV bus-01 pulled out)

Joda,FAP, 

Bansapani Tr.

JSPL

TATA Steel

01:23

- -

0.109283

Hand Tripped
- -
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17:37 18.58 01:21 132 KV Joda-FAP

17:37 19.03 01:26 132 KV Joda-Banspani RTSS

17.43 19.17 01:34 220 KV Joda-JSPL

17:37 19.06 01:29 132KV Joda - Polasponga fdr Polasponga, 

MSP, Essar, 

Traction Fdr

00:30

- -

0.01965 Polasponga

-

17:37 19:00 01:23 132 KV Joda-Barbil Barbil, Bolani, 

Arya, Nalda

00:15
- -

0.00559 Barbil, , , 
-

04:03 04:19 00:16  132KV Nuapatna-Khajuriakata 

Fdr 

04:03 04:19 00:16  132kv Nuapatna-Arati Feeder 

168 Nuapatna 09.05.19 18:52 18:57 00:05  132KV Nuapatna-Khajuriakata 

Fdr 

B phase O/C Nuapatna

Arati

00:05
- -

0.002121 Nuapatna
-

169 BARIPADA 08.05.19 12:21 15:14 02:53  132KV   Bangriposi- 

Baripada(PG) Line

PGCIL END TRIPPING 

DETAILS

Zone -1,Y-BPH,

Dist-1.47km,IY-6.61KA,IB-

6.31KA.

Bangriposi 

Rairangpur 

00:26

- -

0.010257 Bangriposi 

Rairangpur 

-

170 Tarkera 09.05.19 12:13 12.47 00:34 132 kV Tarkera Rajgangpur Ckt I DP Relay(Zone I , Distance-50.93 

Km , Loop-Y_G, Iy-359 A , Ig-

255A), Numerical Backup Relay
- - - - - - -

171 Polasponga 09.05.19 14.15 14.18 0.00 132KV Joda-Polasponga 

FEEDER

O/C (R,Y PH),  Ia=411.1KA, 

Ib=350.82KA, Ic=331.3KA 

,IN=0.0A,IG=1.1 

Polasponga, 

MSP, Essar, 

Traction Fdr

00:03

- -

0.0025165 Polasponga

-

172 Nuapada 09.05.19 15:53 15:57 00:04  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr., 

00:04

- -

0.002839 Khariar, 

Nuapada  

Kantabanji, , 
-

173 Bhanjanagar 09.05.19 23:02 23:18 00:16 220kV Bhanjanagar-Nayagarh 

ckt.

O/C R&B PH
- - - - - - -

174 Rengali 10.05.19 12:13  12:36 00:23 220KV Rengali S/Y-Barkote Fdr VA=1.00VN,VB=1.00VN,VC=0.

93VN,IA=0.04IN,IB=0.16IN, 

IC=3.10IN
- - - - - - -

 132KV Saintala-Khariar Line 

- -

0.011553

167 NUAPATNA 08.05.19 E/F,O/C

(Due to bird fault.)

00:16

- -

0.0067627

175 Kesinga 11.05.19 04:54 05:03 00:09 At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

00:09 Khariar, 

Nuapada  

Nuapatna Nuapatna

-
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132 kV Bhawanipatna- Kesinga 

fdr

176 Nuapada 11.05.19 06:28 06:35 00:07  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:07

- -

0.005064 Khariar, 

Nuapada  

Kantabanji, 
-

177 Nuapada 11.05.19 08:03 08:08 00:05  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:05

- -

0.003617 Khariar, 

Nuapada  

Kantabanji, 
-

178 Rengali 11.05.19 18:10 18:47:00 00:37 220 kV Tarkera Rengali Ckt II DP Relay(Zone I , Distance-

106.75 kM , %age-72.62% , Loop-

L1_N, Il1-1.6 kA , In-1.5 kA)
- - - - - - -

179 Barpali 12.05.19 16:00 16:32 00:32 132KV Bolangir-Barpali Feeder At Bolangir-Tripped BARPALI 00:32 - - 0.013941 BARPALI -

180 Nuapada 12.05.19 16:55 17:04 00:09  132KV Saintala-Khariar Line  Tripped from Saintala

At Kesinga-Tripped on E/F

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:09

- -

0.006512 Khariar, 

Nuapada  

Kantabanji, 
-

181 Polasponga 13.05.19 07:43 07:45 00:02 132KV RTSS-KJR LINE O/C(R,PH),IA=222.9A,IB=199.9

A,IC=38.2A IN=6.542A

O/C TRIP
- - - - - -

182 Nuapada 13.05.19 14:39 14:46 00:07  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:07

- -

0.005064 Khariar, 

Nuapada  

Kantabanji, 
-

183 Therubali 13.05.19 17:32 18:53 01:21 220KV Therubali- Indravati ckt -

3

Zone-1, ABT,  22.50Km
- - - - - - -

184 Baripada 13.05.19 18:49 18:57 00:08 132 KV Bangriposi – Rairangpur 
Line

Bangriposi Incomer 

Failure.Tripped at Bangriposi Grid 

End.Fault Distance=7.5 Km, E/F, 

General Trip, zone-I,

L1=O.O1KAmp,L2= 2 .72 

Kamp,L3= 1.53KAmp.

Rairangpur Grid 00:08

- -

0.003156 Rairangpur 

Grid

-

- -At Kesinga-Tripped on O/C Nuapada  

Kantabanji, 

Kantabanji Tr., 

Nuapada  

Kantabanji, , 

Bhawanipatna, 

-
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185 Polasponga 15.05.19 15:10 15:13 0.00 132KV RTSS-KJR LINE O/C (B PH),  Ia=73.72A, 

Ib=37.69A, Ic=951.3A, IN=988A, 

IN DERIVED =986.6A
- - - - - - -

186 Baripada 15.05.19 16:10 16:41 00:31 132 KV Balasore – Udala  Line. Udala End Tripping Details

 y- Phase to Ground, Zone-I Fault 

Distance=25.90Km KM, 

Udala 00:31

- -

0.004702 Udala 

-

187 Bhanjanagar 15.05.19 16:42 18:15 01:33 220 KV Bhanajanagar-

Meramundali ckt-1

CGT,Z-1,D=122.27KM
- - - - - - -

188 Therubali 15.05.19 16:52 17:02 00:10 220KV  Therubali-Narendrapur-

ckt-2

Zone-1,L3-N, 107.81Km
- - - - - - -

17:30 17:33 00:03

17:57 18:14 00:17

18:16 00:04  132KV Nuapatna-Khajuriakata 

Fdr 

18:20 00:08  132kv Nuapatna-Arati Feeder 

191 BARPALI 16.05.19 16:48 17:07 00:19 132KV Bolangir-Barpali Feeder SOURCE FAILURE BARPALI 00:19 - - 0.008278 BARPALI -

192 Nuapada 17.05.19 16:06 16:12 00:06  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:06

- -

0.004341 Khariar, 

Nuapada  

Kantabanji, 
-

17:36 17:44 00:08 Zone-1,C-N, 32.24Km

17:44 16:06 22:22 BCN,Z1,(B- PHASE Insulator 

burst at loc 946.)

194 Nuapada 17.05.19 22:20 22:25 00:05  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada & 

Kantabanji, 

Kantabanji Tr.

00:05

- -

0.003549 Khariar, 

Nuapada 

Kantabanji, 
-

18:05 00:16  132KV Nuapatna-Khajuriakata 

Fdr 

18:07 00:18  132kv Nuapatna-Arati Feeder 

193 Therubali 17.05.19 220KV  Therubali-Bhanjanagar 

ckt-1 - - - - -

132kV Ranasinghpur-Kesura At Kesura-Tripped Kesura 00:20
- - -

190 Nuapatna 15.05.19 18:12 E/F,Y phase Nuapatna

Arati

00:04

- -

0.00169

189 Kesura 15.05.19

195 Nuapatna 19.05.19 17:49 E/F,R phase O/C and E/F. Nuapatna 00:16

- -

0.0067627

Kesura

Nuapatna

-

Nuapatna

-

-

-

-
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196 Joda 19.05.19 18:52 13:46 18:52 220KV Joda - TTPS Ckt-1 Fdr tripped at both end.                         

At JODA end- DP Relay, Dist= 

73.138Km,Zone-1, Fault loop= L1-

L2, IL1=1924.31A, 

IL2=2221.05A, IL3=236.95A, 

IN=78.38A 

(At Loc. No. 262, R-ph jumper 

snapped.)                                                  

At TTPS end- DP Relay, Dist= 

74.5Km, Zone-1, Fault loop= L1-

L2 

- - - - - - -

197 Nuapada 20.05.19 00:03 00:09 00:06  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:06

- -

0.004341 Khariar, 

Nuapada  

Kantabanji, 
-

198 Brajrajnagar 20.05.19 06:14 3.29 03:29 132 KV Budhipadar- Brajaraj 

Nagar

At Budhipadar-Tripped Brajrajnagar 01:03
- -

0.0340725 Brajrajnagar
-

199 Bhawanipatna 20.05.19 06:31 06:47 00:16 132 kV Bhawanipatna- Kesinga 

fdr

132 KV P/S FAIL Bhawanipatna, 

Junagarh, 

Powmex

00:16

- -

0.009042 Bhawanipatna, 

Junagarh, -

200 Therubali 20.05.19 14:24 13:59 23:35 220KV Therubali- Indravati ckt -

3

Zone-4,AG-T, 4.29Km

(Y-Phase jumper snapped  at 

location 946)
- - - - - - -

201 Nuapada 21.05.19 00:23 00:31 00:08  132KV Saintala-Khariar Line At Saintala-Tripped on O/L

At Kesinga-Tripped on O/C

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

00:08

- -

0.005679 Khariar, 

Nuapada  

Kantabanji, 
-

10:39 11:45 01:06 220 kV Tarkera PGCIL II

12:15 17:06 04:51 220 kV Tarkera PGCIL II

203 Therubali 21.05.19 14:24 14:29 00:05 100MVA AUTO Trf No -3 86F Nil - - - - Nil -

204 Joda 21.05.19 15:23 18:07 02:44 220 KV Joda-TTPS ckt-2 L/C issued to AGM(ELECT) TL 

S/D , Keonjhar for opening of 

jumper at loc-463 for conductor 

replacement work.

- - - - - - -

Tarkera 21.05.19 Tripped
- - - - -

202
--
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205 Jharsuguda 22.05.19 13:25 13:36 00:11 132 kV Jharsuguda - Ultratech fdr DIR O/C
- - - - - - -

206 Brajrajnagar 22.05.19 19:46 20:30 00:44 133 KV Budhipadar- 

Brajarajnagar Fdr

At Budhipadar-Tripped Brajrajnagar 00:44
- -

0.0237967 Brajrajnagar
-

207 Bhanjanagar 23.05.19 15:28 15:44 00:16 132kV Bhanjanagar- Phulbani 

Ckt.

ABCT,Z=1,D=43.66Km. Phulbani 00:16
- -

0.005221 Phulbani
-

208 Joda 23.05.19 15:41 16:05 00:24 220 KV Joda-Ramchandrapur At JODA end- DP Relay, Dist= 

7.88Km,Zone-1, Fault loop= L2-

N, IL1=565.59A, IL2=3864.77A, 

IL3=405.10A, IN=4737.10A                                                   

At RCPUR end- DP Relay, Dist= 

131.5Km, Zone-2 IL1=643.2A, 

IL2=1.653KA, IL3=421.4A     

- - - - - - -

209 Polasponga 23.05.19 18:43 18:45 00:02 132KV Polasponga -Keonjhar Tr  

Feeder

O/C (R PH),  Ia=220.3A, 

Ib=184.3A, Ic=42.99A, In=6.63A

Keonjhar 

Traction

00:02

- -

0.000183

- -

210 Nuapatna 24.05.19 13:27 13:36 00:09  132KV Nuapatna-Khajuriakata 

Fdr 

Tripped from Meramunduli Nuapatna

Arati

00:09
- -

0.003819 Nuapatna
-

211 Balasore 24.05.19 23:23 23:43 00:20 132KV Balasore -Traction  

Feeder

E/F
- - - - - - -

23:44 23:46 00:02

23:47 25.05.19

12:02

12:15

23:44 23:46 00:02

23:47 25.05.19

12:02

12:15

213 Bidanasi 25.05.19 12:33 16:44 04:11 220kV Meramundali-Bidanasi 

Fdr

At Bidanasi- Zone-1,r-ph to 

Ground, Ir-769.5A , Fault 

Location 14.01 Km.Tree falling 

over the conductor

Cuttack

Bidanasi

Phulnakhara

00:09

- -

0.013648 Cuttack

Bidanasi

Phulnakhara
-

-

0.026078

132kV Kendrapara-Marshaghai 

fdr

212 Kendrapara 24.05.19 132kV Kendrapara-Paradeep At Paraddep-Tripped on O/C Kendrapara

Pattamundai

Olaver

Marshaghai

00:30

00:26
- -

Kendrapara

Pattamundai

Olaver

Marshaghai
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214 Joda 25.05.19 21:43 16:18 18:35 220KV Joda - TTPS Ckt-1 Fdr tripped at both end.                         

At JODA end- DP Relay, Dist= 

92.216Km,Zone-1, Fault loop= L2-

N, IL1=372.45A, IL2=1590.02A, 

IL3=237.29A, IN=1790.39A 

(Y-ph conductor snapped between 

Loc. No. 422 & 423.)                                                  

At TTPS end- DP Relay, Dist= 

25.05Km, Zone-1, Y-ph tripped

- - - - - - -

215 Barpalli 27.05.19 12:43 12:58 00:15 132KV Bolangir-Barapalli Fdr At Bolangir-Tripped Barpali 00:15 - - 0.006535 Barpali -

216 Bhanjanagar 27.05.19 14:42 14:55 00:13 220KV Meramundali Ckt-1. AGT,Z=4,D=99.89Km. - - - - - - -

217 Kesura 27.05.19 14:42 14:45 00:03 132kV Ranasinghpur-Kesura At Kesura-Tripped Kesura 00:03 - - - Kesura -

218 - - - - - - -

17:50 15:22 21:32 220KV  Therubali-Laxmipur ckt-

1

R-N,Z-3,106KM at Laxmipur end. 

Circuit wasnot tripped at 

Therubali end.

17:50 18:12 00:22 220KV  Therubali-Laxmipur ckt-

2

R-N

17:50 19:16 01:26 220KV  Therubali-Jaynagar -

Kolab  ckt-3

17:50 19:09 01:19 220KV  Therubali-Narendrapur-

ckt-1

17:50 19:23 01:33 220KV  Therubali-Narendrapur-

ckt-2

17:50 18:39 00:49 220KV Therubali- Indravati ckt -

1

AGT

17:50 19:32 01:42 220KV Therubali- Indravati ckt -

2

AGT

17:50 19:11 01:31 220KV Therubali- Indravati ckt -

3

17:50 06:35 12:45 220KV Therubali- Indravati ckt -

4

Back up protection operated .

17:50 19:02 01:12 100MVA AUTO Trf No -1 Transformer  tripped

17:50 18:32 00:42 100MVA AUTO Trf No -2 R-Phase over current

219 Therubali 27.05.19  IMFA, JKPur,  

Therubali, 

Muniguda, 

Kesinga 

Bhawanipatna, 

Junagarh, 

Powmex

00:40

- -

0.045766

-

Therubali, 

Kesinga 

Bhawanipatna, 

Junagarh, 
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17:50 21:52 04:02 160MVA AUTO Trf No -3 86A,86B,86C

17:50 18:30 00:17 132 kV Bhawanipatna- Kesinga 

fdr

At Therubali-Tripped

220 Bhawanipatna 27.05.19 19:26 19:31 00:05 132 kV Bhawanipatna- Kesinga 

fdr

At Therubali-Tripped Kesinga, 

Bhawanipatna, 

Junagarh, 

Powmex

00:05

- -

0.004870 Kesinga, 

Bhawanipatna, 

Junagarh, 
-

12:09 12:31 00:22 220KV Joda - Ramchandrapur At JODA end- B/U relay-(E/F)   

(1)Dir. O/C tripped, (2)E/F relay 

(3)IL1=0.04 KA, IL2=1.38 KA, 

IL3=0.04KA                                            

At RCPUR end-B/U relay-(E/F)   (1) 

O/C tripped, (2)E/F relay (3)DP relay -

: IL1=409.0A, IL2=1.740 KA, 

IL3=336.8KA, dist=75.12km, zone-1.   
14:10 15.09 00:59 220KV Joda - TTPS Ckt-1 At JODA end- DP Relay, Dist= 

45.69Km,Zone-1, Fault loop= L3-N, 

IL1=161.98A, IL2=557.98A, 

IL3=2092.60A, IN=2638.94A                

At TTPS end- DP Relay, Dist= 

95Km, Zone-1, Y-ph 

tripped,IL1=23.7A, IL2=562.95A, 

IL3=2.045KA   
14.33 15.02 00:29 220KV Joda - Ramchandrapur At JODA end- DP Relay, Dist= 

44.358Km, Fault loop= L2-L3, 

IL1=521.17A, IL2=1015.17A, 

IL3=1524.47A, IN=13.51A                    

At RCPUR end- DP Relay, Dist= 

77.26Km, Zone-1, Fault loop= L2-

L3,IL1=518.7A, IL2=3.187KA, 

IL3=2.727KA   
14.35 15.53 00:18 220KV Joda - TTPS Ckt-2

14.35 15.13 00:38 220 KV Joda-TSIL

14.35 15.15 00:40 132KV Joda - Polasponga fdr

14.35 16.04 01:29 132 KV Joda-BBL

14.35 15.04 00:29 132 KV Joda-FAP

14.35 15.06 00:31 132 KV Joda-Banspani RTSS

14.35 15.12 00:37 220 KV Joda-JSPL

221 Joda 28.05.19 Joda,FAP, 

Bansapani Tr.

Polasponga, 

MSP, Essar, 

Traction Fdr

00:34

- -

0.070833

H/T

-

Polasponga, 
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14.35 18.2 03:45 132 KV Joda-Kenduposi

15:11 15:39 00:28 220 kV Tarkera- Budhipadar Ckt 

II

DP Relay(VT Fuse Fail) , 

Numeracal Backup Relay(Ia-191.8 

A , Ib-210A , Ic-353.6A ,In-

566.6A)

15:15 15:54 00:49 132 kV Tarkera- Rajgangpur Ckt 

I

DP Relay(Loop-R_N , Ir-3.259kA, 

In-3.264kA , Distance-24.82 kM)

15:29 15:59 00:30 220 kV Tarkera- PGCIL CKt I DP Relay(Zone I , Loop-L1_E, 

Distance-9.9 kms , Il1-5.81 kA )

15:29 16:00 00:31 220 kV Tarkera- PGCIL Ckt II DP Relay(Zone I , Loop-L3_E, 

Distance-9.3 kms , Il3-6.25 kA )

223 Nuapada 28.05.19 16:58 17:07 00:09  132KV Saintala-Khariar Line  Tripped from Tushra

(LBB Trip)

Saintala,Khariar, 

Nuapada, 

Kantabanji, 

Kantabanji Tr.

00:09

- -

0.006511 Saintala,Khari

ar, Nuapada, 

Kantabanji, 
-

224 Therubali 28.05.19 21:48 21:55 00:07 220KV  Therubali-Narendrapur-

ckt-1

Zone-1,CG-T
- - - - - - -

225 Nuapatna 29.05.19 16:04 16:10 00:06 132KV Nuapatna-Khajuriakata 

Fdr

132kv Nuapatna-Arati Feeder

O/C,Y Phase Nuapatna

Arati

00:06

- -

0.002536 Nuapatna

-

21:10 23:12 02:02  132KV Saintala-Khariar Line  Tripped from Saintala

(CT burst on 132KV Khariar O/G 

Feeder at GSS Kesinga)

Khariar, 

Nuapada  

Kantabanji, 

Kantabanji Tr.

02:02

- -

0.088267 Khariar, 

Nuapada  

Kantabanji, 
-

21:11 21:55 00:44

22:52 23:08 00:16

227 Sonepur 30.05.19 19:00 19:06 00:06 132 kV Bolangir-Sonepur line At Bolangir-Tripped Sonepur,  Boudh 00:06
- -

0.003516 Sonepur,  

Boudh
-

228 Bidanasi 31.05.19 08:06 13:44 05:38 220kV Meramundali-Bidanasi 

Fdr

At Bidanasi- Zone-1,Y & B-ph to 

Ground, Fault current-10.29kamps 

, Fault Location 2.9 Km.Y-ph 

insulator burst at location no-14

Phulnakhara

Cuttack

00:05

- - -

Phulnakhara

Cuttack

-

222 Tarkera 28.05.19

- - - - -

0.03395

226 Kesinga 29.05.19

132 kV Bhawanipatna- Kesinga 

fdr

At Kesinga-Tripped  Bhawanipatna, 

Junagarh, 

Powmex

01:00

- -

-

-

-

 

Bhawanipatna, 

Junagarh, 
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229 Bhanjanagar 31.05.19 14:06 14:12 00:06 132kV Bhanjanagar- Phulbani 

Ckt.

CGT,Z=1,D=63.17KM  Phulbani 00:06
- -

0.001958  Phulbani
-

230 Nuapada 31.05.19 16:12 16:18 00:06  132KV Saintala-Khariar Line  Tripped from Saintala-O/C Khariar, 

Nuapada , 

Kantabanji, 

Kantabanji Tr.

00:06

- -

0.004341 Khariar, 

Nuapada , 

Kantabanji, 
-

231 Joda 31.05.19 16:32 16:50 00:18 132KV Joda-Polasponga Fdr At JODA end- DP Relay, Zone-1, 

Dist= 1.38Km, Fault loop= L2-N, 

IL1=238.5A, IL2=6594.03A, 

IL3=123.40A, IN=6401.17A                                                   

At PPG end- E/F (Y PH) WITH 

DP Relay, Dist= 35.28Km, Zone-

1, Fault loop= L2-N, IL2=339KA

Polasponga, 

MSP, Essar, 

Traction Fdr

00:18

- -

0.015099 Polasponga

-

16:56 12:31 19:35 220 kV Tarkera- B.Padar Ckt I DP Relay(Zone I ,Loop-R_N, 

Distance-16.7 kms,Il1-6.9 kA,In-

6.92 kA )

(Suspension Insulator damaged At 

Loc-266)

16:56 17:48 00:52 220 kV Tarkera- B.Padar Ckt II DP Relay(Zone I , Loop-

L1_E,Distance-17.72 kms , Il1-

5.33 kA , In-6.089kA)

16:57 17:49 00:52 132 kV Tarkera- Kalunga CKt Electromagnetic E/F

233 Tarkera 31.05.19 17:04 17:13 00:09 132 kV Tarkera- Rajgangpur Ckt 

I

DP Relay(Zone I , Loop-A_G, 

Distance-20.64 kM , Ia-3.76 kA, 

In-3.66 kA)
- - - - - - -

234 Tarkera 31.05.19 18:29 16:44 22:15 220 kV Tarkera- Rengali Ckt II DP Relay(Zone-I,Loop-L1_N,Il1-

1.57kA,In-1.533kA,Distance-

107.18 kms)

(B Ph Insulator damaged at loc-

312)

- - - - - - -

235 Sonepur 31.05.19 18:57 19:10 00:13 132 kV Sonepur- Boudh line At Bolangir-Tripped Sonepur,  Boudh 00:13
- -

0.007618 Sonepur,  

Boudh
-

-- -

232 Tarkera 31.05.19

- - - -
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236 Balasore 31.05.19 19:13 07:05 11:52 132 KV Balasore – Udala  Line. Balasore End : Y-N , Zone- I, 

L1=154Amp, L2= 1826Amp , 

L3=134Amp,Fault 

Distance=47.3Km

Udala End :Y-N , Zone- I,

L1=0.16KAmp,L2=0. 17KAmp, 

L3=0.15KAmp,Fault 

Distance=12.00Km

Udala 00:57

- -

0.008645 Udala 

-

19:33 20:31 00:58 132KV Angul- MCL II Fdr E/F

20:04 21:31 01:27 132KV  TTPS-Angul Fdr DP, Fault abs dist 10.863KM, 

Fault Loop L1N

238 Jharsuguda 31.05.19 20:30 21:09 00:39 132 KV Lapanga-Jharsuguda 

feeder

Dir E/F
- - - - - - -

239 Nuapatna 31.05.19 20:43 21:16 00:33 132KV Nuapatna-Khajuriakata 

Feeder

B phase to ground fault.
- - - - - - -

240 Kesura 31.05.19 21:07 21:16 00:09 132kV Ranasinghpur-Kesura At Kesura-Tripped Kesura 00:09 - - 0.001786 Kesura -

241 Bhanjanagar 02.06.19 14:03 14:39 00:36 132 kV Bhanjanagar-Phulbani 

feeder

At-Bhanjanagar end-'R' ph.-E/F, 

Dist.-59.4 k.m, If-1.366 KA

Phulbani 00:36
- -

0.011016 Phulbani
-

14:35 26.06.19

12:22

573:47 220 kV Budhipadar-IbTPS Ckt.-

III

At-Budhipadar end: L2E, Zone-1, 

IL2-23.87 kA

Distance-3.1 k.m.

(Cross arm of tower at Loc.-13 

bent and earth wire broken at Loc.-

16 of DC Tower.)

14:35 26.06.19

12:22

573:50 220 kV Budhipadar-IbTPS Ckt.-

IV

At-Budhipadar end: L3-E, IL3-

17.93 KA, 

Distance-3.0 k.m.

14:35 15:13 00:38 132 kV Budhipadar-Brajrajnagar 

feeder

At-Budhipadar end: R, Y, 'B' ph.-

E/F, Zone-I

14:35 15:13 00:38 132 kV Budhipadar-Remja feeder At-Budhipadar end: R, Y, 'B' ph.-

E/F, Zone-I

14:35 14:55 00:20 132 kV Budhipadar-Jharsuguda 

Ckt.-I

At Jharsuguda-Tripped on Y-ph 

O/C, 

At Budhipadar end - Zone-2, 

Master Trip

-

31.05.19 Angul 00:57

- -

0.027797

242 Budhipadar 02.06.19 Brajrajnagar

Jharsuguda

Jharsuguda Tr.

Ultratech

00:38

00:20

- -

0.031957

237 Angul Angul

Brajrajnagar

Jharsuguda

-
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14:45 15:09 00:24 132 kV Lapanga-Jharsuguda fdr At Jharsuguda-Tripped on o/c B-

phase

14:45 14:56 00:11 132 kV Jharsuguda-Jharsuguda 

Tr. fdr
At Jharsuguda-Tripped on O/C,E/F

243 Budhipadar 02.06.19 14:52 15:26 00:34 400 kV Lapanga-Vedanta Ckt.-I Tripped at Vedanta end only, Zone-

1, 'R' ph.-E/F, IR-14 kA Dist.-8.84 

k.m.
- - - - - - -

244 Bhanjanagar 02.06.19 16:05 16:55 00:50 220 kV Bhanjanagar-Aska Ckt.-I At-Bjanjanagar end-'R' ph.-E/F, 

Zone-1,

Dist.-16.1 k.m, If-3.69 kA
- - - - - - -

245 Kesinga 02.06.19 20:40 20:54 00:34 132 kV Kesinga-Junagarh At Theruvali-Tripped Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:34

- -

0.032555 Kesinga, , 

Junagarh, 

Bhawanipatna -

246 Kesinga 02.06.19 21:54 22:14 00:20 132 kV Kesinga-Junagarh At Theruvali-Tripped

(Distance relay indication at 

Lanjigarh end)

Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:20

- -

0.019150 Kesinga, , 

Junagarh, 

Bhawanipatna -

247 Kesinga 02.06.19 23:03 23:26 00:23 132kV Kesinga-Khariar Ckt. Earth fault located at bolangir Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada, 

Tusura, Saintala

00:23

- -

0.018201 Khariar, 

Kantabanji, 

,Nuapada, 

Tusura, 

Saintala

-

01:14 03:15 02:01 315 MVA ICT-1 at Grid S/s 

Meramundali

Master Trip, O/C, E/F operated

01:14 03:16 02:02 315 MVA ICT-2 at Grid S/s 

Meramundali

Buchholz Alarm, Master Trip

249 Joda 03.06.19 02:16 03:28 01:12 220 kV JSPL-Jamshedpur Feeder At JSPL end: 'R' ph.-E/F, If-2.24 

KA

At JSPur end:-DP operated, 'R' ph. 

Zone-1, 86.587 k.m.

- - - - - - -

-

248 Meramundali 03.06.19

- - - - - -
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250 Kesinga 03.06.19 06:58 07:08 00:10 132kV Kesinga-Khariar Ckt. Earth fault on Y-phase located at 

Saintala

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada, 

Tusura,Saintala

00:10

- -

0.007913 Khariar, 

Kantabanji, 

,Nuapada, 

Tusura, 

Saintala

-

251 Kesinga 03.06.19 10:15 10:44 00:29 132 kV Kesinga-Junagarh At Theruvali-Tripped

(Distance relay indication at 

Lanjigarh end)

Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:29

- -

0.027768 Kesinga, , 

Junagarh, 

Bhawanipatna -

252 Joda 03.06.19 17:31 22:49 05:18 132 kV Joda-Kenduposi feeder At Joda end: L2N, Dist.-60.43 

k.m.m IL2- 1.6 KA
- - - - - - -

253 Bangriposi 03.06.19 20:03 21:53 01:50 132 kV Baripada (PG)-Bangriposi 

feeder

Tripped from PG end Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikote

01:50

- -

0.061068 Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikote

-

254 Tarkera 04.06.19 09:05 15:02 05:57 132 kV Tarkera-Rajgangpur 

Feeder-I
- - - - - - -

255 Lapanga 04.06.19 01:14 11:31 34:17 400 kV Meramundali-Lapanga 

Ckt.-II

Tripped at Lapanga end: DP, Zone-

1, 'B' ph.-E/F, If-1.62 kA, 167.3 

k.m.

('B' ph. Bushing of 50 MVAR line 

reactor failed)

- - - - - - -

256 Tarkera 04.06.19 16:21 18:06 01:45 132 kV Tarkera-Rajgangpur Ckt.-

I

Tripped at Tarkera end

(Heavy rain & wind)
- - - - - - -

06.06.19

05:04

09:35 400 kV Meramundali-JSPL Ckt.-

II

At MRDL end: DP, Zone-1, R, Y 

O-E/F, 

FC-31.45 KA

06.06.19

06:35

11:06 400 kV Meramundali-JSPL Ckt.-I At MRDL end: DP, Zone-1, FC-

17.5 KA

Dist.-3.5 k.m. 

258 Tarkera 05.06.19 12:58 13:32 00:34 220 kV Tarkera-Rengali(SY) Ckt.-

II

At Tarkera end: Zone-I, 'R'-E/F, If-

2KA, Dist.-57.91 k.m.

At Rengali end: Backup, O/C, E/F, 

R-o, If-1.7 KA

- - - - - - -

257 Meramundali 05.06.19 19:29 JSPL 09:35

- -

0.000192

- -
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259 Lapanga 05.06.19 15:45 18:34 02:49 132 kV Lapanga-Aryan feeder. Tripped at both ends. CT failure at 

Aryan end.

Aryan 00:32
- -

0.000053
- -

260 Joda 05.06.19 17:39 18:17 00:38 220 kV Joda-Ramchandrapur Ckt. Tripped at both ends

At Joda end-D/P, Zone-II, L2-N, 

FC-1.178 KA, 112.3 k.m.
- - - - - - -

261 Rengali

(SY)

05.06.19 18:14 19:32 01:18 220 kV Rengali(SY)-Tarkera Ckt.-

II
- - - - - - -

262 Kesinga 05.06.19 18:00 18:06 00:06 132kV Kesinga-Khariar Ckt. Earth fault on Y-phase located at 

Saintala

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:06

- -

0.003744 Khariar, 

Kantabanji, , 

Nuapada
-

263 Kesinga 05.06.19 ##### 22:18 00:03 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:03

- -

0.001872 Khariar, 

Kantabanji, , 

Nuapada
-

264 Joda 05.06.19 19:06 19:58 00:52 220 kV Joda-TTPS Ckt.-I Tripped at both ends

At Joda end: D/P, Zone-1, L3-N, 

FC-1.29 KA, 

Dist.-96.93 k.m.

- - - - - - -

265 Meramundali 05.06.19 19:13 23:31 04:18 220 kV Meramundali-Kaniha 

Ckt.I

At MRDL end: DP, Zone-1, BP-

E/F, 4.49 KA, 33.21 k.m.
- - - - - - -

266 Meramundali 05.06.19 19:28 12:06 16:38 220 kV Meramundali-

Bhanjanagar Ckt.I

At MRDL end: DP, Zone-1, R o-

E/F, 

Dist.-5.07 k.m. FC-17.2 

KA(Heavy rain & wind)

- - - - - - -

267 Meramundali 05.06.19 19:29 21:22 01:53 400 kV Meramundali-Angul Ckt.-

II

At MRDL end: DP, Zone-1, B, O-

E/F, 

Dist.-13.2 k.m. FC-22.48 KA
- - - - - - -

268 Dhenkanal 05.06.19 20:14 06.06.19

11:20

15:06 132 kV Dhenkanal-Dhenkanal (T) 

fdr

Tripped on E/F

(Heavy spark observed at S/Y)

Dhenkanal Trac. 15:06
- -

0.098452  
-

269 Atri 05.06.19 20:58 21:35 00:37 220 kV Atri-Argul Ckt. At Atri end: D/P, RYB-E/F, Dist.-

11.7 k.m.
- - - - - - -

270 Mendhasal 05.06.19 21:05 21:15 00:10 400 kV Mendhasal-Pandiavil Ckt.-

II
- - - - - - -
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271 Atri 05.06.19 21:20 22:27 01:07 220 kV Atri-Infocity Ckt. At Atri end: D/P, Zone-I, 'B' ph.-

E/F, E/F, FC-3.256 KA, 

Dist.-10.03 k.m.
- - - - - - -

272 Paradeep 05.06.19 21:39 23:02 23:02 220 kV Paradeep-Jagatsingpur 

feeder

At Paradeep end: B o - E/F, Zone-

1,

Dist.-43.4 k.m.

Jagatsingpur

Tirtol

00:05

1:23
- -

0.007491 Jagatsingpur

Tirtol
-

273 Kesinga 05.06.19 21:55 22:02 00:07 132 kV Kesinga-Junagarh At Theruvali-Tripped on O/C Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:07

- -

0.006703 Kesinga, 

Junagarh, 

Bhawanipatna -

274 Budhipadar 06.06.19 16:54 17:22 00:28 132 kV Budhipadar-Kalugaon 

feeder
- - - - - - -

275 Budhipadar 07.06.19 16:43 17:57 01:14 220 kV Budhipadar-Raigarh 

feeder

At Budhipadar end: Zone-1, B O 

E/F, 35.1 k.m. 3.15 KA
- - - - - - -

276 Budhipadar 07.06.19 16:43 17:44 01:01 220 kV Budhipadar-Korba Ckt.-II At Budhipadar end: Zone-1, B O 

E/F, 31.3 k.m, 3.35 KA
- - - - - - -

277 Sambalpur 07.06.19 17:54 22:35 04:41 132 kV Sambalpur-Burla(PH) At Burla-Tripped

(R Ph. conductor of wave trap 

snapped at Burla end)
- - - - - - -

278 Joda 08.06.19 13:05 13:35 00:30 220 kV Joda-TTPS Ckt.-I At Joda end: B O-E/F, FC-0.758 

KA
- - - - - - -

279 Lapanga 08.06.19 14:51 18:25 03:34 400 kV Lapanga-Vedanta Ckt.-II At Lapanga end: Zone-I, B O-E/F, 

Dist.-8.4 k.m., FC-19 KA
- - - - - - -

280 Meramundali 08.06.19 15:09 18:51 03:42 132 kV Meramundali-Dhenkanal 

Feeder

At MRDC end: Zone-I, R-Y O, IR-

6.6 KA

IY-6.4KA, Dist.-11.9 k.m.
- - - - - - -

281 Kesinga 08.06.19 20:56 20:59 00:03 132 kV Kesinga-Junagarh At Theruvali-Tripped on O/C Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:03

- -

0.002873 , Kesinga, , 

Junagarh, 

Bhawanipatna -
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19:13 05:27 400 kV Lapanga-IbTPS Ckt.-I At Lapanga end: [Ckt.-I] B O-E/F, 

Zone-2, 29.07 k.m., FC-6 KA 

cause tripping of IBTPS Unit#3

15:15 15:15 400 kV Lapanga-IbTPS Ckt.-II [Ckt.-II]-Over voltage, Y-B phase, 

at IbTPS end. At Lapanga end-Z3, 

30 k.m, 6 KA

283 Kesinga 09.06.19 15:55 16:23 00:28 132kV Kesinga-Khariar Ckt. 132KV Y-phase CT brust at GSS 

Saintala

Khariar, 

Kantabanji, 

Kantabanji Tr.,  

Nuapada

00:28

- -

0.017472 Khariar, 

Kantabanji, , 

Nuapada
-

19:54 06:34 400 kV Lapanga-IbTPS Ckt.-I At Lapanga end: B-N, Zone-2, 

Dist.-23.84 k.m. FC-6.27 KA 

cause tripping of IBTPS Unit#3
- - - - - - -

19:27 06:07 400 kV Lapanga-IbTPS Ckt.-II At Lapanga end: B-N, FC-7.099 

KA
- - - - - - -

285 Rengali (SY) 10.06.19 15:14 11.06.19

11:17

20:03 220 kV Tarkera-Rengali(SY) Ckt.-

II

At Tarkera end: L1-N, FC-3.84 

KA, Dist.-120.45 k.m.
- - - - - - -

286 Rengali(SY) 10.06.19 15:35 11.06.19

17:37

###### 220 kV Rengali(SY)-Barkote 

Feeder

At Rengali end: Zone-2, FC-5.75 

ILA, Dist.-45 k.m.
- - - - - - -

287 New Duburi 10.06.19 17:13 09:05 15:52 220 kV New-Duburi Bhadrak 

feeder

At New Duburi end: DP, Zone-1, 

Dist.-49.92 k.m. (Bph.) FC-1.84 

KA
- - - - - - -

288 Kesinga 10.06.19 17:26 17:33 00:07 132 kV Kesinga-Junagarh At Theruvali-Tripped on O/C Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:07

- -

0.006703 , Kesinga, , 

Junagarh, 

Bhawanipatna -

289 Puri 10.06.19 20:15 23:30 03:15 132 kV Puri-Samuka Feeder At Puri-Tripped

(R-Ph. jumper snapping at Loc. 

No.-20)

Puri 03:15

- -

0.055380 Puri

-

284 Lapanga 10.06.19 13:20

282 Lapanga 09.06.19 13:46

- - - - - - -
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290 Kesinga 11.06.19 15:29 15:36 00:07 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr.,  

Nuapada

00:07

- -

0.004368 Khariar, 

Kantabanji, , 

Nuapada
-

00:37 13.06.19

17:12

40:35 220 kV Budhipadar-Tarkera Ckt.-

I

00:37 01:27 00:50 220 kV Budhipadar-Tarkera Ckt.-

II

00:37 01:27 00:50 220 kV Budhipadar-IBTPS Ckt.-I

00:37 01:29 00:52 220 kV Budhipadar-IbTPS Ckt.-II

00:37 01:29 00:52 160 MVA Auto(Trf.)-I at GSS, 

Budhipadar

00:37 01:31 00:54 160 MVA Auto(Trf.)-II at GSS, 

Budhipadar S/S

00:37 01:39 01:02 220 kV Budhipadar-

Vedanta(Jharsuguda) Ckt.-I&II

00:37 01:36 00:59 220 kV Budhipadar-AAL Ckt.-I 

& II

00:37 01:51 01:14 220 kV Budhipadar-BPSL Ckt.-I 

& II

00:37 01:55 01:18 220 kV Budhipadar-Lapanga Ckt.-

I

00:37 02:08 01:31 220 kV Budhipadar-Korba Ckt.-II

00:37 02:23 01:46 220 kV Budhipadar-Raigarh Ckt.

00:37 02:53 02:16 220 kV Budhipadar-Lapanga Ckt.-

II

00:37 02:31 01:54 132 kV Budhipadar-Jharsuguda 

Ckt.-I

00:37 02:31 01:54 133 kV Budhipadar-Jharsuguda 

Ckt.-II

291 Budhipadar 12.06.19 At Budhipadar end - Tripped.

(Y-Ph. LA failure and gantry 

jumper snapped at Budhipadar S/s 

lead to total blackout at 

Budhipadar S/s)

BPSL, VAL 

CPP, Aditya A. 

Ltd, SPS, 

Basundhara, 

MSP, MCL, 

Budhipadar, 

Sundargarh, 

Brajrajnagar

Jharsuguda

Jharsuguda Tr.

Ultratech

00:50

00:17

- -

0.108300 Basundhara,  

Budhipadar, 

Sundargarh, 

Brajrajnagar

Jharsuguda

-
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00:37 00:54 00:17 132 kV Lapanga-Jharsuguda Ckt.

292 Budhipadar 12.06.19 07:58 12:11 04:13 220 kV Budhipadar-Lapanga Ckt.-

II

At Budhipadar end: 'B' ph.=E. FC-

7.47 KA. 

At Lapanga end: FC-13.9 KA, 

Dist.-25.04 k.m.

- - - - - - -

293 Budhipadar 12.06.19 07:58 08:03 00:05 220 kV Budhipadar-Lapanga Ckt.-

I
- - - - - - -

294 Theruvali 12.06.19 13:16 08:26 19:10 220 kV Theruvali-Indravati Ckt.-

II
- - - - - - -

295 TTPS 12.06.19 14:39 19:00 04:21 220 kV TTPS-Kaniha feeder At TTPS end:

DP, Zn.-I, 'R' ph.-E/F, 19.8 k.m.
- - - - - - -

296 Joda 12.06.19 17:21 21:10 03:49 132 kV Joda-Kenduposi feeder At Joda end: - - - - - - -

297 Joda 12.06.19 17:32 18:01 00:29 132 kV Joda-Polasponga feeder Tripped Palaspanga

Palaspanga Tr.

00:29
- -

0.014475 Palaspanga
-

298 Joda 12.06.19 19:09 20:09 01:00 220 kV Joda-JSPL-Jamshedpur 

feeder

At Joda end: E/F, Backup relay 

operated
- - - - - - -

299 New Duburi 12.06.19 21:13 23:02 01:49 220 kV New Duburi-Balasore 

feeder

At New Duburi end: DP, Zone-I, 

'R' ph.-N, 78.2 k.m. 

FC-2.53 KA
- - - - - - -

20:04 21:07 01:03 132 kV B.C. Mohanty-

Railway(Tomka) Traction feeder

Tomka Traction 

Fdr.

01:03

20:17 21:03 00:46 132 kV B.C. Mohanty-Bamnipal 

feeder

Bamnipal 00:46

301 Paradeep 13.06.19 00:15 160 MVA Auto Trf.-03, Paradeep
- - - - - - -

302 Paradeep 13.06.19 02:03 11:56 09:53 132 kV Paradeep-Jagatsingpur 

feeder

At Paradeep end: DP relay 

operated Zn.-I, 'B' ph.-N, Dist.-

53.6

Jagatsingpur

Tirtol

00:12

9:53
- -

0.007240 Jagatsingpur

Tirtol
-

303 Meramundali 13.06.19 02:23 02:46 00:23 220 kV Meramundali-

Bhanjanagar Ckt.II

At Meramundali end: Tripped on 

O/C.
- - - - - - -

12.06.19 At BC Mohanty-Tripped

- -

0.018102300 B.C. Mohanty 

S/w
- -
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304 Kesinga 13.06.19 16:55 16:58 00:03 132kV Kesinga-Khariar Ckt. 132KV Saintala I/C pullout  Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:03

- -

0.001865 Khariar, 

Kantabanji, , 

Nuapada
-

20:34 23:39 03:05 220 kV Joda-TTPS Ckt.-I At Joda end:L1-N, Zn.-I, Dist.-

96.58, FC-1.03 KA

20:34 23:02 02:28 220 kV Joda-TTPS Ckt.-II At Joda end:L1- ,  Dist.-78.14 

k.m. FC-1.29 KA

306 Bangriposi 14.06.19 16:40 17:34 00:54 132 kV Bangriposi-Baripada(PG) 

Ckt.

Tripped Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikote

00:54

- -

0.030060 Bangiriposi, 

Rairangpur, 

Karanjia, 

Dhenkikote

-

307 New Duburi 14.06.19 17:46 18:36 00:50 220 kV New Duburi-Duburi(Old) 

feeder-II

At New Duburi end: 'R' ph. 'Y' ph, 

E/F, 5.7 k.m. FC-10.71 KA
- - - - - - -

308 Balasore 14.06.19 18:17 18:42 00:25 132 kV Balasore-Basta feeder At Balasore end: 'R' Ø -E/F, Dist.-

13.27 k.m, FC-4.57 KA

At Basta-Tripped on distance 

protection relay 21M1 and 21M2 , 

zone -1 fault current IA- 169.8A, 

IB-162.0A, IC-178.0A Fault 

distance 22.35 Km

Basta 00:25

- -

0.006391 Basta

-

309 Theruvali 14.06.19 19:20 19:35 00:15 220 kV Theruvali-Narendrapur 

Ckt.-I

At TVL end: Zn.-I, B Ø-E/F, 150 

k.m.
- - - - - - -

310 Theruvali 14.06.19 19:20 10:42 15:22 220 kV Theruvali-Narendrapur 

Ckt.-II

Tripped

(Breaker problem at Narendrapur 

end)
- - - - - - -

311 JSPL Switch Stn.15.06.19 13:45 14:12 00:27 220 kV JSPL-Jamshedpur Feeder Tripped oat both ends
- - - - - - -

312 Joda 15.06.19 14:48 15:31 00:43 220 kV Joda-Ramchandrapur Ckt. At Joda end: 'Y'-N, 119.91 k.m, 

1.22 KA
- - - - - - -

313 Tarkera 15.06.19 17:48 16.06.19

08:15

14:27 220 kV Tarkera-Budhipadar Ckt.-

I

At Tarkera end: R-N, Dist.-15.6 

k.,m, FC-5.8 KA
- - - - - - -

314 Joda 15.06.19 18:32 16.06.19

16:42

22:10 132 kV Joda-Barbil feeder At Joda-Tripped Barbil, Balani, 

Arya, BRPL, 

IMPTCL, Nalda

00:47

- -

0.020249 Barbil

-

305 Joda 13.06.19

- - - - - - -

(April-June) Page 45 2019



Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

315 Meramundali 15.06.19 19:01 19:50 00:49 400 kV Meramundali-Lapanga 

Ckt.-I

At MRDS end: Zn.-I, 'Y'-Ø, E/F, 

Dist.-140 k.m, FC-3.07 KA
- - - - - - -

316 Lapanga 15.06.19 18:10 19:07 00:57 132 kV Lapanga-Rengali RTSS 

Ckt.-I

At Lapanga-D/P RELAY: DIST 

TRIP, ZONE-1,DIST=1.368 KM, 

A-G, IL1=16.14KA, VA= 18.86V

Rengali RTSS 00:57

- -

0.004018

- -

317 Mendhasal 15.06.19 21:35 16.06.19

19:10

21:35 220 kV Mendhasal-Bidanasi 

Feeder

Tripped
- - - - - - -

01:26 00:23 132 kV Bhograi-Jaleswar Feeder

01:22 00:19 132 kV Bhograi-Baripada(PG) 

Feeder

01:03 14:14 13:11 132 kV Jaleswar-Baripada(PG) 

Feeder

01:50 00:20 132 kV Bhograi-Jaleswar Feeder

01:44 00:14 132 kV Bhograi-Baripada(PG) 

Feeder

319 Budhipadar 16.06.19 18:37 21:06 02:29 220 kV Budhipadar-Korba Ckt.-II At Budhipadar end:

L1-N, Zn.-I, Dist.-0.1 k.m, FC-

24.5 KA
- - - - - - -

320 New Duburi 17.06.19 12:34 14:18 01:44 220 kV New Duburi-Paradeep 

Ckt.-I

At New Duburi end: Zn.-I, 'B' ph.-

E/F, Dist.-84.5 k.m, FC-2.16 KA - - - - - - -

321 Kesinga 18.06.19 01:17 01:23 00:06 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:06

- -

0.003730 Khariar, 

Kantabanji, , 

Nuapada
-

322 Katapalli 18.06.19 16:26 18:54 02:28 220 kV Katapalli-Lapanga Ckt.-I At Katapalli end: Zn.-I, Dist.-10 

k.m. R-N, FC-13.46 KA
- - - - - - -

323 Meramundali 18.06.19 19:56 20:25 00:29 132 kV Meramundali-Dhenkanal 

Ckt.

At MRDS end: R-Ø, O/C, E/F, 

Dist.-25.5 k.m, FC-4.03 KA
- - - - - - -

324 Joda 19.06.19 06:36 13:28 06:52 132 kV Joda-Kenduposi feeder At Joda-Tripped

(Y' ph-Jumper snapped at Gantry) - - - - - - -

318 Bhograi 16.06.19 0.023527

01:30 TRIPPED FROM KUCHEI 

END.D. P . OPRTD.Iy-Ib-GndIy-

1.208K.A ,Ib-4.18K.A, Z-

1(66.75K.M from Kuchei).

01:03 TRIPPED FROM KUCHEI 

END.D. P . OPRTD.Iy-Gnd-

1.21K.A, Z-1(65.72K.M from 

Kuchei).

Jaleswar, 

Jaleswar Tr.

Bhograi

00:47

00:43

- -

Jaleswar,

Bhograi

-
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

325 Lapanga 19.06.19 11:38 15:15 03:37 400 kV Lapanga-IbTPS Ckt.-I At Lapanga end: D/P, Zn.-II, 'Y'-

'B'-N, Dist.-7 k.m, FC-10.6 KA - - - - - - -

326 Jaleswar 19.06.19 16:46 17:57 01:11 132 kV Jaleswar-Baripada (PG) 

Ckt.

At Jaleswar end: 'B' ph-N, Dist.-

51.5 k.m. FC-0.47 KA
- - - - - - -

327 Balasore 19.06.19 17:33 19:09 01:36 220 kV Balasore-Baripada(PG) 

Ckt.-II

At Balasore end: 'B' ph.-N, Zn.-I, 

FC-2.4 KA, Dist.-40.37 k.m.
- - - - - - -

328 Budhipadar 19.06.19 23:10 23:53 00:43 220 kV Budhipadar-Korba Ckt.-II At Budhipadar end: L1-E, Zn.-I, 

Dist.-83.5 k.m. FC-1.74 KA

At Korba end: Zn.-I, 'R' ph.-E, 

Dist.-72.5 k.m. FC-2.41 KA

- - - - - - -

329 Kesinga 19.06.19 23:33 09:23 09:50 132 kV Kesinga-Junagarh At Kesinga -Tripped on D/P

( JUMPER SNAPPED AT LOC-1 

OF 132 KV KESINGA-BPT-

JUNAGARH LILO LINE)

Val(Lanj.), 

Kesinga, 

Powmex,  

Bhawanipatna

Junagarh,

00:05

09:50
- -

0.198162 , Kesinga, ,  

Bhawanipatna

Junagarh, -

330 Kesinga 20.06.19 09:51 10:02 00:11 132kV Kesinga-Khariar Ckt. 132KV Tushra-Saintal line didn’t 
stand. Power supply resumed from 

kesinga

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:11

- -

0.007460 Khariar, 

Kantabanji, , 

Nuapada
-

331 Kesinga 20.06.19 14:55 15:04 00:09 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:09

- -

0.005595 Khariar, 

Kantabanji, , 

Nuapada
-

332 Kesinga 20.06.19 16:00 16:12 00:12 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:12

- -

0.007460 Khariar, 

Kantabanji, , 

Nuapada
-

333 Kesinga 20.06.19 18:20 18:54 00:34 132 kV Kesinga-Junagarh At Kesinga -Tripped on D/P Val(Lanj.), 

Kesinga, 

Powmex, 

Junagarh, 

Bhawanipatna

00:34

- - -

, Kesinga, , 

Junagarh, 

Bhawanipatna -

334 Bhanjanagar 20.06.19 18:34 19:24 00:50 132kV B.Nagar-Phulbani Feeder Phulbani 00:50
- -

0.015300 Phulbani
-
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Sl. 

No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

335 Indravati(PH) 20.06.19 19:08 20:35 01:27 400 kV Indravati(PH)-

Indravati(PG) Ckt.
- - - - - - -

336 Dhenkanal 20.06.19 20:18 23.06.19

16:05

67:47 132 kV Meramundali-Dhenkanal 

Feeder

At MRDL end:

B-N, Backup operated FC-4.01 

KA
- - - - - - -

19:08 21.06.19

09:21

14:13 220 kV Theruvali-Indravati Ckt.-I

(#2, #3 running Units of Indravati 

PH tripped)

19:08 19:40 00:32 220 kV Theruvali-Narendrapur 

Ckt.-I

19:08 20:44 01:36 220 kV Theruvali-Narendrapur 

Ckt.-II

19:08 19:47 00:39 220 kV Theruvali-Bhanjanagar 

Ckt.-I

19:08 19:35 00:27 220 kV Theruvali-Bhanjanagar 

Ckt.-II

19:08 19:30 00:22 220 kV Theruvali-Laxmipur Ckt.I

19:08 19:29 00:21 220 kV Theruvali-Laxmipur 

Ckt.II

19:08 20:14 01:06 220 kV Theruvali-Indravati Ckt.I

19:08 21.06.19

09:21

10:13 220 kV Theruvali-Indravati Ckt.II

19:08 20:37 01:29 220 kV Theruvali-Indravati 

Ckt.III

19:08 20:10 01:02 220 kV Theruvali-Indravati Ckt.-

IV

338 Paradeep 21.06.19 09:10 18:10 09:00 132 kV Paradeep-IFFCO feeder-I At Paradeep-Tripped IFFCO 09:00
- -

0.011340
- -

339 Paradeep 21.06.19 20:25 20:48 00:23 160 MVA Auto-Transformer-III Y' ph.-E/F, O/C
- - - - - - -

340 Lapanga 21.06.19 21:35 23:42 02:07 160 MVA Auto-Transformer-I Pressure relief device operated - - - - - - -

337 Theruvali 20.06.19 At Theruvali-Master Trip operated Theruvali, 

Rayagada, 

Rayagada Tr,

JK Paper,IMFA.

00:21

- -

Theruvali, 

Rayagada,

0.022151

-
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No.

Substation Date From To Duration Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

341 Kesinga 22.06.19 02:13 02:24 00:11 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar,antabanji

, Kantabanji Tr., 

Nuapada, 

Tusura,Saintala

00:11

- -

0.008705 Khariar, 

Kantabanji, 

,Nuapada, 

Tusura, 

Saintala

-

342 Kesinga 22.06.19 08:43 08:46 00:03 132kV Kesinga-Khariar Ckt. Due to ckt overloading (B Phase 

O/C on 132KV Kesinga O/G 

Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:03

- -

0.001872 Khariar, 

Kantabanji, , 

Nuapada
-

343 Kesinga 22.06.19 14:13 14:16 00:03 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:03

- -

0.001872 Khariar, 

Kantabanji, , 

Nuapada
-

344 Kesinga 25.06.19 21:43 21:47 00:04 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:04

- -

0.002496 Khariar, 

Kantabanji, , 

Nuapada
-

345 Kesinga 26.06.19 20:55 21:00 00:05 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:05

- -

0.003120 Khariar, 

Kantabanji, , 

Nuapada
-

346 Kesinga 26.06.19 22:18 22:23 00:05 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:05

- -

0.003120 Khariar, 

Kantabanji, , 

Nuapada
-

347 Kesinga 26.06.19 22:45 22:54 00:09 132kV Kesinga-Khariar Ckt. Due to ckt overloading (R & B 

Phase O/C on 132KV Kesinga 

O/G Feeder)

Khariar, 

Kantabanji, 

Kantabanji Tr., 

Nuapada

00:09

- -

0.005616 Khariar, 

Kantabanji, , 

Nuapada
-

348 Jajpur Town 27.06.19 17:43 19:15 01:32 132 kV Jajpur Town- Bhadrak 

feeder

At Jajpur Road-Tripped

(declared Faulty)

Jajpur Town 01:32
- -

0.049772 Jajpur Town
-

15:24 16:09 00:45 132 kV Jaleswar-Baripada(PG) 

Feeder

At Jaleswar end: DP operated, Y-

Ø, E/F, Zone-I, 52.4 k.m.

18:14 02:37 132 kV Baripada(PG)-Bhograi 

feeder

Bhograi

Jaleswar

349 Jaleswar 29.06.19 Bhograi

Jaleswar, 

Jaleswar Tr.

00:26

00:09

- -

0.007291

15:37 TRIPPED FROM KUCHEI 

END.D. P . OPRTD.Ir-Ib(L-L) Ir-

4.347K.A ,Ib-5.204K.A, Z-

-
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No.
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in MU

Area affected 

MW 
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Time:        
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availability in 
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1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. / 

CB etc.)not available

Feeders 

affected 

Extent of Generation 
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Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 
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Grid Sub-stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

15:59 00:22 132 kV Bhograi-Jaleswar Feeder

350 Joda 29.06.19 19:35 20:00 00:25 220 kV Joda-TTPS Ckt.-I & II. At Joda end: DP operated, Zone-I, 

L2-N, Dist.-126.3 KA
- - - - - - -

351 Meramundali 30.06.19 14:56 19:34 04:38 220 kV Meramundali-Kaniha 

Ckt.II

At Meramundali end: Zn.-I, 'R' ph.-

N, FC-11.8 KA, Dist.-10.8 k.m. - - - - - - -

01:05 01:42 00:37 220 kV Budhipadar-Vedanta 

Ckt.-II

01:06 01:22 00:16 220 kV Budhipadar-Vedanta 

Ckt.-I

01:13 01:32 00:37 220 kV Budhipadar-Jharsuguda-I

01:25 02:03 00:16 221 kV Budhipadar-Jharsuguda-I

30.06.19 At Budhipadar-Tripped VAL CPP 00:16

- -

0.001141

353 Budhipadar 30.06.19 Tripped on E/F

(due to heavy lighting)
- - - - -

4.347K.A ,Ib-5.204K.A, Z-

1(14.38K.M from Kuchei).

352 Budhipadar

-

-

-

-
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Format - C1.1 

OVERALL PERFORMANCE

Frequency Profile for the quarter  (April'19-June'19)

Month Total Hours Total duration(in HRs) of frequency Percentage Total duration(in HRs) of frequency Percentage 

 ( > 50.05 Hz.) of time (<49.9 Hz.) of time

 [=(3/2) * 100]  [=(5/2) * 100]

1 2 3 4 5 6

APRIL 720 182.67 25.37 46.85 6.51

MAY 744 132.83 17.85 65.98 8.87

JUNE 720 144.18 20.03 72.73 10.10

Total 2184 459.68 21.05 185.57 8.50
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OVERALL PERFORMANCE                          Format - C1.2

Frequency Profile for the quarter  (April'19-June'19)

(Maximum continuous period of deviation)

Month                                 Frequency (>50.05 Hz.)                                 Frequency (<49.9 Hz.)

Total duration Percentage Maximum continuous period of Month Total duration Percentage Maximum continuous period of

(HRs) of time deviation with date, time and reason (HRs) of time deviation with date, time and reason

1 2 3 4 5 6 7 8

JUNE 3.23 0.15 16.06.19 / 07:17 JUNE 1.20 0.06 10.06.19 / 22:06

to to

16.06.19 /10:31 10.06.19 / 23:18
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                      Format - C1.3

OVERALL PERFORMANCE

Frequency Profile for the quarter  (April'19-June'19)

Lowest / Highest frequency occurrence

       Highest frequency occurrence        Lowest frequency occurrence Details of the event if there is islanding

Frequency Date of Time of Frequency Date of Time of

 in Hz occurrence  occurrence  in Hz occurrence  occurrence

1 2 3 4 5 6 7

50.26 16.06.19 09:30 49.69 09.05.19 14:15 -
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MAXIMUM AND MINIMUM  VOLTAGE OF MAJOR GRID SUBSTATIONS

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 415 21' 20:00 397 04' 18:45 415 22' 12:00 389 07' 14:00 415 21' 19:45 390 16' 15:00 413 23' 03:45 401 04' 18:45

Mai.19 417 03' 06:30 396 20' 15:00 417 28' 19:00 408 22' 16:00 425 15' 18:45 365 03' 11:15 412 03' 08:15 400 20' 15:00

Jun.19 416 21' 06:15 396 12' 12:15 420 22' 05:00 403 12' 05:15 418 04' 05:45 370 08' 10:30 414 21' 05:00 400 28' 08:15

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 231 21' 20:00 212 16' 15:00 232 21' 18:00 210 28' 22:30 138 21' 18:00 124 28' 22:30

Mai.19 243 05' 06:30 209 25' 14:15 234 25' 17:00 203 21' 13:45 143 25' 17:00 119 21' 14:30

Jun.19 234 13' 03:45 211 26' 22:45 231 03' 06:00 204 10' 22:45 141 03' 05:45 122 10' 22:45

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 230 21' 19:00 209 02' 13:00 135 21' 19:00 122 02' 13:00 231 21' 20:00 217 16' 12:00 136 01' 03:45 128 16' 12:00

Mai.19 236 25' 17:00 208 29' 23:30 138 25' 17:00 120 09' 23:00 239 05' 06:15 210 10' 20:30 141 05' 06:15 123 10' 20:30

Jun.19 231 21' 07:30 202 19' 11:15 135 21' 07:30 112 10' 22:30 238 21' 09:00 210 06' 11:45 140 21' 09:00 123 06' 11:45

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 235 22' 04:30 212 29' 14:15 137 22' 04:30 123 29' 14:15 230 19' 06:00 224 09' 10:00 136 19' 06:00 130 08' 16:30

Mai.19 242 05' 11:30 212 10' 15:30 143 05' 11:30 124 27' 15:15 230 31' 17:45 226 01' 00:00 136 31' 17:45 131 22' 16:00

Jun.19 235 15' 22:00 216 07' 15:15 136 15' 22:00 124 26' 23:00 232 28' 06:00 226 30' 02:30 136 15' 18:15 130 12' 00:45

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 230 21' 19:45 208 16' 15:00 140 21' 19:15 122 16' 15:00 230 21' 20:00 217 27' 15:30 133 21' 17:15 124 27' 15:30

Mai.19 236 15' 18:45 200 10' 19:30 140 07' 04:15 120 20' 14:15 233 03' 06:30 212 21' 15:15 135 03' 22:00 120 21' 15:15

Jun.19 233 05' 21:00 202 08' 10:30 142 05' 21:15 120 26' 22:45 232 13' 05:45 217 25' 19:45 136 25' 20:00 125 12' 15:00

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 236 06' 09:45 224 04' 12:45 138 06' 09:30 132 04' 12:30 235 21' 16:30 217 04' 19:15 135 21' 16:30 124 04' 18:45

Mai.19 237 27' 18:15 226 10' 20:30 140 27' 18:15 133 10' 19:45 231 04' 02:15 213 10' 00:00 135 04' 00:15 123 19' 19:00

Jun.19 238 21' 10:30 228 04' 10:15 141 03' 10:15 134 04' 10:15 230 22' 06:00 215 13' 22:45 134 22' 06:00 124 26' 00:15

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 226 19' 06:00 213 04' 16:15 138 09' 18:30 124 04' 16:15 229 19' 06:00 223 04' 16:15 138 19' 06:00 131 08' 12:00

Mai.19 227 28' 19:00 207 23' 10:15 139 28' 19:00 125 23' 10:15 230 28' 19:00 224 22' 16:00 138 28' 19:00 133 21' 16:15

Jun.19 228 21' 05:00 218 12' 15:30 139 13' 18:45 130 07' 16:30 231 22' 05:00 222 12' 05:15 139 13' 18:30 132 12' 05:15

MONTH

JAYANAGAR JODA
220 kV 132 kV 220 kV 132 kV 

MONTH

CHANDAKA DUBURI
220 kV 132 kV 220 kV 132 kV 

MONTH

BIDANASI BUDHIPADAR

220 kV 132 kV 220 kV 132 kV 

MONTH

BHADRAK BHANJANAGAR

220 kV 132 kV 220 kV 132 kV 

MONTH

ATRI BALASORE
220 kV 132 kV 220 kV 132 kV 

MONTH KATAPALI LAPANGA
220 kV 132 kV 220 kV 132 kV 

MONTH DUBURI (N) LAPANGA MENDHASAL MERAMUNDALI

400 kV 400 kV 400 kV 400 kV 
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MAXIMUM AND MINIMUM  VOLTAGE OF MAJOR GRID SUBSTATIONS

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 226.37 23' 03:45 219.79 04' 19:15 135.731 23' 03:45 130.48 04' 18:45 228.16 21' 20:15 206.57 16' 12:00 139.43 21' 20:15 125.34 16' 11:45

Mai.19 227.35 03' 06:00 217.77 20' 15:00 136.713 03' 06:00 129.73 28' 13:00 244.33 03' 07:30 192.54 18' 15:15 148.89 03' 04:30 121.3 18' 15:15

Jun.19 227.7 21' 06:15 218.75 11' 23:15 136.597 21' 04:45 130.36 11' 23:00 239.65 19' 14:30 200.57 01' 15:15 146.24 13' 04:45 119.33 08' 10:30

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 230.30 21' 20:00 202.70 27' 14:45 137.64 21' 20:00 119.05 27' 14:45 226.89 09' 18:45 208.94 07' 16:30 136.31 19' 23:15 118.01 07' 16:30

Mai.19 233.88 04' 06:15 203.68 20' 13:00 140.64 05' 11:45 118.76 16' 23:00 226.89 28' 20:30 210.61 04' 16:45 137.52 28' 19:00 122.05 04' 16:45

Jun.19 232.09 28' 05:30 201.03 20' 00:00 142.49 28' 05:30 117.83 26' 20:30 232.43 21' 05:00 215.92 12' 16:00 139.71 21' 04:45 125.80 12' 16:00

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 230.01 23' 01:00 212.81 08' 18:45 133.42 21' 14:15 123.72 08' 18:45 227.93 06' 09:45 213.56 07' 17:00 136.77 06' 09:45 128.11 07' 17:00

Mai.19 261.30 25' 14:00 222.50 07' 23:30 132.15 04' 22:00 126.03 21' 15:45 244.39 27' 18:00 213.32 10' 20:30 146.58 27' 18:00 127.99 10' 20:30

Jun.19 261.53 24' 09:30 218.75 12' 15:00 132.90 21' 20:30 124.36 12' 15:00 239.42 20' 19:15 216.56 08' 10:30 143.64 20' 19:15 129.96 08' 10:30

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 232.95 06' 09:45 222.50 04' 12:45 233.18 21' 20:00 211.71 16' 15:00 231.40 21' 19:45 212.57 29' 14:15 230.59 21' 20:00 210.44 16' 15:00

Mai.19 239.48 27' 18:15 221.12 19' 09:30 237.00 15' 18:45 196.25 10' 21:15 239.30 05' 06:45 206.28 10' 20:30

Jun.19 239.65 20' 18:15 224.64 08' 10:30 233.13 05' 21:00 204.26 08' 10:30 238.03 21' 09:30 206.34 26' 22:45

Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time Max. Day Time Min. Day Time

Apr.19 138.62 21' 19:15 121.7 27' 12:00 135.154 21' 20:15 121.24 16' 11:45 134.98 14' 01:45 116.45 11' 08:45 139.2 21' 19:45 122.63 16' 13:30

Mai.19 142.08 05' 11:45 119.91 25' 14:15 149.82 27' 18:00 118.53 28' 14:45 141.56 31' 22:00 120.66 16' 23:00 139.89 05' 06:45 123.32 22' 13:45

Jun.19 140.29 05' 21:00 118.01 07' 16:15 142.255 19' 14:30 114.72 08' 10:30 142.54 05' 21:15 110.39 10' 19:30 137.64 13' 03:45 108.13 08' 10:30

UNDER BREAK DOWN

220 kV 132 kV 

TARKERA THERUVALI

220 kV 132 kV 220 kV 132 kV 

NAYAGARH SAMANGARALAXMIPUR

MONTH MERAMUNDALI NARENDRAPUR

220 kV 132 kV 220 kV 132 kV 

MONTH

MONTH PARADEEP SADEIPALI

220 kV 132 kV 

MONTH

220 kV 220 kV 220 kV 220 kV 

MENDHASAL

MONTH

132 kV 132 kV 132 kV 132 kV 

CUTTACK BERHAMPUR PURI KHURDA
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Percentage of time voltage in the Quarter was beyond levels permitted under I.E. Rules.

Reasons for such 

deviation**

Hours in 

the 

Quarter 

voltage 

went 

beyond 

245 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

198 kV

% Hours in 

the 

Quarter 

voltage 

went 

beyond 

145 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

119 kV

% 220 kV 132 kV Auto 

Transformer

Power 

Transformer

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15

Jayanagar

Duburi

Joda

Tarkera

Budhipadar

Balasore

Meramundali

Bidanasi

Narendrapur

Chandaka

Bhanjanagar

Theruvali

*Data relates to those Sub-stations where analog instrument facilities are available.

**Specific reasons, if any, August be mentioned.

Data for the above sub-stations could not be furnished for want of analog facilities.

Maximum 

continuous period 

of deviation : with 

date and time*

Tap position in concerned 

transformer during extreme 

condition.

Name of the Grid 

Sub-station

Hours in 

the 

Quarter 220 kV 132 kV
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                                                           GENERATION  CAPACITY
SL.NO. NAME OF POWER STATION INSTALLED CAPACITY IN MW FIRM POWER IN MW

O.H.P.C.

HIRAKUD POWER STATION

2 x 49.5 =   99

2 x 32    =   64                         275.5

3 x 37.5 = 112.5            

(b)CHIPLIMA  3 x 24    =   72       

BALIMELA POWER HOUSE 6 x 60+2 x75    = 510 135

RENGALI POWER HOUSE 5 x 50    =  250 60

UPPER KOLAB POWER HOUSE 4 x 80    =  320 95

INDRAVATI POWER HOUSE 4 x 150  =  600 224

MACHHKUND POWER HOUSE 3 x 17    =  51                    36       

( Orissa  Share 30% purchase upto 

20% extra)
3 x 23    = 69 

TOTAL HYDRO , (A) 2063.5

N.T.P.C.(TAKEN OVER)

TTPS STAGE-I** 4 x 60      = 240 160.2

TTPS STAGE - II 2 x 110    = 220 146.85

TOTAL TTPS                 = 460

O.P.G.C.

IB  TPS STAGE-I 2 x 210    = 420 342.09

TOTAL THERMAL , (B) 880 880

                                                                             CENTRAL SECTOR GENERATION

SHARE IN  % MW

1 CHUKHA (BHUTAN) 4 x 84     =  336 (270MW considered for calculating share) 15.19 41 85

2 TALA (BHUTAN) 6 x 170 = 1020 4.25 43.4

3 FARAKKA (WEST BENGAL) 3 x 200   =  600 13.63 218.08 7.5 77.91
2 x 500   =  1000

1 x 500   =  500 16.62 83.1 85

4 KAHALGAON (BIHAR) 4 x 210    =  840 15.24 132.47 9 53.98
3 x 500    =  1500 2.05 39.3 9 62.11

5 TSTPP, KANIHA (ORISSA) 2 x 500    =  1000 31.8 318 7.5 85
4 x 500    =  2000 10 200 7.5

6 TEETSA 3 x 170    =  510 20.59 105 85

7
MANGDECHU HEP (BHUTAN) 4 X 180   = 720 12.57 90.87

8 MTPS (BIHAR) 2 X 195   = 390 8.53 33.27
Total ISGS 1304.49                             

 GRAND TOTAL (A) + (B) + (C) =  4247.99 MW

*

AUX. 

CONS.

% AGE 

AVAILABILIT

Y(excluding UA)

Firm power for OHPC stations has been computed as per design energy of the stations approved by CEA. Firm availability of State Thermal as per CERC /OERC nerms. ISGS share of power 

is as per CGS power allocation sheet of CEA as on 01.07.2013.

SL.NO. NAME OF POWER STATION INSTALLED CAPACITY IN MW SHARE OF INSTALLED 

CAPACITY OF GRIDCO

1

(a)BURLA

30

2

3

134

(April-June) Page58 2019



FORMAT-D.2
 MONTHLY NET GENERATION / EXCHANGE / DEMAND DATA IN MU 

CONSTITUENTS Apr.19 Mai.19 Jun.19
BURLA 20.264 38.063 25.554
CHIPLIMA 13.437 21.726 18.762
BALIMELA 131.629 171.043 166.807
RENGALI 22.389 28.313 13.681
U.KOLAB 71.814 70.092 59.602
INDRAVATI 240.673 183.078 68.429

O.H.P.C 500.204 512.315 352.834

MACHHAKUND(O/D) 24.896 26.811 22.395

TOTAL STATE HYDRO 525.100 539.126 375.229
IB.T.P.S 247.348 239.854 215.289
OPGC (UNIT3) 37.223 61.610 81.958
NTPC(T.T.P.S) 294.821 301.226 291.428
TTPS(UI-OD) -0.735 -0.772 -2.271
IPP-GMR 162.742 177.528 218.839
GMR(UI) -11.268 -7.030 -3.836
IPP-Sterlite Energy 141.687 72.893 44.143
IPP-JITPL 7.067 4.885
TOTAL THERMAL 878.884 850.196 845.549
IMFA 1.179 0.954 1.096
NALCO 2.095 2.429 2.351
ARATI STEELS 1.703 1.280 3.630
Aryan Ispat Ltd. 0.283 0.298 0.275
BPSL 5.894 5.781 6.460
BSL 2.125 2.541 11.714
DINABANDHU 0.308 0.365 0.342
HINDALCO 3.045 1.623 3.252
IFFCO 0.000 0.000 0.000
JSL 2.621 2.523 2.876
JSPL 4.320 4.461 3.020
BPPL 0.298 0.269 0.244
MAITHAN 0.000 0.000 0.000
NARBHERAM 0.145 0.058 0.000
NINL 0.681 0.173 0.507
MGM 0.256 0.200 0.107
NBVL 0.386 0.349 0.332
DALMIA CEMENT 0.077 0.108 0.211
PATNAIK STEEL 0.000 0.000 0.000
RATHI 0.000 0.000 0.000
RSP 0.000 0.000 0.002
SHYMA DRI 0.126 0.042 0.089
TATA SPONGE 0.357 0.241 0.507
VAL JHARSUGUDA 3.360 3.290 2.510
VAL LANJIGARH 0.582 0.632 0.613
VISA 0.517 0.372 0.318
OSISL 0.000 0.000 0.000
MAHAVIR 0.215 0.026 0.108
SMC 0.018 0.031 0.037
SHREE GANESH 0.461 0.655 0.541
FACOR 0.400 0.360 0.239
ADITYA 0.918 1.135 1.270
ESSAR 0.452 0.619 0.319
BEL 0.040 0.058 0.079
TOTAL-CPPs 32.864 30.872 43.052
Shalivahan Biomas 6.288 7.989 5.800
Meenakshi 7.342 11.228 18.361
Samal HEP 5.490 7.554 4.392
Raj Ratan Solar Power 0.131 0.134 0.119
S.N. Mohanty Solar Power 0.114 0.044 0.083
MGM Green Energy 0.108 0.033 0.074
Molisati Vinimaya Solar Power 0.117 0.111 0.094
Shree Mahavir Ferro Alloys 0.112 0.108 0.082
Vivacity Renewable 0.128 0.089 0.084
JAY Iron & Steel Ltd 0.083 0.088 0.077
Abacus Holding Pvt. Ltd 0.142 0.149 0.121
Alex Green Energy 0.000 0.000 0.000
SECI (OA, Raj. &Guj. ) 0.000 0.000 0.000
SECI (EC,Rajasthan, Gujurat ) 8.647 8.910 7.477
SECI (EC,Sadipali & Jyoti) 5.533 5.719 4.816
SECI (EC,Dakshin Odisha) 5.851 6.666 5.791
SECI (Vento Power) 5.062 5.786 5.041
SECI (Vento Energy Infra) 2.515 3.071 1.977
SECI (Vento Power Projects Pvt. Ltd.) 0.072 0.071 0.028
SECI (Vento Power Pvt. Ltd.) 0.535 1.545 1.623
SECI (Vento Power Infra Pvt. Ltd.) 0.787 1.222 0.902
SECI (GEDCOL) 2.595 2.640 2.447
ACME Solar 4.536 4.731 4.182
Aditya Birla Pvt. Ltd. 0.000 0.000 0.000
NVVNL Bundle Power(Solar) (Including OA Charges) 3.384 3.330 3.114
NVVNL Bundle Power(coal) 11.451 11.565 11.049
Dadri Solar Bundle Power 0.670 0.696 0.652
Faridabad Solar Bundle Power 0.649 0.671 0.606
PTC-Ostro 16.516 18.973 19.169
SECI-Green Infra 0.000

TOTAL NON-Non-conventional ENERGY 88.857 103.124 98.164
TOTAL SELF GENERATION 1525.705 1523.318 1361.994
EREB IMPORT 768.536 762.059 694.399
EREB EXPORT 16.235 25.509 28.374
NET EREB 752.301 736.551 666.024
Banking Power(Import) 17.370 125.700 135.690
Banking Power(Export) 0.000 0.000 0.000
TRADING(PXIL+IEX+Bilateral) (Import) 218.290 78.630 216.310
TRADING(PXIL+IEX+Bilateral) (Export) 22.501 43.460 17.780
OTHER SALE 4.292 4.429 8.445
SYSTEM  DEMAND 2486.873 2416.309 2353.794

* Monthly Pool Account is yet to be finalised.
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GRIDCO DRAWAL FROM DIFFERENT SOURCES FOR THE PERIOD (April'19-June'19)

Sl.
Source of

Drawal Total Cost Avg. Cost

No Power in MU in Crore( Rs.) in P/U

1 TOTAL HYDRO 1439.456 114.264 79.38

2 OPGC 883.281 201.721 228.38

3 TTPS 883.697 284.070 321.46

4 ISGS 2154.876 789.163 366.22

5 CPPs 106.788 0.000 0.00

6 IPPs 807.650 225.641 279.38

7 Non-conventional 290.144 138.180 476.25

TOTAL 6565.894 1753.038 1751.060

TRADING+IEX+Banking Power+OA 691.083119

Net Purchase 7256.977

FIGURES ARE PROVISIONAL & SUBJECTED TO CHANGE.

NOTE: Total Cost of TTPS includes cost against year end adjustment as reported by GRIDCO Ltd.
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FORMAT-D.4

CAPACITY ADDITION OF GRID SUB-STATIONS

Sl. NAME OF THE CAPACITY AS ON PROGRESSIVE CAPACITY DATE REMARKS

NO. SUB-STATION 30.06.19 IN MVA IN MVA ADDITION (MVA)

1 Bhubaneswar Unit-

VIII GIS

- 1 x 40 40 01.04.19 132/33 kV TRF-II idle charged and loaded on 03.05.19, 

06:00 Hrs.

2 Keonjhar GIS - 2 x 20 40 14.04.19

16.04.19

220/33 kV TRF-II was charged on 14.04.19 and TRF-I was 

charged on 16.04.19.

3 Betanati - 1 x 20 20 19.04.19 132/33 kV TRF-I was idle charged.
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Format-D.5

MAJOR FAILURES OF TRANSFORMERS & EQUIPMENTS IN GRID SUB-STATIONS

CIRCLE DATE GRID S/S TRANSFORMER BREAKER CT & PT LIGHTNING ARRESTER MISC. (Isolator/ Wave Trap 

etc.)

REMARKS

Berhampur - - - - - - - -

Bhubaneswar 03.05.19 Samangara

- - - -

All the Towers of 220kV 

Samangara-Pandiabil Ckt.-I 

& II collapsed due to cyclone 

Fani.

-

Burla 14.04.19 Lapanga

- -

R- PH CT of 132 KV 

Lapanga-ARYAN ISPAT 

burst at Aryan Ispat S/W.

- - -

16.04.19 Bolangir

- -

LA of 132 KV Bolangir New- 

Bolangir Old ckt -II burst. - -

29.05.19 Kesinga

- -

CT of 132KV Saintala-

Khariar ckt. burst. - - -

09.06.19 Kesinga

- -

Y-ph CT of 132kV Kesinga-

Khariar Ckt. Burst. - - -

Chainpal
- - - - - - - -

05.04.19 Nuapatna

- - - -

R-ph   surge arrester of 

132kV Banki-Nupatna Fdr 

bursted.

-

03.05.19 Bidanasi

- - - -

Tower of 132kV Bidanasi-

Choudwar Ckt. collapsed 

inside kathajodi river at 

location no-16

-

Jajpur Road 02.05.19 Baripada

- - -

L/A of 132KV Bangriposi- 

Baripada(PG) Line burst at 

PGCIL end

- -

Jeypore
- - - - - - - -

Bolangir

Cuttack
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