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A. POWER SUPPLY SECURITY

Format-A1

Load Restriction due to non availability of Generation

Year Quarter Month Total Hrs.
* Duration of restriction             

(in HRs.)

Percentage of time 

load restricted

1 2 3 4 5 6

2020-21 4th JANUARY 744 0.00 0.00

FEBRUARY 672 0.00 0.00

MARCH 744 0.00 0.00

Total 2160 0.00 0.00

             *         SLDC is preparing the drawal schedule for discom considering the availability of power from all sources. 

                       Load restriction is being done by the discom as and when required on rotation basis to curtail the demand.

(Jan-March) Page-1 2021



Format-A2

Particulars of Generating Station which failed to meet forcasted requirement at the time of load restriction

Year Quarter Month Hour Name of Generating Station Quantum/ Percentage 

of Load Restriction 

Imposed

1 2 3 4 5 6 7 8
JANUARY 744

- - - - - -

FEBRUARY 672

- - - - - -

MARCH 744
- - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand.

(In relation to Format: A-1)

2020-21 4th

*Duration of failure to meet forecasted requirement (HRs.)

Date                   From                     To             Total      
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Format-A3

Particulars of demand curtailed and areas affected due to failure of Generating Station to meet forcasted requirement at the time of load restriction

Name of Gen. Station Year Quarter Month Hour
L.R. Imposed in 

MW

Area / Consumer 

categories affected

1 2 3 4 5 6 7 8 9 10 11
JANUARY 744 - - - - -

FEBRUARY 672 - - - - -

MARCH 744 - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand.

-

2020-21 4th Load restriction imposed in 

the state on rotation basis 

to curtail the demand.

(In relation to Format: A-1)

Duration of failure to meet forecasted requirement 

(HRs.)        

Date               From                   To                Total      
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B. TRANSMISSION SECURITY

Format-B1

Load Restriction due to non availability of Transmission Capacity, (Percentage of time)

(even though Generation was available)

Year Quarter Month
Total Hrs.               

of the month

Duration of restriction                

(in Hrs.)

Percentage of time 

load restricted 

[=(5/4) *100]

1 2 3 4 5 6

2020-21 4th JANUARY 744 0.00 0.00

FEBRUARY 672 0.00 0.00

MARCH 744 0.00 0.00

Total 2160 0.00 0.00

*          Parital Load Restriction
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B. TRANSMISSION SECURITY

Format-B2

Rescheduling of Generation due to non availability of Transmission Capacity, (Percentage of time)

(even though load restriction was not required)

Year Quarter Month Total Hrs.                        
Duration of Generation rescheduled 

(HRs.)

Percentage of time 

Gen.rescheduled 

[=(5/4) *100]

1 2 3 4 5 6

2020-21 4th JANUARY 744 - -

FEBRUARY 672 - -

MARCH 744 - -

Total 2160 NIL NIL

(Jan-March) Page-5 2021



Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4
Sl. 

No.

Substation Date From To Duratio

n

Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability 

in a month 

in Format B-

2 as the 

case may 

be1 2 3 4 5 6 7 8 9 10 11 12 13 14

1 BOLANGIR(NEW) 01.01.21 09:22 09:40 00:18 132KV BOLANGIR(NEW)-

BOLANGIR(OLD) CKT-1&2

O/C & E/F Bolangir(old),S

onepur,Boudh,

Khariar,Saintal

a,Tusura

00:18

- -

0.0296624 Bolangir(old),S

onepur,Boudh,

Khariar,Saintal

a,Tusura

-

2 CHANDAKA-B 01.01.21 17:28 18:02 00:34 132KV CHANDAKA(B) -

MANCHESWAR

trip on B/U relay
- - - - - - -

3 POLASPONGA 01.01.21 21:02 21:04 00:02 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:02
- -

0.0002432
- -

4 BHOGRAI 01.01.21 22:42 23:28 00:46 132KV BHOGRAI-BARIPADA PG tripped from both end .

Bhograi-DP relay ,Zone-1, 6.5KM, Y-

ph to Earth, IL2-1.875KA)

- - - - - - -

5 NARENDRPUR 02.01.21 11:28 11:36 00:08 220KV NARENDRAPUR-TATA CKT-

2

Tripped on Backup relay operated ,B-

phase O/C,Ia-30Amp,Ib-29.83Amp,Ic-

28.31Amp

- - - - - - -

6 THERUVALLI 04.01.21 14:13 18:11 03:58 220KV THERUVALLI-INDRAVATI 

CKT-1

tripped on DP relay.

(Theruvalli-DP relay ,Zone-1, 

13.09KM, IL1-5.766KA, IL3-5.438KA)

- - - - - - -

7 INDRAVATI 04.01.21 19:06 15:54/05.01.20:49 400KV ICT-1 H/T due to sparking of 400KV bus - - - - - - -

12:24 12:45 00:21 220KV BALASORE-NEW DUBURI tripped at Balasore end.(Main-2, 

Zone-2 B-ph,AR 

fail,126.6KM,1.464KA)
12:25 13:14 00:49 132KV BALASORE-UDALA trip on B/U relay

9 MERAMUNDALI 05.01.21 15:38 16:05:00 00:27  400KV MERAMUNDALI-

MENDHASHAL CKT-2 

tripped at Meramundali end.(R-

ph,E/F,28.2KM,4.4KA)
- - - - - - -

10 MERAMUNDALI 06.01.21 15:22 16:01:00 00:39  132KV MERAMUNDALI-

KHAJURIAKATA 

tripped on DP relay.

(Meramundali-DP relay ,Zone-1, Y-

ph to Earth, 8.12KM, IL2-7.4KA)

- - - - - - -

11 POLASPONGA 06.01.21 00:40 00:42 00:02 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:02
- -

0.0002432
- -

12 POLASPONGA 07.01.21 13:21 13:25 00:04 132KV POLASPONGA-JODA E/F Keonjhar RTSS, 

Essar,Polaspon

ga

00:04

- -

0.0023062

Polasponga -

07.01.21 12:29 15:43:00 03:14  220KV BUDHIPADAR-

BASUNDHARA CKT-2 

At Budhipadar End,D/P-I(ABB RELZ 

100) ,  D/P-II(SIEMENS 7SA52) Dist 

Gen Trip, Relay Trip L1,, Dist Trip 

Z1,F.Loop=L1-E, F.D=1.8Kms(5.1%), 

07.01.21 12:29 12:51:00 00:22  220KV BUDHIPADAR-LAPANGA 

CKT-1 

pulled out with above fault

Transmission element (Line / Tfr. 

/ CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-

stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

BUDHIPADAR

BALASORE8 05.01.21 Betnoti,Udala 00:49 0.0163399

- -

Betnoti,Udala

-

13

- - - - - - -
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Sl. 

No.

Substation Date From To Duratio

n

Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability 

in a month 

in Format B-

2 as the 

case may 

be1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. 

/ CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-

stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

14 TARKERA 07.01.21 12:30 12:45 00:15 220KV TARKERA-BUDHIPADAR 

CKT-1

tripped at Tarkera end on DP 

relay.(Tarkera-DP relay ,Zone-1, R-

ph to Earth,122.5KM, IL1-1.38KA)

- - - - - - -

15 BHAWANIPATNA 08.01.21 12:45 12:52 00:07 132 KV BHAWANIPATNA-  

LANJIGARH ROAD RTSS

O/C Lanjigarh RTSS 00:07
- -

0.0003519
- -

16 DUBURI 08.01.21 15:03 15:54 00:51 132KV DUBURI-TTPS CKT-2 tripped on DP relay. O/C - - - - - - -

17 POLASPONGA 08.01.21 16:20 16:22 00:02 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keojhar RTSS 00:02
- -

0.0002432 Keojhar RTSS
-

18 BUDHIPADAR 08.01.21 16:18 16:29 00:11  220KV BUDHIPADAR-VAL  CKT-1  D/P-I (SIEMENS 7SA52) Dist Gen 

Trip, Dist Trip Z-2                                     

D/P-II (SIEMENS 7SA52) Dist Gen 

Trip, Dist Trip Z-2        

- - - - - - -

19 BUDHIPADAR 08.01.21 16:18 16:45 00:27  220KV BUDHIPADAR-VAL  CKT-2  D/P-I (SIEMENS 7SA52) Dist Gen 

Trip, Dist Trip Z-2                                     

D/P-II (SIEMENS 7SA52) Dist Gen 

Trip, Dist Trip Z-2    

- - - - - - -

20 KAMAKHYANAGAR 08.01.21 15:03 15:57 00:54  132KV KAMAKHYANAGAR-OPCL  DP optd. -3 Phase trip OPCL 00:54 - - - - -

21 BUDHIPADAR 08.01.21 16:15 19:45 03:30  220KV BUDHIPADAR-BPSL CKT-2 trip due to sparking at B-ph isolator - - - - - - -

10:00 17:52

10.01.21

31:52  132KV BUDHIPADAR-

JHARSUGUDA CKT-2 

trip due to B-ph insulator puncture

10:00 10:30 00:30 AUT0-2, BUDHIPADAR pulled out with above fault

23 POLASPONGA 09.01.21 17:50 17:58 00:08 132KV POLASPONGA-KARANJIA Trip - - - - - - -

17:50 18:05 00:15

23:26 23:38 00:12

25 POLASPONGA 09.01.21 23:25 23:26 00:01 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:01
- -

0.0001216
- -

26 BIDANASI 09.01.21 15:12 15:22 00:10 220KV BIDANASI-CUTTACK CKT-2 Tripped with M/R operated and DP 

relay operated with O/C  B -phase, 

Ib-921.8 amps.At the same time 

Cuttack -Phulnakhara ckt tripped at 

ctc grid end.

- - - - - - -

27 CUTTACK 09.01.21 15:12 15:53 00:41 132KV CUTTACK-PHULNAKHARA Tripped at both end.Tripped on O/C 

in Y-ph in backup relay. Fault BG, 

Zone-1,Dist.-12.970 km, Ia=141mA, 

Ib=9.285A, Ic=322mA,In=9.461A in 

DP relay.

- - - - - - -

28 KARANJIA 10.01.21 02:08 02:19 00:11 132 KV KARANJIA-DHENKIKOTE Source Failure Karanjia,Dhenk

ikote

00:11
- -

0.0027072 Karanjia,Dhen

kikote
-

03:30 09:45 06:15 132KV PARADIP-IFFCO CKT-1 O/C R-ph

04:42 09:52 05:10 132KV PARADIP-IFFCO CKT-2 O/C R-ph

BUDHIPADAR

-

0.006644

- - - - -

Karanjia, 

Dhenkikote

-

22 09.01.21 - -

29  PARADIP 10.01.21 IFFCO 05:10 - - 0.003596 -

24 KARANJIA 09.01.21 132 KV KARANJIA-DHENKIKOTE Trip Karanjia, 

Dhenkikote

00:27 - -
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Sl. 

No.

Substation Date From To Duratio

n

Energy lost 

in MU

Area affected 

MW 

reschedule

d or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability 

in a month 

in Format B-

2 as the 

case may 

be1 2 3 4 5 6 7 8 9 10 11 12 13 14

Transmission element (Line / Tfr. 

/ CB etc.)not available

Feeders 

affected 

Extent of Generation 

Rescheduling required

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-

stations 

affected (it can 

be more than 

one)

Interruption 

time

(Hr. Min.)

30 JALESWAR 10.01.21 05:57 06:32 00:35 132KV JALESWAR-BHOGRAI tripped from both end .

(Bhograi-DP relay ,Zone-1, Yph-e/f)
- - - - - - -

31 JAYANAGAR 10.01.21 12:55 13:10 00:15 132KV MACHKUND-JAYNAGAR trip from Machkund end - - - - - - -

32 SHYAM METALLICS 10.01.21 01:07 01:34 00:27 132KV SHYAM DRI-ARYAN trip due to damage of insulator ShyamDRI 00:27 - - 0.0091642 -

33 BUDHIPADAR 10.01.21 05:45 07:14 01:29 132KV BUDHIPADAR-

SUNDARGARH Ckt-2

At Budhipadar End 1) B/U(SIEMENS 

7SJ62) i) Relay Trip, ii) Dir L1 PU, iii) 

Dir L2 PU, iV) Dir L3 PU (2) Master 

Trip

- - - - - - -

34  PARADIP 10.01.21 23:44 10:23/11.01.10hrs 

39mins

132KV PARADIP-IFFCO CKT-2 O/C B-ph & E/F
- - - - - - -

35 BOLANGIR(OLD) 10.01.21 07:07 07:09 00:02 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,K

hariar

00:02

- -

0.0016247 Saintala,Tushu

ra,Kantabanji,

Khariar

-

36 BOLANGIR(OLD) 11.01.21 07:22 07:24 00:02 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,K

hariar

00:02

- -

0.0016247 Saintala,Tushu

ra,Kantabanji,

Khariar

-

37 BIDANASI 11.01.21 00:51 01:57 01:06 132KV BIDANASI-CHOUDWAR tripped from both end .

( O/C R,Y,B with M/R operated W/O 

DP at Bidanasi end and W/O tripped 

at Choudwar end. IL1=0.06KA, 

IL2=0.01KA,IL3=0.00KA.)

- - - - - - -

38 DUBURI 11.01.21 02:35 07:41 05:06 132KV DUBURI-JAKHPURA RTSS tripped from both end .

(Duburi-DP relay ,Zone-1, 10.16KM, 

B-ph to Earth, IL3-6.49KA)

Jakhpura RTSS 05:06

- -

0.047611 Jakhpura RTSS

-

03:56 18:15 14:19 400KV NEW DUBURI-BARIPADA tripped on DP relay .

(New Duburi-DP relay ,Zone-1, 

3.9KM, Y-ph to Earth, IL2-10.18KA)

03:56 17:28 13:32 400KV NEW DUBURI-PANDIABILI tripped on DP relay .

(New Duburi-DP relay ,Zone-1, 

3.86KM, Y-ph to Earth, IL2-11.92KA)

40  PARADIP 11.01.21 05:46 10:21 04:35 132KV PARADIP-IFFCO CKT-1 O/C R-ph & E/F - - - - - - -

41 JODA 11.01.21 11:27 19:20 07:53 220KV JODA-TTPS CKT-1 trip on L2,L3,Dist-119.8KM - - - - - - -

11:27 11:45 00:18 132KV CHAINPAL-ANGUL DP Relay.Fault location-

370.7mtr.Ia=143.1A,Ib=433.6A,Ic=15

.74KA.
11:27 12:05 00:38 132KV CHAINPAL-TTPS CKT-2 B/U Relay & M/T. Ia=186.2 A, 

Ib=404.4A, Ic=7.74KA.

43 DUBURI 11.01.21 13:35 13:38 00:03 132KV DUBURI-JAKHPURA RTSS O/C Jakhpura RTSS 00:03 - - 0.0004668 - -

10:27 10:28 00:01

17:32 17:34 00:02

-

-

- -

39 NEW DUBURI 11.01.21 - - - - - -

42 CHAINPAL 11.01.21 - - - - - -

44 POLASPONGA 11.01.21 132KV POLASPONGA-KEONJHAR RTO/C Keonjhar RTSS - - 0.000364800:03
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No.

Substation Date From To Duratio

n

Energy lost 

in MU

Area affected 

MW 

reschedule
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Interruption 
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(Hr. Min.)

45 PATTAMUNDAI 11.01.21 13:07 13:12 00:05 132 KV PATTAMUNDAI-OLAVER 

CKT-2

Tripped on DP relay B Phase zone-

1,tripping distance-32.6Km.Dis 

pickup L3-E  f on,Dis. Trip  3p 

on,Definitive trip ON

- - - - - - -

46 KANTABANJI 12.01.21 00:45 00:50 00:05 132KV RTSS,KANTABANJI O/C Kantabanji 00:05 - - 0.0001544 - -

47 MANIA 12.01.21 00:53 01:30 00:37 132 KV ICCL-MANIA INCOMER E/F Salipur,Mania 00:37 - - 0.0166758 Salipur,Mania -

06:25 09:31 03:06 400KV MERAMUNDALI-

MENDHASHAL CKT-2

tripped from both end .

(Meramundali-DP relay ,Zone-1, 

100KM, R-ph to Earth, IL1-3.79KA)
06:26 07:03 00:37 220KV CHANDAKA-MENDHASHAL 

CKT-1&3

trip

49 JAYANAGAR 12.01.21 11:10 11:25 00:15 132KV JAYANAGAR-MACHKUND trip - - - - - - -

50 KANTABANJI 12.01.21 04:00 04:03 00:03 132KV RTSS,KANTABANJI O/C Kantabanji 00:03 - - 9.266E-05 - -

15:29 14:51

13.01.21

23:22 220KV NEW DUBURI-BALASORE trip due to Y-ph,B-ph insulator string 

damage

15:29 14:52

13.01.21

23:37 220KV BALASORE-NEW DUBURI 1st fault: At Balasore end :                     

Main-I: Z-I,Main-II: Gen Trip,  Z-I, 

19.21Km, L2-N, IL2=4.368KA                  

At New Duburi end:                                 

Main-I:Y-Ph-E, Z-I, 105.5Km, Iy-

1.98KA,Main-II: A/R blocked                  

52  PARADIP 13.01.21 16:46 17:10 00:24 132KV PARADIP-PPL CKT-2 O/C Y-ph - - - - - - -

12:52 13:16 00:24 132KV SAMANGARA-NIMAPADA 67 B-PH PU,LBB OPTD,MasterTrip 

OPTD. All132/33KV Power trfs were 

pulled out
12:52 13:21 00:29 132KV SAMANGARA-

SATASANKHA CKT-2

LBB OPTD, 3-ph MasterTrip OPTD.

12:52 13:25 00:33 AUTO-1, SAMANGARA 132 KV Side:-LBB OPTD, 3-ph 

MasterTrip OPTD.

12:52 13:26 00:34 AUTO-2, SAMANGARA 132 KV Side:-LBB OPTD, 3-ph 

MasterTrip OPTD.

54 BOLANGIR(OLD) 13.01.21 17:27 17:30 00:03 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,K

hariar

00:03

- -

0.0016247 Saintala,Tushu

ra,Kantabanji,

Khariar

-

55 POLASPONGA 13.01.21 15:30 15:32 00:02 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:02
- -

0.0002432
- -

05:10 05:15 00:05

16:09 16:14 00:05

17:24 17:42 00:18

18:36 18:38 00:02

56 132 KV BHAWANIPATNA-

KESINGA 

Failed from Kesinga end Junagarh, 

Kesinga 

RTSS,PAWMEX,

Bhawanipatna, 

00:30

- - - -

13.01.21

- -

0.028022 Junagarh, 

Kesinga 

RTSS,PAWMEX

,Bhawanipatn

-

53 13.01.21

- - -

SAMANGARA

BHAWANIPATNA

-

-

48 MERAMUNDALI 12.01.21 - - - - - -

51 NEW DUBURI 12.01.21 - - - - - -
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57 BOLANGIR(NEW) 13.01.21 04:09 04:31 00:22 132KV BOLANGIR(NEW)-

PATNAGARH CKT-1

O/C & E/F
- - - - - - -

58 KESINGA 13.01.21 14:52 21:32 06:40 132 KV KESINGA RTSS Tripped on E/F due to heavy spark 

inside CT console box,also indication 

of TC-1 faulty.

Kesinga RTSS 06:40

- -

0.0084762

- -

59 KESINGA 14.01.21 10:54 10:57 00:03 132 KV KESINGA RTSS O/C Kesinga RTSS 00:03 - - 6.357E-05 - -

60 NARENDRPUR 14.01.21 05:29 05:39 00:10 220KV NARENDRAPUR-TATA CKT-

2

Tripped on Backup relay operated ,C-

phase O/C,86A,86B operated.
- - - - - - -

61 DUBURI 15.01.21 13:55 13:59 00:04 132KV DUBURI-JAKHPURA RTSS O/C Jakhpura RTSS 00:04 - - 0.0006224 - -

17:57 17:59 00:02

18:17 18:19 00:02

14:45 14:49 00:04

23:43 23:47 00:04

64 NARENDRPUR 15.01.21 03:37 03:46 00:09 220KV NARENDRAPUR-TATA CKT-

2

Tripped on Backup relay operated ,B-

phase O/C,Ia-21.87Amp,Ib-

33.66Amp,Ic-24.46Amp

- - - - - - -

65 TARKERA 16.01.21 05:58 11:11 05:13 AUTO-1, 100MVA, TARKERA trip as Buchholz relay operated - - - - - - -

66 MANIA 16.01.21 07:15 07:19 00:04 132 KV ICCL-MANIA INCOMER E/F Salipur,Mania 00:04 - - 0.0018028 Salipur,Mania -

67 BIDANASI 16.01.21 07:13 07:16 00:03 132KV BIDANASI-CHOUDWAR tripped from both end .

( Dir O/C R,Y,B with M/R operated 

W/O DP at Bidanasi end and W/O 

tripped at Choudwar end.

- - - - - - -

06:53 06:56 00:03

17:37 17:39 00:02

69 JODA 18.01.21 05:23 06:23 01:00 220KV JSPL-JAMSHEDPUR tripped at both end
- - - - - - -

70 ATRI 18.01.21 05:27 05:27 00:00 220KV ATRI-INFOCITY-2 tripped at both end and closed in 

AUTO RECLOSURE immediately at 

ATRI end.

- - - - - - -

71 NEW BARGARH 18.01.21 15:15 15:53 00:38 AUTO-2, NEW BARGARH trip
- - - - - - -

-

63 15.01.21 132KV JUNAGARH-KESINGA Directional O/C relay faulty & 

Distance protection relay faulty 

indication

-

68 BOLANGIR(OLD) 17.01.21 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji, 

Kantabanji 

Tr.,Khariar

00:05

- -

JUNAGARH

Saintala, 

Tushura, 

Kantabanji, 

Khariar

-

0.0040618 Saintala,Tushu

ra,Kantabanji,

Khariar
-

- - - -

-00:0462 BOLANGIR(OLD) 15.01.21 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,Tr

action 

fdr,Khariar

- - 0.0032484
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72 ATRI 18.01.21 16:27 16:47 00:20 132KV ATRI-SAMUKA tripped at both end .

(Atri-DP relay ,63.7KM, R-ph to 

Earth, IL1-1.69KA)

- - - - - - -

73 JAYANAGAR 18.01.21 17:14 17:23 00:09 220KV JAYNAGAR-BALIMELA CKT-

1

tripped during synch of  #7

- - - - - - -

15:15 15:53 00:38

18:53 20:02 01:09

75 ATRI 18.01.21 21:07 21:42 00:35 132KV ATRI-SAMUKA tripped at both end .

(Atri-DP relay , Zone-1,53.66KM, Y-

ph to Earth, IL2-1.862KA)

- - - - - - -

10:50 10:55 00:05

15:14 15:17 00:03

18:46 18:48 00:02

19:31 19:33 00:02

02:00 02:21 00:21

05:43 05:59 00:16

79 JALESWAR 19.01.21 02:38 03:08 00:30 132KV JALESWAR-BARIPADA PG tripped at both end .

(Jaleswar-DP relay , Zone-1, 26.4KM, 

Y-ph to Earth, IL2-1.658KA)

- - - - - - -

16:47 21:41

20.01.21

28:54 400KV INDRAVATI-INDRAVATI- 

PG

Tripped on B ph-E/F, B ph insulator 

punctured at loc no 12 from PG end

16:47 21:41

20.01.21

28:54 ICT-1,U.INDRAVATI 186 AT Relay operated on 400 kV 

side

22:25 12:17

21.01.21

35:52 220 KV JAIPATNA-INDRAVATI Burst of Bph C.T at Jaypatna end

22:25 12:12

21.01.21

35:47 220 KV JAIPATNA-KASHIPUR pulled out with above fault

81 19.01.21

- - - - - - -

77 BOLANGIR(OLD) 18.01.21 132KV BOLANGIR(OLD)-KESINGA O/C

- - - -

80 19.01.21

- - -

74 NEW BARGARH 18.01.21 AUTO-2, NEW BARGARH trip as OSR operated

Saintala,Tushu

ra,Kantabanji,

Khariar
-

78 CHANDAKA 19.01.21 132KV CHANDAKA-NIMAPADA Tripped at both end .

(Chandaka-DP relay , Zone-

1,36.9KM, R-ph to Earth, IL1-2.65KA)
- - - - - - -

Saintala,Tushur

a,Kantabanji, 

Kantabanji 

Tr.,Khariar

00:04

- -

0.0032494

- -

76 18.01.21 132 KV BHAWANIPATNA-

JUNAGARH

trip at Junagarh end in O/C Junagarh 00:08
- -

Junagarh0.0019186
-

- - - - -

BHAWANIPATNA

INDRAVATI

JAIPATNA
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22:25 07:50

20.01.21

09:25 AUTO-1, JAIPATNA pulled out with above fault

82 NEW BARGARH 19.01.21 15:14 16:50 01:36 AUTO-2, NEW BARGARH trip as OSR operated
- - - - - - -

83 JAGATSINGHPUR 19.01.21 18:12 19:00 00:48 132KV JAGATSINGHPUR-

GORAKHNATH RTSS

Trip due to puncture Y-ph 33 kv 

Main bus Insulator  & B-ph Station 

transformer PI (All power 

transformers were also pulled out)

Jagatsinghpur,

Gorakhnath 

RTSS

00:38

- -

0.0167107 Jagatsinghpur,

-

84 THERUVALLI 19.01.21 23:11 18:25

20.01.21

19:14 AUTO-3, THERUVALLI(160MVA) trip on O/F
- - - - - - -

85 BHAWANIPATNA 20.01.21 19:51 19:54 00:03 132 KV BHAWANIPATNA-  

LANJIGARH ROAD RTSS

O/C Lanjigarh RTSS 00:03
- -

0.0001508
- -

14:35 14:53 00:18 Tripped on Backup relay operated ,B-

phase O/C,Ia-64.03Amp,Ib-

18.75Amp,Ic-220.3Amp

15:20 15:39 00:19 Tripped on distance fault. Main-I-

MicomP442) tripping details B to C  

Zone-I,Dist-53.76Km

Main-II(Micom P 444),B to C ,Zone-I 

,      Dist-53.92Km.

At Atri end (Main I Micom P442) B 

to C , Zone-I, Distance-84.14km
87 THERUVALLI 21.01.21 00:28 17:35 17:07 220 KV INDRAVATI-THERUVALLI Burst of Yph C.V.T. at TVL end - - - - - - -

88 BARPALI 21.01.21 21:50 21:53 00:03 132KV BARPALI-DUNGURIPALI 

RTSS

O/C Dunguripali 

RTSS

00:03
- -

0.0001391
- -

18:19 18:20 00:01

19:33 19:35 00:02

17:00 17:02 00:02

18:03 18:05 00:02

91 JHARSUGUDA 22.01.21 09:10 17:07 07:57 132KV JHARSUGUDA-LAPANGA O/C - - - - - - -

92 NARENDRPUR 23.01.21 09:59 10:10 00:11 220KV NARENDRAPUR-TATA CKT-

2

Tripped on Backup relay operated ,A-

phase O/C,86A,86B operated.
- - - - - - -

- -

0.0032494 Saintala,Tushu

ra,Kantabanji,

Khariar
-

90 BOLANGIR(OLD) 22.01.21 Saintala,Tushur

a,Kantabanji,

Kantabanj Tr., 

Khariar

00:04132KV BOLANGIR(OLD)-KESINGA O/C

- -

0.0024371 Saintala,Tushu

ra,Kantabanji,

Khariar
-

89 BOLANGIR(OLD) 21.01.21 Saintala,Tushur

a,Kantabanji,

Kantabanj Tr., 

Khariar

00:03132KV BOLANGIR(OLD)-KESINGA O/C

- - - -

220KV NARENDRAPUR-TATA CKT-

2

86 21.01.21

- - -

NARENDRAPUR
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93 BUDHIPADAR 23.01.21 12:10 14:10 02:00 220KV BUDHIPADAR-IB CKT-3 At Budhipadar End,D/P-I(ABB RELZ 

100)    

TRZ1,ZM1,ZM2,ZM3,PST,PSN,CSZ,        

D/P-II(SIEMENS 7SA52) Dist Gen 

Trip, Relay Trip L3,, Dist Trip Z1,            

At IB End D/P Operated on Zone-I  

F.Distance=25.25KM IL3=1.4KAmp

- - - - - - -

94 MERAMUNDALI 23.01.21 15:02 15:56 00:54 220KV MERAMUNDALI-

BOLANGIR PG

tripped at both end .
- - - - - - -

95  PARADIP 16.01.21 04:21 10:09 05:48 132KV PARADIP-PPL CKT-1 O/C B-ph
- - - - - - -

96 PARADIP 16.01.21 06:17 10:06 03:49 132KV PARADIP-IFFCO CKT-1 O/C B-ph
- - - - - - -

97 LAXMIPUR 24.01.21 13:14 13:41 00:27 220KV LAXMIPUR-ADITYA CKT-2 tripped at both end.

(Laxmipur-DP relay , Zone-1, 

16.84KM, B-ph to Earth, IL3-

- - - - - - -

07:02 12:34 05:32 132KV PARADIP-IFFCO CKT-1 O/C B-ph & E/F

05:38 12:34 06:56 132KV PARADIP-IFFCO CKT-2 O/C R-ph & E/F

99 POLASPONGA 24.01.21 11:29 11:31 00:02 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:02
- -

0.0002432
- -

100 BHAWANIPATNA 24.01.21 06:24 06:27 00:03 132 KV BHAWANIPATNA-  

LANJIGARH ROAD RTSS

O/C Lanjigarh RTSS 00:03
- -

0.0001508
- -

101 KHAJURIAKATA 25.01.21 05:51 06:07 00:16 132KV KHAJURIAKATA-

NUAPATNA-DHENKANAL

E/F,At Nuapatna:- R-Ph O/C, Zone-II, 

Dist- 76.59 Kms, If= 1.2KA  ,      At 

DKL End:- No Tripping

Dhenkanal 00:16

- -

0.0089712 Dhenkanal

-

102 ATRI 25.01.21 05:49 06:04 00:15 132KV ATRI-SAMUKA DP, Yph-N, 1.82 kA, 53.98 km - - - - - - -

103 MERAMUNDALI 25.01.21 05:51 14:46 08:55 132KV MERAMUNDALI-

DHENKANAL 

 At DKL Grid End:Zone-II, 

Distance:32KM, Fault Loop:Y to N, 

Iy=1.46KAmp                                            

At MRDL Grid End:Zone-I, 

Distance:6.7KM, Fault Loop:Y to N, 

Iy=8KAmp, Insulator Puncture at Loc 

No-25 of MRDL-DKL Line

Khuntuni 00:24

- -

0.0011109 Khuntuni

-

104 SHAMUKA 25.01.21 23:41 23:49 00:08 132KV SHAMUKA-PURI tripped on DP relay at both end

(Samuka DP relay , Zone-1, Y-ph to 

Earth, 4.9KM, IL2-1.798KA) Y-ph 

insulator puncture @loc.26

- - - - - - -

- -
IFFCO 05:32

- - -
98 PARADIP 23.01.21
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105 BHAWANIPATNA 25.01.21 18:17 18:18 00:01 132 KV BHAWANIPATNA-

KESINGA 

Failed from Kesinga end Junagarh, 

Kesinga 

RTSS,PAWMEX,

Bhawanipatna,

Lanjigarh, RTSS

00:01

- -

0.0009341 Junagarh, 

Kesinga , 

Bhawanipatna -

106 BOLANGIR(OLD) 26.01.21 18:24 18:26 00:02 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,Ka

ntabanji Tr., 

Khariar

00:02

- -

0.0016247 Saintala,Tushu

ra,Kantabanji,

Khariar
-

11:31 11:51 00:20 BURLA-CHIPLIMA TIE trip due to gen stator fault of #2 at 

CHIPLIMA PH end

11:31 11:51 00:20 CHIPLIMA-KATAPALI CKT-1 trip due to gen stator fault of #2 at 

CHIPLIMA PH end

11:31 11:51 00:20 CHIPLIMA-KATAPALI CKT-2 trip due to gen stator fault of #2 at 

CHIPLIMA PH end

03:10 05:33 02:23 132KV TARKERA-ROURKELA CKT- E/F

03:10 05:32 02:22 132KV TARKERA-ROURKELA CKT- E/F

03:10 05:30 02:20 132KV TARKERA-ROURKELA CKT- E/F

05:33 21:02/28.01.15:29 132KV TARKERA-ROURKELA CKT-

1

E/F (Y-ph conductor snap at loc.03 

from RKL)

04:44 04:48 00:04

14:17 14:20 00:03

110 CHANDIKHOLE 27.01.21 09:03 09:05 00:02 132KV CHANDIKHOLE-JAJPUR 

ROAD  CKT-1

E/F (Snake Fault at Chandikhole 

Grid)
- - - - - - -

111 BUDHIPADAR 27.01.21 23:28 00:05/28.01.00:37 132KV BUDHIPADAR-REMJA At Budhipadar End only,B/U 

(Siemens), Gen Trip,Directional L3 

Pu,Directional E/F trip and Master 

Trip                                                             

Brajrajnagar 00:37

- -

0.0143218 Brajrajnagar

-

112 BRAJRAJNAGAR 27.01.21 23:28 00:30/28.01.01:02 132KV BRAJRAJNAGAR 

RTSS(KECHOBAHAL)

B-ph PT burst at RTSS end Brajrajnagar 

RTSS

01:02
- -

0.0010292
- -

113 BOLANGIR(OLD) 27.01.21 07:24 07:27 00:03 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,K

hariar

00:03

- -

0.0024371 Saintala,Tushu

ra,Kantabanji,

Khariar

-

114 KESINGA 27.01.21 04:50 04:53 00:03 132 KV KESINGA RTSS O/C Kesinga RTSS 00:03
- -

6.357E-05
- -

115 SAMBALPUR 28.01.21 12:59 13:32 00:33 132KV SAMBALPUR- SHYAMDRI Trip on DP relay,Zone1,B-ph Aryan 

Viraj,Shyam 

Metallics

00:33

- -

0.0112332

-

-

0.0998532 Rourkela

-

109 27.01.21 132 KV BHAWANIPATNA-  LANJIGARO/C Lanjigarh RTSS 00:07
- -

0.0003519
- -

108 27.01.21 Rourkela,Rourk

ela RTSS

02:20

-

TARKERA

BHAWANIPATNA

107 26.01.21

- - - - - - -

KATAPALI
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05:10 05:15 00:05 Tripped on Backup relay operated ,B-

phase O/C,Ia-22.57Amp,Ib-

34.64Amp,Ic-15.92Amp

05:26 05:31 00:05 Tripped on Backup relay operated ,A-

phase O/C,Ia-221.2Amp,Ib-

12.51Amp,Ic-74.18Amp

05:57 06:18 00:21 H/T due to CB spring charging 

problem at TATA end.

10:56 15:55 04:59 132KV BARGARH-ACC CKT-1 E/F

10:56 11:03 00:07

11:25 11:37 00:12

118 MERAMUNDALI 30.01.21 15:52 17:29 01:37 132KV MERAMUNDALI-

DHENKANAL 

 At DKL Grid End:Zone-I, 

Distance:11.03KM                                    

At MRDL Grid End:Zone-III, 

Distance:48.123KM

- - - - - - -

119 SHAMUKA 30.01.21 05:06 05:55 00:49 132KV SHAMUKA-PURI tripped on DP relay at both end - - - - - - -

120 BHAWANIPATNA 30.01.21 19:01 19:04 00:03 132 KV BHAWANIPATNA-  

LANJIGARH ROAD RTSS

O/C Lanjigarh RTSS 00:03
- -

0.0001508
- -

121 NARENDRAPUR 30.01.21 18:20 18:31 00:11 220KV NARENDRAPUR-TATA CKT-

2

Tripped on Backup relay operated ,C-

phase O/C,Ia-22.25Amp,Ib-

24.85Amp,Ic-29.37Amp

- - - - - - -

122 POLASPONGA 31.01.21 09:11 09:14 00:03 132KV POLASPONGA-KEONJHAR 

RTSS

O/C Keonjhar RTSS 00:03
- -

0.0003648
- -

123 BOLANGIR(OLD) 31.01.21 17:47 17:50 00:03 132KV BOLANGIR(OLD)-KESINGA O/C Saintala,Tushur

a,Kantabanji,K

hariar

00:03

- -

0.0024371 Saintala,Tushu

ra,Kantabanji,

Khariar

-

08:23 08:24 00:01 O/C (R PH),  Ia=242.6A, Ib=211.2A, 

Ic=36.91A,Inm = 6.755A, Ind= 

19:19 19:21 00:02 O/C (R PH),  Ia=1.038KA, Ib=40.03A, 

Ic=31.3A,Inm = 1.002KA, Ind= 

1.004KA
125 BURLA 02.02.21 12:20 13:30 01:10 132kV Burla -Sambalpur Tripped at burla end with E/F

- - - - - - -

126 BUDHIPADAR 02.02.21 13:14 11:50

03.02.21

22:36 132kV  Budhipadar-MCL-1 Tripped from Budhipadar end with 

Distance Protection relay B-ph to 

earth fault , zone-1, 2.19km , 

13.12kA[At Loc No-09, B-Phase 

Conductor along with insulator 

string snapped & fell on ground]

- - - - - - -

-

0.000366

- -

00:03

-

124 POLASAPONGA 01.02.21 132KV POLASPONGA-KEONJHAR 

TRACTION 

KEONJHAR 

TRACTION

- - - -132KV BARGARH-KATAPALI pulled out with above fault

117 29.01.21

- - -

BARGARH

- - - -

220KV NARENDRAPUR-TATA CKT-

2

116 29.01.21

- - -

NARENDRAPUR
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13:22 14:15 00:53 132KV Soro-Bhadrak Feeder DP Relay with Zone-I at Soro 

end,Fault loop L3-N,Fault Current-

IL1-364A,IL2-374A,IL3-1345A,IN-

644A,Fault Distance-41.998KM

13:22 14:14 00:52 220KV  BHADRAK- NEW DUBURI Tripped from both ends , ( B-phase 

LA of interconnection between 

220kv and 132 kv switchyard burst 

at bhadrak end ) along with 220kv 

Baleswar-Bhadrak

13:22 14:40 01:18 220KV BHADRAK-BALASORE At Balasore end:

Siemens B/U relay: B-Ph O/C, E/F, 

Fault current: IL3=1.33KA
128 MERAMUNDALI 02.02.21 15:06 15:51 00:45 400KV  MERAMUNDALLI-

BOLANGIR(PG) 

tripped from both ends , (zone-1 , 

65.9km, B phase to earth fault, 

7.56kA)

- - - - - - -

16:01 12:46

03.02.21 

20:45 132KV BOLANGIR(N)- 

BOLANGIR(O) ckt-2

Tripped from Balangir end.

16:28 16:36 00:08  132KV BOLANGIR(N)- 

BALANGIR(O) ckt-1 

Tripped from Sadeipalli end on 

overload

130 NARENDRAPUR 03.02.21 05:35 14:10 08:35  AT-1 NARENDRAPUR Tripped due to buchholz operation - - - - - - -

131 THERUBALI 03.02.21 13:49 14:14 00:25 TVL-INDRAVATI -2 Tripped from both ends (b-phase to 

eath fault, zone-1, 11.7km, 5kA)
- - - - - - -

132 MERAMUNDALI 04.02.21 01:29 2:45:00 01:16  400KV  MERAMUNDALLI-

BALANGIR(PG)  

Tripped at both ends , at 

meramundalli DT received 
- - - - - - -

133 Aska New 04.02.21 18:24 18:35 00:11 132KV ASKA NEW-BERHAMPUR 

CKT

E/F on R-Ph.
- - - - - - -

134 MERAMUNDALI 04.02.21 18:14 22:12:00 03:58  132KV MERAMUNDALLI-BRG Tripped at E/F and O/C - - - - - - -

09:26 15:41 06:15 132KV  BUDHIPADAR-

SUNDERGARH -1 

Tripped on O/C, B-phase, conductor 

snap at loc no-26,27,28

09:26 15:03 05:37 160MVA Auto Transformer No-I Tripped at Both end with O/C Y&B-

Ph.

0.0110169 Balangir

Sonepur

Boudh,Tusura

Khariar, 

Kantabanji, 
-

0.1293312 Budhipadar

Sundergarh

Brajrajnagar

Jharsuguda

-

0.0482021 Bhadrak

-

- -

135 BUDHIPADAR 05.02.21 Budhipadar

MCL,MSP

Sundergarh

Brajrajnagar

00:40

6:07

00:47

129 BALANGIR(N) 02.02.21 Balangir

Sonepur

Boudh,Tusura

ACME, 

Saintala, 

Khariar, 

Kantabanji, 

Kantabanji Tr.

00:08

127 BHADRAK 02.02.21 Bhadrak

Bhadrak tr.

Facor

Dhamra port

00:53

-
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09:26 15:15 05:49 160MVA Auto Transformer No-II Tripped at Both end with with O/C 

Y&B-Ph and auto Transformer 

declared Faulty on dt 06.02.2021 

due to Y ph 132KV side bushing lead 

damaged.
09:26 09:48 00:22 220 KV Bus Coupler Tripped on O/C, E/F.

09:26 15:32 06:06  132KV Budhipadar-Lapanga Tripped-L2-E/F L3-E/F IL2=2.14Kamp 

and IL3=1.9Kamp

09:26 15:04 05:38  132KV Budhipadar-Kalunga D/P Operated Zone-III ,Fault 

,Distance = 322.7 KM,O/C  R-Ph and 

09:26 15:33 06:07 132 KV Budhipadar-Sundargarh 

Ckt-2

O/C,E/F, R-phase, Ir-0.12 KA, Iy-0.16 

KA, Ib-1.15 KA

09:26 09:54 00:28  132KV KUCHINDA- RAJGANGPUR tripped at  Rajgangpur  end 

09:26 09:55 00:29 132 kv Lapanga-Jharsuguda fdr Tripped

09:26 18:10 08:44 132 kv Jharsuguda-Bpadar ckt-I Dir E/F

09:26 18:15 08:49 132 kv Jharsuguda-Bpadar ckt-II Dir E/F

-

Jharsuguda

-

Brajrajnagar

Brajranagar Tr.

Jharsuguda

Jharsuguda Tr.

Ultratech

00:47

00:29

-
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15:07 15:28 00:21 400KV NEW DUBURI-

MERAMUNDALLI-2

Tripped 

15:07 20:49 05:42 400k meramundalli-kanhia-2 Tripped due to B-phase LA burst at 

meramundalli end .ICT-1 and ICT-2 

also tripped at same time
15:07 16:07 01:00  315MVA ICT-I Pulled out with above fault

15:07 18:02 02:55  315MVA ICT-II Pulled out with above fault

15:07 15:28 00:21  400kvNEW DUBURI-

MERAMUNDALLI-2 

tripped at new duburi end

137 MERAMUNDALI 05.02.21 15:46 17:03 01:17  400KV MERAMUNDALLI-KANIHA-

1 

Tripped on B-phase to earth fault, 

26km, 7.45kA
- - - - - - -

18:40 19:00 00:20 220KV TVL-BHANJANAGAR CKT-2 CN,Zone-1,111.5 km,IC=1.34 KA at 

Therubali end

20:00 13:48

06.02.21

17:48 220KV TVL-BHANJANAGAR CKT-2 Tripped for the second time with GF 

, B-phase to earth ,zone-1, 39.2km, 

2.7kA

which was tripped at 18:40 when 

charged at 18:39
139 POLASAPANGA 06.02.21 10:59 11:01 00:02 132KV POLASPANGA-KEONJHAR 

RTSS

O/C (R PH),  Ia=243.8A, Ib=201.5A, 

Ic=48.24A,Inm = 6.974A, Ind= 

KEONJHAR 

RTSS

00:02
- -

0.0002439
- -

12:24 15:33 03:09 400KV MERAMUNDALLI-

MENDHASALA-2

AR operated, relay R to earth fault, 

zone-1, 75.9km, 3.49kA, from 

mermundalli end 

12:24 13:07 00:43 400KV MERMUNDALLI- NEW 

DUBURI CKT-1 

At meramundalli end , tie breaker 

also tripped , no relay indication

141 JAYANAGAR 08.02.21 17:41 20:06 02:25 132KV J.NAGAR-RAYAGADA LINE Tripped at J.nagar, DP, zone 1, B-N , 

139A, DP relay problem

Rayagada

Rayagada Tr.

Podagada

00:31

- -

0.0064212 Rayagada

Podagada -

142 New BARGARH 09.02.21 17:44 17:58 00:14 160MVA AUTO-1 OF New 

BARGARH

tripped, b-phase earth fault, master 

Trip, 
- - - - - - -

143 TARKERA 11.02.21 18:30 20:24 01:54 220KV TARKERA -CHANDIPOSH Tripped from tarkera end - - - - - - -

- - - --

- - - - -

- - - -

140 MERAMUNDALI 06.02.21

- -

138 THERUBALI 05.02.21

- - -

136 MERAMUNDALI 05.02.21

- -
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12:55 13:17 00:22 132KV JAYNAGAR-

12:55 13:19 00:24 132KV JAYNAGAR- RAILWAY 

FEEDER

145 JAYNAGAR 12.02.21 12:45 13:30 00:45 132KV JAYNAGAR-MEENAKSHI Tripped - - - - - - -

146 BALASORE 13.02.21 03:22 11:43 08:21 132KV UDALA-BALASORE Tripped from both ends, Y-phase to 

earth fault, 13.04km, 4.67kA at 

Balasore end.

- - - - - - -

147 MERAMUNDALI 13.02.21 14:08 15:09 01:01 400KV MERAMUNDALLI-

MENDHASAL FDR-2 

Tripped
- - - - - - -

14:42 17:35 02:53 220KV BUDHIPADAR-BPSL CKT-2 D/P-I (ABB REL 670)  Distance Relay 

Trip ,Zone-I Trip ,B-Ph Trip, Fault 

Distance=3.57KM and D/P-II Trip 

,Zone-I Trip ,B-Ph Trip
14:42 15:29 00:47 220KV BUDHIPADAR-BPSL CKT-1 D/P-I Trip R,Y&B-Ph ,Zone-I Trip , 

Fault Distance=4.8KM and D/P-II 

Zone-I Trip , Fault Distance=6.1KM 

Fault Loop=L3-N 
14:42 15:15 00:33 220KV BUDHIPADAR-

BASUNDHARA CKT-2

Master Trip

149 BALASORE 14.02.21 05:17 13:15 07:58 132KV BALASORE-BASTA Tripped on E/F , Y-phase to ground, 

3.81km from baleswar ,8.06kA
- - - - - - -

150 BHANJANAGAR 14.02.21 14:08 14:20 00:12 220KV BHANJANAGAR-

MERAMUNDALI CKT-1

Tripped DP relay, zone-1, 37.03km, 
- - - - - - -

151 Anandpur 15.02.21 15:51 16:01 00:10 132KV Anandpur-Agarpada CKT O/C & E/F Relay indication - Fault 

type- B (Y phase)-N  , CB Operate 

time=55ms, Relay trip time = 330 ms

- - - - - - -

152 ATRI 15.02.21 13:10 16:57 03:47 220KV ATRI-NARENDRAPUR CKT-

1

Tripped 24.57km,fault current b-

phase 1.95kA, c-phase 2.16kA
- - - - - - -

153 THERUBALI 15.02.21 13:11 13:24 00:13 220KV THERUBALI-INDRAVATI 

CKT-2

Tripped, C phase to neutral, 1.28kA, 

67.19kms
- - - - - - -

-

0.0140343 Tentulikhunti

Dabugaon

Umerkote

-

-

0.0025441

- --

148 BUDHIPADAR 13.02.21 Bhusan

Basundhara

00:47

00:33

144 JAYNAGAR 12.02.21 Tripped Tentulikhunti

Dabugaon

Umerkote

00:22

-
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154 TENTULIKHUNTI 16.02.21 11:37 12:02 00:25 132KV Jayanagar-Tentulikhunti 

CKT-1 fdr

Zone-1 L1 to G Fault
- - - - - - -

155 MERAMUNDALI 16.02.21 12:34 17:00 04:26 400KV MERAMUNDALI-KANHIA 

CKT-1

Tripped at both ends ,relay at 

meramundalli DP zone-1, B-phase to 

earth , 42.3km,14.62kA

- - - - - - -

156 INDRAVATI 16.02.21 12:59 13:21 00:22 220KV INDRAVATI- THERUBALI 

CKT-2

Tripped at both ends,relay at 

indravti, Dp zone-1, B-earth, 
- - - - - - -

157 BANGIRIPOSI 16.02.21 22:02 22:12 00:10 132KV BANGIRIPOSI-

RAIRANGPUR FEEDER

O/C, 
- - - - - - -

17:14 17:55 00:41 132KV AT-1

17:14 19:23 02:09 132KV AT-2

17:14 19:25 02:11 132KV AT-3

17:14 17:59 00:45 220KV JODA-JSPL Relay Indication : 1)Carrier receive 

relay 2) Master tripped relay

159 LAPANGA 17.02.21 05:12 11:16 06:04 132 KV LAPANGA - ARYAN R Phase CT Jumper Snapped ARYAN 06:04 - - - - -

18:17 18:45 00:28 132 KV  LAPANGA-BURLA CKT 1& TRIPPED

18:17 18:43 00:26 AUTO TRANSFORMER 1 & 2 PULLED OUT

18:17 18:45 00:28 132 KV LAPANGA - ARYAN Relay at Lapanga sensed DP zone 1 

R phase to Earth fault at 10 km, R 

phase conductor snapped near 

Gantry of Aryan substation 
161 BHOGRAI 18.02.21 04:21 04:57 00:36 132KV Bhograi-Jaleswar FEEDER  D.P OPTD. Z-1,Bph-

GROUND,4.2KM,Ib-1144.4A, - - - - - - -

162 PODAGADA 18.02.21 17:38 17:59 00:21 132 KV PODAGADA - RAYAGADA  TRIPPED FROM BOTH ENDS DUE TO 

BAD WEATHER - - - - - - -

163 BOLANGIR(NEW) 18.02.21 20:11 21:31 01:20 132 KV BOLANGIR(NEW) - 

PATNAGARH CKT 2 TRIPPED AT 

BOTH ENDS

Tripped at both end. Relay at 

BOLANGIR(NEW) DP zone 1 R-E , 2.2 

kA , 27.02 km

- - - - - - -

- - - -

- - -

-

160 LAPANGA 17.02.21 ARYAN 00:28

158 JODA 16.02.21 All 132kv side Joda load tripped due 

to 40MVA Trf-06 B-ph CT burst

Banspani tr.

FAP,JSPL

Joda

TATA,SMPL

01:39

-
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164 JALESWAR 19.02.21 00:49 01:10 00:21 132 KV JALESWAR - BHOGARAI 

FEEDER TRIPPED AT BOTH ENDS

Realy at Jaleswar; DP zone 1 Y-E, 

1.9844 kA, 23.3 km
- - - - - - -

165 PALASAPANGA 19.02.21 06:14 06:16 00:02 132KV RTSS-KJR Feeder O/C (R PH),  Ia=240.1A, Ib=190.1A, 

Ic=54.47A,Inm = 6.791A, Ind= 

KEONJHAR 

RTSS

00:02
- - - - -

166 MERAMUNDALI 19.02.21 12:58 16:03 03:05 220 KV MERAMUNDALI - 

NARASINGHPUR 

CKT TRIPPED FROM BOTH ENDS-R - 

Y Phase , 33.93 km, 6.7 kA (R phase), 

6.3 kA (Y phase), Tree fault @ 

Location 165

- - - - - - -

167 NEW DUBURI 19.02.21 17:44 17:48 00:04 220 KV NEW DUBURI ROHIT 

FEEDER TRIPPED 

Pole discrepency

- - - - - - -

168 MERAMUNDALI 21.02.21 07:23 09:39 02:16 220 KV MERAMUNDALI - KANIHA 

CKT 2 

TRIPPED FROM KANIHA END, AT 

THE SAME TIME ICT 2 AT 

MERAMUNDALI CATCHES FIRE-220 

kV B Phase bushing burshed

- - - - - - -

12:14 12:43 00:02 O/C (R PH),  Ia=240.9A, Ib=146.4A, 

Ic=111.4A,Inm = 6.917A, Ind= 

14:09 00:14 00:02 O/C (R PH),  Ia=240.7A, Ib=197.0A, 

Ic=48.66A,Inm = 6.69A, Ind= 5.37A

170 NEW DUBURI 22.02.21 13:45 19:44 05:59 400 KV NEW DUBURI - BARIPADA 

PG TRIPPED 

R-E, 12.74 kA, 6.9 km
- - - - - - -

171 MERAMUNDALI 23.02.21 08:10 15:54 07:44 ICT 1 AT MERAMUNDALI TRIPPED HV Side CB trouble and Pole 

discrepency operated
- - - - - - -

12:00 12:28 00:02 O/C (R PH),  Ia=241.9A, Ib=171.8A, 

Ic=80.47A,Inm = 6.421A, Ind= 6.33A

10:04 10:33 00:02 O/C (R PH),  Ia=242.3A, Ib=222.3A, 

Ic=36.39A,Inm = 6.729A, Ind= 

11:16 11:45 00:02 O/C (R PH),  Ia=245.5A, Ib=218.2A, 

Ic=36.37A,Inm = 6.43A, Ind= 4.55A

173 JODA 23.02.21 17:30 17:50 00:20 220 KV JODA - R.CH.PUR TRIPPED AT R.CH.PUR - - - - - - -

00:38 12:03 11:25 132 KV BALASORE - SORO FEEDER Zone-I, Trip R,Y,B. B-N, 

Distance=9.711KM, Fault current: 

Ir=91.68A, Iy=45.156A, Ib=5.851KA

12:36 16:22 03:46 132 KV BALASORE - SORO FEEDER TRIPPED AT BOTH ENDS-Realy at 

Balasore; DP zone 1 Y-E, 8.912 km, 

5.54 kA

- - - -

- - - -

- - - -

00:06

-

174 BALASORE 24.02.21

- - -

172 POLASAPANGA 23.02.21 132KV POLASPONGA-KEONJHAR 

TRACTION 

KEONJHAR 

RTSS

169 POLASAPANGA 22.02.21 132KV POLASPONGA-KEONJHAR 

TRACTION 

KEONJHAR 

RTSS

00:04

-
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175 BHANJANAGAR 24.02.21 12:48 13:13 00:25 220 KV BHANJANAGAR - 

MENDHASAL TRIPPED AT BOTH 

ENDS

Relay at bhanjanagar: DP zone 1, R-

E, 8 km, 1.36 kA

 Relay at Mendhasal : DP zone 2 , R-

E 100 km , 1.14 kA

- - - - - - -

176 MERAMUNDALI 24.02.21 13:17 18:57 05:40 400 KV MERAMUNDALI - 

MENDHASAL CKT 2 TRIPPED AT 

BOTH ENDS

Relay at Meramundali: DP zone 1, R-

E, 76.2 km, 4.12 kA

 Relay at Mendhasal : DP zone 1 , R-

E 36.3 km , 5.49 kA

- - - - - - -

14:16 15:44 01:28 220 KV BOLANGIR(NEW) - 

BALANGIR PG CKT 2

TRIPPED AT BOTH ENDS- DP zone 4, 

84.3 km, Y-B fault ,1.433 kA

14:16 15:03 00:47 132 KV BOLANGIR(NEW) - 

PATNAGARH CKT 2

TRIPPED

178 KATAPALI 24.02.21 14:18 15:40 01:22 220 KV KATAPALI - BALANGIR PG 

LINE TRIPPED AT KATAPALI END 

Relay 86 A and 86 B , DP zone Y-B 

fault .976 kA
- - - - - - -

179 TENTULIKHUNTI 25.02.21 13:10 13:25 00:15 132 KV Jayanagar-Tentulikhunti 

CKT-1 fdr

Earth Fault

- - - - - - -

180 NIMAPADA 25.02.21 13:28 16:38 03:10 132 KV NIMAPADA - KONARK 

LINE TRIPPED 

Nimapara end:-Zone-1,Y-ph to B-

ph,fault current  Iy=3.04 KA,Ib=2.93 

KA,Dist=8.1 km.At Konark end:- No 

tripping

- - - - - - -

181 KHAJURIAKATA 26.02.21 16:28 16:34 00:06 132 KV KHAJURIAKATA-

DHENKANAL-NUAPATANA T-LINE

R-B O/C, Zone-I, Dist- 43.03 Kms, Ir= 

875.9A,        Ib= 1.852KA  
- - - - - - -

182 BALASORE 26.02.21 10:33 12:24 01:51 220 KV BALASORE - BHADRAK 

TRIPPED 

E/F zone 1, R-E, 16.28 km, 4.81 kA
- - - - - - -

183 TENTULIKHUNTI 27.02.21 14:10 14:26 00:16 132 KV Jayanagar-Tentulikhunti 

ckt-2
- - - - - - -

14:12 15:10 00:58 220 KV BHANJANAGAR - ASKA (N) 

ckt 1

E/F on B-Ph

14:13 14:38 00:25 220 KV BHANJANAGAR - ASKA (N) 

ckt 2

SOTF,A/R Lock Out

- - - -

- -

Aska

Purusottampu

r
-

-

184 Aska New 27.02.21 Aska

Purusottampur

00:26

-

177 BOLANGIR(NEW) 24.02.21

- -
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185 MERAMUNDALI 27.02.21 17:26 28.02.21---18:10 400 KV MERAMUNDALI - 

LAPANGA CKT 1 TRIPPED FROM 

BOTH ENDS

Relay at Meramundali: Y-B, 191 km, 

2.44 kA

Relay at Lapanga - Y-B, 1 km, 3.4 kA
- - - - - - -

17:27 17:50 00:23 220KV Bus Coupler Tripped Bus Bar Protection  

17:27 19:23 01:56 220KV Budhipadar-Korba Ckt No-

III

D/P-I(ABB REL 670) M CB RO, AR 

BLK, M CB Yo,                 M CB Bo and 

Bus Bar Protection Trip Relay
17:27 18:05 00:38 220KV Budhipadar-IBTPS Ckt No-

17:27 18:25 00:58 220KV Budhipadar-IBTPS Ckt No-

17:27 18:33 01:06 220KV Budhipadar-Basundhara 

Ckt No-II charged through TBC CB

17:27 18:34 01:07 220KV Budhipadar-Tarkera Ckt 

No-I

17:27 18:36 01:09 220KV Budhipadar-Bhshan Ckt No-

I

17:27 18:36 01:09 220KV Budhipadar-VAL Ckt No-II

17:27 18:35 01:08 220KV Budhipadar-AAL Ckt No-II

187 NARENDRAPUR 28.02.21 02:10 11:44 09:34 220 KV NARENDRAPUR - ATRI CKT 

1 

Relay at Atri end, R-Y, DP zone 1, 

128.4 km, 1.9 kA

Relay at Narendrapur end, R-Y , DP 

zone 1, 14.6 km, 3.06 kA, TRIPPED 

AT BOTH ENDS

- - - - - - -

188 NEW DUBURI 28.02.21 03:19 03:19 00:00 400 KV NEW DUBURI - 

PANDIABILI TRIPPED AT NEW 

DUBURI

Y pickup , zone 1, 6.18 kA, 36.7 km, 

Auto reclosure successfully 

activated and charged

- - - - - - -

189 NEW DUBURI 28.02.21 05:09 18:09 13:00 220 KV NEW DUBURI - PARADIP 

CKT 2  

TRIPPED AT BOTH ENDS-DP zone 1, 

R-B phase , 6.93 kA, 26 km. B phase 

insulator of Location 105 damaged

- - - - - - -

190 MERAMUNDALI 28.02.21 11:40 13:19 01:39 220 KV MERAMUNDALI - NALCO 

CKT 2 TRIPPED 

B-E , 2.75 km, 22 kA
- - - - - - -

191 MERAMUNDALI 28.02.21 12:02 12:41 00:39 220 KV MERAMUNDALI - TTPS 2 

TRIPPED 
- - - - - - -

192 NEW DUBURI 28.02.21 13:36 13:59 00:23 220 KV NEW DUBURI - PARADEEP 

CKT 1 TRIPPED 

zone 1, B-E, 20.61 km
- - - - - - -

11:14 11:34 00:20 220kv BHANJANAGAR-

NAYAGARH FEEDER

L3-E/F,Z-2,Z-3,D=44.7 KM, IL3= 1.79 

KA, SOTF

- - - -

- - - -

-

Bus Bar Protection Trip Relay

Bus Bar Protection Trip Relay and 

Master Trip

193 BHANJANAGAR 28.02.21

- - -

186 BUDHIPADAR 27.02.21

- -
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11:15 11:45 00:30 220KV BHANJANAGAR-

MERAMUNDALI CKt

CN,Z-1,D=17.73KM,IC=4.239KA,

194 BALASORE 01.03.21 10:56 12:29 01:33 132 kV BALASORE - SORO FEEDER 

TRIPPED

Tripped due to DP Relay optd. with 

Zone-I at Bls end,Fault loop B-N,IB-

2.564KA, Distance-9.894KM    

- - - - - - -

195 JAYANAGAR 02.03.21 11:20 11:44 00:24 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-I

under frequency relay
- - - - - - -

196 CHATRAPUR 01.03.21 03:30 15:00 11:30 132kv Chatrapur-Balugaon SC line O/C, BPh-G,   Dist =35.26KM with 

M/R
- - - - - - -

05:54 09:50 03:56 220 kV Nayagarh - Mendhasal 

Feeder

R-E fault, 1.87 kA , 31 km from 

Nayagarh

R-E fault, 5.82 kA, 22.6 km from 

Mendhasal
05:54 06:21 00:27 220 kV Nayagarh - Bhanjanagar 

Feeder 

Pulled out due to above fault

198 CHAINPAL 02.03.21 10:24 14:00

03.03.21

27:36 132 kV Chainpal - Angul Feeder 

tripped at both ends

B phase conductor snapped at 12 

km from Angul
- - - - - - -

11:19 11:22 00:03 132KV  JAYAPATNA-DABUGAON  

LINE

Tripped on open conductor 

indication

11:27 11:28 00:01 132KV  TENTULIKHUNTI-

DABUGAON  LINE

Tripped on over current     Y-Phase

200 BARGARH 02.03.21 13:57 14:51 00:54 220 kV Bargarh (New) - Balangir 

(New) tripped 

Distance Protection Operated
- - - - - - -

201 LAPANGA 02.03.21 19:59 21:14 01:15 400 kV Lapanga - OPGC tripped 

end
- - - - - - -

202 NEW DUBURI 03.03.21 03:55 04:41 00:46 400 kV New Duburi - Baripada PG 

feeder  

 tripped from New Duburi end L1 - 

E, 8.708 kA, 19.7 km 
- - - - - - -

-

0.016331 Nayagarh

-

- - - -

-

199 DABUGAON 02.03.21

- - -

197 NAYAGARH 02.03.21 Nayagarh 00:27

- - - -- - -
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11:30 12:48 01:18 220 kV Budhipadar - IB.2 ckt 

tripped

Trip

12:11 14:04 01:53 220 kV Budhipadar - IB.3 ckt 

tripped

Trip on DP Zone 1 , B-E, 2.7 km , 

21.78 kA

12:27 14:04 01:37 220 kV Budhipadar - IB.4 ckt 

tripped 

Due to fire inside MSP Industry

204 BERHAMPUR 04.03.21 18:58 22:51 03:53 132 kV Berhampur - Digapahandi Differential O/C E/F @ Digapahandi Digapahandi 01:00 - - 0.016129 Digapahandi -

205 NEW DUBURI 05.03.21 03:58 14:13

06.03.21

34:15 220 kV New Duburi - Balasore 

feeder tripped 

E/F O/C R phase Insulator Puncture 

@ Location 394, zone 1 , 121.4 km 
- - - - - - -

05:47 05:56 00:09 132KV PALASPANGA JODA 

Feeder

Tripped due to  E/F (Bph-

G),Ib=1554.7A, DISTANCE 

PROTECTION RELAY
05:47 06:03 00:16 132KV PALASPANGA-RTSS-KJR 

Feeder

Tripped due to E/F ,Bph-N, zone 2, 

Ib=1.842KA

207 NEW DUBURI 05.03.21 06:04 12:46 06:42 400 kV New Duburi - Baripada PG 

feedr tripped 

RYB Phase , IL1=7.45 kA, IL2=.05 

kA,IL3=.29 kA, 25.9 km from New 

Duburi. Auto reclosure didn't 

operate successfully

- - - - - - -

11:10 12:17 01:07 132 kV BURLA -LAPANGA CKT-2 Burla unit-3  tripped due to this

11:10 20:31

06.03.21

33:21 132KV LAPANGA-ARYAN Tripped due to fault at Aryan end

11:10 12:19 01:09 AT-1 AT LAPANGA Tripped on differential protection 

due to above fault.

209 NEW DUBURI 05.03.21 14:41 16:40 01:59 220KV NEW DUBURI-PARADEEP 

CKT-1

Tripped at both ends,

 relay at paradeep end , DP,zone-1, 

B-ph to earth fault,18.5km,

relay at duburi DP, zone-1, 96.8km, 

b-phase to earth , 2.0kA 

- - - - - - -

210 JODA 06.03.21 13:48 14:49 01:01 220KV  JODA-JSPL Tripped at Both End .                              

AT JODA end :DP main-1 

relay:FL=L3-N,Zone-

I,Dist=11.925KM, Fault current 

IL1=350.96A,IL2=116.03A,IL3=3628.

02A, In=3940.94A                                    

AT JSPL end: DP relay: FL:ABC,Zone-

I, Dist=6.343KM, Fault current 

A=355.8A,B=25.27A,C=1.239KA.

- - - - - - -

211 MERAMUNDALI 07.03.21 12:26 15:14 02:48 220KV MERAMUNDALI-

NARASINGHPUR 

Tripped on DP relay , zone-1, R-ph 

to earth, 18.38kA, 3.8km
- - - - - - -

- - - -

- - - -

-

0.007755 Polasponga

-

-

208 BURLA 05.03.21

- -

-

206 PALASPANGA 05.03.21 Polasponga

MSP,ESIL

Polasponga Tr.

00:09

-

203 BUDHIPADAR 04.03.21

- -
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14:32 15:00 00:28 220KV NEW DUBURI-JSL-1 Tripped JSL-1 from J.S end

14:28 13:26

08.03.21

22:58 220KV NEW DUBURI-JSL-2   Tripped JSL-2 from both ends 

213 KHURDA 08.03.21 02:08 08:03 05:55 132KV KHD -KAIPADAR TRACTION 

FEEDER

 Tripped , relay at KHD end DP, zone-

1, R-N, 6.594kA, 6.05km, insulator 

puncture at loc-26.

KAIPADAR TR. 05:55

- -

0.047365

-

214 TARKERA 08.03.21 02:23 15:10 12:47 220KV TARKERA-RSP-4 Tripped at tarkera end due to DC 

cable theft
- - - - - - -

215 ASKA NEW 08.03.21 03:35 15:11 11:36 132 ASKA(N)-BERHAMPUR Tripped at aska(N), relay at aska (N)- 

DP, zone-2 , R-ph to earth, 39.58km, 

1.838kA

- - - - - - -

216 MERAMUNDALI 08.03.21 03:53 11:40 07:47 132KV MERAMUNDALI-

DHENKANAL

Tripped at both 

sides,B/D,INSULATOR Puncture at 

LOC No-25.   At DKL:DP Relay 

operated  B_N,33KM,IB=1.3KA, Zone-

2                                                                 

At MRDL:DP Relay operated with 

indication:B_N,6.5KM,IB=3.5KA,Zon

- - - - - - -

217 NEW DUBURI 08.03.21 04:35 22:36 18:01 400KV NEW DUBURI-BARIPADA Tripped at both ends 

Relay at new duburi end- RYB pickup 

FC on B-ph = 7.49kA 28.3km

- - - - - - -

- - -

212 NEW DUBURI 07.03.21 JSL 00:28

-
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218 ATRI 08.03.21 07:17 07:28 00:11 132KV Atri- Banki Tripped due to O/C, B phase, 399.6 - - - - - - -

219 NUAPATNA 08.03.21 07:46 14:13 06:27 132KV NUAPATNA -AARATI 

FEEDER

Tripped due to b-ph O/C
- - - - - - -

220 SHAMUKA 08.03.21 08:42 08:50 00:08 132KV Shamuka-Puri Feeder - - - - - - -

221 JODA 08.03.21 12:57 13:23 00:26 220KV JODA-RAMCHANDRAPUR Tripped at Both End .                              

AT JODA end :DP main-1 

relay:FL=L2-N,Zone-

II,Dist=87.514KM                                     

AT RCPUR end: DP relay: Zone-I, 

- - - - - - -

06:40 06:51 00:11 132KV MERAMUNDALI-

DHENKANAL FEEDER

Tripped due to B-N E/F, DP ZONE-II, 

1.34KA, 34.43KM  

06:40 06:51 00:11 132KV DHENKANAL-

KHAJURIAKATA

TRIPPED DUE TO B-PH INSULATION 

PUNCTURED AT LOCATION 21 

07:50 13:08 05:18 400KV MERAMUNDALI - JSPL CKT-

II

TRIPPED DUE TO B-E, 10KA, 35.7KM

08:02 19:12 11:10 400KV MERAMUNDALI - JSPL CKT- TRIPPED DUE TO B-E, 8.8KA, 35.6KM

224 MARSAGHAI 09.03.21 18:30 12:19

10.03.21

17:49 132KV MARSAGHAI- 

KENDRAPADA CKT- I

 Tripped , relay at MARSAGHAI end 

DP, zone-1, R-E, 3.19KA, 9.5km
- - - - - - -

225 ANANDPUR 11.03.21 16:53 17:39 00:46 132KV Jajpur Road-Anandpur Ckt-

I

Tripped due to O/C & E/F B (Y 

phase)-N, Ib=746.0 A, In= 678.3A, 
- - - - - - -

226 KATAPALI 11.03.21 00:54 01:28 00:34 220KV KATAPALI - BOLANGIR(PG) TRIPPED DUE TO O/C, E/F FROM 

PGCIL END
- - - - - - -

02:43 03:13 00:30 160MVA AUTO-III 

BOLANGIR(NEW)

TRIPPED ON HV O/C, E/F

02:39 03:18 00:39 220KV KATAPALI - BOLANGIR(PG) TRIPPED DUT R-PH E/F AT 

BOLANGIR(PG) END

14:25 14:35 00:10 Trip[ped on RPH,YPH,BPH,ZONE-3 

14:55 17:18 02:23 TRIPPED ON  ZONE-1,IA-

1..37KA,DIST-39.21 KM

229 SORO 11.03.21 15:11 16:03 00:52 132KV Soro-Bhadrak Feeder Tripped due to E/F DP Relay with 

Zone-II at Soro end,Fault loop Yph-

N,IY-924A, 43.63KM.      

- - - - - - -

230 JAYANAGAR 11.03.21 15:29 19:15 03:46 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-II

TRIPPED DUE TO B-PH O/C 
- - - - - - -

231 Theruvali 11.03.21 17:11 17:21 00:10 132KV Theruvali-Kesinga feeder Tripped due to O/C  at Theruvali end Kesinga, Tr. fdr

Bhwanipatna, 

Lanjigarh Tr.

Junagarh

Powmex

00:10

- -

0.010718 Kesinga, 

Bhwanipatna, 

Junagarh -

18:55 00:14

12.03.21

05:19 132KV CHAINPAL- ANGUL FEEDER TRIPPED DUE TO RAIN AND 

LIGHTENING O/C R-Ph
-

0.235401 Angul

-

- - - -

- - - -

-

0.007575 Dhenkanal

-

- - - -

-

232 ANUGUL 11.03.21 Angul

MCL

05:19

-

228 JAYANAGAR 11.03.21 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-I - - -

227 BOLANGIR(NEW) 11.03.21

- -

-

223 MERAMUNDALI 09.03.21 JSPL 05:06

-

222 DHENKANAL 09.03.21 Dhenkanal

Joranda Tr.

Nerveram

00:11
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18:55 16:04 132KV ANGUL-TTPS FEEDER 

18:55 03:00

12.03.21

08:05 132KV ANGUL- MCL CKT-II

19:52 00:010

12.03.21

04:18 220KV MRDL-BSL ckt-II Tripped due to Yph CT jumper 

snapped at MRDL end

19:52 20:53 09:05 220KV MRDL-BSL ckt-I Tripped along with Ckt-2

19:52 11:4

12.03.21

15:56 132KV MRDL-MLR feeder Tripped due to Y-B ph fault, 2.72km, 

8.61KA

19:54 14:44

12.03.21

18:50 220KV Duburi(O) - New Duburi 

ckt-II

Tripped B/C relay, backup 

protection

20:12 07:54 

12.03.21

11:42 132 Duburi (O) -TTPS ckt Tripped 9.42KA, 7.11Km from TTPS 

end

235 Joda 12.03.21 14:57 15:33 00:36  220KV JODA-JSPL FDR. Relay Indication  at Joda end : 

Carrier failled
- - - - - - -

236 Budhipadar 13.03.21 08:00 08:44 00:44 132KV Budhipadar-Rengali TRIPPED DUE TO O/C
- - - - - - -

237 MERAMUNDALI 13.03.21 08:52 14:11

15.03.21

 53:19 400KV Meramundali-Lapanga ckt-

I

Tripped due to bad weather Zone-I, 

76.6kms, Yph-E/F, 7.08KA at 

Meramundali end

- - - - - - -

238 Budhipadar 13.03.21 13:00 15:21 02:21 132KV Budhipadar-Brajrajnagar 

fdr

Tripped due to E/F on Yph Brajrajnagar

Brajrajnagar Tr.

02:21
- -

0.075718 Brajrajnagar
-

- - - -

- -

- - - -

-

234 Duburi(O) 11.03.21

- -

-TRIPPED DUE TO SNAPPING OF R-PH 

CONDUCTOR OF MAIN BUS TO SI

233 MERAMUNDALI 11.03.21 BSL 04:18

-

MCL
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14:00 14:10 00:10 132KV Mancheswar-Phulnakhara 

feeder 

tripped at Mancheswar end. O/C B-

ph

14:00 17:04 03:04 132KV Cuttack-Phulnakhara 

feeder 

tripped at Cuttack end. O/C B-ph

240 BARGARH 14.03.21 16:57 17:18 00:21 132KV Bargarh-Katapali feeder Tripped due to 33KV capacitor bank 

breaker of R&Y Ph brust out
- - - - - - -

241 Burla 14.03.21 17:43 09:33

15.03.21

15:50 132KV Burla -Lapanga ckt-II Tripped from both end
- - - - - - -

242 Berhampur 14.03.21 18:37 20:43 02:06 132KV Berhampur- Digapahandi 

feeder

Tripped due to B-Ph jumper 

snapped

Digapahandi 00:34
- -

0.009064 Digapahandi
-

243 Rayagada 14.03.21 19:19 19:29 00:10 132KV Rayagada-Akhusingh Tripped due to O/C at Raigada Parlakhemundi 00:10 - - 0.001985 Parlakhemundi -

12:16 12:21 00:05  Tripped due to O/C ,Rph,  Ia=417.2A

19:31 19:34 00:03 Tripped due to O/C ,Rph,Ia=440.1A

11:37 11:40 00:03

11:48 11:59 00:11

246 JAYANAGAR 16.03.21 11:36 12:03 00:27 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-I

TRIPPED ON Z-1,DIST-3.97 KM,IRH-

5.78 KA
- - - - - - -

247 JAYANAGAR 16.03.21 12:50 16:45 03:55 220 JAYANAGAR-BALIMELA CKT-

III

TRIPPED ON Z-1,DIST-52.16 KM,IC-

1.703KA
- - - - - - -

248 Bhanjanagar 16.03.21 14:55 15:06 00:11 220KV Bhanjanagar Therubali ckt-

II

AGT,Z-1,D=35.35KM IF-1414A// 

THVL END=AN,Z-
- - - - - - -

249 Bidanasi 17.03.21 05:37 19:35 13:58 220KV Bidanasi- Mendhasal ckt-II Tripped from both end zone-I, BPh- 

E fault, .95KM,7.14KA @ Bidanasi 
- - - - - - -

250 PALASPANGA 18.03.21 09:53 09:56 00:03 132KV PALASPANGA-RTSS-KJR 

Feeder

Tripped due to O/C ,Rph,Ia=240.1A Keonjhar Tr. 00:03
- -

0.0003263
- -

251 JODA 18.03.21 12:39 13:07 00:28 220KV JODA-RAMCHANDRAPUR Tripped at Both End .                              

AT JODA end :B/U relay tripped,E/F 

& O/C relay tripped, Fault current        

AT RCPUR end: DP relay: Zone-I, 

Dist=3.2KM, 

- - - - - - -

252 Budhipadar 18.03.21 13:28 14:21 00:53 220KV Budhipadar-Korba ckt-I Tripped at both end E/F and backup 

relay, DP
- - - - - - -

253 Therubali 19.03.21 08:16 08:56 00:40 132KV TVL- Raygada fedder R-Y Ph tripped at TVL end
- - - - - - -

10:45 11:26 00:41 220KV Atri-Narendrapur ckt-II Tripped at both end due to DP Zone-

I R Ph- E, 103.2KM, 1.468KA at 

Narandrapur end - - - -

-
0.006893 Polasponga

-

-
0.003633 Dabugaon

Umerkote
-

- - - -

-

254 ATRI 19.03.21

- -

00:08
-

245 DABUGAON 16.03.21 132KV  JAYAPATNA-DABUGAON  LINTripped at Jayapatna end. Dabugaon

Umerkote

00:07
-

244 PALASPANGA 15.03.21 132KV PALASPANGA-JODA Feeder Polasponga

MSP,ESIL

Polasponga Tr.

239 Phulnakhara 13.03.21

- - -
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11:19 12:28 01:09 220KV Atri-Narendrapur ckt-I Tripped at both end due to DP Zone-

I B Ph- E, 89.9KM, 1.784KA at Atri 

255 Meramundali 19.03.21 12:19 12:38 00:19 220KV Bhanjanagar-Meramundali 

ckt-II

Tripped at both end due to DP Zone-

I B Ph- E, 85.06KM, 1.8KA at MMDL 

end

- - - - - - -

14:00 14:10 00:10 132KV Mancheswar-Phulnakhara 

feeder 

tripped at Mancheswar end. O/C B-

ph

14:00 17:04 03:04 132KV Cuttack-Phulnakhara tripped at Cuttack end. O/C B-ph

257 PALASPANGA 20.03.21 18:52 18:55 00:03 132KV Palaspanga -RTSS-KJR 

Feeder

Tripped due to O/C ,Rph, Ia=241.7A Keonjhar Tr. 00:03
- -

0.0003263
- -

258 ATRI 21.03.21 12:25 12:41 00:16 220KV Atri- Narendrapur ckt-1 Tripped due to DP, Bph-N,                

Ib=1.4 kA, 121.1 km
- - - - - - -

259 Angul 21.03.21 14:59 15:13 00:14 132KV Angul-Boinda fedder Tripped due to E/F at Angul - - - - - - -

260 Dhenkanal 22.03.21 09:54 10:00 00:06 132 KV DHENKANAL-

KHAJURIAKATA-NUAPATANA T- 

LINE

Tripped at K.KATA end only as 

Nuapatna is in H/T condition

Dhenkanal

Joranda Tr.

Narveram

00:06

- -

0.004135 Dhenkanal

-

261 ATRI 22.03.21 12:07 12:12 00:05 132KV Atri- Chandpur Tripped due to DP, Bph-N,                

Ib=1.95 kA, 20.88 km
- - - - - - -

262 Barbil 22.03.21 12:17 12:21 00:04 132 KV Barbil - Bolani fdr Tripped at Rourkela Grid S/S end on 

O/C with following relay indications 

at RKL Grid end:                         

Ia=167.1A; Ib=172.5A; Ic=403.3A

- - - - - - -

263 KESINGA 22.03.21 19:39 19:49 00:10 220KV Kesinga-Theruvali Tripped due to O/C Kesinga, Tr. fdr

Bhwanipatna, 

Lanjigarh Tr.

Junagarh

Powmex

00:10

- -

0.010718 Kesinga, 

Bhwanipatna, 

Junagarh -

264 JAYANAGAR 20.03.21 16:03 16:12 00:09 132 KV JAYANAGAR-RAYAGADA O/C RELAY AT MKD END

- - - - - - -

15:43 15:55 00:12

16:05 16:12 00:07

266 CHATRAPUR 23.03.21 05:23 16:30

24.03.21

35:07 132kv Chatrapur-IRE CKT-2 R-Ph conductor snapped at Loc 14

- - - - - - -

- - - -

-

0.004568 Phulnakhara

-

- - -

265 JAYANAGAR 23.03.21 132KV JAYANAGAR- MACHKUND Tripped from machkund end due to 

O/C

256 Phulnakhara 19.03.21 Phulnakhara 00:10

-
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267 PALASPANGA 24.03.21 13:00 13:02 00:02 132KV PALASPANGA- RTSS-KJR 

Feeder

Tripped due to O/C ,Rph, Ia=239.8A, 

- - - - - - -

268 Bolangir(new) 25.03.21 13:14 13:39 00:25 220KV Bolangir(new)-BolangirPG

- - - - - - -

18:12 18:16 00:04 132KV PALASPANGA-JODA Tripped due to O/C ,Rph, Ia=425.8A

18:12 18:16 00:04 132KV PALASPANGA-RTSS-KJR 

Feeder

Tripped due to O/C ,Rph, Ia=241.1A

270 CHATRAPUR 26.03.21 17:59 18:03 00:04 132KV Chatrapur-Rambha 

Traction line

O/C (R,Y)Ph-G with M/R

- - - - - - -

271 Choudwar 26.03.21 18:40 19:07 00:27 132KV CDR-Traction Feeder Tripped due to B-Ph CT brust Choudwar Tr. 00:27

- -

0.0020754

- -

272 CHATRAPUR 26.03.21 18:55 19:03 00:08 132kv Chatrapur-IRE CKT-2 O/C (R,Y & B)Ph. with M/R

- - - - - - -

273 Chandaka 27.03.21 17:52 18:56 01:04 132KV Chandaka-Nimapara 

feeder

Tripped due to R Ph-Earth fault, 

zone-I, 49.2KM from Nimapara end, 

726A

- - - - - - -

274 Kesura 27.03.21 17:58 18:29 00:31 132KV Kesura-Ransinghpur 

feeder

Tripped

- - - - - - -

18:17 18:47 00:30 132KV Cuttack-Jagatsinghpur 

feeder

Tripped due to o/c in Y-ph,E/F. Dist.- 

31.72 km.,Zone-2 Iy=2.710kA

18:41 19:38 00:57 132KV Paradip-Tirtol feeder Tripped at Paradip end .

276 Paradip 27.03.21 19:21 19:54 00:33 220KV Paradip-New Duburi ckt-I Tripped due to R Ph- E fault, 20.2KM 

from paradip end - - - - - - -

277 CHATRAPUR 27.03.21 15:45 15:52 00:07 132kv Chatrapur-IRE CKT-2 O/C (R,Y & B)Ph. with M/R
- - - - - - -

-

0.008603 Jagatsinghpur

Tirtol

-

-

0.0068932 Polasponga

-

-

275 Cuttack 27.03.21 Jagatsinghpur

Jagatsinghpur 

Tr.

Tirtol

00:06

0:42

269 PALASPANGA 25.03.21 Polasponga

MSP,ESIL

Polasponga Tr.

00:08

-
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278 CHATRAPUR 27.03.21 21:37 21:57 00:20 132KV Chatrapur-Rambha 

Traction line

O/C R Ph-G with M/R Dist.-15.7KM Rambha Tr. 00:20
- -

0.001298
- -

279 Lapanga 28.03.21 05:42 20:39

30.03.21

51:03 400KV Meramundali-Lapanga ckt-

II

Tripped due to Y-B ph fault, 4.7km, 

Iy-27KA,Ib-27KA, Zone-I from 

Lapanga end

- - - - - - -

05:45 06:25 00:40 220 KV Bus Coupler

05:45 06:34 00:49 220 KV Budhipadar-Tarkera Ckt-I

05:45 06:35 00:50 220 KV Budhipadar-Basundhra 

Ckt-II( Charged through 220 KV 

TBC CB)
05:45 06:38 00:53 220 KV Budhipadar-Bhusan Ckt-I

05:45 06:50 01:05 220 KV Budhipadar-IBTPS Ckt-IV

05:45 06:50 01:05 220 KV Budhipadar-IBTPS Ckt-II

05:45 06:54 01:09 220 KV Budhipadar-AAL Ckt-II Bus Bar Protection operated on Bus-

II, Master Trip, At AAL end D/P 

operated in  Y-Phase
05:45 08:43 02:58 220 KV Budhipadar-Korba  Ckt-II 1) Bus Bar Protection operated on 

Bus-II, 2) D/P-I( ABB REL 670) M CB 

RO, AR Block, M CB BO, M CB YO

05:45 06:55 01:10 220 KV Budhipadar-VAL Ckt-II Bus Bar Protection operated on Bus-

II, Master Trip, 

281 Bhanjanagar 28.03.21 17:39 19:45 02:06 132KV Bhanjanagar phulbani 

feeder

Tripped due to RPh-E fault,Z-

1,D=55.81KM,Ir =2.008KA

Phulbani 02:06

- -

0.039121 Phulbani

-

282 ATRI 29.03.21 12:46 12:59 00:13 220KV Atri- Narendrapur ckt-1 Tripped due to DP, Bph-N, Ib=1.43 

kA, 107 km - - - - - - -

283 Lapanga 29.03.21 13:40 13:54 00:14 132KV Burla -Lapanga ckt-II Tripped due to E/F

- - - - - - -

284 Khuntuni 29.03.21 12:27 14:38 02:11 132KV Khuntuni-ICCL feeder Tripped due to E/F

- - - - - - -

285 MERAMUNDALI 29.03.21 14:33 18:48 04:15 400KV Meramundali-JSPL ckt-I Tripped at both end DP Zone-I, 

27.9KM, Y-B fault, Iy-8.5KA, Ib-8.2KA 

at Meramundali end

- - - - - - -

- - - -

280 Budhipadar 28.03.21 Bus Bar Protection operated on Bus-

II, SIEMENS 7SS52( Main Bus bar 

Panel relay) 1) Trip Bus 2 L2, 2) Trip 

Bus 2 L3

- - -
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286 Theruvali 29.03.21 19:22 19:27 00:05 132KV Theruvali-Kesinga feeder Tripped due to O/C Y-Ph, 519.3A at 

Theruvali end

Kesinga, Tr. fdr

Bhwanipatna, 

Lanjigarh, Tr.

Junagarh

Powmex

00:05

- -

0.005359 Kesinga, 

Bhwanipatna, 

Lanjigarh

Junagarh

-

287 RENGALI 30.03.21 11:28 11:43 00:15 220KV RENGALI-BARKOTE Feeder DP RELAY OPERATED,                            

At RENGALI 

IA=0.05KA,IB=0.16KA.IC=3.36KA, 

Dist=83.3KM,R=4.71 ohm

- - - - - - -

288 BONAI 30.03.21 11:28 12:00 00:32 220KV BARKOTE-BONAI TRIPPED ATTrip on DP RELAY at Bonai end 

- - - - - - -

289 TTPS 30.03.21 11:35 15:04 03:29 220KV TTPS-Kaniha feeder Tripped due to R-ph to Earth fault, 

Zone-II, 36.1KM, 0.5KA
- - - - - - -

290 Bhanjanagar 30.03.21 11:45 11:56 00:11 220KV Bhanjanagar Narsinghpur 

feeeder

AGT,Z-2,D=35.35KM IF-

1.545KA//N.PUR END=R PH TO E/F,Z-

1,D=2.09KA
- - - - - - -

291 TTPS 30.03.21 11:58 19:28 07:30 220KV TTPS-Rengali feeder Tripped due to Bph to Earth fault 

Zone-I, 11.78KM, 6.9KA
- - - - - - -

292 Mendhasal 30.03.21 13:58 14:19 00:21 220KV Bhanjanagar-Mendhasal 

feeder

Tripped due to Rph to earth fault, 

1.39KA at Mendhasal end
- - - - - - -

293 Theruvali 30.03.21 15:10 15:21 00:11 220KV TVL-Laxmipur ckt-I Tripped due to Rph to Earth fault, 

Zone-I, 28.16KM, 3.19KA at TVL end 
- - - - - - -

13:04 13:14 00:10 132 KV JAYANAGAR-

TENTULIKHUNTI CKT-1

TRIPPED ON 96B RELAY

13:04 13:14 00:10 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-II

TRIPPED ON O/C RELAY
- - - --

294 JAYANAGAR 25.03.21

- -
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14:12 14:35 00:23 Tripped from Jayanagar end

14:35 19:05 04:30 Tripped from Tentulikhunti end

14:35 14:41 00:06 132KV JAYANAGAR- 

TENTULIKHUNTI CKT-II

Tripped from Tentulikhunti end

296 CHATRAPUR 31.03.21 04:45 08:54 04:09 132KV Chatrapur-IRE ckt-II tripped due to O/C (R Y B ph), E/F , 

Ir=4.7KA,Iy= 4.8KA, Ib= 4.56KA - - - - - - -

297 ATRI 31.03.21 09:07 13:40 04:33 220KV Atri- Narendrapur ckt-1 Tripped on DP, Bph-N, Ib=1.189 kA, 

113 km - - - - - - -

298 Bargarh 31.03.21 09:38 09:53 00:15 132KV Bargarh Katapali feeder Tripped due to source failure with 

Zone-I tripped from Katapali end - - - - - - -

299 Lapanga 31.03.21 11:45 17:20 05:35 220KV Lapanga-Vedanta Ckt-II Tripped due to R-Y ph fault, 2.72KM, 

Ir= 20.72KA, Iy= 20.45KA
- - - - - - -

300 MERAMUNDALI 31.03.21 12:37 16:42 04:05 220KV Meramundali-Duburi(O) 

feeder

Tripped due to Rph to Earth fault, 

7.6 KA, 15.03KM
- - - - - - -

301 Therubali 31.03.21 12:46 13:02 00:16 220KV Therubali-Laxmipur Ckt-1 Tripped due to Rph-N fault, ZONE-1, 

23.12KM, Ir- 4.252KA.
- - - - - - -

302 Budhipadar 31.03.21 12:52 15:02 02:10 220KV Budhipadar-Raigarh feeder tripped due to Bph to earth fault 

2.5KA, 33.4KM 
- - - - - - -

303 CHATRAPUR 31.03.21 16:34 16:37 00:03 132KV Chatrapur-IRE ckt-II O/C (R,Y & B)Ph. with M/R - - - - - - -

- - - -

295 JAYANAGAR 30.03.21 132KV JAYANAGAR- TENTULIKHUNT

- - -
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Format - C1.1 

OVERALL PERFORMANCE

Frequency Profile for the quarter  (Jan'21-March'21)

Month Total Hours Total duration(in HRs) of frequency Percentage Total duration(in HRs) of frequency Percentage 

 ( > 50.05 Hz.) of time (<49.9 Hz.) of time

 [=(3/2) * 100]  [=(5/2) * 100]

1 2 3 4 5 6

JANUARY 744 136.23 18.31 39.68 5.33

FEBRUARY 672 105.77 15.74 53.92 8.02

MARCH 744 142.73 19.18 54.55 7.33

Total 2160 384.73 17.81 148.15 6.86
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OVERALL PERFORMANCE                          Format - C1.2

Frequency Profile for the quarter  (Jan'21-March'21)

(Maximum continuous period of deviation)

Month                                 Frequency (>50.05 Hz.)                                 Frequency (<49.9 Hz.)

Total duration Percentage Maximum continuous period of Month Total duration Percentage Maximum continuous period of

(HRs) of time deviation with date, time and reason (HRs) of time deviation with date, time and reason

1 2 3 4 5 6 7 8

FEBRUARY 1.73 0.08 03.02.21 / 18:33 MARCH 0.72 0.03 30.03.21 / 14:17

to to

03.02.21 / 20:17 30.03.21 / 15:00
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                      Format - C1.3

OVERALL PERFORMANCE

Frequency Profile for the quarter  (Jan'21-March'21)

Lowest / Highest frequency occurrence

       Highest frequency occurrence        Lowest frequency occurrence Details of the event if there is islanding

Frequency Date of Time of Frequency Date of Time of

 in Hz occurrence  occurrence  in Hz occurrence  occurrence

1 2 3 4 5 6 7

50.18 06.01.21 13:00 49.70 25.02.21 06:45 -
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132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

CESU ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Angul 141.9 04.01.21 04:15 137.8 29.01.21 18:30 142.37 23.02.21 13:45 138.2 13.02.21 18:45 140.98 01.03.21 03:00 134.7 23.03.21 19:30

Argul 137.5 02.01.21 03:15 129.0 15.01.21 08:30 137.00 02.02.21 03:30 128.9 27.02.21 18:45 136.31 27.03.21 18:45 125.1 16.03.21 12:15

Badagada 136.0 03.01.21 03:30 122.6 30.01.21 08:45 135.89 25.02.21 03:00 120.8 10.02.21 08:45 140.23 27.03.21 18:15 115.8 08.03.21 11:30

Balugaon 141.4 02.01.21 03:45 121.4 25.01.21 08:45 138.79 07.02.21 03:00 121.0 11.02.21 07:30 135.04 27.03.21 19:15 118.4 17.03.21 09:45

Banki 138.8 17.01.21 14:30 127.9 16.01.21 08:30 138.04 02.02.21 03:00 129.9 04.02.21 09:15 137.81 27.03.21 18:45 124.2 16.03.21 12:15

Bhubaneswar 141.1 03.01.21 03:30 131.3 08.01.21 08:45 140.58 05.02.21 02:00 131.2 27.02.21 18:45 139.54 27.03.21 18:15 126.5 31.03.21 15:15

Bidanasi 139.8 03.01.21 02:15 130.5 15.01.21 08:30 139.77 02.02.21 02:45 130.6 19.02.21 16:45 141.91 27.03.21 18:30 124.1 17.03.21 15:30

Boinda 145.1 01.01.21 03:45 126.7 10.01.21 07:30 145.49 02.02.21 03:45 129.3 23.02.21 11:30 144.10 06.03.21 13:45 124.8 03.03.21 08:45

Chainpal 144.4 02.01.21 02:15 123.7 29.01.21 10:30 144.51 02.02.21 03:30 140.3 16.02.21 07:30 143.18 05.03.21 02:00 137.5 23.03.21 19:30

Chandaka 139.2 03.01.21 03:30 129.8 08.01.21 08:45 138.68 05.02.21 01:45 129.7 27.02.21 18:45 137.52 27.03.21 18:00 125.1 23.03.21 12:15

Chandpur 137.5 02.01.21 03:00 125.9 21.01.21 08:45 137.06 02.02.21 02:45 123.9 11.02.21 17:00 136.31 27.03.21 18:45 120.7 23.03.21 16:15

Choudwar 141.1 03.01.21 02:15 129.3 15.01.21 08:30 140.70 02.02.21 02:15 128.5 18.02.21 08:30 142.31 27.03.21 18:15 120.8 24.03.21 11:15

Cuttack 136.7 18.01.21 02:45 127.6 12.01.21 08:45 136.83 02.02.21 02:45 127.6 19.02.21 16:30 138.91 27.03.21 18:00 120.7 31.03.21 12:30

Dhenkanal 139.3 02.01.21 02:45 121.5 16.01.21 09:30 139.14 10.02.21 03:45 131.9 18.02.21 09:15 138.21 27.03.21 18:45 124.9 23.03.21 09:15

Jagatsinghpur 139.8 20.01.21 04:00 127.9 28.01.21 08:45 137.81 05.02.21 03:30 122.6 28.02.21 20:30 138.21 27.03.21 18:45 114.9 31.03.21 14:45

Kalarangi 141.9 04.01.21 03:30 136.3 28.01.21 17:30 141.62 02.02.21 03:30 136.3 19.02.21 08:30 139.31 01.03.21 04:00 132.8 23.03.21 19:30

Kamakhyanagar 142.5 16.01.21 14:00 134.6 09.01.21 08:15 142.72 09.02.21 13:30 135.4 19.02.21 08:30 141.91 09.03.21 02:15 133.0 25.03.21 15:45

Kendrapada 140.8 04.01.21 14:30 129.1 28.01.21 17:45 140.70 10.02.21 23:45 125.4 19.02.21 08:30 140.06 27.03.21 19:30 117.3 31.03.21 14:45

Khajuriakata 140.9 02.01.21 02:45 122.2 16.01.21 10:15 140.81 10.02.21 03:00 134.7 16.02.21 09:00 139.08 01.03.21 03:00 125.7 23.03.21 10:00

KhuntuniGIS 140.4 02.01.21 02:45 122.4 16.01.21 09:30 140.25 10.02.21 03:45 131.2 18.02.21 09:15 139.48 27.03.21 18:45 123.0 23.03.21 09:15

Khurda 137.8 02.01.21 03:00 129.3 08.01.21 08:45 137.46 02.02.21 03:30 128.8 10.02.21 08:45 136.65 27.03.21 18:45 125.5 16.03.21 12:15

Konark 140.1 03.01.21 03:30 126.0 15.01.21 08:30 138.21 05.02.21 02:00 124.0 10.02.21 08:45 136.83 27.03.21 19:00 119.8 23.03.21 22:30

Mania 140.6 03.01.21 02:15 128.0 14.01.21 08:00 140.47 02.02.21 02:45 128.3 18.02.21 08:30 142.25 27.03.21 18:30 116.0 23.03.21 20:00

Marshaghai 139.2 04.01.21 14:30 128.5 28.01.21 17:45 139.35 10.02.21 23:45 124.9 19.02.21 08:30 140.52 27.03.21 19:30 118.1 31.03.21 14:45

Nimapara 139.1 03.01.21 03:30 125.3 15.01.21 08:15 137.29 11.02.21 02:15 123.1 10.02.21 08:45 135.67 27.03.21 19:00 110.6 08.03.21 11:30

Nuapatana 139.1 02.01.21 02:45 126.0 16.01.21 09:00 138.96 10.02.21 03:45 130.5 16.02.21 09:00 138.85 27.03.21 18:45 123.3 09.03.21 11:30

Olaver 141.6 04.01.21 14:30 130.0 25.01.21 09:15 141.24 10.02.21 23:45 124.5 19.02.21 08:30 140.64 27.03.21 19:30 115.4 31.03.21 14:45

Paradeep 138.4 11.01.21 02:15 129.4 28.01.21 17:45 138.33 05.02.21 03:30 126.2 19.02.21 08:30 137.29 27.03.21 19:30 118.5 31.03.21 14:45

Pattamundai 140.3 04.01.21 14:30 127.8 28.01.21 17:45 140.00 10.02.21 23:45 124.0 19.02.21 08:30 139.37 27.03.21 19:30 115.4 31.03.21 14:45

Phulnakhara 138.5 06.01.21 03:00 127.5 22.01.21 08:30 138.73 02.02.21 03:30 127.6 04.02.21 08:45 139.77 27.03.21 18:00 123.0 31.03.21 12:30

Puri 136.7 08.01.21 03:00 120.7 17.01.21 08:45 136.31 04.02.21 02:15 119.2 10.02.21 08:15 131.81 27.03.21 19:00 109.6 08.03.21 11:30

Ranasinghpur 140.3 03.01.21 03:30 129.4 15.01.21 08:30 139.95 05.02.21 01:45 128.9 27.02.21 18:30 139.66 27.03.21 18:00 113.3 08.03.21 11:30

Salipur 139.7 03.01.21 02:15 126.7 14.01.21 08:00 139.60 02.02.21 02:15 124.3 19.02.21 08:30 142.54 27.03.21 18:30 115.5 31.03.21 14:45

Samangara 139.6 18.01.21 22:45 126.3 08.01.21 08:45 139.02 19.02.21 04:15 117.7 22.02.21 22:00 135.21 27.03.21 19:00 113.4 08.03.21 11:30

Shamuka 138.0 11.01.21 03:45 126.6 15.01.21 08:30 137.75 05.02.21 02:00 125.0 10.02.21 09:00 135.10 27.03.21 19:00 115.5 08.03.21 11:30

Tirtol 140.1 20.01.21 04:00 128.6 19.01.21 10:45 138.68 05.02.21 03:30 124.7 28.02.21 20:30 137.98 27.03.21 20:00 116.8 31.03.21 14:45

Unit-8GIS 138.4 02.01.21 00:00 128.9 12.01.21 08:45 137.23 22.02.21 04:00 128.7 16.02.21 08:00 140.75 27.03.21 18:00 126.5 16.03.21 12:00

01.03.21
MINIMUMMAXIMUM MINIMUM MAXIMUM

SUBSTATIONS

MAXIMUM MINIMUM

01.01.21 01.02.21
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132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

NESCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME
Agarpada 141.8 04.01.21 03:30 134.7 13.01.21 08:45 141.68 02.02.21 03:30 126.6 09.02.21 07:15 138.79 05.03.21 04:15 127.0 12.03.21 20:15
Anandpur 141.9 04.01.21 03:30 134.7 13.01.21 08:45 141.74 02.02.21 03:30 123.3 09.02.21 07:15 138.73 05.03.21 04:15 130.8 31.03.21 19:00
Balasore 140.9 11.01.21 02:15 132.6 28.01.21 17:45 140.18 01.02.21 01:15 108.5 19.02.21 08:45 136.83 13.03.21 11:45 127.0 31.03.21 11:15
Bangiriposi 137.8 18.01.21 03:45 128.3 30.01.21 19:00 137.81 01.02.21 03:15 124.9 19.02.21 08:30 135.10 13.03.21 11:30 125.1 22.03.21 21:15
Barbil 135.6 16.01.21 04:30 124.1 09.01.21 09:15 135.62 02.02.21 03:45 127.0 24.02.21 19:30 133.59 13.03.21 09:15 123.4 22.03.21 15:15
Baripada 137.2 11.01.21 02:15 129.0 29.01.21 08:45 136.80 01.02.21 03:15 124.5 19.02.21 08:45 134.04 13.03.21 11:30 111.7 31.03.21 11:15
Basta 139.5 11.01.21 02:00 129.3 29.01.21 08:45 138.44 06.02.21 04:45 111.9 19.02.21 08:45 136.42 13.03.21 11:45 124.2 31.03.21 11:15
Betanati 139.9 20.01.21 03:15 128.0 28.01.21 07:45 138.56 24.02.21 00:15 122.6 19.02.21 08:45 137.68 13.03.21 12:00 112.1 31.03.21 11:15
Bhadrak 140.7 13.01.21 15:30 128.7 20.01.21 08:45 136.94 01.02.21 01:15 124.0 19.02.21 08:30 134.00 04.03.21 02:30 124.5 23.03.21 19:00
Bhograi 138.7 16.01.21 01:45 127.2 29.01.21 08:45 136.18 11.02.21 04:45 115.7 19.02.21 08:45 135.53 13.03.21 12:45 122.0 23.03.21 21:00
Bolani 135.4 25.01.21 04:30 124.0 09.01.21 09:15 135.21 02.02.21 03:45 126.5 24.02.21 19:30 133.19 13.03.21 09:15 123.3 22.03.21 15:15
ChandabaliGIS 134.6 20.01.21 04:00 123.5 28.01.21 17:45 135.00 12.02.21 03:30 120.0 19.02.21 08:30 137.82 27.03.21 19:30 113.5 31.03.21 14:45
Chandikhol 142.4 11.01.21 02:15 128.4 28.01.21 17:45 141.50 10.02.21 23:45 124.2 19.02.21 08:30 139.54 27.03.21 19:30 124.9 12.03.21 18:30
Dhenkikote 137.2 18.01.21 04:00 121.4 08.01.21 07:45 136.48 01.02.21 03:15 119.8 19.02.21 08:30 135.27 13.03.21 10:15 117.5 22.03.21 21:15
DuburiO 138.2 04.01.21 03:30 132.4 13.01.21 08:45 141.45 10.02.21 01:00 132.6 09.02.21 12:00 139.08 05.03.21 04:15 132.0 23.03.21 19:30
JajpurRoad 142.0 11.01.21 02:15 135.2 13.01.21 08:45 141.91 02.02.21 03:30 133.7 19.02.21 08:30 139.02 05.03.21 04:15 131.3 18.03.21 15:15
JajpurTown 137.1 20.01.21 15:45 126.8 20.01.21 08:45 138.91 04.02.21 13:30 122.2 19.02.21 08:30 134.17 06.03.21 08:15 121.0 30.03.21 22:45
Jaleswar 138.3 11.01.21 02:00 128.0 29.01.21 08:45 137.23 01.02.21 01:45 114.3 19.02.21 08:45 135.44 13.03.21 11:45 123.4 23.03.21 21:00
Joda 136.0 02.01.21 03:30 126.6 29.01.21 18:15 135.44 02.02.21 03:45 127.0 24.02.21 19:30 132.73 06.03.21 14:00 124.7 18.03.21 19:30
Karanjia 137.5 18.01.21 04:00 121.8 08.01.21 07:30 136.65 01.02.21 03:15 120.0 19.02.21 08:30 135.73 13.03.21 10:15 117.9 22.03.21 21:15
Polasponga 135.8 16.01.21 04:30 119.6 09.01.21 08:30 135.44 17.02.21 04:15 123.1 23.02.21 12:00 136.54 13.03.21 10:15 120.2 13.03.21 12:30
Rairangpur 136.6 18.01.21 04:00 124.2 08.01.21 07:45 136.25 01.02.21 03:15 121.6 19.02.21 08:30 133.88 13.03.21 11:30 120.8 22.03.21 21:15
Somnathpur 140.6 11.01.21 02:15 132.4 28.01.21 17:45 139.83 01.02.21 01:15 120.8 19.02.21 08:30 136.48 13.03.21 11:45 127.0 31.03.21 11:15
Soro 139.7 13.01.21 15:30 127.4 21.01.21 07:45 138.16 06.02.21 04:45 121.0 19.02.21 08:30 134.52 13.03.21 11:45 123.8 15.03.21 12:45
Udala 140.5 11.01.21 02:15 130.7 29.01.21 08:15 139.60 01.02.21 03:45 124.0 19.02.21 08:45 137.34 13.03.21 11:30 118.9 31.03.21 11:15

SOUTHCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME
Akhusingh 140.3 05.01.21 23:15 114.6 10.01.21 12:15 139.08 18.02.21 21:15 117.2 11.02.21 07:30 136.31 04.03.21 23:15 115.2 31.03.21 19:00
Aska 141.0 20.01.21 03:00 131.8 12.01.21 08:45 140.75 11.02.21 01:30 132.8 15.02.21 07:45 138.85 27.03.21 18:30 129.7 23.03.21 19:00
Berhampur 139.6 02.01.21 01:30 124.0 25.01.21 09:00 139.02 07.02.21 03:30 123.5 11.02.21 07:30 135.73 01.03.21 03:30 120.8 17.03.21 08:45
Bhanjanagar 140.5 20.01.21 03:00 132.6 12.01.21 08:45 140.23 11.02.21 02:15 133.1 15.02.21 08:15 137.98 07.03.21 14:15 129.8 23.03.21 19:00
Boudh 134.5 02.01.21 03:30 118.6 19.01.21 18:00 135.14 19.02.21 04:15 117.4 25.02.21 18:30 134.26 13.03.21 06:00 116.6 02.03.21 18:30
Chatrapur 139.8 02.01.21 01:30 124.2 25.01.21 09:00 139.31 07.02.21 01:45 123.9 11.02.21 07:30 136.08 01.03.21 03:30 120.8 17.03.21 08:45
Chikiti 138.9 05.01.21 00:00 112.1 10.01.21 12:15 138.79 07.02.21 03:30 114.8 11.02.21 15:45 136.25 14.03.21 19:30 119.4 17.03.21 08:45
Dabugaon 134.7 20.01.21 03:30 123.9 14.01.21 09:30 131.70 08.02.21 13:45 118.9 11.02.21 20:00 130.59 14.03.21 11:30 120.5 02.03.21 10:30
Digapahandi 141.2 05.01.21 00:00 114.1 10.01.21 12:15 141.10 07.02.21 03:30 116.4 11.02.21 16:30 138.27 14.03.21 19:30 121.6 17.03.21 08:45
Ganjam 142.4 02.01.21 01:30 126.2 25.01.21 09:00 141.98 07.02.21 03:30 126.1 11.02.21 07:30 138.44 01.03.21 03:30 123.3 17.03.21 08:45
Jayanagar 141.9 04.01.21 22:15 125.4 07.01.21 12:15 139.54 08.02.21 13:45 125.6 25.02.21 12:30 138.79 04.03.21 00:15 123.4 26.03.21 15:15
Mohana 139.3 05.01.21 23:15 111.5 10.01.21 12:15 137.45 18.02.21 21:15 114.6 11.02.21 15:45 135.00 04.03.21 23:15 116.7 31.03.21 19:00
Narendrapur 143.9 02.01.21 01:30 128.3 25.01.21 09:00 143.41 07.02.21 03:30 127.9 11.02.21 07:30 140.00 01.03.21 03:30 124.9 17.03.21 08:45
Paralakhemendi 140.0 30.01.21 02:15 113.7 10.01.21 12:15 137.81 18.02.21 21:15 116.1 11.02.21 07:30 134.92 14.03.21 19:30 113.4 31.03.21 22:30
Phulbani 139.9 07.01.21 03:15 129.5 08.01.21 08:30 140.23 13.02.21 14:00 129.7 13.02.21 07:30 138.50 27.03.21 19:45 125.3 31.03.21 19:00
Podagada 142.4 04.01.21 22:15 123.8 07.01.21 12:15 141.89 08.02.21 19:45 124.6 25.02.21 12:00 140.29 02.03.21 12:30 122.4 26.03.21 15:30
Potangi 137.8 20.01.21 03:30 129.3 23.01.21 09:15 136.44 02.02.21 01:00 128.4 12.02.21 16:00 135.21 28.03.21 14:00 127.8 23.03.21 10:15
Purushottampur 140.0 03.01.21 03:30 129.1 12.01.21 09:30 139.48 11.02.21 02:45 130.0 27.02.21 16:45 137.38 27.03.21 18:45 127.1 05.03.21 11:30
Rayagada 146.2 20.01.21 13:45 136.0 25.01.21 08:15 145.89 08.02.21 13:45 135.9 10.02.21 18:15 142.95 14.03.21 04:30 120.6 22.03.21 14:15
Sunabeda 140.6 20.01.21 03:30 132.3 25.01.21 08:45 139.25 07.02.21 03:30 131.3 12.02.21 16:30 138.04 14.03.21 03:45 131.0 23.03.21 10:15
Tentulikhunti 139.8 20.01.21 03:30 131.0 25.01.21 08:30 137.92 08.02.21 13:45 122.2 11.02.21 20:00 137.06 14.03.21 03:45 127.0 02.03.21 10:30
Therubali 145.4 20.01.21 13:45 136.0 11.01.21 07:45 145.03 08.02.21 13:45 135.2 11.02.21 07:30 141.91 14.03.21 04:30 133.0 23.03.21 16:15
Umerkote 137.9 19.01.21 21:45 124.9 21.01.21 08:45 140.08 12.02.21 16:45 123.7 04.02.21 10:15 137.64 13.03.21 05:45 125.9 02.03.21 10:30

SUBSTATIONS 01.01.21 01.02.21 01.03.21
MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM

SUBSTATIONS 01.01.21 01.02.21 01.03.21
MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM
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132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

WESCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Barapalli 134.6 02.01.21 03:30 119.2 19.01.21 18:15 135.21 19.02.21 04:15 118.6 27.02.21 18:45 139.37 20.03.21 05:00 116.9 09.03.21 19:00

Bargarh 135.3 04.01.21 14:30 123.3 12.01.21 18:45 137.17 17.02.21 03:15 122.7 05.02.21 19:30 137.41 13.03.21 06:00 114.5 23.03.21 08:45

Bhawanipatna 139.0 24.01.21 13:30 113.5 13.01.21 16:30 141.86 19.02.21 03:00 113.8 27.02.21 17:00 136.89 02.03.21 13:30 109.9 12.03.21 18:45

Bolangir 136.3 02.01.21 03:30 124.3 25.01.21 08:30 135.85 19.02.21 04:15 124.4 16.02.21 07:30 135.56 13.03.21 05:45 122.6 16.03.21 17:15

Brajarajnagar 137.9 02.01.21 03:30 133.3 09.01.21 10:15 137.64 17.02.21 03:15 132.6 16.02.21 09:15 137.35 13.03.21 06:00 130.4 17.03.21 19:45

Budhipadar 136.8 02.01.21 03:45 132.4 09.01.21 10:15 136.48 17.02.21 03:15 131.9 16.02.21 07:30 136.14 13.03.21 06:15 129.4 17.03.21 19:00

Chend 135.7 02.01.21 03:45 128.9 28.01.21 11:00 135.96 17.02.21 02:45 129.7 25.02.21 09:45 134.40 13.03.21 06:15 128.5 22.03.21 15:15

ChipilimaP.H. 136.3 02.01.21 03:45 128.7 11.01.21 09:15 136.87 17.02.21 03:30 128.1 28.02.21 06:45 137.80 13.03.21 06:00 126.3 16.03.21 18:30

Ghens 135.1 22.01.21 13:45 122.3 17.01.21 07:30 134.69 18.02.21 22:45 117.5 28.02.21 07:15 139.37 20.03.21 05:00 115.9 05.03.21 16:45

Jharsuguda 138.3 02.01.21 03:45 133.9 08.01.21 18:45 137.87 05.02.21 04:15 133.2 16.02.21 08:00 137.46 13.03.21 06:00 131.2 17.03.21 18:30

Jayapatna 139.3 20.01.21 03:30 128.9 15.01.21 10:00 138.44 08.02.21 13:45 127.2 11.02.21 20:00 133.48 14.03.21 04:30 127.0 24.03.21 12:00

Junagarah 141.0 24.01.21 13:30 114.7 13.01.21 16:30 142.77 19.02.21 03:00 115.6 27.02.21 17:00 138.96 02.03.21 12:00 112.2 12.03.21 18:45

Kalunga 136.7 02.01.21 03:45 127.4 30.01.21 15:30 136.90 17.02.21 02:45 130.3 25.02.21 09:45 135.60 13.03.21 06:15 129.1 22.03.21 15:15

Kantabanji 141.6 02.01.21 03:30 105.6 25.01.21 07:45 144.13 19.02.21 03:30 103.5 27.02.21 18:15 147.87 13.03.21 05:30 103.8 26.03.21 16:15

Katapali 136.8 02.01.21 02:30 131.1 11.01.21 09:15 136.65 17.02.21 03:15 129.8 17.02.21 18:30 136.54 13.03.21 06:00 127.6 24.03.21 08:45

Kesinga 140.5 24.01.21 13:30 116.4 13.01.21 16:30 141.74 19.02.21 03:00 115.4 27.02.21 17:00 138.79 02.03.21 12:00 113.0 12.03.21 18:45

Khariar 132.3 18.01.21 17:30 98.3 18.01.21 07:15 131.46 19.02.21 03:30 97.2 14.02.21 08:30 134.75 13.03.21 05:15 96.4 08.03.21 07:30

Kuchinda 136.8 02.01.21 03:30 124.6 30.01.21 16:30 138.11 17.02.21 03:15 128.1 02.02.21 10:30 134.79 08.03.21 02:45 124.6 12.03.21 09:45

Lapanga 138.2 02.01.21 03:30 133.9 08.01.21 18:45 137.92 17.02.21 03:15 133.3 22.02.21 19:00 137.64 13.03.21 06:00 132.3 17.03.21 19:00

Nuapada 146.2 18.01.21 17:30 100.8 18.01.21 07:15 143.13 26.02.21 14:45 100.5 20.02.21 07:45 144.93 13.03.21 04:45 103.0 13.03.21 16:30

Padampur 139.4 29.01.21 14:15 121.6 24.01.21 17:15 140.32 18.02.21 21:15 120.6 27.02.21 18:45 143.11 13.03.21 05:15 117.9 02.03.21 18:45

Patnagarh 135.4 02.01.21 03:30 122.5 25.01.21 08:30 135.27 19.02.21 04:15 120.6 12.02.21 08:45 134.92 13.03.21 05:45 120.1 16.03.21 17:15

Rairakhol 145.0 27.01.21 03:15 127.2 10.01.21 09:30 145.55 02.02.21 03:30 130.1 22.02.21 11:45 144.39 06.03.21 13:45 127.1 15.03.21 08:30

Rajgangpur 136.5 02.01.21 03:45 127.5 30.01.21 16:30 136.54 17.02.21 02:45 129.5 22.02.21 10:45 134.92 13.03.21 06:15 127.8 19.03.21 11:15

Rourkela 136.0 02.01.21 03:45 129.5 28.01.21 11:00 136.48 17.02.21 02:45 130.4 25.02.21 09:45 134.87 01.03.21 02:15 129.1 22.03.21 15:15

Sadeipali 135.6 02.01.21 03:30 124.0 25.01.21 08:30 135.10 19.02.21 04:15 123.9 16.02.21 07:30 134.69 13.03.21 05:45 122.2 07.03.21 07:45

Sambalpur 136.3 02.01.21 03:30 129.4 11.01.21 10:30 137.64 17.02.21 03:15 129.9 17.02.21 18:30 145.43 13.03.21 09:30 129.2 05.03.21 18:30

Sonepur 134.2 02.01.21 03:30 118.5 19.01.21 18:15 135.04 19.02.21 04:15 117.2 27.02.21 18:45 134.40 13.03.21 06:00 116.7 02.03.21 18:45

Sundargarah 144.6 02.01.21 03:30 138.8 04.01.21 10:15 148.09 17.02.21 03:15 138.8 06.02.21 09:00 149.59 13.03.21 06:00 142.5 17.03.21 19:00

Tusura 135.0 08.01.21 13:15 115.5 25.01.21 07:45 134.61 19.02.21 03:30 114.1 27.02.21 18:15 134.33 13.03.21 05:30 112.6 16.03.21 17:30

SUBSTATIONS 01.01.21 01.02.21 01.03.21
MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM
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400KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Duburi Old 425.9 02.01.21 03:00 411.0 30.01.21 17:45 425.6 02.02.21 03:30 407.5 19.02.21 08:30 417.7 05.03.21 02:45 402.5 23.03.21 21:00

Lapanga 414.5 02.01.21 03:30 407.7 19.01.21 10:30 413.7 07.02.21 03:45 407.2 16.02.21 07:45 411.1 01.03.21 03:00 404.6 25.03.21 15:45

Mendhasal 426.4 02.01.21 03:00 407.3 12.01.21 08:45 425.9 02.02.21 03:30 407.4 25.02.21 18:30 416.3 01.03.21 03:30 395.9 16.03.21 15:00

Meramundali 433.0 02.01.21 03:00 416.8 09.01.21 08:00 433.6 04.02.21 02:00 418.5 25.02.21 18:30 426.4 05.03.21 02:45 413.2 23.03.21 10:15

220KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

AskaN 235.8 02.01.21 03:15 220.1 12.01.21 08:45 234.6 11.02.21 02:15 221.8 15.02.21 07:45 230.9 27.03.21 18:45 216.5 23.03.21 16:15

Atri 238.5 02.01.21 03:00 225.4 12.01.21 08:45 237.7 02.02.21 03:30 225.0 27.02.21 18:45 232.4 27.03.21 18:45 217.7 23.03.21 12:15

Balasore 234.9 11.01.21 02:15 222.0 28.01.21 17:45 233.8 01.02.21 01:15 219.1 11.02.21 18:30 227.9 13.03.21 11:45 212.5 31.03.21 11:15

Balimela 245.0 20.01.21 03:30 233.4 25.01.21 08:15 242.5 07.02.21 03:30 233.7 27.02.21 17:00 241.3 14.03.21 04:15 231.2 24.03.21 12:30

Barkote 234.3 16.01.21 14:00 225.7 29.01.21 08:45 233.8 02.02.21 03:30 227.3 14.02.21 09:15 231.4 01.03.21 03:00 222.4 23.03.21 10:15

Bargarh 227.1 02.01.21 03:30 214.2 29.01.21 07:15 225.6 19.02.21 04:15 212.6 15.02.21 07:45 226.1 13.03.21 05:45 206.1 23.03.21 16:30

Bhadrak 237.3 04.01.21 03:30 223.3 20.01.21 08:45 236.2 02.02.21 03:30 216.7 19.02.21 08:30 229.5 04.03.21 03:45 215.1 23.03.21 19:15

Bhanjanagar 241.6 02.01.21 03:15 228.5 08.01.21 08:30 240.9 11.02.21 02:15 229.2 15.02.21 07:45 237.2 07.03.21 14:45 223.5 23.03.21 16:15

Bidanasi 239.4 02.01.21 03:00 225.2 12.01.21 08:45 239.2 02.02.21 02:45 225.1 27.02.21 18:45 234.5 27.03.21 18:30 213.6 23.03.21 14:30

BolangirN 229.5 02.01.21 03:30 215.5 16.01.21 12:00 227.6 19.02.21 04:15 213.8 15.02.21 07:45 226.9 13.03.21 05:45 210.3 16.03.21 18:30

Budhipadar 231.4 02.01.21 03:30 225.6 08.01.21 17:45 230.9 08.02.21 04:45 222.8 13.02.21 14:45 229.8 13.03.21 06:15 223.8 26.03.21 16:15

Chandaka 230.9 03.01.21 03:15 216.1 12.01.21 08:45 230.1 04.02.21 02:00 213.8 19.02.21 08:30 227.7 27.03.21 18:00 204.3 23.03.21 12:15

Cuttack 248.6 03.01.21 03:30 224.3 08.01.21 08:45 242.3 01.02.21 17:30 223.6 27.02.21 18:45 233.8 27.03.21 18:30 211.0 23.03.21 12:15

Duburi Old 235.0 04.01.21 03:30 226.1 28.01.21 17:45 235.1 02.02.21 03:30 221.9 19.02.21 08:30 230.8 04.03.21 04:00 219.7 23.03.21 19:30

Duburi New 236.0 02.01.21 03:15 226.5 28.01.21 17:45 235.7 02.02.21 03:30 222.4 19.02.21 08:30 231.2 04.03.21 03:45 220.0 23.03.21 21:00

Infocity-II GIS 235.5 02.01.21 03:00 221.3 12.01.21 08:45 234.5 02.02.21 03:30 221.2 16.02.21 08:00 230.5 27.03.21 18:00 212.6 23.03.21 14:30

Jayanagar 242.8 20.01.21 03:30 232.0 25.01.21 09:30 240.8 07.02.21 03:30 231.5 27.02.21 15:45 239.6 14.03.21 03:45 229.3 24.03.21 12:00

Joda 229.3 02.01.21 03:15 221.1 29.01.21 07:15 228.1 17.02.21 03:15 219.8 16.02.21 07:30 228.3 13.03.21 06:00 217.6 16.03.21 18:30

Katapalli 229.2 02.01.21 03:15 221.1 29.01.21 07:15 228.0 17.02.21 03:15 219.7 16.02.21 07:30 228.3 13.03.21 06:00 217.6 16.03.21 18:30

KeonjharGIS 224.7 08.01.21 03:45 209.1 28.01.21 17:45 224.5 02.02.21 03:30 212.9 20.02.21 08:45 221.2 01.03.21 04:00 207.8 20.03.21 12:00

Lapanga 230.4 02.01.21 03:30 225.1 28.01.21 18:15 230.0 07.02.21 03:45 224.3 16.02.21 07:30 228.7 13.03.21 06:00 222.6 16.03.21 10:30

Laxmipur 244.4 20.01.21 03:30 231.2 25.01.21 09:00 242.8 08.02.21 13:45 231.2 11.02.21 07:30 239.0 14.03.21 04:15 228.0 24.03.21 12:00

Malkangiri 232.8 20.01.21 04:30 221.4 23.01.21 09:15 230.4 07.02.21 03:00 220.4 27.02.21 15:45 228.9 14.03.21 03:45 218.5 24.03.21 12:30

Mendhasal 239.5 02.01.21 03:00 226.0 12.01.21 08:45 238.8 02.02.21 03:30 225.9 27.02.21 18:45 234.2 27.03.21 18:15 218.1 23.03.21 12:15

Meramundali 235.2 03.01.21 03:30 227.5 09.01.21 17:30 235.3 23.02.21 01:45 227.1 16.02.21 08:00 232.1 02.03.21 03:00 223.4 23.03.21 16:30

Narsinghpur 229.7 02.01.21 03:15 221.1 12.01.21 08:45 232.4 08.02.21 13:45 219.8 16.02.21 08:00 228.7 07.03.21 14:45 215.9 24.03.21 12:00

Narendrapur 241.4 02.01.21 01:45 216.3 25.01.21 09:00 239.5 07.02.21 03:30 215.2 11.02.21 07:30 234.2 01.03.21 03:30 210.5 17.03.21 08:45

Nayagarh 239.3 02.01.21 03:00 225.7 12.01.21 08:45 238.5 02.02.21 03:30 224.4 28.02.21 11:15 234.6 27.03.21 18:45 219.4 31.03.21 22:30

Paradeep 236.2 11.01.21 02:15 222.3 28.01.21 17:45 235.6 05.02.21 03:30 217.4 19.02.21 08:30 233.8 27.03.21 19:30 204.9 31.03.21 14:45

Tarkera 232.0 02.01.21 03:45 222.5 28.01.21 11:00 232.4 05.02.21 04:15 224.2 25.02.21 11:00 229.8 01.03.21 02:15 222.7 26.03.21 16:15

Theruvali 242.7 20.01.21 13:45 226.9 11.01.21 07:45 242.1 08.02.21 13:45 225.6 11.02.21 07:30 236.9 14.03.21 04:30 222.0 23.03.21 16:15

Rengali 231.9 03.01.21 03:30 225.6 30.01.21 17:45 231.8 02.02.21 03:30 224.7 14.02.21 16:45 229.1 01.03.21 03:15 222.4 23.03.21 10:15

SUBSTATIONS 01.01.21 01.02.21 01.03.21
MAXIMUM MINIMUM MAXIMUM MINIMUMMAXIMUM MINIMUM

SUBSTATIONS 01.01.21 01.02.21 01.03.21
MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM
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Percentage of time voltage in the Quarter was beyond levels permitted under CEA (Grid Standards) Regulations, 2010.

Reasons for 

such 

deviation**

Hours in 

the 

Quarter 

voltage 

went 

beyond 

420 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

380 kV

% Hours in 

the 

Quarter 

voltage 

went 

beyond 

245 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

198 kV

% Hours in 

the 

Quarter 

voltage 

went 

beyond 

145 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

122 kV

% 220 kV 132 kV Auto 

Transformer

Power 

Transformer

1 2 3 4 5 6 3 4 5 6 7 8 9 10 11 12 13 14 15

Balasore 0 0 0 0 0 0 0 0 0 0 9 0.004

Bhanjanagar 0 0 0 0 0 0 0 0 0 0 0 0

Bidanasi 0 0 0 0 0 0 0 0 0 0 0 0

Bolangir New 0 0 0 0 0 0 0 0 0 0 0 0

Budhipadar 0 0 0 0 0 0 0 0 0 0 0 0

Chandaka 0 0 0 0 0 0 0 0 0 0 0 0

Cuttack 0 0 0 0 45.25 0.02 0 0 0 0 17 0.008

Duburi New 492.75 0.22 0 0 0 0 0 0 0 0 0 0

Jayanagar 0 0 0 0 0 0 0 0 0 0 0 0

Joda 0 0 0 0 0 0 0 0 0 0 0 0

Meramundali 1711.25 0.78 0 0 0 0 0 0 0 0 0 0

Narendrapur 0 0 0 0 0 0 0 0 0 0 0 0

Tarkera 0 0 0 0 0 0 0 0 0 0 0 0

Theruvali 0 0 0 0 0 0 0 0 0 0 0 0

*Data relates to those Sub-stations where analog instrument facilities are available.

**Specific reasons, if any, may be mentioned.

Data for the above sub-stations could not be furnished for want of analog facilities.

Maximum 

continuous period 

of deviation : with 

date and time*

Tap position in 

concerned transformer 

during extreme condition.

Name of the Grid 

Sub-station

Hours in 

the 

Quarter 220 kV 132 kV400 kV
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O.H.P.C.

HIRAKUD POWER STATION

2 x 49.5 =   99

2 x 32    =   64                         275.5

3 x 37.5 = 112.5            

(b)CHIPLIMA  3 x 24    =   72       

BALIMELA POWER HOUSE 6 x 60+2 x75    = 510 135

RENGALI POWER HOUSE 5 x 50    =  250 60

UPPER KOLAB POWER HOUSE 4 x 80    =  320 95

INDRAVATI POWER HOUSE 4 x 150  =  600 224

MACHHKUND POWER HOUSE 3 x 17    =  51                    36       

( Orissa  Share 30% purchase upto 

20% extra)
3 x 23    = 69 

TOTAL HYDRO , (A) 2063.5

N.T.P.C.(TAKEN OVER)

TTPS STAGE-I** 4 x 60      = 240 160.2

TTPS STAGE - II 2 x 110    = 220 146.85
TOTAL TTPS                 = 460

O.P.G.C.

IB  TPS STAGE-I 2 x 210    = 420 342.09

IB  TPS STAGE-II 2 X 660  = 1320 ( ORISSA SHARE = 990) 680
TOTAL THERMAL , (B) 1870

                                                                             CENTRAL SECTOR GENERATION

SHARE IN  % MW

1 CHUKHA (BHUTAN) 4 x 84     =  336 (270MW considered for calculating share) 15.19 41 85

2 TALA (BHUTAN) 6 x 170 = 1020 4.25 43.4

3 x 200   =  600 13.63 218.08 7.5 77.91
2 x 500   =  1000

1 x 500   =  500 16.62 83.1 85

4 x 210    =  840 15.24 132.47 9 53.98

3 x 500    =  1500 2.05 39.3 9 62.11

2 x 500    =  1000 31.8 318 7.5 85
4 x 500    =  2000 10 200 7.5

6 TEETSA 3 x 170    =  510 20.59 105 85

7 MANGDECHU HEP (BHUTAN) 4 X 180   = 720 12.57 90.87

8 MTPS (BIHAR) 2 X 195   = 390 8.53 33.27

9 DARLIPALI STPS 1 X 800 = 800 58.82 470.56
Total ISGS 1775.05                             

 GRAND TOTAL (A) + (B) + (C) =  5708.55 MW

*

                                                           GENERATION  CAPACITY
SL.NO.

AUX. 

CONS.

% AGE 

AVAILABILIT

Y(excluding UA)

Firm power for OHPC stations has been computed as per design energy of the stations approved by CEA. Firm availability of State Thermal as per CERC /OERC nerms. ISGS share of power 

is as per CGS power allocation sheet of CEA as on 01.07.2013.

SL.NO. NAME OF POWER STATION INSTALLED CAPACITY IN MW SHARE OF INSTALLED 

CAPACITY OF GRIDCO

3 FARAKKA (WEST BENGAL)

4 KAHALGAON (BIHAR)

5 TSTPP, KANIHA (ORISSA)

1

(a)BURLA

30

2

3

134
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CONSTITUENTS Jän.21 Feb.21 Mär.21
BURLA 29.455 25.983 26.683
CHIPLIMA 19.244 16.804 18.943
BALIMELA 89.583 88.145 95.353
RENGALI 26.168 25.160 24.966
U.KOLAB 54.983 55.473 59.064
INDRAVATI 92.422 128.670 153.799

O.H.P.C 311.855 340.234 378.808

MACHHAKUND(O/D) 28.467 25.595 25.796

TOTAL STATE HYDRO 340.322 365.829 404.604
IB.T.P.S 153.086 152.995 209.572
OPGC (UNIT3) 611.794 552.083 602.858
OPGC(UNIT 3 UI) 2.425 2.618 2.261

NTPC(T.T.P.S) 251.462 229.423 162.219
TTPS(UI-OD) -1.710 -1.223 -2.359
IPP-GMR 177.576 17.494 179.152
GMR(UI) 0.975 0.295 3.076
IPP-Vedanta Ltd 290.958 257.680
IPP-JITPL 0.000
TOTAL THERMAL 1486.565 1211.363 1156.779

IMFA 1.008 1.046 6.975
NALCO 1.811 0.911 2.008
ADITYA 0.985 0.767 0.948
ARATI STEELS 1.718 1.888 2.080
Aryan Ispat Ltd. 0.558 0.116 0.280
BEL 0.049 0.043 0.047
BPPL 0.182 0.170 0.172
BPSL 18.501 14.093 5.603
BSL 13.418 11.591 11.246
DALMIA CEMENT 0.277 0.318 0.129
DINABANDHU 0.000 0.033 0.463
ESSAR 0.338 0.258 0.311
FACOR 0.712 0.216 0.274
HINDALCO 1.992 1.688 1.738
IFFCO 0.000 0.000 0.000
JSL 4.007 3.048 4.767
JSPL 9.729 8.713 16.021
MAHAVIR 0.000 0.000 0.000
MAITHAN 0.000 0.000 0.000
MGM 0.188 0.150 0.187
NARBHERAM 0.034 0.024 0.007
NBVL 0.370 0.512 0.566
NINL 0.000 0.000 0.000
OSISL 0.000 0.000 0.000
PATNAIK STEEL 0.000 0.000 0.000
RATHI 0.000 0.000 0.000
RSP 0.000 0.000 0.000
SHREE GANESH 0.057 0.133 0.070
SHYMA DRI 0.020 0.552 0.603
SMC 0.093 0.065 0.008
TATA SPONGE 0.425 0.400 0.405
VAL JHARSUGUDA 3.890 1.838 2.012
VAL LANJIGARH 0.522 0.215 0.080
VISA 0.152 0.244 0.263
TOTAL-CPPs 61.036 49.033 53.871
Meenakshi 7.011 6.847 5.881
Samal HEP 6.508 5.318 6.395
M/S BPPPL 1.208 0.705 0.317
Total Small Hydro 14.727 12.870 12.594
Solar Power under RPSSGP Scheme 0.717 0.717 0.970
Alex Green Energy 0.626 0.676 0.601
ACME Solar 4.061 4.246 4.058
SECI (VGF Scheme Ph-II,Batch-I-GEDCOL) 2.190 2.190 2.994
SECI (VGF Scheme Ph-II,Batch-IV) 27.426 27.426 31.714
Aditya Birla Pvt. Ltd. 12.070 13.230 13.990
Total State Solar 47.090 48.485 54.327
Biomass-SGEL 2.242 6.355 10.013
Total Odisha 1951.982 1693.936 1692.187

 SECI (VGF Scheme Ph-II,Batch-I-Rajasthan & 8.216 8.216 9.501
Dadri Solar Bundle Power 0.434 0.504 0.582
Faridabad Solar Bundle Power 0.391 0.523 0.627
NVVNL Bundle Power(Solar) (Including OA Char 2.107 2.306 2.622
SECI(Azure Power Pvt. Ltd.) 25.227 44.594 62.174
Total Central Solar 36.375 56.142 75.507
PTC-Ostro 14.047 7.473 10.642
SECI-Green Infra 24.864 14.179 19.504
Vivid Solire 9.539 8.233 6.263
Renew Wind Energy 4.081 3.382 9.650
Total Central Wind 52.531 33.268 46.059

TOTAL Central Thermal 576.760 529.070 655.255
TOTAL Central Hydro 149.566 70.183 42.491

EREB IMPORT 794.207 796.725 1057.522
EREB EXPORT 36.190 35.170 25.220
NET EREB 758.017 761.555 1032.302

Banking Power(Import) 0.000 0.000 0.000

TRADING(PXIL+IEX+Bilateral) (Import) 0.000 6.367 101.879
Banking Power(Export) 0.000 0.000 0.000
TRADING(PXIL+IEX+Bilateral) (Export) 748.603 620.882 270.166
OTHER SALE(Including Nalco+Imfa) 7.250 22.220 3.470
SYSTEM  DEMAND 1954.146 1818.756 2552.733

* Monthly Pool Account is yet to be finalised.

FORMAT-D.2
 MONTHLY NET GENERATION / EXCHANGE / DEMAND DATA IN MU 
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Sl. Source of Drawal Total Cost Avg. Cost

No Power in MU in Crore( Rs.) in P/U

1 TOTAL HYDRO 1110.755 104.696 94.26

2 OPGC 2289.690 795.441 347.40

3 TTPS 637.812 227.053 355.99

4 ISGS 2551.874 900.656 352.94

5 CPPs 163.941 0.000 0.00

6 IPPs 927.205 246.383 265.73

7 Non-conventional(State) 208.703 108.867 521.64

TOTAL 7889.979 2383.097 302.04

TRADING+IEX+Banking Power+OA+ot 1564.344

Net Purchase 6325.635

FIGURES ARE PROVISIONAL & SUBJECTED TO CHANGE.

NOTE: Total Cost of TTPS includes cost against year end adjustment as reported by GRIDCO Ltd.

GRIDCO DRAWAL FROM DIFFERENT SOURCES FOR THE PERIOD (Jan'21-March'21)
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FORMAT-D.4

CAPACITY ADDITION OF GRID SUB-STATIONS

Sl. NAME OF THE CAPACITY AS ON PROGRESSIVE CAPACITY DATE REMARKS

NO. SUB-STATION 31.03.21 IN MVA IN MVA ADDITION (MVA)

1 Jayapatna 1 x 40 2 x 40 40 12.01.21 132/33 kV TRF-II has been charged AT 12:11hrs on 

10.12.20 and loaded at 11:15 hrs on 12.01.21. 

2 Maneswar - 2 x 40 80 03.02.21 132/33 kV TRF-I and II has been idle charged at 17:24 hrs 

and 17:31 hrs respectively..

3 Kashipur - 1 x 20 20 08.02.21 220/33kV 20 MVA TRF-I charged and loaded at 12:45 hrs. 

4 G.Udayagiri - 1 x 20 20 28.03.21 220/33kV 20 MVA TRF-I has been idle charged.
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Format-D.5

MAJOR FAILURES OF TRANSFORMERS & EQUIPMENTS IN GRID SUB-STATIONS

CIRCLE DATE GRID S/S TRANSFORMER BREAKER CT & PT LIGHTNING ARRESTER MISC. (Isolator/ Wave Trap 

etc.)

REMARKS

Berhampur
- - - - - - - -

Bhubaneswar
- - - - - -

27.01.21 Brajrajnagar

- -

B-ph PT of 132KV 

BRAJRAJNAGAR 

RTSS(KECHOBAHAL) burst 

at RTSS end

- -

14.03.21 Bargarh
- -

33KV capacitor bank breaker 

of R&Y Ph brust out
-

Bolangir - - - - - - - -

Chainpal 05.02.21 Meramundalli 

- - -

B-phase LA 400k Meramundalli-

Kanhia-2 burst at Meramundalli 

end

- -

Cuttack 26.03.21 Choudwar
- -

B-Ph CT of 132KV CDR-

Traction Feeder brust
- - -

Balasore 02.02.21 Bhadrak

- - -

B-phase LA of interconnection 

between 220kv and 132 kv 

switchyard burst at Bhadrak end 

- -

19.01.21 Jayapatna

- -

Burst of Bph C.T OF 220 KV 

JAIPATNA-INDRAVATI burst 

at Jaypatna end

- - -

21.01.21 Theruvali

- -

Yph C.V.T. Of 220 KV 

INDRAVATI-THERUVALLI 

burst at TVL end

- - -

Burla

Jeypore
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