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A. POWER SUPPLY SECURITY

Format-A1

Load Restriction due to non availability of Generation

Year Quarter Month Total Hrs.
* Duration of restriction             

(in HRs.)

Percentage of time 

load restricted

1 2 3 4 5 6

2024-25 4th JANUARY 744 0.00 0.00

FEBRUARY 672 0.00 0.00

MARCH 744 0.00 0.00

Total 2160 0.00 0.00

             *         SLDC is preparing the drawal schedule for discom considering the availability of power from all sources. 

                       Load restriction is being done by the discom as and when required on rotation basis to curtail the demand.
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Format-A2

Particulars of Generating Station which failed to meet forcasted requirement at the time of load restriction

Year Quarter Month Hour Name of Generating Station Quantum/ Percentage 

of Load Restriction 

Imposed

1 2 3 4 5 6 7 8

JANUARY 744 - - - - -

FEBRUARY 672 - - - - - -

MARCH 744 - - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand(During evening peak hour).

(In relation to Format: A-1)

2024-25

4th

*Duration of failure to meet forecasted 

requirement (HRs.)

Date                  Time             Total      
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Format-A3

Particulars of demand curtailed and areas affected due to failure of Generating Station to meet forcasted requirement at the time of load restriction

Name of Gen. Station Year Quarter Month Hour
L.R. Imposed in 

MW

Area / Consumer 

categories affected

1 2 3 4 5 6 7 9 10 11

JANUARY 744 - - - - -

FEBRUARY 672 - - - - -

MARCH 744 - - - - -

             *          Load restriction imposed in the state on rotation basis to curtail the demand(During evening peak hour).

Load restriction imposed in 

the state on rotation basis 

to curtail the demand.

(In relation to Format: A-1)

Duration of failure to meet forecasted requirement 

(HRs.)        

Date               From                   To                Total      

- 2024-25 4th
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B. TRANSMISSION SECURITY

Format-B1

Load Restriction due to non availability of Transmission Capacity, (Percentage of time)

(even though Generation was available)

Year Quarter Month
Total Hrs.               

of the month

Duration of restriction                

(in Hrs.)

Percentage of time 

load restricted 

[=(5/4) *100]

1 2 3 4 5 6

2024-25 4th JANUARY 744 0.00 0.00

FEBRUARY 672 0.00 0.00

MARCH 744 0.00 0.00

Total 2160 0.00 0.00
*
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B. TRANSMISSION SECURITY

Format-B2

Rescheduling of Generation due to non availability of Transmission Capacity, (Percentage of time)

(even though load restriction was not required)

Year Quarter Month Total Hrs.                        
Duration of Generation rescheduled 

(HRs.)

Percentage of time 

Gen.rescheduled 

[=(5/4) *100]

1 2 3 4 5 6

2024-25 4th JANUARY 744 - -

FEBRUARY 672 - -

MARCH 744 - -

Total 2160 NIL NIL
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Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 

reschedul

ed or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

1 Muniguda 1.01.25 14:45 14:47 00:02 132kV Muniguda-Bissam Cuttack 

RTSS Feeder
At Muniguda end: O/C Bissam Cuttack RTSS 00:02

- -
0.000226

- -

2 Pratapsasan 1.01.25 21:01 22:40 01:39 220kV Main Bus-1 At Pratapsasan end: Bus Bar 

Protection, Zone 1, 220kV Main Bus-1 

R-phase PT was burst

- - - - -

220kV Main Bus -2 was in 

Service. -

3 Jajpur Town 3.01.25 14:03 16:03 02:00 132kV Jajpur Town-Jajpur Road 

Feeder
At Jajpur Road end: Y-N, Zone 1, Dist- 

3.281km, Iy- 6.134kA
- - - - - - -

12:29 12:57 00:28 At Telkoi end: Y-B Ph, Zone 1, Dist- 

18.19km, Iy- 1.541kA, Ib- 1.72kA, A/R 

Lock out

At TTPS end:  Y-B Ph, Zone 1, Dist- 

59.19km, Iy- 3.956kA, Ib- 3.764kA

12:57 17:02 04:05 At Telkoi end: Y-B Ph, Zone 1, Dist- 

19.13km, Iy- 1.737kA, Ib- 1.689kA, 

A/R Lock out
5 Polasponga 5.01.25 05:37 05:53 00:16 132kV Polasponga-Karanjia Feeder At Polasponga end: E/F (Y-N), Dist- 

91.86km, Iy- 1.04kA

No tripping at Karanjia end

- - - - - - -

12:55 00:11 132kV ICCL-Khuntuni Feeder At Khuntuni end: R-N, Zone 1, Dist- 

14.34km, Ir- 0.424kA

At ICCL end: R-N, Zone 2, Dist- 

19.96km, Ir- 5kA

13:02 00:18 132kV  Choudwar-TS Alloys Feeder At Choudwar end: O/C 

At TS Alloys: O/C (R Ph)

18:56 05:43 132kV  ICCL-Khuntuni Feeder At Khuntuni end: R-N, Zone 1, Dist- 

14.34km, Ir- 0.27kA

At ICCL end: R-N, Zone 2, Dist- 

20.1km, Ir- 4.976kA

13:33 00:20 132kV  Choudwar-TS Alloys Feeder At Choudwar end: O/C 

At TS Alloys: O/C (R Ph)

7 Polasponga 7.01.25 19:52 19:54 00:02 132kV Polasponga-Kendujhargarh 

RTSS Feeder
At Polasponga end: O/C Kendujhargarh RTSS 00:02

- -
0.000274

- -

8 Rairakhol 8.01.25 07:13 12:48 05:35 132kV Boinda-Rairakhol Feeder At Boinda end: Zone 1, Dist- 

12.31km, Y-N, Iy- 1.26kA

Rairakhol, Rairakhol 

RTSS

00:11

- -

0.001577 Power Supply Availed 

from Maneswar grid end 

at 07:24 hrs.

-

9 Balasore 8.01.25 13:14 13:22 00:08 132kV Balasore-Balasore RTSS 

Feeder
At Balasore end: O/C (R-B Ph), Ir- 

0.369kA, Iy- 0.365kA

Balasore RTSS 00:08
- -

0.001075
- -

10 Basta 8.01.25 21:50 9.1.25

10:16

12:26 132kV Jaleswar-Basta Feeder At Basta end: Y-N, Zone 1, Dist- 

18.9km, Iy- 1.978kA

At Jaleswar end: Y-N, Zone 1, Dist- 

2.597km, Iy- 2.167kA

- - - - - - -

11 Jayanagar 9.01.25 13:35 13:59 00:24 132kV Jayanagar-Meenakshi Feeder Zone 1, Y-B-G, If-3.8kA, Dist-21.26km Megalift 00:33
- -

0.000022
- -

9.01.25 05:30 10.1.25

07:20

25:50 At New Duburi end: R-Y-B, DTT Trip, 

If- 0.14kA

- - -

400kV New Duburi-TSL 

CKT-I was in service.

-

12 New Duburi 400kV New Duburi-TSL CKT-II

- -

-

6 Khuntuni 6.01.25 12:44 Khuntuni, Shree 

Cement

00:25

- -

0.004970

- -
13:13

- - - -

220kV Joda-Telkoi 

Feeder was in service.

4 Telkoi 4.01.25 220kV Telkoi-TTPS Feeder

-

DurationSl. No. Substation Date From To Remarks Feeders 

Affected

Transmission element (Line / Tfr. / CB 

etc.)not available

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can be 

more than one)

Interruptio

n time

(Hr. Min.)

Extent of Generation 

Rescheduling 

Energy lost 

in MU
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Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 

reschedul

ed or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

DurationSl. No. Substation Date From To Remarks Feeders 

Affected

Transmission element (Line / Tfr. / CB 

etc.)not available

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can be 

more than one)

Interruptio

n time

(Hr. Min.)

Extent of Generation 

Rescheduling 

Energy lost 

in MU

10.01.25 10:01 10:36 00:35 At New Duburi end: R-Y-B, DTT Trip, 

If- 0.16kA

13 Tarkera 11.01.25 15:37 17:25 01:48 220kV Tarkera-RSP CKT-III At Tarkera end: Ir- 18.14kA, Iy- 

16.36kA, Ib- 6.18kA - - - - -

220kV Tarkera-RSP CKT-

III was in idle charge 

condition from Tarkera 

grid end.

-

17:28 17:29 00:01

17:47 17:49 00:02

18:43 00:35 132kV  Meramundali-Dhenkanal 

Feeder
At Meramundali end: R-N, Zone 1, Ir- 

3.85kA, Dist- 24.6km

At Dhenkanal end: R-N, Ir- 1.35kA, 

Zone 1, Dist- 16.65km

18:30 00:22 132kV Khajuriakata-Nuapatana-

Dhenkanal Feeder
At Khajuriakata end: R-N, Zone 1, 

Dist- 142.9km, Ir- 0.631kA

No tripping at Dhenkanal end.

18:34 00:26 132kV Dhenkanal-Khuntuni Feeder At Khuntuni end: Remote End 

Tripping

16 Kendrapara 11.01.25 21:03 21:12 00:09 132kV Kendrapara-Paradeep Feeder At Kendrapara end: Ir- 0.799kA, Iy- 

0.845kA, Ib- 0.814kA

At Paradeep end: No tripping 

- - - - - - -

17 Gondia 12.01.25 01:40 09:28 07:48 132kV Gondia-TTPS Feeder At Gondia end: Ir-1.05 KA , Iy- 0.02 

KA , Ib-0.02 KA

At TTPS end: Ir-7.723kA, Iy- 90.03A, 

Ib- 65.04A , Dist- 8.16km

- - - - - - -

18 Kamakhyana

gar

12.01.25 01:41 02:06 00:25 132kV Kamakhyanagar-OPCL Feeder At Kamakhyanagar end: B-N, Zone 1, 

Dist- 30.76km, Ib- 1.799kA
- - - - - - -

19 Balasore 12.01.25 13:47 13:54 00:07 132kV Balasore-Balasore RTSS 

Feeder
At Balasore end: O/C (R-B), Ir- 

0.371kA, Ib- 0.372kA

Balasore RTSS 00:07
- -

0.000940
- -

20 Polasponga 12.01.25 23:20 23:22 00:02 132kV Polasponga-Kendujhargarh 

RTSS Feeder
At Polasponga end: O/C Kendujhargarh RTSS 00:02

- -
0.000274

- -

21 Nuapada 13.01.25 09:43 09:50 00:07 132kV Nuapada-Nuapada RTSS 

Feeder
At Nuapada end: O/C Nuapada RTSS 00:07

- -
0.000285

- -

22 Brajarajnagar 13.01.25 13:38 14:50 01:12 20MVA TRF-III O/C, ir- 0.533kA, Iy- 0549kA, Ib- 

0.51kA

Brajarajnagar 00:30
- -

0.007458 Failure due to fault in 

33kV RWSS  feeder
-

23 Polasponga 14.01.25 15:20 15:23 00:03 132kV Polasponga-Kendujhargarh 

RTSS Feeder

At Polasponga end:Over Current, 

IA=303.5A, IB=249.2A, IC=71.38A

Kendujhargarh RTSS 00:03
- -

0.000411
- -

24 Padampur 15.01.25 07:03 13:50 06:47 132kV Patnagarh-Padampur Feeder At Padampur end: R-N, Ir- 0.44kA, Iy- 

0.342kA, Ib- 0.627kA, Zone 1, Dist- 

2.3km

Padampur, Nuapada, 

Nuapada RTSS

00:35

- -

0.023326 R-Ph jumper snaped at 

Loc No 156 -

25 Joda 15.01.25 08:43 09:15 00:32 220kV Joda -TSL Feeder At Joda end: B/U Relay:    O/C&E/F        

Fault Current :Ia-40A ,Ib-50A, Ic-90A      

TSL 00:32

- -

0.005452

- -

-

00:23

00:29

- -

0.016912

-

15 Meramundali 11.01.25 18:08 Dhenkanal, Joranda 

RTSS

Khuntuni, Shree 

Cement

0.000411
- -

- - - -- -

14 Polasponga 11.01.25 132kV Polasponga-Kendujhargarh 

RTSS Feeder
At Polasponga end: O/C Kendujhargarh RTSS 00:03

- -
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Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 

reschedul

ed or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

DurationSl. No. Substation Date From To Remarks Feeders 

Affected

Transmission element (Line / Tfr. / CB 

etc.)not available

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can be 

more than one)

Interruptio

n time

(Hr. Min.)

Extent of Generation 

Rescheduling 

Energy lost 

in MU

26 Rairakhol 15.01.25 13:54 16.1.25

14:41

24:47:00 132kV Rairakhol-Maneswar Feeder At Rairakhol end: R-N, Zone 1, Dist- 

28km, Ir- 2.1kA

At Maneswar end: Zone 1, Dist- 

27.708km, Fault loop-L2 to E, Y-

Phase, Fault duration- 20msec, fault 

current Ia- 20mA Ib- 2.565A Ic- 20mA

- - - - -

Tripped at Maneswar grid 

end due to falling of trees 

at Loc. No. 160-161 of 

132KV Rairakhol-

Maneswar Feeder.

132kV Maneswar- 

Sambalpur Feeder was 

taken under S/D for fault 

ectification.

-

18:27 18:29 00:02

18:42 18:44 00:02

28 Bhawanipatn

a

15.01.25 20:28 20:35 00:07 132kV Bhawanipatna-Lanjigarh RTSS 

Feeder
At Bhawanipatna end: E/F Lanjigarh RTSS 00:07

- -
0.000791

- -

29 Bhawanipatn

a

16.01.25 02:31 02:33 00:02 132kV Bhawanipatna-Bhawanipatna 

RTSS Feeder
At Bhawanipatna end: O/C Bhawanipatna RTSS 00:02

- -
0.000008

- -

30 Nuapada 16.01.25 10:42 10:51 00:09 132kV Nuapada-Padampur Feeder At Nuapada end: Over Current - - - - - - -

31 Nuapada 16.01.25 12:41 12:46 00:05 132kV Khariar-Nuapada Feeder At Nuapada end: Over Current, 

Ia=206.1A, Ib=535.1A, Ic=416.3A
- - - - - - -

32 Muniguda 16.01.25 17:09 17:10 00:01 132kV Muniguda-Bissam Cuttack 

RTSS Feeder
At Muniguda end: Over Current, 

Ir=271.6A

Bissam Cuttack RTSS 00:01
- -

0.000113
- -

33 Meramundali 16.01.25 20:21 21:21 01:00 132kV Meramundali-Khajuriakata 

Feeder

At Meramundali end: B-N, Zone 1, Ib- 

9.3kA, Dist- 6.69km

At Khajuriakata end: B-N, Zone 1, Ib- 

0.68kA, Dist- 13.1km

- - - - -

132kV Khajuriakata-

Dhenkanal-Nuapatna T 

line is in service
-

34 Duburi 16.01.25 22:30 22:59 00:29 40MVA TRF-I Tripped on E/F protection and High 

current setting.

Duburi 00:29
- -

0.005688
- -

35 Padampur 17.01.25 10:43 10:51 00:08 132kV Padampur-Nuapada Feeder At Padampur end: Tripped due to 

O/C. Tripped Phase:A, Ia=400.2A, 

Ib=372.2A, Ic=295.1A,In= 9.9A.

Nuapada, Nuapada 

RTSS

00:08

- -

0.002273

- -

36 Kuchinda 17.01.25 13:57 14:10 00:13 20MVA TRF-I Over Current Kuchinda 00:13
- -

0.001777 TRF-II Is continue under 

overhulling work
-

05:04 00:24 132kV Budhipadar-Lakhanpur Feeder At Budhipadar end: Dir O/C,Dir 

E/f,IL1-511.3A,IL2-466.4A,IL3-3.97A

05:09 00:29 132kV Budhipadar-Brajarajnagar 

Feeder
At Budhipadar end: Dir  L1 Pu,IL1-

0.46KA,IL2-0.43KA,IL3-0.06KA)              

38 Kuchinda 19.01.25 13:05 13:13 00:08 20MVA TRF-I Earth Fault Kuchinda 00:08
- -

0.001094 TRF-II Is continue under 

overhulling work
-

39 Chatrapur 20.01.25 06:28 06:31 00:03 132kV Chatrapur-Rambha RTSS 

Feeder

At Chatrapur end: O/C (R-Y), If- 

0.267kA

Rambha RTSS 00:03
- -

0.000244
- -

40 Nuapada 21.01.25 06:01 06:03 00:02 132kV Nuapada-Nuapada RTSS 

Feeder
At Nuapada end: Ir- 0.8kA, Ib- 

0.45kA, Dist- 2.7km

Nuapada RTSS 00:02
- -

0.000082
- -

41 Junagarh 21.01.25 17:02 22.1.25

20:15

27:13:00 132kV Kesinga-Junagarh Feeder At Junagarh end: Remote End 

Tripping, Back up O/C & E/F relay 

operated- Started ph C N, tripped ph 

C, Ia=11.60A, Ib=12.70A, Ic=1.532kA

- - - - -

132kV Bph LA punctured 

-

-

00:24

00:29

00:43

- -

0.016181 Tripped due to 

overloading

37 Budhipadar 18.01.25 04:40 Lakhanpur

Brajarajnagar, 

Belpahar RTSS, 

Jurabanga MCL

Kechhobahal RTSS

27 Muniguda 15.01.25 132kV Muniguda-Bissam Cuttack 

RTSS Feeder
At Muniguda end: O/C Bissam Cuttack RTSS 00:04

- -
0.000451  

-
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Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 

reschedul

ed or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

DurationSl. No. Substation Date From To Remarks Feeders 

Affected

Transmission element (Line / Tfr. / CB 

etc.)not available

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can be 

more than one)

Interruptio

n time

(Hr. Min.)

Extent of Generation 

Rescheduling 

Energy lost 

in MU

42 Bhawanipatn

a

22.01.25 08:05 08:16 00:11 132kV Bhawanipatna-Bhawanipatna 

RTSS Feeder
At Bhawanipatna end: Tripped on 

O/C

Bhawanipatna RTSS 00:11
- -

0.000046
- -

43 Balasore 22.01.25 23:23 23-01-2025 10:1110:48 160MVA Auto TRF-III SPS Operated, Indication:-Pole 

discrepancy.
- - - - -

 After field verification it 

was found that Cable 

insulation was damaged 

by rat .

-

44 New Duburi 22.01.25 09:50 12:26 02:36 220kV New Duburi-Maithan Feeder No Fault indication facia and Relay ( 

Both end) 

Maithan 02:16
- -

0.001001
- -

45 Rajnagar 23.01.25 05:41 05:57 00:16 132kV Pattamundai-Rajnagar CKT-I At Rajnagar end: Distance Protection, 

Zone-1, Dist=16.2 km , 

Ir=0.35kA,Iy=0.06kA & Ib=0.08kA

At Pattamundai end: Tripped on O/C 

(R-Phase).Fault in Zone-

1.Distance=2.3km.Fault current: 

Ir=4.73kA,Iy=0.07kA,Ib=0.09kA

- - - - - - -

46 Bhanjanagar 23.01.25 12:32 17:25 04:53 220kV Mendhasal-Bhanjanagar 

Feeder
At Bhanjanagar end: Earth Fault, 

ABT, Zone-1, 49.85KM, Ia=3206, Ib= 

3217A

- - - - - - -

47 Jayapatna 23.01.25 12:50 13:12 00:22 132kV Jayapatna-Megalift CKT-II At Jayapatna end: Over Current, 

O/C(Y,B) & E/F(IA=4.163A, 

IB=4.126kA,IC=4.096kA,IN=41.98A) 

Fault Location:14.29KM

- - - - - - -

48 Budhipadar 23.01.25 13:49 23:06 09:17 132kV Budhipadar-MCL Feeder At Budhipadar end: DP operated, 

Zone-1,FL-Rph-E,FD-

2.4KM,F.Duration-71.68ms, IL1-

11.10KA, IL2-161.9A, IL3-277.3A

MCL 09:17

- -

0.157006 Insulator string broken at 

loc.no-10.
-

49 Joda 23.01.25 22:14 22:19 00:05 220kV Joda-TSIL Feeder At Joda end: B/U Relay:    O/C&E/F        

Fault Current :Ia-27.44A ,Ib-26.64A, Ic-

27.93A                                                      

TATA Steel Long 

Products

00:05

- -

0.000004

- -

50 Rairangpur 25.01.25 03:06 03:36 00:30 132kV Rairangpur-Karanjia Feeder At Rairangpur end: Distance 

Protection, Y-Phase 

,Z1,Dist=13.64KM,IL1=278.3A,IL2=2.0

69KA,IL3=146.7A

No relay Indication at Karanjia GSS

Karanjia

Dhenkikote

00:30

00:31

- -

0.008568

- -

51 Nuapada 25.01.25 03:13 03:15 00:02 132kV Nuapada-Nuapada RTSS 

Feeder
At Nuapada end: O/C, Ir- 0.602kA, Ib- 

0.499kA

Nuapada RTSS 00:02
- -

0.000082
- -

05:13 05:40 00:27 At Meramundali end: Y-B-N, Zone 2, 

Dist- 40.1km, Iy- 11.15kA, Ib- 9.6kA

06:49 13:36 06:47 At Meramundali end: Y-N, Zone 1, 

Dist- 30.8km, Iy- 10.37kA

05:13 13:38 08:25 400kV Meramundali-JSPL CKT-II At Meramundali end: B-N, Zone 2, 

Dist- 37.2km, Ib- 6.81kA

53 Nimapara 25.01.25 07:28 08:14 00:46 132kV  Chandaka-Nimapara Feeder At Nimapara end: Distance 

Protection, C-N, Z-1, 50.99KM, 

15.04A, 13.91A, 1.94KA, 4.872OHM

- - - - -

The line was idle charged 

at Chandaka end. -

09:06 09:12 00:06 Annual Maintenance at 

Balangir(Old) end.
-

Boudh- ask boudh
- - - -

54 Boudh 25.01.25 132kV Sonepur-Boudh Feeder Supply failed from source end

52 Meramundali 25.01.25 400kV Meramundali-JSPL CKT-I JSPL 07:14

- -

0.165934

- -

(Jan-March) 9 2025
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16:01 16:07 00:06

55 Muniguda 25.01.25 20:42 20:44 00:02 132kV Muniguda-Bissam Cuttack 

RTSS Feeder
At Muniguda end: Over Current, 

Ir=269.6A

Bissam Cuttack RTSS 00:02
- -

0.000226
- -

04:21 05:07 00:46 At Meramundali end: Distance 

Protection, Remote end:Ir-9.47 kA,Iy-

1.21 kA,Ib-3.74  kA,13.03 kM

05:31 13:24 07:53 At Meramundali end: Distance 

Protection, Main1: R-G, Ir - 7.52  kA , 

30.7 KM,,Main 2 : Y-G, Iy-10.98 

kA,26.4 KM

06:06 14:36 08:30 400kV Meramundali-JSPL CKT-I At Meramundali end: Distance 

Protection, Main 1: R-G, Ir -10.02 kA , 

31.4 KM,,Main21: R-G, Ir -10.02 kA , 

31.4 KM,

57 Narendrapur 27.01.25 11:59 12:05 00:06 132kV Narendrapur-Jagannathpur 

RTSS Feeder
At Narendrapur end: Over Current, 

Tripped on R-ph & B-ph 

O/C.(Ir=1.01KA,Ib=1.01KA)

Jagannathpur RTSS 00:06

- -

0.000494

- -

58 Lapanga 27.01.25 13:31 15:21 01:50 132kV  Lapanga-Budhipadar CKT-I At Lapanga end: R-Y, Zone 1, Dist- 

33km, Ir- 11.4kA, Iy- 11.56kA

At Budhipadar end:  Dist- 12.4km, Ir, 

Iy- 3kA

- - - - - - -

59 Tarkera 27.01.25 16:18 16:29 00:11 220kV Bus coupler Tripped phase: R-N, Ir- 0.211kA - - - - - - -

60 Kendrapara 27.01.25 18:14 18:32 00:18 132kV Kendrapara-Salipur Feeder At Kendrapara end: TRIP ON DP 

RELAY, ZONE-1, DIST-4 KM , Ib-4kA

At Salipur end: No tripping
- - - - - - -

61 Meramundali 28.01.25 06:31 07:01 00:30 400kV Meramundali-JSPL CKT-II At Meramundali end: Distance 

Protection, Main 1: Y-E, Iy - 7.69 kA , 

34.9KM,Main 2 : Y-ph pick up only
- - - - - - -

62 Jaleswar 28.01.25 08:36 08:45 00:09 132kV Jaleswar-Jaleswar RTSS 

Feeder
At Jaleswar end: O/C, If- 0.27kA Jaleswar RTSS 00:09

- -
0.001153

- -

63 Khariar 28.01.25 11:08 11:15 00:07 132kV  Kesinga-Khariar Feeder At Khariar end: Over Current, R-Ph 

450A, Y-Ph 390A, B-Ph 350A

At Kesinga end: Over Current,R-0.45 

KA,Y-0.39 KA,B-0.35 KA

Khariar

kantabanji, Kantabanji 

RTSS, Nuapada, 

Nuapada RTSS

00:07

00:08 - -

0.006212

- -

19:47 19:48 00:01

19:54 19:55 00:01

65 Chandaka 29.01.25 10:49 11:10 00:21 220kV Mendhasal-Chandaka CKT-I At Chandaka end: Distance 

Protection, A-N, Z-1, 4.3KM, 8.2KA

At Mendhasal end: Main-1,Rph pick 

up,Zone-1 trip, Ir=4.71KA, 

Dist=14.6Km,d(75.4%)Main-

II,Ia=4.72KA,Dist=14.6Km,d(75.5%)A

R Unsucessful

- - - - - - -

12:18 12:29 00:11 132kV Kesinga-Bhawanipatna Feeder At Kesinga end: Over Current, B 

phase Over Current

- -

66 Kesinga 30.01.25 Bhawanipatna, 

Brundabahal, 

00:11 0.002982

Bissam Cuttack RTSS 00:02
- -

0.00022664 Muniguda 28.01.25 132kV Muniguda-Bissam Cuttack 

RTSS Feeder
At Muniguda end: O/C

Annual Maintenance at 

Balangir(Old) end.
-

56 Meramundali 26.01.25 400kV Meramundali-JSPL CKT-II JSPL 07:18

- -

0.167464

- -

Boudh- ask boudh
- - - -

54 Boudh 25.01.25 132kV Sonepur-Boudh Feeder Supply failed from source end

(Jan-March) 10 2025
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12:19 12:46 00:27 132kV  Bhawanipatna-Brundabahal-

Junagarh Feeder
At Junagarh end: Distance Protection, 

R & Y ph, Fault Distance=32.59km, 

Ir=107.1A, Iy=819A, Ib=89.72A.

67 Balasore 31.01.25 05:50 07:55 02:05 132kV Balasore-Birla Tyres Feeder At Balasore end: Earth Fault, 

O/C,E/F,Dist R-ph  OPTD,Zone-1,dist-

1.28KM, fault 

current:Ir=6.9KA,In=6.8KA

Birla Tyres 02:05

- -

0.000446

- -

68 Rajgangpur 31.01.25 12:22 12:33 00:11 132kV Rajgangpur-OCL Feeder At Rajgangpur end: Over Current, 

RTT= 640 s, IA=201 A,IB=201 

A,IC=217 A,IG=2 A rn

OCL 00:11

- -

0.002681

- -

69 Telkoi 31.01.25 13:12 13:45 00:33 220kV Telkoi-Joda Feeder At Telkoi end: B-N, Zone 1, Dist- 

79.59km, Ib-  1.175kA

At Joda end: B-N, Zone 1, Dist- 

2.706km, Ib-  5.719kA

- - - - -

220kV  Telkoi-TTPS 

feeder was in service
-

70 Meramundali 31.01.25 14:03 16:17 02:14 132kV Meramundali-Rungta DSP 

Feeder
At Meramundali end: Z1,Iy-9.2 kA,Ib-

9.2 kA,7.4 KM

At Rungta end: Z1,Iy-1.3 kA, Ib-1.3 

kA, 1.27 KM

Rungta DSP 02:14

- -

0.019129

- -

71 Joda 31.01.25 20:21 20:40 00:19 220kV  JODA-TTPS-II Feeder. At Joda end: DP -1,Zone-1,Tripped 

Phase-BN, Distance-

97.63Km,Ia=201.4A,Ib=1.418KA,Ic=1

02.2A  DP-2,Zone-1,Event-BGT, 

Distance-89.83Km 

,Ia=200A,Ib=1447A,Ic=97A,In=1604A.     

At TTPS end: DP-1,Zone-1,Distance-

46.92Km,Ia=203A,Ib=3.420KA, 

Ic=100.6A.

- - - - - - -

72 Duburi 1.02.25 06:00 12:59 06:59 132kV Duburi-BRPL-MESCO CKT-II At Duburi end: R-N, Dist- 0.871km, 

Zone 1, Ir- 11.61kA 

No tripping at MESCO end.

BRPL 00:19

- -

0.003233

- -

73 Tarkera 2.02.25 00:56 09:26 08:30 220kV Bamra-Tarkera Feeder At Tarkera end: B-N, Zone 1, Dist- 

5.93km, Ib- 11.41kA

At Bamra end: B-N, Zone 1, Dist- 

55.53km, Ib- 2.331kA

- - - - - - -

74 Laxmipur 2.02.25 12:27 16:41 04:14 220kV Laxmipur-Aditya CKT-II At Laxmipur end: C-N,If-1.39KA,D-

12.7KM
- - - - - - -

75 Jaleswar 2.02.25 22:05 22:35 00:30 132kV Jaleswar-Bhograi Feeder At Jaleswar end: Earth Fault, Z1, Y-

Gnd, Distance :23.6KM , Ir-67.3A, Iy-

1777.9A, Ib-125.6A

At Bhograi end: Z-1, 4.3KM,Yph-

Gnd,Ir-67.5A,Iy-1.35KA,Ib-128.6A

- - - - - - -

08:37 08:42 00:05 At Bhadrak end: Over Current, Y 

phase,B Phase IL2=0.28KA, 

IL3=0.28KA
-

00:08

- -

0.001108

-

76 Bhadrak 3.02.25 132kV Bhadrak-Bhadrak RTSS 

Feeder

Bhadrak RTSS

Brundabahal, 

Bhawanipatna RTSS, 

Lanjigarh RTSS

- - - -

(Jan-March) 11 2025



Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 

reschedul

ed or 

estimated 

capacity 

restriction 

affected

Time:        

This should 

match with 

hours of non-

availability in 

a month in 

Format B-2 

as the case 

may be

DurationSl. No. Substation Date From To Remarks Feeders 

Affected

Transmission element (Line / Tfr. / CB 

etc.)not available

Reason for non-availability of 

Transmission element (schedule 

maintenance outage / forced 

outage*)with details

Grid Sub-stations 

affected (it can be 

more than one)

Interruptio

n time

(Hr. Min.)

Extent of Generation 

Rescheduling 

Energy lost 

in MU

11:53 11:56 00:03 At Bhadrak end: Over CurrentOver 

current Y phase,B Phase IL2=0.28KA, 

IL3=0.28KA

77 Jaleswar 3.02.25 08:43 08:51 00:08 132kV Jaleswar-Jaleswar RTSS 

Feeder
At Jaleswar end: Over Current, Back-

Up relay: Over current Ir= Ib=280A

Jaleswar RTSS 00:08

- -

0.001004
- -

78 Palasponga 3.02.25 18:13 18:15 00:02 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Over Current 

IA=301.6A, IB=259.6A, IC=47.07A, 

INM=7.019A, IND=5.304A

Kendujhargarh RTSS 00:02

- -

0.000292
- -

79 Paradeep 4.02.25 02:16 02:33 00:17 132kV Paradeep-Tirtol Feeder At Paradeep end: B-Ph to G, Zone I, 

Dist-10.9 kms, Ir=100.443 A, 

Iy=228.703 A, Ib=5.119 kA

Tirtol

- - - - - -

16:14 00:17 132kV Tarkera-Rourkela CKT-II At Tarkera end:  E/F, Ir- 0.312kA, Iy- 

0.202kA, Ib- 0.271kA

16:21 00:24 40MVA TRF-I Ir- 0.223kA, Iy- 0.277kA, Ib- 0.253kA

16:16 00:19 35MVA TRF-II Ir- 0.261kA, Iy- 0.151kA, Ib- 0.271kA

16:11 00:14 35MVA TRF-III Ir- 0.233kA, Iy- 0.295kA, Ib- 0.29kA

16:09 00:12 35MVA TRF-IV Ir- 0.369kA, Iy- 0.215kA, Ib- 0.256kA

17:09 01:12 132kV Rourkela-Bhalulata RTSS-Shree 

Jagannath Steel Feeder

At Rourkela end: Y-N, Zone 1, Dist- 

1.33km, Iy- 5.598kA

81 Bhawanipatn

a

4.02.25 22:51 22:56 00:05 132kV Bhawanipatna-Bhawanipatna 

RTSS Feeder
At Bhawanipatna end: O/C Bhawanipatna RTSS 00:05

- -
0.000023

- -

82 Karanjia 5.02.25 14:37 14:46 00:09 132kV Turumunga-Karanjia Feeder At Karanjia end: Remote End 

Tripping, no relay indication

Karanjia 00:09
- -

0.001718
- -

02:27 02:30 00:03

03:12 03:14 00:02

12:24 00:04 132kV Meramundali-Khajuriakata 

Feeder
At Khajuriakata end: Rph-N ,Z-1,Ir-

1.491kA,Dist-11.5kM

At Meramundali end: R-N, Z1, 

16.837 KM Ir -5.57 KA, In -5.08 KA

12:27 00:07 132kV Dhenkanal-Khuntuni Feeder At Khuntuni end: Incoming supply 

failed from Dhenkanal end

12:27 00:07 132kV Dhenkanal-Meramundali 

Feeder
At Dhenkanal end: R-Ph O/C, 

IR=379.9 A     

At Meramundali end: No tripping

12:26 00:06 132kV Nuapatna-Banki Feeder Incomer Failure from GSS, Nuapatna

85 Jaleswar 7.02.25 16:34 16:39 00:05 132kV Jaleswar-Jaleswar RTSS 

Feeder
At Jaleswar end: Over Current, Back-

Up relay :-  Over current Ir= Ib=290A

Jaleswar RTSS 00:05

- -

0.000628
- -

86 Bolangir New 8.02.25 16:28 16:33 00:05 132kV Bolangir New-Patnagarh CKT-II At Bolangir New end: Over 

CurrentIa=389A, Ib=400A, Ic=396A

Patnagarh, Padampur, 

Nuapada, Nuapada 

RTSS

00:05

- -
0.006192 132KV Balangir New-

Patnagarh CKT-I was in 

L/C condition.

-

- -

84 Khajuriakata 7.02.25 12:20 Khajuriakata

Dhenkanal, Joranda 

RTSS, Khuntuni, 

Shree Cement

Nuapatna, Banki

00:04

00:07

00:06

- -

0.008181

- -

Bhawanipatna RTSS 00:05
- - 0.00002383 Bhawanipatn

a

7.02.25 132kV Bhawanipatna-Bhawanipatna 

RTSS Feeder
At Bhawanipatna end: O/C

-

80 Rourkela 4.02.25 15:57 Rourkela

Bhalulata RTSS

00:12

01:12

- -

0.010400

- -

- - -

(Jan-March) 12 2025
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87 Balasore 9.02.25 01:46 01:54 00:08 132kV Balasore-Balasore RTSS 

Feeder
At Balasore end: Over Current, O/C,R-

ph ,B-ph OPTD fault current: Ir=324A, 

Iy=321A.

Balasore RTSS 00:08

- -

0.001102
- -

88 Tarkera 9.02.25 14:31 10.02.25

16:20

25:49:00 220kV Tarkera-RSP CKT-II At Tarkera end: C-N, DIST=834.3 

MTRS, IA=348 A, IB=432.9 A, 

IC=4.37 KA

- - - - -

220kV Tarkera-RSP CKT 

I, III & IV were in healthy 

condition.
-

89 Kuchinda 10.02.25 15:58 16:08 00:10 20MVA TRF-I At Kuchinda end: Earth Fault Kuchinda 00:10
- -

0.001867 TRF-II Is continue under 

overhulling work
-

90 Bhograi 11.02.25 05:08 05:55 00:47 132kV Bhograi-Baripada PG Feeder At Bhograi end: Z-1, 9.7KM,Rph-

Gnd,Ir-1.58KA

At Baripada PG end: Z-1, 

78.82KM,Rph-Gnd,Ir-1.184KA

- - - - - - -

91 Mania 11.02.25 07:50 08:04 00:14 132kV ICCL-Mania Feeder At Mania end: DISTANCE 

PROTECTION OPERATED: AGT FAULT, 

ZONE 1, LOCATION 5.45 KM

- - - - - - -

08:12 00:23 132kV  Bidanasi-Choudwar Feeder At Choudwar end: Over Current

At Bidanasi end: O/C R,Y,B phase, 

E/F. Ir-1.5kA, Iy-1.3kA, Ib-4.5kA

08:16 00:27 132kV Choudwar-TS Alloys Feeder At Choudwar end: Over Current

At TS Alloys:  O/C , E/F

08:48 00:59 132kV ICCL-Choudwar Feeder At Choudwar end: Over Current, O/C 

R,Y,B phase, E/F.

At ICCL end:  No tripping

93 Meramundali 12.02.25 11:47 11:59 00:12 132kV Meramundali-Dhenkanal 

Feeder
At Meramundali end: Distance 

ProtectionA/R unsucessful: Before 

A/R: Z1, Ir-3.4 KA, 24.82 KM After 

A/R: SOTF 

At Dhenkanal end: No tripping

Dhenkanal 00:12

- -

0.004761

- -

94 Kuchinda 12.02.25 12:42 13:17 00:35 132kV Kuchinda-Kutra SW Station 

Feeder
At Kuchinda end: Y-N, Zone 1, Dist- 

3.437km, Iy- 1.615kA
- - - - - - -

95 Chatrapur 12.02.25 16:25 16:29 00:04 132kV Chatrapur-Rambha RTSS 

Feeder

At Chatrapur end: Over CurrentO/C 

(R,Y Phase) BU Operated 

IR=257.1A,IY=249.8A

Rambha RTSS 00:04

- -
0.000345

- -

96 Palasponga 12.02.25 16:25 16:29 00:04 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Over 

CurrentIA=229.5A, IB=213.5A, 

IC=122.8A, INM=7.119A, IND=7.748A

Kendujhargarh RTSS 00:04

- -

0.000585

- -

97 Lakhanpur 12.02.25 21:10 21:58 00:48 132kV Lakhanpur-Budhipadar Feeder At Lakhanpur end: CN, Ic-2.39kA, 

Zone-1, Distance=22.6KM - - - - -

GSS,Lakhanpur power 

avail from GSS, 

Brajrajnagar

-

98 Bhanjanagar 12.02.25 22:22 14.02.25

19:41

45:19:00 220kV Mendhasal-Bhanjanagar 

Feeder
At Bhanjanagar end: BCN ,Zone-1, 

D= 57.82km, Ib= 2.26KA, Ic= 3.957KA - - - - - - -

-

00:23

00:24

- -

0.026124

-

92 Choudwar 12.02.25 07:49 Choudwar, Choudwar 

RTSS

Mania, Tata Steel 

Minning Ltd

(Jan-March) 13 2025
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99 Balugaon 13.02.25 03:57 04:06 00:09 132kV Balugaon-Solari RTSS Feeder At Balugaon end: Distance 

Protection,Earth FaultIR=0.00A, 

IY=3066A, IB=35A, IG=3076A, 

Zone=1, Distance=0.6KM,Y-ph, 

IR=0.00KA, IY=3.1KA, IB=0.03KA

Solari RTSS 00:09

- -

0.000575

- -

100 Jagatsinghpur 14.02.25 07:13 07:33 00:20 132kV Cuttack-Jagatsinghpur Feeder C.B tripped at local end with a heavy 

sound at Jspur GSS
- - - - - - -

101 Meramundali 14.02.25 13:58 15:30 01:32 400kV Meramundali-Lapanga CKT-II At Meramundali end: Main 1: Event 

1: Z1, R-N, 132.6 KM, Ir - 1.89 kA 

Event 2: Z1, Ir - 2.53 kA, 124.9 KM, 

SOTF Main 2: Z1B, SOTF, R-N, Ir - 

1.89 kA 

At Lapanga end: AR NOT 

SUCCESSFUL, ZONE-1, DIST-

34.9KM, FD-51.67ms, IR-7.07KA, IY-

192A, IB-74.18A                                      

- - - - - - -

102 Khajuriakata 15.02.25 04:39 06:46 02:07 132kV Meramundali-Khajuriakata 

Feeder
At Khajuriakata end: Distance 

ProtectionBph-N,Z-1,Dist-13.1kM,Ib-

704.735kA

At Meramundali end: Distance 

ProtectionB-E, Ib - 9.16 kA, Z1, 7.21 

KM Remote end: B-N, Z-1, 13.1 KM, 

Ib-704.735 kA

- - - - -

Alternative supply availed 

from Dhenkanal end 

through 132kV 

Khajuriakata-Dhenkanal-

Nuapatana "T" line
-

103 Jajpur Town 15.02.25 09:09 09:20 00:11 40MVA TRF I, III & 

20MVA TRF II

Tripped due to malfunction in 33kV 

Binjharpur breaker

Jajpur Town 00:11
- -

0.004342
- -

104 Tarkera 15.02.25 12:57 20:58 08:01 220kV Tarkera-RSP CKT-III At Tarkera end: A-G, DIST=4.7 KM, 

IL1=13.85 KA,IL1=17.01 KA, IL2=1.93 

KA, IL3=1.61 KA

- - - - - - -

105 Meramundali 15.02.25 13:20 15:12 01:52 400kV Meramundali-Kaniha NTPC 

CKT-I
At Meramundali end: Y-N, Zone 2, Iy- 

6.06kA, Dist- 36.8km 

At Kaniha end: Y-N, Zone 1, Dist- 

13.25km, Iy- 8.2kA

- - - - - - -

106 Lapanga 16.02.25 10:16 13:25 03:09 132kV Lapanga-Burla PH-Hirakud 

CKT-I
At Lapanga end: Y-B, Zone 1, Iy- 

5.51kA, Ib- 5.46kA, Dist- 18.1km

At Hirakud end: Y-B, Zone-1, Iy- 

4.17kA, Ib- 4.23kA

- - - - - - -

107 Laxmipur 16.02.25 13:51 17:44 03:53 220kV Laxmipur-Aditya CKT-I At Laxmipur end: B-ph,Z-

2,1.9KA,29.3KM
- - - - - - -

108 Rajgangpur 16.02.25 18:17 18:30 00:13 132kV Rajgangpur-OCL Feeder At Rajgangpur end: O/C, IA=251 

A,IB=254 A,IC=252 A

OCL 00:13
- -

0.007080
- -

14:24 01:00 20MVA TRF-I

14:27 01:03 12.5MVA TRF-II

110 Palasponga 17.02.25 15:34 15:36 00:02 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Relay Not 

OperatedNo Indication In Relay

Kendujhargarh RTSS 00:02
- -

0.000292
- -

111 Palasponga 18.02.25 07:26 07:27 00:01 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Over 

CurrentIA=300.4A, IB=236.8A, 

IC=70.68A

Kendujhargarh RTSS 00:01

- -

0.000146
- -

109 Potangi 17.02.25 13:24 TRF tripped due to fault in station trf 

and conductor snapped 

Potangi 01:00
- - 0.003242 - -

(Jan-March) 14 2025
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112 Katapali 18.02.25 18:08 22:24 04:16 220kV Lapanga-Katapali CKT-II At Katapali end: Y-N, Zone 1, Dist- 

17.46km, Iy- 11.155kA

At Lapanga end: Y-N, Zone 2, Dist- 

35.9km, Iy- 4.34kA

- - - - - - -

113 Potangi 18.02.25 18:59 19:29 00:30 132kV Potangi-Podagada Feeder Incoming p/s failed from podagada 

end  and p/s c/o to sunabeda- 

Potangi, and p/s extend to podagada
- - - - -

Changeover of supply  

from  Machkund supply to  

Pottangi  supply due to 

Supply failed.

-

20:27 01:10 132kV Tarkera-Rajgangpur CKT-I At Tarkera end: Distance Protection, 

DP :- LOOP : BGT, ZONE-1, 

DIST=10.69 KM, IB=4556 A, MT 

OPERATED

19.02.25

11:19

16:02 100MVA Auto TRF-IV REF220kV SIDE :- REF OPERATED, 

MT OPERATED,132kV SIDE :- 

INTERTRIP, MT OPERATED

115 Bahugram 19.02.25 03:10 13:23 10:13 132kV ICCL-Bahugram Feeder At Bahugram end: Distance 

Protection,Remote End 

TrippingIa=158.8A,Ib=189.6A,Ic=170.

5A, Zone-1,Dist=10.95km 

At ICCL SW Station end: Distance 

Protection,Over 

Current,Ia=0.18kA,Ib=0.21kA,Ic=5.83k

A,Zone-1,Dist=9.6km

Bahugram 10:13

- -

0.030638 Insulator Failure at loc 

no.44 of ICCL Bahugram 

line

-

116 Rajgangpur 19.02.25 14:11 14:25 00:14 132kV Rajgangpur-Rajgangpur RTSS 

CKT-I
At Rajgangpur end: Over Current, 

RTT=15.534 s, IA=354 A,IB=354 

A,IC=0,IG=0

- - - - - - -

117 Dhenkikote 19.02.25 14:40 16:07 01:27 132kV Karanjia-Dhenkikote Feeder Source failure from Karanjia end Dhenkikote 01:27 - - 0.009295 - -

118 Marshaghai 19.02.25 18:24 18:34 00:10 132kV Marshaghai-Kendrapara RTSS 

Feeder
At Marshaghai end: DP relay 

operated, R-phase fault current. IL1-

5.84 KA,IL2-0.0KA,IL3-0 KA, 

DISTANCE- 0.6 KM

Kendrapara RTSS 00:10

- -

0.000501

- -

119 Balasore 19.02.25 22:18 22:24 00:06 132kV Balasore-Balasore RTSS 

Feeder
At Balasore end: Over Current, R-ph 

,B-ph OPTD fault 

current:Ir=362A,Iy=360A.

Balasore RTSS 00:06

- -

0.000827
- -

120 Therubali 20.02.25 10:35 10:49 00:14 220kV Therubali-Kasipur Feeder At Therubali end: Distance 

Protection, YG FAULT, Iy=2.9KA, 

55.45km,Z-2

At Kasipur end: YG 

FAULT,Iy=2.5KA,Z-1,5.08KM,AR 

SUCCESS

- - - - -

AR SUCCESS AT 

KASIPUR END

-

121 Jayapatna 20.02.25 10:39 10:55 00:16 160MVA Auto TRF-I Differenial relay (R Ph) operated - - - - - - -

122 Therubali 20.02.25 11:41 17:52 06:11 100 MVA Auto TRF-I Relay Not Operated, Auto-tfr-2 Bus 

CB lock out indication
- - - - - - -

123 Palasponga 20.02.25 12:20 12:44 00:24 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Earth Fault, 

IA=2.768kA, IB=42A, IC=17.2A

Kendujhargarh RTSS 00:24
- -

0.003508
- -

124 Somnathpur 20.02.25 15:39 15:53 00:14 132/33 kV 12.5MVA TRF-I 

Somnathpur

O/C,fault current: Ia-0.01ka,Ib-

0.01ka,Ic-0.01ka

Somnathpur 00:14
- -

0.001659 Tripped due to 33kV 

Nilagiri Feeder fault
-

-- - - -

132kV Tarkera-

Rajgangpur CKT-II & 

100MVA Auto I, III were in 

charged condition. 

114 Tarkera 18.02.25 19:17

-

(Jan-March) 15 2025
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125 Jayanagar 20.02.25 16:01 17:35 01:34 220kV Jayanagar-Balimela PH Feeder At Jayanagar end: Distance 

ProtectionR-G,Z1,Dist-16.84KM,If-

5.323KA

- - - - - - -

126 Angul 20.02.25 16:08 16:58 00:50 132kV TTPS-Angul Feeder At Angul end: DP Relay,Fault Abs. 

Dist=5.88KM,Fault Loop -L2N,fault 

current IL2=3.67KA

- - - - -

Weather condition: heavy 

rain and severe Lightning -

16:10 18:53 02:43 400kV Meramundali-Lapanga CKT-II At Meramundali end: Y-N, Zone 1, Iy- 

7.99kA, Dist- 18.5km 

At Lapanga end: Y-N, Zone 1, Iy- 

2.577kA, Dist- 160.7km,  A/R not 

successful

16:22 19:00 02:38 220kV Meramundali-Bhanjanagar 

Feeder
At Meramundali end: Y-B-E, Iy - 

13.23 kA, Ib - 14.28 kA, Z1, 10.18 KM

At Bhanjanagar end: BCN ,Zone-2, 

D= 114.9km, Ib= 1.45KA, Ic= 1.79KA

128 Katapali 21.02.25 09:13 09:18 00:05 132kV Katapali-Thuapali Feeder At Katapali end: Over Current, 

Tripped with O/C Ia=0.53KA, 

Ib=0.52KA, Ic=0.55KA

- - - - - - -

129 Tarkera 21.02.25 13:54 20:38 06:44 220kV Bamra-Tarkera Feeder At Tarkera end: B-N, Dist- 6.093km, 

Zone 1, Ib- 11.02kA

At Bamra end: B-N, Dist- 54.6km, 

Zone 2, Ib- 1.78kA

- - - - -

OTHER 220kV 

FEEDERS WERE IN 

HEALTHY CONDITION 

AT BOTH GRID ENDS.

-

130 ICCL SW 

Station

21.02.25 17:47 22:24 04:37 132kV ICCL-Bahugram Feeder At ICCL end: O/C (R Ph), Zone 1, Dist- 

14.2km, Ir- 4.02kA

At Bahugram end: Zone 1, Dist- 

6.22km, Ir-0.162kA, Iy- 0.16kA, Ib- 

0.162kA

Bahugram 01:15

- -

0.003749 Heavy rainfall during fault: 

TOUCHING OF TREES

-

04:21 00:25 40MVA TRF-I

04:24 00:28 40MVA TRF-II

04:25 00:29 40MVA TRF-III

08:30 00:17 40MVA TRF-I

08:32 00:19 20MVA TRF-II & III

133 Jayanagar 22.02.25 12:29 14:34 02:05 220kV Jayanagar-Laxmipur CKT-I At Jayanagar end: Distance 

ProtectionR-G,Z1,Dist-43.49KM,If-

68.48A

At Laxmipur end: R-ph,Z-1,If-2.9ka,D-

33.6km

- - - - - - -

134 Udala 22.02.25 14:09 14:10 00:01 132kV Udala-Betanati Feeder At Udala end: Earth FaultZ1- Trip, 

Distance Trip, Distance: 20.4KM, 

Ia:0.13kA, Ib:1.27kA, Ic:0.07kA
- - - - -

During the tripping period, 

Udala GSS availed Power 

Supply from Balasore grid 

end.

-

Tripped due to 33kV 

Chend feeder -

132 Patnagarh 22.02.25 08:13 Tripped on Differential Protection 

due to non tripping of 33kV 

Patnagarh 00:17
- -

0.005149
- -

Chend 00:25
- -

0.014945131 Chend 22.02.25 03:56 O/C

127 Meramundali 20.02.25

- - - - - - -

(Jan-March) 16 2025
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135 Aska New 22.02.25 14:58 15:38 00:40 220kV Therubali-Aska New Feeder At Aska New end: Distance 

Protection, R phase to E/F, Zone 1, 

SOTF, D=30.02Km, IR= 3.671KA.

At Therubali end:  R phase to E/f, 

Zone 1, D=152.41 Km, IR= 1.047KA.

- - - - - - -

136 Kuarmunda 22.02.25 15:59 21:28 05:29 132kV Kuarmunda-SGML Feeder At Kuarmunda end: R-Y-B (O/C), 

Zone 1, Dist- 669.2 mtr, Ir- 8.675kA , 

Iy- 6.712kA, Ib- 0.086kA

SGML 05:29

- -

0.006562
- -

18:02 00:12 132kV Patnagarh-Bolangir New CKT-I Tripped during E&MR testing 

18:01 00:11 132kV Patnagarh-Bolangir New CKT-I Tripped on O/C due to tripping of 

132KV ckt-I

18:02 00:12 132kV Nuapada-Padampur Feeder, 

132kV Padampur-Patnagarh Feeder

Source failure

138 Rajgangpur 23.02.25 11:41 12:31 00:50 132kV Rajgangpur-Kutra SW Station 

Feeder

At Rajgangpur end: Earth Fault, 

BGT,ZONE-I,DP OPERATED, DISTANCE-

3.84 KM ,IA=74 A,IB=6369 A,IC=106 

A,IG=6548 A

M/S Shiva Cement 00:15

- -

0.000766

- -

139 Kamakhyana

gar

23.02.25 12:01 12:15 00:14 132kV Kamakhyanagar-TTPS Feeder At Kamakhyanagar end: Distance 

Protection, ZONE-1,DISTANCE-

22.56,IR-52.16,IY-20.45,IB-1.799KA

- - - - - - -

24.02.25

11:23

18:31 132kV Balugaon-Chatrapur Feeder At Balugaon end: B-N, Zone 1, Dist- 

0.93km, Ib- 1.494kA

At Chatrapur end: B-N, Dist- 

60.35km, Zone 2, Ib- 1.493KA

17:37 00:45 132kV Balugaon-Chandpur Feeder At Chandpur end: R-Y, Zone 2, Dist- 

44.3km, Ir- 1.63kA, Iy- 1.48kA, A/R 

Block

At Balugaon end: CB not operated

141 Balasore 23.02.25 19:38 19:44 00:06 132kV Balasore-Balasore RTSS 

Feeder
At Balasore end: Over Current, R-ph 

,B-ph OPTD fault 

current:Ir=283A,Iy=282A

Balasore RTSS 00:06

- -

0.000827
- -

142 Bhubaneswar 24.02.25 07:03 07:39 00:36 132kV Bhubaneswar-Nayapalli Feeder Tripped on R ph O/C & E/F Nayapalli 00:36
- -

0.001631
- -

143 Unit-8 24.02.25 12:56 13:54 00:58 132kV Chandaka B-Unit-8 132kV I/C POWER SUPPLY FAILED 

FROM CHANDAKA -B END.

Unit-8 00:58

- -
0.018700

- -

144 Aska New 24.02.25 13:14 13:30 00:16 220kV Therubali-Aska New Feeder At Aska New end: B phase to E/f, 

zone 3, distance=165.7Km, 

IB=1.011KA and SOTF.

At Therubali end: B phase to E/f, 

zone 1, distance=51.87Km and  

IB=2.09KA.

- - - - - - -

-

140 Balugaon 23.02.25 16:52 Balugaon

Solari RTSS

00:45

00:46

- -

0.018525 B-phase CVT of 132kV 

Balugaon-Chatrapur 

feeder at Balugaon grid.

-

00:12

- -

0.014860

-

137 Patnagarh 22.02.25 17:50 Patnagarh, Padampur, 

Nuapada, Nuapada 

RTSS

(Jan-March) 17 2025
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145 Padampur 25.02.25 01:18 01:42 00:24 132kV Padampur-Patnagarh Tripped due to DP operated, Tripped 

phase-CN, Zone1, Ia=372, Ib=659.9A, 

Ic=379A

- - - - - - -

146 Nuapada 25.02.25 17:00 17:09 00:09 132/33 kV 20MVA TRF-I Nuapada Over Current due to over load Nuapada 00:09 - - 0.003366 - -

147 Kesinga 25.02.25 17:14 17:23 00:09 132kV Kesinga-Khariar Feeder Over Current,R-0.46 KA,Y-0.44 KA,B-

0.35 KA

Khariar, Kantabanji, 

Kantabanji RTSS

00:09
- -

0.005198 Over loading of 132kV 

Kesinga-Khariar Line
-

40MVA TRF-I, III & 20MVA TRF II

132kV Barapalli-Dunguripalli RTSS 

Feeder

26.02.25

00:07

00:23 40MVA TRF-II

26.02.25

00:15

00:31 40MVA TRF-I

150 Karanjia 26.02.25 05:44 05:58 00:14 132kV Turumunga-Karanjia Feeder At Karanjia end: Distance Protection, 

DP relay: Z-1 trip, Y-phase pick up, 

L2E, IL1=0.23A, IL2=1.16KA, 

IL3=0.14A, Distance=22.5km 

- - - - - - -

151 Therubali 26.02.25 14:00 14:20 00:20 100MVA Auto TRF-II Relay Not Operated, Only 132kV side 

CB operated.no relay indication.
- - - - - - -

152 Palasponga 26.02.25 17:21 17:23 00:02 132kV Palasponga-Kendujhargarh 

RTSS Feeder
At Palasponga end: Over Curren, 

tIA=299.8A, IB=207.4A, IC=115.3A, 

INM=6.603A, IND=6.707A

Kendujhargarh RTSS 00:02

- -

0.000292
- -

153 Lapanga 26.02.25 23:03 27.02.25

16:25

17:22 132kV Lapanga- Rengali RTSS 

Feeder
At Lapanga end: ZONE-1, DIST-

3.454KM FD-96ms IR-1.3KA

Rengali RTSS 17:22
- -

0.109564
- -

154 Chandaka 28.02.25 02:00 02:46 00:46 132kV Chandaka-Ranasinghpur 

Feeder
At Chandaka end: Distance 

ProtectionC-N, Z-1, 9.486KM, 611A, 

589.3A, 6.241KA, AR 

UNSUCCESSFUL

Ranasinghpur 00:16

- -

0.010329 RANSINGHPUR GRID 

AVAILED POWER 

SUPPLY FROM KESURA 

GSS AT 02:16HRS

-

155 Kalunga 28.02.25 12:42 18:37 05:55 132kV Tarkera-Kalunga Feeder At Kalunga end: Earth FaultF.D-171.6 

ms, RTT-79.96 ms, Fault Loc-7.436 

km, Ir-2.528A, Iy-0A, Ib-2.210KA, 

Fault Resistance-7.910 ohm

- - - - - - -

156 Bolangir New 28.02.25 23:17 23:33 00:16 132kV Bolangir New-Sonepur-Bolangir 

Feeder
At Bolangir New end: Dist- 55.28km, 

Zone 2, Ir- 1.679kA

Sonepur, 

Birmaharajpur 

Boudh

00:16

00:24 - -
0.013444 132kV Bolangir New-

Sonepur ckt-I charged at 

23.33Hrs.

-

09:51 10:16 00:25 132 kV Bhawanipatna-Junagarh TRIPPED ON E/F

09:51 10:17 00:26 132/33 kV TRF-II TRIPPED ON O/C

158 Duburi 1.3.25 11:37 14:00 02:23 132 kV Duburi-Kalarangi Feeder At Duburi end: A N,Fault Location - 

26.77Km,Ia=2.728KA ,Ib=429.2A , 

Ic=276.5A Zone =1,

At Kalarangi end: A N, Fault Location 

=4.947 Km, Ia=3.975KA ,Ib=433.7A 

,Ic=276.6A

- - - - - - -

- -

157 Bhawanipatn

a

1.3.25
- - - - - - -

Brajabiharipur 00:23

- -

0.006359149 Brajabiharipu

r

25.02.25 23:44 E/F (B-N)

-

0.001193

- -

00:02 Source failure Barapalli, Dunguripalli 

RTSS 

00:02

-

148 Barapalli 25.02.25 18:52 18:54

(Jan-March) 18 2025
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159 Tarkera 1.3.25 12:46 15:33 02:47 220 kV Kuarmunda-Tarkera Feeder At Tarkera end: L3-N, DIST=8.2 KM, 

IL3=9.58 KA rnDP2:- LOOP:- C-N, 

DIST=8.726 KM, ZONE-1. IC=9.986 

KA

At Kuarmunda end: ZONE- Z1 (3) 

FAULT LOOP- B-N (4) FAULT 

DISTANCE - 18.37 KM, IR=351.1A, 

IY=336.4 A, IB=2.186 kA

- - - - -

OTHER 220 KV 

FEEDERS WERE IN 

HEALTHY CONDITION 

AT BOTH GRID ENDS.
-

160 Palasponga 1.3.25 19:15 19:17 00:02 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=303.2A, IB=252.3A, 

IC=58.63A, INM=6.57A, IND=4.714A

Kendujhargarh RTSS 00:02

- - - - -

161 Tusura 2.3.25 11:38 11:42 00:04 132 kV Tusura-Deogaon RTSS 

Feeder

Back up relay operated on O/C, Ir- 

0.25KA, Iy- 0.00KA, Ib- 0.00KA

Deogaon RTSS 00:04
- - - - -

162 Puri 2.3.25 17:02 21:10 04:08 132 kV Puri-Samuka Feeder At Samuka end: E/F IR=1458.53A , 

Iy=0A , IB=0A,IN = 1462.34A                    

At Puri end: Breaker H/T condition ,  

Followed  By L/C

- - - - - - -

163 Palasponga 4.3.25 10:22 10:24 00:02 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=299.2A, IB=260.8A, 

IC=44.17A, INM=7.518A, IND=6.288A

Kendujhargarh RTSS 00:02

- - - - -

164 Narendrapur 4.3.25 11:02 17:06 06:04 220 kV Narendrapur-Atri Ckt-1 At Narendrapur end: C to G trip, 

Ia=140A,Ib=205A,Ic=1220A, Z1, 

Loc=81.33km

At Atri End: B-ph to G, Z1, 

Ic=2.232KA Loc=63.1Km, Z1 

- - - - - - -

165 Bhadrak 5.3.25 10:35 10:40 00:05 132 kV Bhadrak-Bhadrak RTSS 

Feeder

At Bhadrak end: Over Current,Over 

current Y phase,B 

PhasernIL2=0.27KA,IL3=0.27KA

Bhadrak RTSS 00:05

- - - - -

166 Palasponga 6.3.25 04:00 04:03 00:03 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=300A, IB=229A, IC=82.5A, 

INM=6.8A, IND=7.27A

Kendujhargarh RTSS 00:03

- - - - -

167 Rourkela 7.3.25 06:43 07:25 00:42 132 kV Rourkela-Bhalulata RTSS-

Shree Jagannath Steel Feeder

At Rourkela end: Distance 

Protection,CAT,ZONE 1, LOCATION 

77.50, IA=1840A, IB=555A, 

IC=1888A,IN=0A,IG=554A,GROUP 2 

SHOT.

BHALULATA RTSS 00:42

- - - - -

168 Jayanagar 7.3.25 12:15 12.3.25

09:43

117:28:00 12.5 MVA Trf-1 Jayanagar At Jayanagar end: Relay Not 

Operated,.
- - - - - - -

169 Palasponga 7.3.25 17:26 17:29 00:03 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=300.1A, IB=211A, 

IC=114A, INM=6.7A, IND=7.7A

Kendujhargarh RTSS 00:03

- - - - -

170 Meramundali 8.3.25 02:13 02:47 00:34 132 kV Meramundali-Rungta DSP 

Feeder

At Meramundali end: Over 

Current,Remote End Tripping,O/C, Ir - 

216.4 A, Iy - 219.1 A, Ib - 215.7 A ,No 

tripping

- - - - - - -

(Jan-March) 19 2025
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171 Tarkera 8.3.25 09:26 12:51 03:25 220 kV  Tarkera-RSP Ckt-2 At Tarkera end: Line Differentional 

Protection,LINE DIFF 1 :- LOOP :- L3-

N, DIST=6.4 KM, IL3=2.69 KA, rnLINE 

DIFF 2:- LOOP: L3-N, DIST=1.1 KM, 

IC=3.98 KA

- - - - -

220 KV CKT-I WAS IN 

CHARGED CONDITION. 

CKT III & IV WERE IN 

IDLE CHARGE 

CONDITION TARKERA 

GRID END

-

15:10 15:12 00:02 At Palasponga end: Over 

Current,IA=300.9A, IB=220.3A, 

IC=111.1A, INM=6.630A, IND=7.243A

16:38 16:41 00:03 At Palasponga end: Over 

Current,IA=314.7A, IB=250.2A, 

IC=77.64A, INM=7.191A, 

IND=7.130Arn+

17:11 17:13 00:02 At Palasponga end: Over 

Current,IA=300.8A, IB=253.4A, 

IC=57.85A, INM=6.854A, IND=5.88A

17:23 17:27 00:04 At Palasponga end: Over 

Current,IA=305.6A, IB=253.8A, 

IC=56.97A, INM=6.362A, IND=5.12A

173 Therubali 8.3.25 16:33 16:55 00:22 220 kV Bhanjanagar-Therubali Ckt-2 At Therubali end: Distance 

Protection,At Therubali 

end:BN,Z1,105.5KM,Ib=1.263KArnAt 

Bhanjanagar 

end:BN,Z1,72.2KM,Ib=1.714KArn

- - - - - - -

174 Bhadrak 9.3.25 20:01 20:05 00:04 132 kV Bhadrak-Bhadrak RTSS 

Feeder

At Bhadrak end: Over Current,Over 

current Y phase,B 

PhasernIL2=0.29KA,IL3=0.29KA

Bhadrak RTSS 00:04

- - - - -

175 Rajgangpur 10.3.25 12:43 13:34 00:51 132 kV Bamra-Rajgangpur Feeder At Rajgangpur end: Earth Fault,B-N, 

ZONE-1, DISTANCE-13.94 KM, 

FD=63.38 ms,Fault Resistance=20.63 

ohm,IA=187.3 A,IB=2.347 

KA,IC=188.2 A

- - - - - - -

13:46 14:36 00:50 220 kV Gunupur-Therubali Feeder At Therubali end: Distance 

Protection,At Therubali end:RG,-

2.6KM,Ir=4.201KArnAt Gunupur 

end:No TRIPrn

13:46 17:30 03:44 220 kV Therubali-Indravati PH Ckt-1 At Therubali end: Distance 

Protection,At Therubali 

end:RY,Z1,9.41KM,Ir=6.322KA,Iy=6.3

56KArnAt Indrabati 

end:RY,Z1,68.9KM,Ir=1.119KA,Iy=1.0

76KArn

13:50 14:08 00:18 220 kV Therubali-Aska New Feeder At Therubali end: Distance 

Protection,At Therubali end:No 

TriprnAt Aska New 

end:RY,Z3,276.7KM,Ir=0.618KA,Iy=0.

54KArn

-

176 Therubali 10.3.25

- - - - - - -

00:11

- - - -

172 Palasponga 8.3.25 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

Kendujhargarh RTSS

(Jan-March) 20 2025
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177 Meramundali 10.3.25 16:22 11.3.25

15:29

23:07 220 kV Meramundali-Bhanjanagar 

Feeder

At Meramundali end: Earth Fault,M1: 

B-E, Ib - 2.583 KA, Z1, 62.57 KM M2: 

B-E, Ib - 2.583 KA, 77.383 KM 

Remote end: B-E, Ib - 1.28 KA, 99.49 

KM, Z1

- - - - - - -

178 Bhadrak 10.3.25 17:10 17:15 00:05 132 kV Bhadrak-Bhadrak RTSS 

Feeder

At Bhadrak end: Over Current,Over 

current Y phase,B 

PhasernIL2=0.29KA,IL3=0.29KA

Bhadrak RTSS 00:05

- - - - -

179 Chhatrapur 11.3.25 11:29 12.3.25

03:55

16:26 132 kV Ganjam-Chhatrapur Feeder At Chhatrapur end: Distance 

Protection,DP Relay (SEL 311C):Y,B 

Ph fault,Z-2,  Fault 

Distance:11.32km,IR=61A,IY=4637A,I

B=4585A,IG=7A

- - - - - - -

180 Tarkera 11.3.25 13:45 13:56 00:11 220 kV Bamra-Tarkera Feeder At Tarkera end: Relay Not 

Operated,MT operated
- - - - -

ONLY TARKERA GRID 

END TRIPPED.
-

181 Bhadrak 11.3.25 20:39 20:52 00:13 132 kV Bhadrak-Soro Feeder At Bhadrak end: BN, Zone-1, Distance-

14.53 Km, Ia-175.1 A, Ib-3.981 KA, Ic-

124.6 A

Soro end Data: A/R successful, 

BG,Distance-23.18 Km, Ia-72.40 A, Ib-

3.97 KA, Ic-50.40 A, Zone 1

- - - - - - -

182 Lapanga 12.3.25 10:51 11:10 00:19 132 kV Lapanga-Hirakud Feeder At Lapanga end: Over Current,R-E 

ZONE-1 IL1-6.9KA IL2-0.05KA IL3-

0.08KA DIST-40.8KM FD=22ms,

- - - - - - -

183 G.Udaygiri 12.3.25 12:16 15:28 03:12 132 kV G.Udaygiri-Bhanjanagar  

Feeder

At G.Udaygiri end: Distance 

Protection,

UDAYAGIRI, 

PHULABANI

03:12:00

- - -

due to forest fire under 

the line conductor at 

Loc.No.-121-122(Kalinga 

ghat) line tripped

-

184 Palasponga 13.3.25 04:03 04:12 00:09 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=302.1A, IB=236.11A, 

IC=71.81A,

Kendujhargarh RTSS 00:09

- - - - -

185 Udala 13.3.25 12:04 16:09 04:05 132 kV Udala-Balasore Feeder At Udala end: Earth Fault,Udala End 

Data: General Trip Distance Trip, Z2 

Trip, Ia=Ib=0.1KA, Ic : 0.86KA, 

Distance=59.1KMrnrnBalasore End 

Data: B-ph to Ground, Ic:6.394KA, 

Distance:5.06KM

- - - - -

During the tripping period, 

Udala Grid vailed 132KV 

P/S from Betnoti grid. 
-

186 Chandaka 13.3.25 14:06 16:29 02:23 220 kV Chandaka-Kantabada Feeder At Chandaka end: Distance 

Protection,A-N, Z-1, 13.73KM, 

9.91KA, 112.3A, 149.1A, AR 

UNSUCCESSFUL

- - - - - - -

187 Meramundali 

B

14.3.25 10:20 10:48 00:28 220 kV Meramundali-Meramundali B-

Goda Feeder
At Meramundali B end: SOTF,Before 

AR:M1, B-E,IB=4.95KA, Z1, 14.5KM, 

FD=54MS, After AR: M1,B-

E,IB=5.66KA,Z1,13.3KM, M2, B-E, 

IB=7.012KZ, Z1,13.23KM

At Goda end: Tripped on DP in B-

phase, Ir-280.6A,Iy-153.3A,Ib-

1.667kA,Dist-53.39kM,Zone-1.

- - - - - - -

(Jan-March) 21 2025
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188 Balasore 14.3.25 11:53 17:58 06:05 132 kV Udala-Balasore Feeder At Balasore end: O/C,E/F,Dist B-ph 

,Zone-1,dist-5.85KM, Ib=7.4 KA

At Udala end: O/C,E/F,Dist Y-ph,Zone-

1,dist-54.8KM, fault current:,Ib=0.69 

KA

- - - - -

Fault: low clearance 

between TPNODL 11KV 

line and 132KV Balasore-

Udala line due to 

conductor sagging.

-

20 MVA Trf-2 TRF II- Earth Fault, Ib=1.063KA

20 MVA Trf-1 TRF I- Earth Fault, Ib=2.33KA

190 Narendrapur 15.3.25 11:39 16:45 05:06 220 kV Narendrapur-Atri Ckt-1 At Narendrapur end: B-N, Ib- 1.375kA, 

Z1, Loc=76.78km

At Atri End: A/R Unsuccessful, B-N, Ib- 

1.0.34kA, Z1, Loc=67.63km

- - - - - - -

191 Bhadrak 15.3.25 11:57 12:57 01:00 132 kV Bhadrak-Dhamara port Feeder At Bhadrak end: Distance 

Protection,Bhadrak end Data: Started 

Phase-A, Distance-28.65 Km, Ia-

2.516 KA, Ib-135.3 A, Ic-225.9 A

- - - - - - -

13:37 00:29 160 MVA Auto Trf-3 At Bolangir New end: Over 

Current,Started ph- Y B, Tripped ph- 

RYB, Ia=187.3A, Ib=572.1A, 

Ic=444.9A, Fault duration= 198ms

13:16 00:08 132 kV Saintala-Tusura Feeder At Saintala end: B AND C, ZONE-2, 

LOCATION-25.31KM,Ia-56.3A,Ib-

1.227kA,Ic-1.99kA

13:16 00:08 132 kV Tusura-Vento Solar ckt-2 O/C, Fault Loaction- 6.41Km, Zone-2, 

Ia- 34.22A, Ib- 3.19KA, Ic- 3.19KA

193 Rourkela 15.3.25 11:16 12:11 00:55 132 kV Rourkela-Bhalulata RTSS-

Shree Jagannath Steel Feeder

At Rourkela end: Distance 

Protection,ABT,LOC:60.01,IA=2100A,

IB=2202A,IC=30A,IN=0A,IG=207A,G

ROUP 2 SHOT,TRIP ZONE 1.rn

132kv Bhalulata 

RTSS.

00:55:00

- - - - -

194 Rajgangpur 17.3.25 07:01 08:01 01:00 132 kV Tarkera-Rajgangpur Ckt-1 At Rajgangpur end: BGT,ZONE-

I,DISTANCE=21.59 KM, IA=91 A, 

IB=2357 A, IC=123 A, IG=2177 A, A/R 

SUCCESSFUL

TARKERA end: BGT,ZONE-

I,DISTANCE=2.36 KM, IA=314 A, 

IB=1743 A, IC=456 A

- - - - -

132 KV TARKERA CKT II

-

195 Jayanagar 17.3.25 10:31 13:37 03:06 132 kV Jayanagar-Borigumma Feeder At Jayanagar end: Distance 

Protection,Y-G,Z1,DIST-24.41KM,If-

3.5KA

- - - - - - -

196 Palasponga 18.3.25 00:07 00:09 00:02 132 kV Palasponga-Kendujhargarh 

RTSS Feeder

At Palasponga end: Over 

Current,IA=307A, IB=225A, IC=88.4A, 

INM=6.25A, IND=5.83A

Kendujhargarh RTSS 00:02

- - - - -

197 Bangiriposi 18.3.25 04:58 05:19 00:21 132 kV Bangiriposi-Rairangpur At Bangiriposi end: DP Relay 

operated,Zone-1,Dist. - 21.4KM , 

FAULT=L2-E, IL1=0.52KA, 

IL2=2.57KA, IL3=0.18KA

At Rairangpur end:  DP Relay 

operated, Zone-1, Dist. - 20.48KM , 

FAULT=L2-E, IL1=523.9A, 

IL2=395.3A, IL3=201.5A

Rairangpur, Karanjia 00:21

- - - - -

- - -

192 Bolangir New 15.3.25 13:08 GSS Barpali 00:08:00

- - -

At 13.08hrs, 132KV 

Barpali ckt & 220KV 

Kesinga ckt tripped 

automatically as LADR 

scheme is implemented. 

220KV Kesinga ckt 

charged at 13.42hrs & 

132KV Barpali ckt 

charged at 13.43 hrs.

-

00:42 Satasankha 00:42
- -

189 Satasankha 15.3.25 06:53 07:35

(Jan-March) 22 2025
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198 Therubali 18.3.25 11:39 12:30 00:51 220 kV Bhanjanagar-Therubali Ckt-1 At Therubali end: Distance 

Protection,Therubali end: 

RG,Z1,23.6KM,Ir=2.706KArnBhanjana

gar 

end:RG,Z1,133.2KM,Ir=1.078KArnrn

- - - - - - -

199 Lakhanpur 18.3.25 12:58 13:20 00:22 132 kV Lakhanpur-Budhipadar Feeder At Lakhanpur end: Remote End 

Tripping,Fault  Details at Budhipadar, 

GSS end Ia=0.3kA, Ib=0.276kA, 

Ic=0.155kA

Lakhanpur 00:22

- - - - -

200 Bhadrak 18.3.25 17:14 17:18 00:04 132 kV Bhadrak-Bhadrak RTSS 

Feeder

At Bhadrak end: Over Current,Over 

current Y phase,B 

PhasernIL2=0.26KA,IL3=0.26KA

Bhadrak RTSS 00:04

- - - - -

201 Samagara 20.3.25 12:29 15:06 02:37 220 kV Samagara-Pandiabil PG Ckt-1 At Samagara end: Remote End 

Tripping,D/P,Zone-I,FL-L3E,Dist-12.6 

Km,IL3-8.0 KA (Pandiabili end) 

/Samangara end CB not tripped

- - - - - - -

202 Bhadrak 20.3.25 15:47 15:51 00:04 132 kV Bhadrak-Bhadrak RTSS 

Feeder

At Bhadrak end: Over Current,Over 

current Y phase,B 

PhasernIL2=0.28KA,IL3=0.27KA

Bhadrak RTSS 00:04

- - - - -

203 Chandaka 21.3.25 11:26 11:42 00:16  63 MVA Trf-3 At Chandaka end: Earth Fault,0.64KA, 

0.55KA, 6.19KA
- - - - - - -

204 Balasore 21.3.25 16:24 16:30 00:06 132 kV Balasore-Balasore RTSS 

Feeder

At Balasore end: Over Current,O/C,R-

ph ,B-ph OPTD fault 

current:Ir=313A,Iy=312A

Balasore RTSS 00:06

- - - - -

16:30 17:35 01:05 At Rourkela end: Distance 

Protection,AGT, LOC: 51.56 

,IA=1737A, IB=16A, IC=68A, IN=0A, 

IG=1688A.

17:35 22.3.25

00:56

07:21 At Rourkela end: Distance 

Protection,ABC,ZN 

1,LOC:48.77KM,IA=2850A,IB=2898A,

IC=2690A,IG=266A,GROUP 2 SHOT.

206 Palasponga 21.3.25 17:48 18:18 00:30 132 kV Joda-Palasponga Feeder At Palasponga end: Distance 

Protection,BGT, Distance -32.22, 

IA=252A, IB=569A, IC=81A, IN=0A, 

IG=825A

Palasponga, ESIL, 

Kendujhargarh RTSS, 

MSP

00:30

- - - - -

207 Khajuriakata 21.3.25 19:18 19:35 00:17 132 kV Khajuriakata-Nuapatana-

Dhenkanal Feeder

At Khajuriakata end: Earth Fault,Z1 

YphN Dist40.9 Km Iy1.459 KM - - - - -

132 kv Khajuriakata-

Meramundali Feeder is in 

service

-

208 Telkoi 21.3.25 20:17 20:49 00:32 220 kV Telkoi-TTPS Feeder At Telkoi end: Y-B-N, Zone 1, Dist- 

34.93km, Iy- 1.144kA, Ib- 1.16kA

At TTPS end: Y-B-N, Zone 1, Dist- 

40.43km, Iy- 4.887kA, Ib- 4.81kA

- - - - -

Power availed from 220 

KV TELKOI-JODA feeder 

while 220 KV TELKOI-

TTPS feeder tripped.

-

209 Lapanga 21.3.25 21:46 22.3.25

20:25

22:39 220 kV Lapanga-Budhipadar Ckt-1 At Lapanga end: R-N, Zone 1, Dist- 

1.7km, Ir-20.18kA
- - - - - - -

-

01:05:00

- - - -

205 Rourkela 21.3.25 132 kV Rourkela-Bhalulata RTSS-

Shree Jagannath Steel Feeder

Bhalulata RTSS, 

BEEKAY STEEL

(Jan-March) 23 2025
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210 Telkoi 21.3.25 23:42 22.3.25

00:18

00:36 220 kV Telkoi-TTPS Feeder At Telkoi end: R-N, Zone 1, Dist- 

7.48km, Ir- 1.572kA

At TTPS end: R-N, Zone 1, Dist- 

68.91km, Ir- 2.474kA

- - - - -

Power availed from 220 

KV TELKOI-JODA feeder 

while 220 KV TELKOI-

TTPS feeder tripped.

-

211 Barbil 22.3.25 08:32 09:26 00:54 132 kV Bolani-Barbil Feeder At Barbil end: 

Ic=4.04KA,Dist=7.02KM,Zone-II   

At Bolani GSS end: CB not tripped & 

no relay indication

Bolani, Bolani SAIL, 

Arya, BRPL, PTCL, 

Nalda RTSS, 

Jagannath Steel

00:54:00

- - -

Jumper is in open 

condition at loc no.78 & 

132KV Rourkela-BK Steel 

line is charged upto loc 

no.78 from Rourkela GSS 

end.

-

212 Aska 22.3.25 14:14 18:45 04:31 132 kV Aska-Bhanjanagar  Ckt-2 At Aska end: A/R LOCK OUT, R-B-N, 

Z-1, IA- 4.74 KA, IB-64.91, IC- 5.211 

KA, DIST- 10.91 KM

At Bhanjanagar end- A/R LOCK OUT, 

Z-2, IA- 4.7KA, IB- 64.91A, IC- 5.2 KA, 

DIST- 27.2 KM

- - - - - - -

213 Bhawanipatn

a

22.3.25 14:36 14:39 00:03 132 kV Bhawanipatna-Lanjhigarh 

RTSS Feeder

TRIPPED ON O/C Lanjhigarh RTSS 00:03
- - - - -

16:20 00:15 40 MVA Trf-2 Earth Fault,IL1=0.33KA, IL2=0.11KA, 

IL3=0.07KA

16:37 00:32 40 MVA Trf-1 IL1=2.23KA, IL2=0.22KA, IL3=0.24KA

215 Jayapatna 22.3.25 17:07 17:37 00:30 132 kV Jayapatna-Megalift Ckt-2 At Jayapatna end: Distance 

Protection,Ia=4.54Amp,Ib=4.933kAmp

,Ic=4.94kAmp,Zone-1,Fault 

Distance=11.07KM,O/C (Y & B Ph)

- - - - - - -

216 Meramundali 22.3.25 18:53 19:28 00:35 400 kV Meramundali-JSPL Ckt-2 At Meramundali end: Distance 

Protection,MAIN1: DTT  

RECEIVED,MAIN2:DTT RECEIVED

- - - - - - -

19:18 19:32 00:14 132 kV Dhenkanal-Meramundali 

feeder
At Dhenkanal end: Y-Ph to E , 

Iy=2.193 kA,Zone-1, Dist=4.57km

At Meramundali end:Y-Ph to E , 

Iy=3.01 kA,Zone-1, Dist=37.6km

19:35 00:17 132 kV Khajuriakata-Dhenkanal 

Feeder

Y-Ph to E ,Iy=1.459 kA, Zone-1, 

Dist=40.9km

218 Atri 22.3.25 19:33 22:05 02:32 220 kV Atri-Mendhasal Feeder At Atri end: DP optd,   Y phase-N,   

Zone-1,IY= 6.810 kA, Dist= 19.07 km

At Mendhasal end: DP optd, Y phase-

N, Zone-1, IY= 19.78 kA, Dist= 0.1 km
- - - - - - -

219 Chandaka 22.3.25 19:37 19:55 00:18 220 kV Chandaka-Kantabada Feeder At Chandaka end: Distance 

Protection,B-Z, Z-2, 23.47KM, 539.2A, 

765.5A, 379A

- - - - - - -

220 G.Udaygiri 22.3.25 19:49 20:06 00:17 20 MVA Trf-2 At G.Udaygiri end: REF,Errorneous 

Behaviour of  HV REF Relay
- - - - - - -

- - - - -

217 Dhenkanal 22.3.25

- -

214 Brajabiharipur 22.3.25 16:05 Brajabiharipur 00:15

- - -

Tripped due to 33kV 

feeder fault
-

(Jan-March) 24 2025
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more than one)
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Extent of Generation 

Rescheduling 

Energy lost 

in MU

221 Meramundali 22.3.25 20:13 20:57 00:44 400 kV Meramundali-JSPL Ckt-2 At Meramundali end: Distance 

Protection,Distance 

Protection,MAIN1;DTT 

RECEIVED,MAIN2: DTT RECEIVED

- - - - - - -

222 Bargarh 23.3.25 04:02 05:29 01:27 132 kV Bargarh-Bargarh New Feeder At Bargarh end: Earth Fault,Bphase 

EF, Ir-138.7A, Iy-148A, Ib-2.11KA, 

Zone-1, Distance-1.635Km , relay trip 

time-80ms.rn

- - - - - - -

223 Goda 23.3.25 07:06 09:12 02:06 220 kV Meramundali-Meramundali B-

Goda Feeder
At Meramundali B end: AR-

Successful, Ir-3.67kA,Dist-

36.9kM,Zone-1

At Goda end: Tripped on DP in R-

phase,AR-Block, Ir-3.119kA,Iy-

137.7A,Ib-272.2A,Dist-26.89kM,Zone-

1.

- - - - -

Weather condition : 

Heavey rain & lighting

-

07:55 05:17 132 kV Sunabeda-Jayanagar Ckt-1 At Jayanagar end: Distance 

Protection,Z1,R-G,DIST-7.3KM,If-

0.75KA

07:56 05:18 132 kV Sunabeda-Jayanagar Ckt-2 At Jayanagar end: Over 

Current,Backup relay operated.   B-

G,If-0.268KA

02:51 00:13 132 kV Jayapatna-Dabugaon Feeder At Jayapatna end: Distance 

Protection,Ia=461.5Amp,Ib=773.9Amp

,Ic=248.5Amp,Zone-3,Fault 

Distance=134.1KM, O/C(R&Y Ph)

03:30 00:52 132 kV Tentulikhunti-Jayanagar 

Feeder Feeder

At Jayanagar end: Over Current,- 

Reverse protection zone-5 of 656A (Y 

phase)

07:03 04:25 132 kV Main BUS Jayanagar At Jayanagar end: Relay Not 

Operated,Y-Phase jumper from 

132KV Main bus to Single Isolator is 

snapped.

07:03 04:25 220/132 kV 160 MVA Auto Trf-1 

Jayanagar

At Jayanagar end: Over Current,If-

4KA

08:56 06:18 220/132 kV 160 MVA Auto Trf-2 

Jayanagar

At Jayanagar end: Over Current,If-

4KA

02:57 02:57 132 kV Dabugaon-Umerkote Failure from Dabugaon end.

132 kV Jayapatna-Dabugaon Feeder At Jayapatna end: Over 

Current,O/C(R & Y Ph),Backup 

Relay(Ia=398.3Amp,Ib=402.6Amp,Ic=

331.3Amp)

132 kV Dabugaon-Umerkote Failure from Dabugaon end.

226 Brajabiharipur 24.3.25 16:17 16:28 00:11 40 MVA Trf-1 , Trf2 E/F Brajabiharipur 00:11
- - -

WEATHER WAS RAINY 

WITH LIGHTNING.
-

09:02 10:38 01:36 132 kV Bhawanipatna-Junagarh SUPPLY FAIL FOLLOWED BY 

EMERGENCY S/D GIVEN TO S/I, 

JUNAGRH

17:31 17:38 00:07 133 kV Bhawanipatna-Junagarh FAILED FROM JUNAGARH END

228 Muniguda 25.3.25 09:20 09:24 00:04 132 kV Muniguda-Bissamcuttack 

RTSS Feeder

At Muniguda end: Over Current,I=370 

A

Bissamcuttack RTSS 00:04
- - - - -

- - -

227 Bhawanipatn

a

25.3.25

- - - - - - -

00:14 Dabugaon, Umerkote 00:14

- -

225 Jayapatna 24.3.25 04:36 04:50

- -

224 Jayanagar 24.3.25 02:38 Jayanagar

Sunabeda

Jayanagar RTSS

Tentulikhunti

Potangi, Dabugaon, 

Umerkote

01:26

04:05

02:45

00:52

01:02

- - -

(Jan-March) 25 2025



Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -

MW 
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9:37 10:04 00:27 132 kV Paradeep-PPT Ckt-1 O/C RYB phase , Master trip,  Ir - 

1.17kA , Iy-1.2kA , Ib-1.23kA 

9:45 16:06 06:21 132 kV Paradeep-PPT Ckt-2 O/C RYB phase , Master trip,  Ir - 

6.21ka , Iy-5.28ka , Ib-5.86ka 

230 Katapali 25.3.25 11:42 13:48 02:06 132 kV Katapali-Sambalpur Feeder At Katapali end: Distance 

Protection,Main -DP optd in  ZONE-1 

in  B phase to Ground,fault 

distance=15.33km, Ir=4.76A , 

Iy=5.26A, Ib=4.63KA

- - - - - - -

231 Duburi 25.3.25 17:41 18:24 00:43 220 kV Meramundali-Meramundali B-

Duburi Feeder

At Duburi end: R-N, Zone 1, Dist- 

68.05km, Ir- 2.643kA

At Meramundali end: R-N, Zone 1, 

Dist- 13.95km, Ir- 7.7kA

- - - - - - -

232 Angul 25.3.25 17:58 18:16 00:18 132 kV TTPS-Angul Feeder Tripped on DP Relay,Fault Abs. 

Dist=14.52KM,Fault Loop -L1N,fault 

current IL1=2.15KA

- - - - - - -

233 Katapali 26.3.25 12:51 16:00 03:09 220 kV Lapanga-Katapali Ckt-2 At Katapali end: Y-B, Zone 1, Dist- 

19.6km, Iy- 4.5kA, Ib- 4.8kA

At Lapanga end: Y-B, Zone 1, Dist- 

19.6km, Iy- 6.85kA, Ib- 6.53kA

- - - - - - -

234 Muniguda 26.3.25 13:40 18:40 05:00 132 kV Muniguda-VAL Lanjigarh 

Feeder

At Muniguda end: Distance 

Protection,D=26.8 KM,RN fault,, 

I=1.05 KA

- - - - -

Alternate source=132kV 

Therubali Feeder -

235 Jaleswar 26.3.25 14:10 14:15 00:05 132 kV Jaleswar-Jaleswar RTSS 

Feeder

At Jaleswar end: Over Current,Back-

Up relay indication at Jaleswar End :-  

Over current Ir= Ib=270A

Jaleswar RTSS 00:05

- - - - -

236 Katapali 26.3.25 15:16 15:31 00:15 132 kV Katapali-Sambalpur Feeder At Katapali end: Over Current,Back  

up relay optd, O/C, Ir=0.53KA , 

Iy=0.58KA, Ib=0.56KArn

- - - - - - -

237 Rairakhol 26.3.25 15:17 15:27 00:10 132 kV Rairakhol-Maneswar Feeder At Rairakhol end: Remote End 

Tripping,

Rairakhol 00:10

- - -

Power supply availed 

from Boinda Grid end at 

15:27hrs & extended upto 

Maneswar Grid end at 

15:33 hrs.

-

238 Balugaon 27.3.25 11:10 13:49 02:39 132 kV Balugaon-Chandpur Feeder At Balugaon end: Earth Fault,BG Trip, 

IL1=0.01KA, IL2=0.01KA, IL3=0.68KA

- - - - -

During the period of 

interruption GSS, 

Balugaon was availing 

P/S from GSS, Chatrapur

-

239 Chhatrapur 27.3.25 11:38 12:06 00:28 132 kV  Chhatrapur-Aska New Feeder At Chhatrapur end: Over 

Current,backup relay(SIEMENS 

SIPROTEC 7SJ66)                                  

BG T, IA=0.16KA,IB=0.16KA, 

IC=0.40KA

- - - - - - -

240 Bargarh New 28.3.25 10:36 10:44 00:08 220 kV Bargarh New-Bolangir New 

Feeder

At Bargarh New end: Distance 

Protection,Tripped at GSS NEW 

BOLANGIR End only

GSS BARGARH 

NEW, GSS 

BARGARH, GSS 

BHATLI & GSS 

GHESS

00:08:00

- - - - -

- - - - -

229 Paradeep 25.3.25

- -

(Jan-March) 26 2025



Particulars of Transmission elements not available resulting in loss of Transmission capacity and Grid Sub-stations affected.  FORMAT : B-3 &B-4 -
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241 Balugaon 28.3.25 10:55 13:02 02:07 132 kV Balugaon-Chandpur Feeder At Balugaon end: Distance 

Protection,YB-ph overcurrent, A/R 

lockout, Zone=2, Distance=40.28KM, 

IA=9A,IB=1213A, IC=1209A, IG=1A

- - - - -

During interruption period 

GSS, Balugaon availing 

P/S from GSS, Chatrapur -

242 Khuntuni 28.3.25 12:30 12:42 00:12 132 kV Dhenkanal-Khuntuni At Khuntuni end- Feeder tripped on 

E/F, 86A & 86B optd, Fault current 

Ir=202.7 A, Iy=1105.78 A, Ib=177.60

At Dhenkanal end-  No tripping

Khuntuni 00:12

- - -

no power supply available 

at Khuntuni GSS.

-

243 Atri 28.3.25 12:44 13:04 00:20 220 kV Atri- Pandiabil ckt-2 86A & 86 B trip relay operated with no 

fault indication in relay
- - - - - - -

244 Balasore 28.3.25 14:43 14:47 00:04 132 kV Balasore-Balasore RTSS 

Feeder

At Balasore end: Over Current,O/C,R-

ph ,B-ph OPTD fault 

current:Ir=385A,Iy=383A

Balasore RTSS 00:04

- - - - -

245 Palasponga 29.3.25 00:29 00:44 00:15 132 kV Palasponga-Turumunga 

Feeder

At Palasponga end: Distance 

Protection,BGT, Zone-I, IA=70A, 

IB=76A, IC=39A, In=0A, IG=180A, 

312,52

MSP Feeder 00:15

- - - - -

246 Balugaon 29.3.25 11:33 13:01 01:28 132 kV Balugaon-Chandpur Feeder At Balugaon end: Earth Fault,Earth 

Fault, IL1=0.01KA, IL2=0.01KA, 

IL3=0.24KA
- - - - -

during interruption period 

GSS, Balugaon was 

availing P/S from GSS, 

Chatrapur

-

247 Balugaon 29.3.25 13:05 18:54 05:49 132 kV Balugaon-Chandpur Feeder At Balugaon end: Earth Fault,Earth 

Fault, IL1=0.01KA, IL2=0.01KA, 

IL3=0.28KA
- - - - -

during interruption period 

GSS, Balugaon was 

availing P/S from GSS, 

Chatrapur

-

248 Thuapali 30.3.25 09:25 30-03-

2025 

09:54

00:29 132 kV Thuapali-Bargarh Feeder At Thuapali end: Earth Fault,E/F IN Y 

PHASE , ZONE-1 F.D.-33.4KM

At Bargarh end: Earth Fault,Yphase 

EF, Zone-1, distance-0.67 Km, Ir-

422A, Iy-2682A, Ib-252A, IN-3150A.       

- - - - - - -

249 Meramundali 30.3.25 14:23 15:05 00:42 400kV Meramundali-Lapanga Ckt-2 At Meramundali end: Distance 

Protection,Distance Protection,Main1: 

Z1,R_N,Ir=1.72 KA, 147.1 KM.   

,Main2: Z1,R_N,Ir=1.7 KA,136.8 KM

At Lapanga end: Distance 

Protection,Distance 

Protection,Remote End 

Tripping,LAPANGA END DETAILS-

Main1: Z1,R-B,Ir=6.899KA,Iy-

0.786KA,Ib-0.537KA 42.73KM, Fault 

Duration-63.36ms,LAPANGA END 

DETAILS-Main2-NO DATA,Ir=1.72KA 

SOTF Dist=147.1KM

- - - - - - -

250 Bhadrak 30.3.25 17:29 20:14 02:45 220/132 kV 160 MVA Auto Trf-2 

Bhadrak

At Bhadrak end: Over Excitation,Over 

fluxing relay Ia-228.1 A, Ib-315.6 A, Ib-

327.9 A

- - - - - - -

(Jan-March) 27 2025
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251 Samagara 30.3.25 23:40 23:42 00:02 132/33 kV 20 MVA Trf-1 Samagara At Samagara end: Over Current,All 

R,Y & B-Phase O/C Pick up & master 

trip operated

All 33 KV feeders 

affected with station 

supply failed

00:02:00

- - - - -

252 Bhawanipatn

a

31.3.25 00:23 00:45 00:22 132 kV Bhawanipatna-Bhawanipatna 

RTSS

TRIPPED ON O/C
- - - - - - -

253 Bhawanipatn

a

31.3.25 00:50 00:55 00:05 133 kV Bhawanipatna-Bhawanipatna 

RTSS

TRIPPED ON O/C
- - - - - - -

254 Bolangir New 31.3.25 09:52 10:34 00:42 132 kV Bolangir New-Sonepur-

Bolangir Feeder

At Bolangir New end: Distance 

Protection,Started ph-C N, Tripped ph- 

ABC, Fault Duration- 548.9ms, Fault 

distance-NA, Ia-189.8A, Ib-318.5A, Ic-

1.031KA

GSS Sonepur, Gss 

Boudh

00:05:00

- - -

132KV Balangir-Sonepur-

Birmaharajpur-ckt-II was 

in charged condition. -

255 Rajgangpur 31.3.25 13:14 14:19 01:05 132 kV Bamra-Rajgangpur Feeder At Rajgangpur end: Earth 

Fault,RAJGANGPUR GSS FAULT 

DETAILS:rnB-N,ZONE-I,DISTANCE-

04.017 KM, IA=8.712 A, IB=4820 A, 

IC=8.844 A, FD=59.85 ms, 

RTT=79.80 ms, Fault 

resistance=2.585 u2126, 86A 

Operated,SOTF TOR, A/R not 

successfulrnBAMRA GSS FAULT 

DETAILS:rnB-N,ZONE-I,DISTANCE-

34 KM, IA=8.767 A, IB=2288 A, 

IC=10.43 A, IN=2369.4 A, FD=71.49 

ms,MT Operated rn

- - - - - - -

(Jan-March) 28 2025



Format - C1.1 

OVERALL PERFORMANCE

Frequency Profile for the quarter  (JANUARY'24-MARCH'24)

Month Total Hours Total duration(in HRs) of frequency Percentage Total duration(in HRs) of frequency Percentage 

 ( > 50.05 Hz.) of time (<49.9 Hz.) of time

 [=(3/2) * 100]  [=(5/2) * 100]

1 2 3 4 5 6

JANUARY 744 130.77 17.58 40.37 5.43

FEBRUARY 672 116.57 17.35 43.02 6.40

MARCH 744 119.38 16.05 41.08 5.52

Total 2160 366.72 16.98 124.47 5.76

(Jan-March) Page-29 2025



OVERALL PERFORMANCE                          Format - C1.2

Frequency Profile for the quarter  (OCTOBER'24-DECEMBER'24)

(Maximum continuous period of deviation)

Month                                 Frequency (>50.05 Hz.)                                 Frequency (<49.9 Hz.)

Total duration Percentage Maximum continuous period of Month Total duration Percentage Maximum continuous period of

(HRs) of time deviation with date, time and reason (HRs) of time deviation with date, time and reason

1 2 3 4 5 6 7 8

MARCH 1.43 0.07 30.03.25 / 12:30 FEBRUARY 68.00 3.15 19.02.25 / 11:50

. .

30.03.25 / 13:56 19.02.25 / 12:58

(Jan-March) Page-30 2025



                      Format - C1.3

OVERALL PERFORMANCE

Frequency Profile for the quarter  (JANUARY'24-MARCH'24)

Lowest / Highest frequency occurrence

       Highest frequency occurrence        Lowest frequency occurrence Details of the event if there is islanding

Frequency Date of Time of Frequency Date of Time of

 in Hz occurrence  occurrence  in Hz occurrence  occurrence

1 2 3 4 5 6 7

50.41 05.03.25 13:00 49.65 19.02.25 12:30 -

 

(Jan-March) Page-31
2025
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(Jan-March) Page-32 2025



132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

CESU ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Angul 137.7 06.01.2025 04:00 131.9 31.01.2025 08:45 136.02 10.02.2025 04:30 131.1 07.02.2025 11:30 137.00 23.03.2025 03:30 128.7 31.03.2025 15:15

Argul 138.8 19.01.2025 03:30 130.2 25.01.2025 09:45 137.90 01.02.2025 03:45 128.0 07.02.2025 12:15 137.75 23.03.2025 03:00 125.6 28.03.2025 15:00

Badagada 140.5 06.01.2025 02:00 130.9 28.01.2025 09:00 139.31 01.02.2025 03:45 130.6 07.02.2025 12:00 138.78 22.03.2025 14:00 128.4 28.03.2025 15:00

Balugaon 138.9 06.01.2025 01:45 125.6 13.01.2025 08:30 137.58 01.02.2025 03:45 125.9 24.02.2025 10:45 137.92 22.03.2025 20:45 122.2 19.03.2025 11:00

Banki 139.3 19.01.2025 03:30 123.5 13.01.2025 09:00 138.45 01.02.2025 02:30 128.7 07.02.2025 12:15 137.71 23.03.2025 03:00 124.7 31.03.2025 15:00

Bhubaneswar 139.5 06.01.2025 02:00 130.7 13.01.2025 09:15 138.27 01.02.2025 03:30 130.6 06.02.2025 15:45 137.87 23.03.2025 03:00 124.7 28.03.2025 15:00

Bidanasi 139.9 06.01.2025 01:45 129.7 22.01.2025 08:45 138.30 01.02.2025 04:45 129.9 06.02.2025 16:15 137.60 22.03.2025 13:00 124.9 28.03.2025 15:00

Boinda 138.8 22.01.2025 04:30 131.8 03.01.2025 09:30 137.81 01.02.2025 13:45 121.1 28.02.2025 10:45 138.27 23.03.2025 03:30 123.4 26.03.2025 12:45

Chainpal 139.4 20.01.2025 04:30 134.3 31.01.2025 08:45 137.81 01.02.2025 03:45 133.4 21.02.2025 16:00 139.14 23.03.2025 03:30 131.8 31.03.2025 15:15

Chandaka 138.5 06.01.2025 02:00 129.7 13.01.2025 09:00 137.41 01.02.2025 03:45 129.7 06.02.2025 15:45 137.01 23.03.2025 03:00 124.1 28.03.2025 15:00

Chandpur 138.8 06.01.2025 02:00 124.1 13.01.2025 08:30 137.35 01.02.2025 03:30 124.9 07.02.2025 08:30 137.17 22.03.2025 20:45 121.6 19.03.2025 11:00

Choudwar 139.8 01.01.2025 04:00 134.1 01.01.2025 08:15 139.08 01.02.2025 04:45 127.4 24.02.2025 11:00 139.31 07.03.2025 02:45 124.0 28.03.2025 15:30

Cuttack 138.3 06.01.2025 02:00 129.3 13.01.2025 09:00 137.23 01.02.2025 03:45 129.1 21.02.2025 11:45 136.48 22.03.2025 13:30 124.1 31.03.2025 15:00

Dhenkanal 138.7 21.01.2025 03:15 130.4 28.01.2025 10:15 136.83 01.02.2025 03:45 129.7 07.02.2025 12:15 138.21 22.03.2025 19:30 128.9 19.03.2025 12:30

Jagatsinghpur 136.9 11.01.2025 00:30 125.4 30.01.2025 12:30 134.63 01.02.2025 03:45 122.7 19.02.2025 12:45 132.84 23.03.2025 03:00 116.0 17.03.2025 14:45

Kalarangi 138.2 17.01.2025 02:15 132.4 31.01.2025 08:45 136.71 01.02.2025 03:45 131.5 06.02.2025 15:45 138.04 23.03.2025 03:15 130.0 29.03.2025 14:45

Kamakhyanagar 138.0 17.01.2025 02:00 132.0 31.01.2025 08:45 136.54 01.02.2025 03:15 131.5 06.02.2025 16:30 137.69 23.03.2025 03:15 129.9 29.03.2025 12:30

Kendrapada 136.8 17.01.2025 02:45 129.7 29.01.2025 08:15 135.27 01.02.2025 03:45 125.7 12.02.2025 18:00 136.02 22.03.2025 10:45 125.6 17.03.2025 14:45

Khajuriakata 140.3 20.01.2025 04:15 133.7 28.01.2025 10:15 138.62 27.02.2025 03:30 131.5 07.02.2025 12:15 139.43 23.03.2025 03:30 131.3 31.03.2025 15:00

KhuntuniGIS 138.4 21.01.2025 03:15 127.4 22.01.2025 08:45 137.45 27.02.2025 03:30 127.6 24.02.2025 11:00 138.42 15.03.2025 05:15 125.5 19.03.2025 12:00

Khurda 138.3 02.01.2025 01:30 130.9 04.01.2025 08:00 137.57 01.02.2025 03:45 126.0 06.02.2025 11:30 137.50 23.03.2025 03:00 125.0 28.03.2025 15:00

Konark 137.6 06.01.2025 02:00 128.1 13.01.2025 11:30 136.60 01.02.2025 02:45 128.2 21.02.2025 12:00 137.06 22.03.2025 14:00 124.5 28.03.2025 15:15

Mania 140.5 06.01.2025 01:45 127.5 22.01.2025 08:45 138.96 01.02.2025 05:00 122.2 05.02.2025 18:15 139.08 07.03.2025 02:45 123.2 28.03.2025 15:30

Marshaghai 136.5 03.01.2025 03:45 129.2 23.01.2025 09:30 134.80 01.02.2025 03:30 125.5 12.02.2025 18:00 135.30 22.03.2025 14:00 125.3 17.03.2025 14:45

Nimapara 137.3 21.01.2025 02:30 128.6 28.01.2025 09:00 136.78 01.02.2025 03:45 128.7 07.02.2025 11:00 136.87 22.03.2025 14:00 124.7 28.03.2025 15:00

Nuapatana 139.8 19.01.2025 03:30 123.8 13.01.2025 09:00 138.27 01.02.2025 02:30 128.4 07.02.2025 12:15 137.41 23.03.2025 03:00 123.6 31.03.2025 15:00

Olaver 137.6 17.01.2025 02:00 130.3 30.01.2025 08:30 136.05 01.02.2025 03:30 127.1 12.02.2025 18:15 137.90 22.03.2025 11:00 127.8 29.03.2025 14:45

Paradeep 134.7 03.01.2025 03:45 127.5 29.01.2025 08:30 132.90 01.02.2025 03:30 124.2 12.02.2025 18:00 133.71 23.03.2025 03:15 124.1 17.03.2025 14:45

Pattamundai 136.8 17.01.2025 02:45 129.5 30.01.2025 08:30 135.21 01.02.2025 03:30 125.9 12.02.2025 18:00 136.48 22.03.2025 11:00 126.3 17.03.2025 14:45

Phulnakhara 138.5 06.01.2025 02:00 129.4 06.01.2025 08:15 137.41 01.02.2025 03:45 128.6 04.02.2025 11:00 136.64 23.03.2025 03:00 124.5 31.03.2025 15:00

Puri 136.5 06.01.2025 02:00 125.6 27.01.2025 18:15 137.98 01.02.2025 03:45 130.2 07.02.2025 12:00 138.05 23.03.2025 03:00 119.3 19.03.2025 14:30

Ranasinghpur 139.1 06.01.2025 02:00 126.0 25.01.2025 09:45 138.27 01.02.2025 03:45 126.7 01.02.2025 08:45 137.35 23.03.2025 03:00 122.1 28.03.2025 15:00

Salipur 139.7 21.01.2025 01:45 127.9 22.01.2025 08:30 139.60 01.02.2025 04:45 124.0 12.02.2025 18:00 135.21 22.03.2025 10:45 124.0 18.03.2025 11:15

Samangara 138.8 06.01.2025 02:00 129.9 13.01.2025 09:15 137.73 01.02.2025 03:45 130.2 07.02.2025 12:00 137.83 23.03.2025 03:00 127.1 18.03.2025 11:45

Shamuka 139.4 06.01.2025 02:00 128.5 25.01.2025 09:45 137.58 01.02.2025 02:30 129.0 20.02.2025 09:45 137.41 23.03.2025 03:00 119.9 19.03.2025 14:30

Tirtol 136.7 03.01.2025 03:45 128.6 30.01.2025 12:15 134.54 01.02.2025 04:00 125.2 12.02.2025 18:15 135.83 22.03.2025 14:00 122.4 17.03.2025 14:45

Unit-8GIS 139.8 19.01.2025 03:30 131.4 13.01.2025 09:00 138.98 01.02.2025 03:45 131.2 12.02.2025 11:00 137.96 20.03.2025 04:30 128.1 28.03.2025 15:00

SUBSTATIONS

MAXIMUM MINIMUM

Jän.25 Feb.25 Mär.25

MINIMUMMAXIMUM MINIMUM MAXIMUM
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132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

NESCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME
Agarpada 136.7 06.01.2025 00:00 126.8 31.01.2025 08:45 136.37 20.02.2025 22:00 125.3 03.02.2025 14:45 137.77 21.03.2025 20:30 124.0 19.03.2025 15:30
Anandpur 138.7 17.01.2025 02:45 127.3 31.01.2025 10:00 136.71 01.02.2025 03:15 129.0 06.02.2025 16:15 137.81 21.03.2025 20:15 124.1 19.03.2025 15:30
Balasore 137.8 06.01.2025 01:15 125.6 10.01.2025 09:00 135.58 20.02.2025 22:00 122.5 03.02.2025 08:15 136.48 21.03.2025 20:15 124.3 29.03.2025 14:45
Bangiriposi 139.2 06.01.2025 01:15 130.7 28.01.2025 09:00 137.87 20.02.2025 22:00 130.0 07.02.2025 07:45 139.31 21.03.2025 19:30 128.2 18.03.2025 15:15
Barbil 139.1 20.01.2025 01:45 131.2 31.01.2025 11:45 138.33 06.02.2025 03:00 131.3 28.02.2025 11:00 138.56 21.03.2025 18:15 128.5 18.03.2025 11:45
Baripada 138.3 06.01.2025 02:00 125.4 30.01.2025 17:30 136.84 20.02.2025 22:00 128.6 07.02.2025 08:15 137.72 23.03.2025 03:00 127.0 31.03.2025 14:45
Basta 138.2 06.01.2025 01:15 125.1 27.01.2025 08:30 136.19 20.02.2025 22:00 123.1 07.02.2025 16:45 138.04 21.03.2025 19:30 121.8 11.03.2025 11:45
Betanati 138.8 06.01.2025 02:00 123.2 30.01.2025 09:15 137.43 20.02.2025 22:00 128.4 07.02.2025 08:15 138.35 21.03.2025 19:45 126.8 31.03.2025 14:45
Bhadrak 137.2 06.01.2025 00:00 127.5 31.01.2025 08:45 135.79 20.02.2025 22:00 125.9 03.02.2025 14:45 137.00 21.03.2025 20:30 122.5 21.03.2025 15:15
Bhograi 138.2 06.01.2025 01:30 122.9 24.01.2025 08:30 136.70 20.02.2025 22:00 125.1 07.02.2025 16:45 138.61 21.03.2025 20:15 124.4 31.03.2025 14:45
Bolani 139.4 27.01.2025 01:15 131.1 31.01.2025 11:30 138.27 06.02.2025 03:00 131.3 28.02.2025 11:00 138.50 21.03.2025 18:15 128.3 18.03.2025 11:30
ChandabaliGIS 137.8 17.01.2025 02:00 130.4 30.01.2025 08:30 136.20 01.02.2025 04:00 127.5 12.02.2025 18:15 138.17 22.03.2025 11:00 128.5 17.03.2025 15:00
Chandikhol 132.0 02.01.2025 03:45 121.2 07.01.2025 10:30 129.51 11.02.2025 02:45 118.1 11.02.2025 10:45 131.93 21.03.2025 22:00 114.8 13.03.2025 16:30
Dhenkikote 141.3 23.01.2025 14:00 126.1 11.01.2025 08:15 137.92 20.02.2025 21:00 124.8 07.02.2025 07:30 139.77 21.03.2025 18:45 123.9 18.03.2025 15:15
DuburiO 138.6 17.01.2025 02:45 132.3 31.01.2025 08:45 136.71 01.02.2025 03:15 130.4 06.02.2025 16:30 138.16 23.03.2025 03:15 129.4 29.03.2025 14:45
JajpurRoad 138.7 17.01.2025 02:15 130.2 06.01.2025 10:45 136.83 01.02.2025 03:30 129.4 06.02.2025 16:30 138.10 23.03.2025 03:15 128.9 29.03.2025 14:45
JajpurTown 136.1 06.01.2025 00:00 125.6 31.01.2025 08:45 136.14 20.02.2025 22:00 124.2 03.02.2025 14:45 136.19 21.03.2025 20:30 119.5 21.03.2025 15:15
Jaleswar 137.8 06.01.2025 01:15 124.0 24.01.2025 08:30 136.19 20.02.2025 21:45 123.6 03.02.2025 08:00 137.92 21.03.2025 20:15 123.0 11.03.2025 12:15
Joda 138.7 19.01.2025 03:15 131.0 31.01.2025 11:45 137.75 06.02.2025 03:00 131.3 28.02.2025 11:00 137.98 21.03.2025 18:00 128.5 18.03.2025 11:45
Karanjia 141.2 23.01.2025 14:00 126.6 11.01.2025 08:15 137.87 20.02.2025 21:00 122.8 07.02.2025 08:30 139.71 21.03.2025 19:30 124.6 18.03.2025 15:15
Polasponga 139.1 24.01.2025 03:00 128.3 31.01.2025 11:30 138.33 08.02.2025 02:45 128.3 28.02.2025 11:00 139.83 21.03.2025 18:15 125.9 29.03.2025 16:30
Rairangpur 143.1 23.01.2025 14:00 128.0 28.01.2025 08:45 138.18 20.02.2025 21:45 127.6 07.02.2025 07:45 139.86 21.03.2025 18:45 125.8 18.03.2025 15:15
Somnathpur 138.4 06.01.2025 01:15 126.6 10.01.2025 09:00 136.19 20.02.2025 22:00 120.5 03.02.2025 14:45 137.17 21.03.2025 20:30 125.8 29.03.2025 14:45
Soro 136.4 06.01.2025 01:15 120.9 23.01.2025 09:00 135.38 20.02.2025 22:00 119.0 06.02.2025 09:00 136.60 21.03.2025 20:30 119.0 18.03.2025 12:30
Udala 139.0 06.01.2025 01:15 125.0 30.01.2025 09:15 137.34 20.02.2025 22:00 125.9 06.02.2025 16:45 138.40 21.03.2025 19:45 126.4 31.03.2025 14:45

SOUTHCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME
Akhusingh 142.0 06.01.2025 02:00 124.2 28.01.2025 12:15 138.73 24.02.2025 02:45 123.6 26.02.2025 15:45 138.39 23.03.2025 23:45 112.8 13.03.2025 11:45
Aska 140.6 02.01.2025 01:15 131.1 28.01.2025 08:30 138.91 01.02.2025 03:45 131.1 04.02.2025 18:00 139.43 22.03.2025 20:30 128.0 29.03.2025 16:15
Berhampur 140.1 02.01.2025 01:15 130.1 28.01.2025 09:00 138.50 01.02.2025 03:45 128.7 04.02.2025 18:15 139.04 22.03.2025 20:45 126.3 27.03.2025 11:30
Bhanjanagar 140.6 02.01.2025 01:15 132.6 13.01.2025 08:45 139.02 01.02.2025 03:45 132.2 21.02.2025 12:00 139.25 22.03.2025 20:30 128.9 18.03.2025 11:45
Boudh 135.5 02.01.2025 03:00 121.5 31.01.2025 18:00 136.46 28.02.2025 23:30 117.4 05.02.2025 18:30 138.65 23.03.2025 05:15 119.0 29.03.2025 16:15
Chatrapur 140.2 02.01.2025 01:15 130.2 28.01.2025 09:00 138.68 01.02.2025 03:45 129.1 04.02.2025 18:00 139.14 22.03.2025 20:30 126.2 27.03.2025 11:45
Chikiti 140.1 02.01.2025 01:15 130.0 28.01.2025 08:30 138.39 01.02.2025 03:45 129.4 04.02.2025 18:00 138.73 22.03.2025 20:30 126.4 21.03.2025 15:30
Dabugaon 131.9 02.01.2025 02:45 121.0 07.01.2025 10:30 129.44 11.02.2025 03:15 117.7 11.02.2025 10:15 128.01 08.03.2025 23:15 119.2 01.03.2025 13:30
Digapahandi 142.4 02.01.2025 01:15 132.2 28.01.2025 08:30 140.75 01.02.2025 03:45 131.6 04.02.2025 18:00 141.22 22.03.2025 20:30 128.6 21.03.2025 15:30
Ganjam 140.0 14.01.2025 02:15 129.7 28.01.2025 09:00 138.26 01.02.2025 03:45 128.8 04.02.2025 18:15 138.73 22.03.2025 20:45 125.6 27.03.2025 11:45
Jayanagar 142.0 03.01.2025 23:45 128.3 29.01.2025 09:15 138.73 01.02.2025 22:00 124.2 20.02.2025 09:15 140.58 24.03.2025 02:45 125.1 04.03.2025 15:15
Mohana 145.9 06.01.2025 02:00 130.2 18.01.2025 15:45 141.65 01.02.2025 03:45 129.4 04.02.2025 15:15 142.23 11.03.2025 03:45 121.0 12.03.2025 15:00
Narendrapur 144.0 02.01.2025 01:15 133.8 28.01.2025 09:00 142.37 01.02.2025 03:45 134.2 07.02.2025 08:30 142.89 22.03.2025 20:45 130.0 27.03.2025 11:30
Paralakhemendi 139.4 15.01.2025 02:15 123.4 28.01.2025 12:30 134.75 27.02.2025 03:30 122.9 26.02.2025 15:45 133.88 23.03.2025 02:45 111.8 13.03.2025 11:45
Phulbani 138.5 19.01.2025 02:30 126.3 13.01.2025 08:15 137.06 27.02.2025 03:45 119.5 12.02.2025 13:45 137.29 22.03.2025 20:30 122.9 12.03.2025 13:00
Podagada 142.2 06.01.2025 02:30 127.2 28.01.2025 12:15 140.78 24.02.2025 20:00 126.2 11.02.2025 15:15 140.92 24.03.2025 04:00 120.6 13.03.2025 11:45
Potangi 137.4 05.01.2025 22:45 129.8 21.01.2025 18:15 141.24 24.02.2025 20:00 126.4 14.02.2025 15:45 141.29 24.03.2025 04:00 125.2 19.03.2025 09:00
Purushottampur 139.4 02.01.2025 01:15 128.5 13.01.2025 09:15 137.66 01.02.2025 03:45 127.3 04.02.2025 15:00 138.88 22.03.2025 20:30 125.1 18.03.2025 11:45
Rayagada 143.8 02.01.2025 03:00 129.8 19.01.2025 09:15 143.41 20.02.2025 17:45 127.1 11.02.2025 15:15 143.06 24.03.2025 04:00 117.6 13.03.2025 15:45
Sunabeda 135.6 05.01.2025 22:45 127.6 21.01.2025 18:15 134.31 27.02.2025 03:00 126.6 10.02.2025 12:15 135.07 24.03.2025 06:30 125.5 21.03.2025 17:45
Tentulikhunti 135.7 02.01.2025 02:30 132.0 03.01.2025 17:45 134.11 11.02.2025 05:15 122.2 03.02.2025 11:15 136.54 24.03.2025 02:45 117.4 13.03.2025 16:30
Therubali 140.1 02.01.2025 01:15 132.8 31.01.2025 10:15 140.29 20.02.2025 17:45 131.6 10.02.2025 11:45 138.85 01.03.2025 03:15 130.7 29.03.2025 16:15
Umerkote 138.7 19.01.2025 19:15 121.0 07.01.2025 10:30 139.16 10.02.2025 20:45 121.3 21.02.2025 11:15 139.81 28.03.2025 13:00 122.8 13.03.2025 16:30

SUBSTATIONS Jän.25 Feb.25 Mär.25

MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM
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132KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

WESCO ZONE

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Barapalli 134.4 15.01.2025 01:45 119.7 31.01.2025 07:30 133.65 24.02.2025 08:15 114.0 21.02.2025 09:00 137.41 23.03.2025 05:15 114.7 29.03.2025 16:15

Bargarh 134.5 23.01.2025 00:45 118.6 28.01.2025 17:00 132.56 01.02.2025 02:30 110.6 21.02.2025 09:00 137.98 22.03.2025 05:30 116.6 28.03.2025 11:15

Bhawanipatna 140.9 02.01.2025 01:15 128.8 30.01.2025 18:30 138.22 28.02.2025 23:30 124.2 21.02.2025 10:45 138.02 22.03.2025 18:00 119.0 31.03.2025 17:00

Bolangir 136.8 02.01.2025 03:00 126.0 29.01.2025 07:15 137.46 26.02.2025 01:30 122.0 21.02.2025 10:45 139.48 19.03.2025 20:45 121.8 29.03.2025 16:15

Brajarajnagar 136.2 02.01.2025 03:30 129.3 27.01.2025 10:15 134.22 01.02.2025 02:15 128.2 28.02.2025 16:45 133.92 22.03.2025 05:45 125.6 18.03.2025 12:45

Budhipadar 137.2 02.01.2025 03:45 132.7 30.01.2025 16:45 135.27 01.02.2025 02:00 129.8 28.02.2025 16:45 134.87 22.03.2025 05:45 130.3 18.03.2025 16:00

Chend 136.5 02.01.2025 03:00 130.9 31.01.2025 09:15 135.21 03.02.2025 03:30 129.4 19.02.2025 09:45 134.52 16.03.2025 02:15 128.9 31.03.2025 15:30

ChipilimaP.H. 136.7 02.01.2025 04:15 123.6 28.01.2025 10:30 134.26 01.02.2025 02:15 126.8 28.02.2025 12:00 136.09 23.03.2025 04:15 125.2 19.03.2025 16:15

Ghens 135.2 23.01.2025 00:45 117.4 03.01.2025 06:15 132.38 05.02.2025 03:45 112.0 21.02.2025 10:30 140.98 23.03.2025 04:00 114.6 28.03.2025 10:00

Jharsuguda 137.1 02.01.2025 03:00 132.3 18.01.2025 12:00 135.27 01.02.2025 02:00 130.0 28.02.2025 16:45 134.81 23.03.2025 14:00 130.2 19.03.2025 15:45

Jayapatna 136.3 02.01.2025 01:30 129.9 31.01.2025 10:15 138.21 20.02.2025 17:45 123.1 11.02.2025 10:45 134.75 21.03.2025 22:45 127.3 01.03.2025 14:15

Junagarah 138.2 02.01.2025 01:15 126.6 30.01.2025 18:30 135.73 28.02.2025 23:30 122.2 21.02.2025 10:45 136.02 23.03.2025 13:00 117.7 29.03.2025 16:00

Kalunga 136.5 02.01.2025 03:45 130.1 30.01.2025 10:15 135.14 01.02.2025 02:00 116.4 19.02.2025 11:30 134.73 16.03.2025 02:15 120.1 07.03.2025 12:30

Kantabanji 140.8 22.01.2025 03:00 115.4 17.01.2025 15:45 138.33 25.02.2025 02:00 121.3 24.02.2025 11:30 144.52 22.03.2025 00:15 116.3 18.03.2025 11:15

Katapali 137.3 02.01.2025 03:45 122.7 28.01.2025 11:15 135.62 01.02.2025 02:15 128.7 28.02.2025 12:00 136.14 23.03.2025 04:15 128.1 19.03.2025 15:45

Kesinga 136.2 02.01.2025 01:15 125.7 29.01.2025 07:15 134.58 28.02.2025 23:30 121.2 21.02.2025 10:45 134.29 23.03.2025 05:30 119.3 27.03.2025 17:30

Khariar 143.1 03.01.2025 02:45 113.3 17.01.2025 08:00 143.41 16.02.2025 14:00 125.7 24.02.2025 11:30 146.46 22.03.2025 00:15 120.3 18.03.2025 12:00

Kuchinda 134.7 02.01.2025 02:45 126.7 30.01.2025 17:00 132.49 20.02.2025 18:15 121.1 28.02.2025 17:00 134.53 22.03.2025 06:15 121.4 01.03.2025 17:30

Lapanga 137.2 02.01.2025 03:30 132.4 30.01.2025 16:45 135.50 01.02.2025 02:15 130.4 28.02.2025 16:45 135.15 23.03.2025 04:15 129.1 21.03.2025 12:15

Maneswar 138.6 02.01.2025 00:30 129.7 03.01.2025 08:30 134.34 01.02.2025 02:15 126.4 28.02.2025 10:45 134.31 23.03.2025 04:45 126.3 26.03.2025 15:15

Nuapada 141.3 27.01.2025 00:45 114.8 17.01.2025 16:30 148.47 26.02.2025 01:30 113.9 06.02.2025 17:15 146.09 11.03.2025 16:00 113.7 18.03.2025 12:00

Padampur 140.3 27.01.2025 00:45 112.1 31.01.2025 15:15 147.91 11.02.2025 08:15 112.5 05.02.2025 18:00 149.02 21.03.2025 20:45 116.0 11.03.2025 07:00

Patnagarh 135.3 02.01.2025 02:30 121.7 31.01.2025 07:15 136.25 26.02.2025 01:30 116.7 07.02.2025 14:00 138.91 18.03.2025 13:00 116.2 29.03.2025 16:00

Rairakhol 138.4 06.01.2025 04:15 129.4 08.01.2025 08:00 137.92 20.02.2025 04:45 123.1 28.02.2025 10:45 137.64 22.03.2025 00:45 124.6 26.03.2025 12:30

Rajgangpur 136.7 02.01.2025 03:30 129.3 30.01.2025 10:15 134.00 01.02.2025 01:15 127.8 19.02.2025 12:00 134.52 16.03.2025 02:45 127.4 20.03.2025 11:30

Rourkela 136.4 02.01.2025 03:30 130.7 30.01.2025 10:15 134.87 01.02.2025 02:00 129.8 06.02.2025 16:45 134.58 16.03.2025 02:15 129.2 31.03.2025 15:30

Sadeipali 138.6 02.01.2025 03:00 127.8 29.01.2025 07:15 140.18 28.02.2025 23:30 123.6 21.02.2025 10:45 143.76 19.03.2025 21:00 124.6 29.03.2025 16:00

Sambalpur 136.7 23.01.2025 03:00 131.1 29.01.2025 16:45 135.10 01.02.2025 02:15 128.1 28.02.2025 10:45 135.21 23.03.2025 04:15 126.0 26.03.2025 15:45

Sonepur 135.4 02.01.2025 02:45 122.6 30.01.2025 18:30 136.37 28.02.2025 23:30 119.3 21.02.2025 10:45 136.19 19.03.2025 21:00 117.4 29.03.2025 16:15

Sundargarah 138.2 02.01.2025 03:45 133.0 28.01.2025 09:15 136.25 01.02.2025 02:00 130.5 28.02.2025 16:45 135.79 22.03.2025 05:30 130.8 19.03.2025 16:15

Tusura 136.6 02.01.2025 03:00 123.8 31.01.2025 17:45 135.26 16.02.2025 14:00 121.0 21.02.2025 10:45 137.98 19.03.2025 21:00 117.9 29.03.2025 16:15

SUBSTATIONS Jän.25 Feb.25 Mär.25

MAXIMUM MINIMUM MAXIMUM MINIMUM MAXIMUM MINIMUM
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400KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

Duburi Old 413.8 17.01.2025 02:15 399.3 31.01.2025 08:45 410.8 01.02.2025 03:45 396.5 06.02.2025 15:45 414.2 23.03.2025 03:00 394.9 29.03.2025 12:15

Lapanga 411.5 03.01.2025 03:00 404.1 15.01.2025 10:00 409.7 02.02.2025 20:15 403.0 05.02.2025 07:00 410.6 23.03.2025 14:00 402.4 04.03.2025 15:15

Mendhasal 414.7 06.01.2025 02:00 396.5 31.01.2025 08:45 413.0 01.02.2025 03:45 397.2 06.02.2025 15:45 414.0 23.03.2025 03:00 388.8 18.03.2025 11:45

Meramundali 412.6 06.01.2025 02:00 400.4 31.01.2025 08:45 411.4 15.02.2025 13:45 399.7 06.02.2025 15:45 413.3 23.03.2025 03:00 379.2 10.03.2025 17:15

220KV VOLTAGE AT DIFFERENT GRID SUBSTATIONS

KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME KV DATE TIME

AskaN 234.9 02.01.2025 01:15 219.7 28.01.2025 08:30 232.1 01.02.2025 03:45 220.9 21.02.2025 12:00 232.6 22.03.2025 20:30 215.0 29.03.2025 16:15

Atri 231.9 06.01.2025 02:00 218.8 13.01.2025 08:45 230.5 01.02.2025 03:45 219.4 21.02.2025 12:00 230.7 23.03.2025 03:00 211.7 28.03.2025 15:00

Balasore 231.6 17.01.2025 02:00 217.3 10.01.2025 09:00 228.3 01.02.2025 04:30 214.0 12.02.2025 15:15 229.8 23.03.2025 03:00 212.0 29.03.2025 14:45

Balimela 238.6 08.01.2025 05:00 225.7 15.01.2025 11:45 237.2 23.02.2025 05:30 227.0 10.02.2025 11:45 237.2 12.03.2025 05:00 226.9 27.03.2025 11:15

Barkote 230.5 02.01.2025 03:45 224.6 31.01.2025 09:15 228.9 03.02.2025 01:00 223.3 14.02.2025 09:00 229.2 23.03.2025 03:00 222.2 31.03.2025 15:00

Bargarh 226.1 23.01.2025 00:45 208.9 15.01.2025 08:30 222.0 05.02.2025 03:45 195.0 21.02.2025 11:15 226.5 23.03.2025 04:15 198.3 19.03.2025 14:45

Bhadrak 230.9 06.01.2025 01:15 216.3 31.01.2025 08:45 228.2 20.02.2025 22:00 213.9 03.02.2025 14:45 230.2 21.03.2025 20:30 208.0 21.03.2025 15:15

Bhanjanagar 234.3 02.01.2025 01:15 222.0 31.01.2025 08:45 231.6 01.02.2025 03:45 220.7 21.02.2025 12:00 231.9 22.03.2025 20:30 215.4 18.03.2025 11:45

Bidanasi 235.2 06.01.2025 02:00 220.8 13.01.2025 09:00 233.3 01.02.2025 03:45 221.0 12.02.2025 11:00 232.7 23.03.2025 03:00 212.6 28.03.2025 15:00

BolangirN 227.0 23.01.2025 00:45 209.7 30.01.2025 11:30 225.7 28.02.2025 23:30 203.7 21.02.2025 10:45 225.9 23.03.2025 05:15 200.0 29.03.2025 16:15

Budhipadar 223.1 02.01.2025 03:45 212.4 27.01.2025 16:15 220.0 01.02.2025 01:00 213.5 28.02.2025 11:30 218.9 12.03.2025 03:15 208.1 22.03.2025 07:15

Chandaka 227.0 02.01.2025 03:45 213.8 27.01.2025 08:45 228.8 03.02.2025 04:00 215.0 01.02.2025 08:15 229.4 23.03.2025 03:00 207.4 28.03.2025 14:45

Cuttack 231.5 06.01.2025 02:00 216.3 13.01.2025 09:15 228.5 01.02.2025 03:30 215.7 06.02.2025 16:00 226.8 23.03.2025 03:00 207.3 31.03.2025 15:00

Duburi Old 228.7 24.01.2025 02:45 217.1 31.01.2025 08:45 224.6 01.02.2025 00:00 216.0 06.02.2025 16:00 226.5 23.03.2025 03:15 212.0 29.03.2025 14:45

Duburi New 230.6 17.01.2025 02:45 221.1 31.01.2025 08:45 228.2 01.02.2025 03:30 219.3 06.02.2025 16:30 230.3 23.03.2025 03:15 216.3 29.03.2025 14:45

Infocity-II GIS 232.6 06.01.2025 02:00 219.8 13.01.2025 09:00 230.9 01.02.2025 03:45 219.6 12.02.2025 11:00 230.9 23.03.2025 03:00 212.3 28.03.2025 15:00

Jayanagar 233.0 09.01.2025 00:00 224.5 21.01.2025 18:15 233.4 23.02.2025 21:45 223.4 10.02.2025 12:15 232.7 12.03.2025 05:45 222.8 27.03.2025 11:15

Joda 227.5 23.01.2025 03:00 218.6 30.01.2025 16:45 224.7 01.02.2025 02:15 213.6 28.02.2025 12:00 255.8 05.03.2025 11:30 213.2 19.03.2025 15:15

Katapalli 227.5 23.01.2025 03:00 218.7 30.01.2025 16:45 224.9 01.02.2025 02:15 213.8 28.02.2025 12:00 226.0 23.03.2025 04:30 213.2 19.03.2025 15:15

KeonjharGIS 220.0 06.01.2025 02:00 208.0 22.01.2025 09:30 219.6 27.02.2025 03:45 208.6 14.02.2025 15:15 222.4 23.03.2025 03:00 214.3 19.03.2025 15:00

Lapanga 232.0 02.01.2025 03:00 226.3 30.01.2025 16:45 229.6 03.02.2025 01:30 222.7 28.02.2025 16:45 229.1 23.03.2025 21:15 212.3 19.03.2025 15:00

Laxmipur 235.6 02.01.2025 01:15 226.0 21.01.2025 18:00 234.3 23.02.2025 21:30 227.1 28.02.2025 15:45 233.8 12.03.2025 05:00 223.0 27.03.2025 11:30

Malkangiri 239.4 08.01.2025 05:00 229.4 21.01.2025 16:45 238.1 23.02.2025 05:30 227.7 10.02.2025 12:00 238.0 12.03.2025 05:00 227.4 27.03.2025 11:30

Mendhasal 232.4 06.01.2025 02:00 219.5 13.01.2025 09:15 230.7 01.02.2025 03:45 219.3 12.02.2025 11:00 230.6 23.03.2025 03:00 212.1 28.03.2025 15:00

Meramundali 228.7 23.01.2025 02:00 220.2 27.01.2025 09:00 226.7 15.02.2025 14:00 220.3 20.02.2025 16:45 227.4 23.03.2025 03:00 218.8 31.03.2025 15:00

Narsinghpur 226.4 16.01.2025 14:00 216.7 04.01.2025 08:15 223.4 01.02.2025 04:00 214.8 20.02.2025 16:45 223.4 22.03.2025 21:45 210.6 29.03.2025 16:15

Narendrapur 234.7 02.01.2025 01:15 218.7 28.01.2025 08:30 232.1 01.02.2025 03:45 219.7 21.02.2025 12:00 232.1 22.03.2025 20:30 212.6 27.03.2025 11:30

Nayagarh 231.9 06.01.2025 02:00 215.0 31.01.2025 09:30 229.4 01.02.2025 03:45 214.1 28.02.2025 13:00 229.3 23.03.2025 03:00 208.1 18.03.2025 11:45

Paradeep 230.1 03.01.2025 03:15 218.6 23.01.2025 09:30 227.2 01.02.2025 03:30 212.7 12.02.2025 18:00 229.1 23.03.2025 03:15 209.9 29.03.2025 14:45

Tarkera 230.2 02.01.2025 03:45 220.2 27.01.2025 18:15 228.5 02.02.2025 22:00 218.3 01.02.2025 10:00 228.0 23.03.2025 14:00 221.2 31.03.2025 15:30

Theruvali 235.6 02.01.2025 01:30 224.5 31.01.2025 10:15 237.2 20.02.2025 17:00 223.0 10.02.2025 11:45 232.9 01.03.2025 03:15 220.5 29.03.2025 16:15

Rengali 226.4 19.01.2025 02:15 221.0 31.01.2025 08:45 224.7 03.02.2025 05:15 220.1 14.02.2025 15:15 225.7 23.03.2025 02:45 219.1 31.03.2025 15:00

MAXIMUM MINIMUM

SUBSTATIONS Jän.25 Mär.25

Mär.25

MAXIMUM MINIMUM MAXIMUM MINIMUM

SUBSTATIONS Jän.25 Feb.25

MAXIMUM MINIMUM

Feb.25

MAXIMUM MINIMUM

MAXIMUM MINIMUM
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Percentage of time voltage in the Quarter was beyond levels permitted under CEA (Grid Standards) Regulations, 2010.

Reasons 

for such 

deviation*

*

Hours in 

the 

Quarter 

voltage 

went 

beyond 

420 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

380 kV

% Hours in 

the 

Quarter 

voltage 

went 

beyond 

245 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

198 kV

% Hours in 

the 

Quarter 

voltage 

went 

beyond 

145 kV

% Hours 

in the 

Quarter 

voltage 

went 

below 

122 kV

% 220 kV 132 kV Auto 

Transformer

Power 

Transformer

1 2 3 4 5 6 3 4 5 6 7 8 9 10 11 12 13 14 15

Balasore 0 0 0 0 0 0 0 0 0 0 0 0

Bhanjanagar 0 0 0 0 0 0 0 0 0 0 0 0

Bidanasi 0 0 0 0 0 0 0 0 0 0 0 0

Bolangir New 0 0 0 0 0 0 0 0 0 0 0 0

Budhipadar 0 0 0 0 0 0 0 0 0 0 0 0

Chandaka 0 0 0 0 0 0 0 0 0 0 0 0

Cuttack 0 0 0 0 0 0 0 0 0 0 0 0

Duburi New 0 0 0 0 0 0 0 0 0 0 0 0

Jayanagar 0 0 0 0 0 0 0 0 0 0 0 0

Joda 0 0 0 0 0 0 0 0 0 0 0 0

Mendhasal 0 0 0 0 0 0 0 0 0 0 0 0

Meramundali 0 0 0 0 0 0 0 0 0 0 0 0

Narendrapur 0 0 0 0 0 0 0 0 0 0 0 0

Tarkera 0 0 0 0 0 0 0 0 0 0 0 0

Theruvali 0 0 0 0 0 0 0 0 0 0 0 0

*Data relates to those Sub-stations where analog instrument facilities are available.

**Specific reasons, if any, may be mentioned.

Data for the above sub-stations could not be furnished for want of analog facilities.

Maximum 

continuous period 

of deviation : with 

date and time*

Tap position in 

concerned transformer 

during extreme 

condition.

Name of the 

Grid Sub-

station

Hours in 

the 

Quarter 220 kV 132 kV400 kV
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                                                           GENERATION  CAPACITY
SL.NO. NAME OF POWER STATION INSTALLED CAPACITY IN MW FIRM POWER IN MW

1 O.H.P.C.

HIRAKUD POWER STATION

(a)BURLA 2 x 49.5 =   99 134

2 x 32    =   64                         287.8

1 x 37.5 = 37.5 

2 x 43.65 = 87.3

(b)CHIPLIMA  3 x 24    =   72       

BALIMELA POWER HOUSE 6 x 60+2 x75    = 510 135

RENGALI POWER HOUSE 5 x 50    =  250 60

UPPER KOLAB POWER HOUSE 4 x 80    =  320 95

INDRAVATI POWER HOUSE 4 x 150  =  600 224

MACHHKUND POWER HOUSE 3 x 17    =  51                    60      60
( Orissa  Share 30% purchase upto 3 x 23    = 69 

TOTAL HYDRO , (A) 2099.8

2 O.P.G.C.

IB  TPS STAGE-I 2 x 210    = 420 342.09

IB  TPS STAGE-II 2 X 660  = 1320 680

TOTAL THERMAL , (B) 1740

                                 IPP CAPACITY

SL.NO NAME OF POWER STATION INSTALLED CAPACITY IN MW SHARE OF AUX. % AGE 

SHARE IN  % MW

1 STERLITE 1 X 600  = 600 100 600

2 GMR 3 X 350  = 1050 25 262.5

3 NBVL IPP 1 X 60  = 60 12 7.2

4 JITPL 2 X 600  = 1200 12 144

TOTAL IPP , (C) 1013.7

                                    RENEWABLE CAPACITY

SL.NO NAME OF POWER STATION 

1 SMALL HYDRO 115.6

2 BIOMASS 59.2

3 SOLAR 409.2

TOTAL IPP , (D) 584

SL.NO

.

NAME OF POWER STATION INSTALLED CAPACITY IN MW SHARE OF INSTALLED 

CAPACITY OF GRIDCO

AUX. 

CONS.

% AGE 

AVAILABILIT

Y(excluding UA)

SHARE IN  % MW

1 CHUKHA (BHUTAN) 4 x 84     =  336 (270MW considered for calculating share) 14.613 39.454 85

2 TALA (BHUTAN) 6 x 170 = 1020 4.25 43.35

3 FARAKKA (WEST BENGAL) 3 x 200   =  600
2 x 500   =  1000

1 x 500   =  500 18.65 93.25 7.5 85

4 JITPL 2 x 600 = 1200 12 144

5 KAHALGAON (BIHAR) 4 x 210    =  840 1.64 13.74 9

3 x 500    =  1500 3.38 50.73 9 62.11

6 TSTPP, KANIHA (ORISSA) 2 x 500    =  1000 33.43 334.27 7.5 85
4 x 500    =  2000 10 200 7.5

7 TEETSA 3 x 170    =  510 22.424 114.36 85

8 MANGDECHU HEP (BHUTAN) 4 X 180   = 720 10.797 77.736

9 KBUNL (Mujafarpur) (BIHAR)# 2 X 195 = 390 8.852 34.521

10 DARLIPALI STPS 2 X 800 = 1600 51.818 829.082

11 BARH 2 x 660    =  1320 12.2 161
2 x 660    =  1320 1.7 23

12 RANGEET( SIKKIM) 3 x 20    =  60 1.834 1.1

13 NPGC (BIHAR) 3 X 660   = 1980 0.789 15.618

14 NORTH KARANPURA 2 X 660 = 1320 21.834 288.028

15 KURICHU 1 X 60 = 60 1.018 0.611

Total ISGS 2492.03                             

SL.NO

.

NAME OF POWER STATION INSTALLED CAPACITY IN MW SHARE OF INSTALLED 

CAPACITY OF GRIDCO

AUX. 

CONS.

% AGE 

AVAILABILIT

Y(excluding UA)
SHARE IN  % MW

1 JSW Energy (Utkal) Ltd.

(Earlier known as Ind. Bharat)

1 x 350     =  336 12 38.2

1.76 28.18

INSTALLED CAPACITY IN MW

                                   CENTRAL SECTOR GENERATION

                OTHER THAN ISGS SHARE
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FORMAT-D.4

CAPACITY ADDITION OF GRID SUB-STATIONS

Sl. NAME OF THE CAPACITY AS ON PROGRESSIVE CAPACITY DATE REMARKS

NO. SUB-STATION 31.03.25 IN MVA IN MVA ADDITION (MVA)

1 Chandpur 1 x 20 + 2 x 12.5 1 x 20 + 1 x 12.5 + 1x 40 27.5 03.01.25 132/33kV 40MVA Power TRF No-II charged replacing the old 

12.5 MVA TRF 14:50 hrs.

2 Lapanga 2 x 20 1 x 20 + 1 x 40 20 21.01.25 132/33kV 40MVA Power TRF No-I charged replacing the old 

20 MVA TRF 13:18 hrs.
3 Brundabahal - 1 x 20 20 29.01.25 132/33kV 20MVA Power TRF No-I charged and loaded at 

17:49 hrs.

4 Boriguma 1 x 20 2 x 20 20 09.02.25 132/33kV 20MVA Power TRF No-II charged AT 18:02 HRS 

and loaded ON 10.02.25.
5 Nayapalli 1 x 20 2 x 20 20 14.02.25 132/33kV 20MVA Power TRF No-II charged at 13:00 hrs. 

and loaded at on 15.02.25 13:00 hrs.

6 Kharagprasad 1 x 20 2 x 20 20 21.02.25 132/33kV 20MVA Power TRF No-II charged 11:11 hrs. and 

loaded on 22.02.25 at 17:45 hrs.

7 Olaver 1 x 20 + 1 x 12.5 2 x 20 7.5 21.02.25 132/33kV 20MVA Power TRF No-II charged replacing the old 

12.5 MVA TRF 17:29 hrs.

8 Cuttack 3 x 40 1 x 63 + 2 x 40 23 28.02.25 132/33kV 63MVA Power TRF No-II charged replacing the old 

40 MVA TRF 14:35 hrs.

9 Keonjhar GIS 2 x 20 1 x 20 + 1 x 40 20 21.03.25 220/33kV 40MVA Power TRF No-I charged replacing the old 

20 MVA TRF 16:59 hrs.

10 Bangiriposi 2 x 12.5 1 x 20 + 1 x 12.5 7.5 24.03.25 132/33kV 20MVA Power TRF No-II charged replacing the old 

12.5 MVA TRF 13:31 hrs.

11 Rairangpur 2 x 20 + 1 x 12.5 3 x 20 7.5 24.03.25 132/33kV 20MVA Power TRF No-II charged replacing the old 

12.5 MVA TRF 15:17 hrs.

12 Ghess 2 x 40 3 x 40 40 25.03.25 132/33kV 20MVA Power TRF No-II charged and loaded at 

13:05 hrs on 30.03.25.

13 Therubali 2 x 12.5 1 x 20 + 1 x 12.5 7.5 26.03.25 132/33kV 40MVA Power TRF No-II charged replacing the old 

20 MVA TRF 20:18 hrs.

14 Mania 1 x 20 + 1 x 12.5 1 x 20 + 1 x 12.5 + 1x 40 40 29.03.25 132/33kV 20MVA Power TRF No-III charged and loaded at 

16:00 hrs.

15 Infocity-II GIS 1 x 40 2 x 40 40 29.03.25 132/33kV 40MVA Power TRF No-I charged and loaded at 

19:30 hrs.

16 Dabugaon 2 x 12.5 1 x 20 + 2 x 12.5 20 30.03.25 132/33kV 20MVA Power TRF No-III charged and loaded at 

19:14 hrs and loaded on 01.04.25.
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Format-D.5

MAJOR FAILURES OF TRANSFORMERS & EQUIPMENTS IN GRID SUB-STATIONS

CIRCLE DATE GRID S/S TRANSFORMER BREAKER CT & PT LIGHTNING ARRESTER Tower Collapse MISC. (Isolator/ Wave Trap 

etc.)

REMARKS

Berhampur 27.10.24 Paralakhemundi
- - - - - - -

Bhubaneswar 01.01.25 Pratapsasan
- -

 Main Bus-1 R-phase PT was 

burst
- - - -

Burla 04.11.24 Katapalli
- - - - - -

Bolangir 21.01.25 Junagarh

- - -

132kV Bph LA of 132kV Kesinga-

Junagarh Feeder punctured. - - -

Chainpal - - - - - - - - -

Cuttack 23.07.24 Pratapsasan
- - - - - - -

07.11.24 Somnathpur

- - - - - -

21.12.24 New Duburi

- - - - -

Jeypore 03.05.24 Kasipur
- - - - - - -

Jajpur Road
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